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NOTICE

This report was prepared as an account of work sponsored by an agency of the
United States Government. Neither the United States Government nor any agency
thereof, nor any of their employees, makes any warranty, express or implied, or
assumes any legal liability or responsibility for the accuracy, completeness or
usefulness of any information, apparatus, product or process disclosed, or

represents that its use would not infringe privately owned rights. Reference herein
to any specific commercial product, process, or service by trade name, trademark,
manufacturer, or otherwise does not necessarily constitute or imply its
endorsement, recommendation, or favoring by the United States Government or
any agency thereof. The views and opinions of authors expressed herein do not
necessarily state or reflect those of the United States Government or any agency
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1.0 INTRODUCTION

Coad-fired power plantswill continue to provide a significant share of the nation’s electrical power
production well into the 21st century.® The changing utility and regul atory environment will provide
opportunitiesfor Clean Cod Technologies (CCTys) to serve as competitive generatorsin thismarket. This
evaduation guideisto asss decison-makersin evauating certain CCTs. It presents comparative anadyss
techniques and data on power generation optionsto meet futureload growth demands. Through the use
of aconsstent basisfor evaluating thetechnical, cost, and environmental performancedatafor CCTs, an
objective processto determine the commercia potential of thesetechnologiesisavailable. Additionaly,
through interfacing with stakehol ders and obtai ning input and feedback on gpproach and results, thisguide
focuses on the issues most important to a decision-maker.

Recent developmentsinthe dectric utility business, both in the United States and abroad, have placed new
demands on a decision-maker eval uating the application of advanced power generation technol ogies.
Previoudy, the electric utility industry would evaluate competitive technol ogies based on arevenue
reguirement under regul ated market economic conditions. However, the passage of the Public Utility
Regulatory Policy Act of 1978 and the Energy Policy Act of 1992 has opened the e ectrical generation
market to competition from non-utility generators. Under thedirection of the Federal Energy Regulatory
Commission (FERC), the landmark FERC Order 888 has mandated transmission access, wholesale
competition, and federal and state actionsintroducing retail competition. Inresponseto these market and
regulatory changes, the power generation sector hasbegun restructuring, unbundling of services, mergers
with and acquisitions of neighboring utilities, and, in some instances, purchases of foreign utilities. These
actionsaremoving the sale of energy away from cost-based returnsinto market-based competitive pricing.

Under this new business climate thereisaneed for providing a decision-maker with information and
methods of evaluating competing technologies that are more applicable to actual market conditions.
Technology developers, financial investors, and project developers share in the need for these datato
evaluate investmentsin power generation upgrades and additionsto their utility systems. With the data
forthcoming from the CCT program, apartnership of the U.S. Department of Energy (DOE) and industry,
design and operationa information is now becoming available to help in performing the necessary
evaluations.

Thisreport contains the technica, economic, and environmenta performance dataon CCTsfor advanced
power generation gpplications, a ong with comparative anaysesto conventional technologies. Thedata
are presented in aformat to assist in the selection of power generation optionsfor applicationin the year
2005. The approach presented in meeting the needs of a decision-maker consists of applying lessons
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learned in the CCT programsto update technical, cost, and environmental performance data on selected
CCTsfor usein acomparative anaysis with other state-of-the-art technology options. Through the use
of thisinformation, and the methods defined for comparative anays's, adecison-maker can determine
gppropriate strategiesfor industry to promotemarket acceptance of CCTs. Theinitid date of CCTsunder
consideration includes integrated gasified combined cycle (IGCC) and pressurized fluidized-bed
combustion (PFBC), with comparisonsto conventional pulverized coa and natural gas combined cycle
technologies.

1.1 APPROACH

The approach followed in devel oping the CCT data and methods of anaysis consists of a multi-phased
study to establish key decision issues, definition of operational and economic performance data, and
formatting resultsfor usein technology evauation. Thisinitia evauation guide presentsdataand andysis
resultsfor IGCC power generation applications using coa. Subsequently, datawill be developed for
PFBC technologies including bubbling and circulating bed designs.

Toinitiatethe development of thiseval uation guide, selected stakeholderswereinterviewed and asked to
definekey issuesin the decision-making process. Theseissueswere used to focusthe devel opment of
technical, economica, and environmenta performance data of advanced power technologiesand assstin
identifying CCT commercia opportunities. Aniterative processwasthen utilized to focusthe study’ s
approach to assure acceptance of the results by industry stakeholders. The time frame for which the
anayses are being conducted is 2002 to 2010, with adecision to proceed into plant startup by the year
2005.

Updated technicd, cost, and environmenta performance datafor advanced power generation technologies
werethen established by applying lessonslearned from CCT projectstogether with inputsfrom technology
developers and users. Baseline power cycle configurations were devel oped based on stakeholders
feedback on application size and duty cycle. Power plant performance, cost, and environmenta datafor
|GCC technology at nomina plant sizesin the 200 MW to 500 MW range were defined. Competitive
current technology options, including conventiond pulverized cod (PC) with scrubbers and naturd gas-fired
combined cycles (NGCC), were also defined for use as areference for performance and economic
comparison.

To assist the decision-maker in evaluating risk associated with a particular technology selection, an
identification and definition of technology and cost uncertainty, at acomponent level, was compl eted.
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Quantitative methods were then applied to determine the effects of risk and uncertainty on performance
and the economics of commercial operation.

The economicsof the advanced power generation power systemsand competing power plantswerethen
developed on acong stent basis of eva uating the capitd, interest during construction, production costs, and
cost of electricity (COE). Sensitivity analysis was performed to evaluate the effects on COE from
variationsin capacity factor, heat rate, fuel price, and capital cost. In addition, arisk assessment mode,
Range Edimating Program (REP), was utilized to quantify the risk associated with the contingency assgned
to the capital cost estimates of the advanced power systems.

Todeterminethepotential variationin capacity factor and heeat rate, aproduction costing modd was used
to evaluate, on an hour-by-hour basis, the operating parameters faced by new generation plantsin meeting
the needs of a utility system under competitive dispatch conditions.

1.2 EVALUATION GUIDE OVERVIEW

Theguideisarranged in three volumes, with the eval uation guide overview presented in the Executive
Summary. Resultsof thetechnica, economic, and environmental performance are presented in Volume
l.

Section 2.0 of thisvolume presents an overview of the key issuesidentified by power generation decision-
makers. Theissuesrange from the fundamental assessment of power generation needsto the technica or
economic risk level stakeholdersarewilling to accept. Theissuesfall under thefollowing categories:
technical, economic, environmental, regulatory, and market issues. Stakeholder input and feedback ona
preliminary listing of issuesfacing adecis on-maker are presented, including the potentia impactsfromthe
deregulation of the utility industry, competition for new generation, and open accessto the transmission
network.

All of theseissues add to the challenge of introducing new technologiesinto the marketplace. With the
devel opment of open competition, the current emphasis by regulatorsisto minimizethe COE and the
financial uncertainties that are associated with deregulation.

The CCTscongdered for commercid viability in the eva uation’ stimeframe areintroduced in Section 3.0

of Volumel. CCT and conventiona power systems evaluations are then presented in asummary format
to alow the reader to quickly obtain key decision processinputs. Brief power plant descriptions are
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providedwith overall environmental and performanceanalyses, and capital and production costsfor each
technology.

Thedecis on-making processincludestheidentification and eva uation of technical and economicrisk to
theinvestor. In Section 3.0, arisk assessment on the capital cost components associ ated with each of the
advanced power plant configurationsisdefined to identify an expected cost of pushing thetechnology from
the developmentd statusto full commercidization by 2002. Two methods are used to define the effect of
risk on the process economics. Thefirst provides a subjective review of specific componentsat risk, with
identification of an appropriate process contingency to be applied asan adjustment to the project’ scapita
cost. Inthismanner adecision-maker may adjust therisk contingency asthetechnology isdemonstrated
and commercialized. The second method, presented in Section 4.0, uses basdline capital and production
cost for each technology to provide sensitivity of various operating parameters to demonstrate the effect
of risk onthe process economics. Thissection aso providesthe approach, basis, and methodsthat were
used to perform capita and production cost evauations, thus alowing adecison-maker an opportunity to
adjust theinputsto fit the particular needsof the utility market being served. Technology evauation results
are presented in Section 5.0 in a side-by-side format for technology performance, economics, and
environmental comparison.

Appendix A providesabrief discusson of environmental regulationsasappliedto the gpplication of CCTs.
Detailed results of theeconomic and financid analysesare providedin Appendix B. The Range Estimating
Program used in the devel opment of capital cost sensitivity isdescribed in Appendix C. Appendix D
provides contacts within the manufacturing, power producers, and R& D communitiesto assist in the
decision processwith up-to-date information and resultsfrom technol ogy devel opment and deployment.
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2.0 ANALYSIS OF EXTERNAL UNCERTAINTIES

The U.S. Department of Energy (DOE) is obtaining technical, economic, and environmenta performance
dataon Clean Cod Technologies(CCTys) throughamulti-year clean coad demonstration program. Through
thisprogram, the DOE intendsto make availableto power generation stakehol dersthetypes of information
necessary for government and industry to promote market acceptance of CCTs. The approach applies
the lessons learned in the CCT program demonstrations to update technical, cost, and environmental
performance dataon CCTsand prepare an information database to undertake comparative anayseswith
other state-of -the-art technology options. Of particular relevanceto the successful commercidlization of
CCTsistheahility of the stakeholder to evaluate uncertaintiesin the process of deciding about power
generation options.

Thedecision processof theutility planner and non-utility planner alikerelieson aconsistent basisfor the
evaluation of technical, cost, and environmental performance datafor power generation technol ogies.
Throughout this process, adecision-maker utilizes comparative anaysistechniques and datato evaluate
CCTsasapower generation option. Asthefirst step, the DOE has conducted outreach activitieswith
stakeholdersto identify uncertainties or issuesthat are key to the decision-making process. Theseissues
areimportant to the definition of the issues and bases for which a given power generation technology will
be evaluated, and range from the fundamental assessment of power generation needs, to the level of
technical and economic risk stakeholders may be willing to accept.

This Section 2.0 presentsabrief overview of issuesor uncertaintiesfaced by the decision-maker inthe
selection of power generationtechnologies. These issues have been summarized under the following
categories. technical, economic, environmental, regulatory, and market. Sections 3.0, 4.0, and 5.0 present
technical, economic, and environmental performance data that may be used in the decision processto
address areas of uncertainties, and asaminimum, provide the stakehol der with abaseline upon which to
compare competing technologies. Some issues, especially those related to the uncertainty of future
regulatory and market direction, are discussed, but it isleft to the stakehol der to assign gppropriate values.
Issues that can be reduced to performance or economic values may be addressed through use of the
performance and cost data presented in the following report sections.

Duetothehigh degree of uncertainty inthe future market for power and the e ectric utility sector, theissues
presented here are il evolving, and theimpact of these on cod-using technologieswill change over time.
The analyses presented in this report focuses on supporting electrical baseload requirementsin the 21t
century, specificaly for capacity additionsand/or repowering of existing facilitiesfor servicein theyear
2005.
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2.1 TECHNICAL ISSUES

Technica issuesareimportant to prospective investorsin proportion to how they affect the risk inherent
to aninvestment proposal. The advanced power generation technol ogies under demongtration inthe CCT
program have more perceived risk to the investment community than conventional power systems, eg.,
subcritical pulverized cod or natural gas combined cycle. Successful demonstration of these technologies
will lower thelevel of uncertainty to the devel oper, turnkey contractor, or the equipment supplier and affect
theutility planner’ sdecisonto moveforward. Key factorsin assessng the state of technology readiness
include:

Demonstrated process and integrated plant availability.
Manufacturers’ and turnkey contractors’ performance guarantees.
Operations and maintenance costs requirements.

Fuel flexibility.

Energy efficiency and environmental performance.

D O O O O

An objective of the CCT program isthe commercid deployment of successfully demondrated technologies.
The detailed technical, economic, and environmental dataand experiencegained during the demondration
will bevitd to effortsto commercidizethetechnology. Mesting thisobjectiveinvolvescomplementary but
distinct rolesfor the technology owner and the government. For the government, the purpose of itsrole
asfacilitator in technology transfer isachieved by theinformation being distributed to the decison-makers
inausable and timely fashion. It isthe technology owner’ sroleto retain and use the information and
experiencega ned during thedemonstration to promotethe utilization of thetechnology inthedomesticand
international marketplace.

The success of the CCT program ultimately will be measured by the degree to which the technologiesare
commercialized both domestically and internationdly and by the contribution the technologiesmaketo the
production of low-cost and clean electrica power. Thisgoa can be reached only if the decision-maker
understandsthat thesetechnol ogies are competitive with aternative energy optionsthrough efficiency
increases and enhanced environmental quality.

Clean Coal Technology Demonstration Program

Table 2-1 providesareview of the Clean Coa Technology Program’ sdate of 39 projects.? The CCT
program has proven to be an effective means by which government can work cooperatively withthe private
sector in demonstrating new technologies for introduction into the commercial marketplace.
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Clean Coal Technology Demonstration Program

Project Status

(Fall 1998)
Project Status
ADVANCED ELECTRIC POWER GENERATION
Fluidized-Bed Combustion
Mclntosh Unit 4 PCFB Demonstration Project Project restructured and re-sited

Tidd PFBC Demonstration Project
Nucla CFB Demonstration Project
ACFB Demonstration Project

Final Report NT1S #DE96000650
Final Report DOE/MC/25137-3046
EISin progress

Integrated Gasification Combined Cycle

Clean Energy Demonstration Project

Pifion Pine IGCC Power Project

Tampa Electric Integrated Gasification Combined Cycle Project

Site pending
Final startup/addressing issues
In operation

Wabash River Coal Gasification Repowering Project In operation
Advanced Combustion/Heat Engines
Healy Clean Coal Project In operation

Coal-Fueled Diesel Engine Demonstration Project

Construction phase approved

ENVIRONMENTAL CONTROL DEVICES

NOx Control Technologies

Demonstration of Coal Reburning for Cyclone Boiler NOx Control

Full-Scale Demonstration of Low-NOx Cell Burner Retrofit

Evaluation of Gas Reburning and Low-NOx Burners on aWall-Fired Boiler

Demonstration of Advanced Combustion Techniques for aWall-Fired

Boiler

180 MWe Demonstration of Advanced Tangentially Fired Combustion
Techniques for the Reduction of NOx Emissions from Coal-Fired Boilers

Demonstration of Selective Catalytic Reduction Technology for the Control
of NOx Emission from High-Sulfur Coal-Fired Boilers

Micronized Coal Reburning Demonstration for NOx Control ona 175 MWe
Wall-Fired Unit

Project complete - Final reporting
Final Report NTIS #DE96003766
Final reporting

Final Report under review

Final Report NTIS#DE94011174

Final Report NTIS #DE97050873

Ongoing test operations
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Clean Coal Technology Demonstration Program

Project Status
(Fall 1998)

Project

Status

SO, Control Technologies

10 MWe Demonstration of Gas Suspension Absorption

Confined Zone Dispersion Flue Gas Desulfurization Demonstration

LIFAC Sorbent Injection Desulfurization Demonstration Project

Advanced Flue Gas Desulfurization Demonstration Project

Demonstration of Innovative Applications of Technology for the
CT-121 FGD Process

Final Report NT1S #DE960003270
Final Report DOE/PC/90546-T10
Final Report NTIS #DE96004421
Final Report NTIS #DE96050313
Final Report NTIS #DE94016053

Combined SO,/NOx Control Technologies

SNOX™ Fue Gas Cleaning Demonstration Project

LIMB Demonstration Project Extension and Coolside Demonstration

SOx-NOx-Rox Box™ Flue Gas Cleanup Demonstration Project

Enhancing the Use of Coal by Gas Reburning and Sorbent Injection

Milliken Clean Coal Technology Demonstration Project

Commercial Demonstration of the NOXSO SO,/NOx Removal Flue
Gas Cleanup System

Integrated Dry NOx/SO, Emissions Control System

Final Report NTIS #DE94018832
Final Report NTIS #DE93005979
Final Report NTIS #DE96003839
Final Report NTIS#DE96011869
Ongoing test operations
Negotiations to re-site project

Final reporting

COAL PROCESSING FOR CLEAN FUELS

Coal Preparation Technologies

Development of the Coal Quality Expert

Self-Scrubbing Coal ™: An Integrated Approach to Clean Air
Advanced Coa Conversion Process Demonstration

Final reporting
Plant operations on hold
Processing coal

Mild Gasification
ENCOAL Mild Coal Gasification Project

Completed testing
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Fourteen projects, with atotal estimated cost to completion of over $4.7 billion, are demonstrating
advanced e ectric power generationtechnol ogiesinfluidized-bed combustion, integrated gasficationcycle,
and advanced combustion/heat engines. Thesetechnol ogiesare characterized by highthermal efficiency,
very low SO, and NOx emissions, reduced emissions of CO, solid and liquid waste reduction, and
enhanced economics. Thetechnologiesareasoflexiblein that they can fulfill requirementsin both new
generating capacity “greenfield” and repowering applications. The CCT projectsin thismarket category
represent gpproximately 1,200 MWe of new generating capacity and 800 MWe of repowered capacity.
Table 2-2 presents the DOE research goals® for advanced power systems as published in 1993.
Table 2-2
Research Goals for Advanced Power Systems

2000 2005 2010 2015
Efficiency (HHV) 42% 47% 55% 60%
Emissions 1/3NSPS 1/4 NSPS 1/10 NSPS 1/10 NSPS
CO, Reductions 24% 32% 42% 47%
Cost of Energy ) 10 to 20 percent lower (

Source: U.S. Department of Energy

DOE-led programs support the devel opment of Advanced Turbine Systems (ATS) onacod-sharing basis,
enabling gas turbine manufacturers to provide ATS to the commercial marketplace and establish a
foundation on which DOE goals can be achieved. Objectivesof the ATS program areto develop low-
cog, highly efficient gasturbine systemsthat possesssuperior environmenta performance. Generd Electric
(GE) and Westinghouse are participating in the program to develop utility-scae ATS, large gasturbine
combined cycle systemsgreater than 400 MW. Each of these systemsincorporates aunique closed-loop
cooling concept that improves system efficiency and maintains superior environmenta emissons. Table2-3
lists the characteristics of both GE and Westinghouse cycles.

Thecommercially available and demonstrated turbine technology consists of the GE 7000F in combined
cycle. Thissystem operating at Tampa Electric CCT integrated gasification combined cycle (IGCC)
project iscapable of producing 250 MW from gasifier syngasat ahigher heating value (HHV) efficiency
of 38.9 percent. The Westinghouse W501G turbineis expected to be commercialy available before 2000,
and because of itsincrease firing temperature and efficiency, the DOE HHYV efficiency god of 42 percent
by 2000 should be surpassed. GE has made a commercial announcement and offering of their ATS,
designated asthe STAG 107H, referred to elsewhere asthe H” turbine. Withthe*H” technology, the
DOE goal of 47 percent HHV in 2005 should be surpassed.
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Table 2-3
Utility ATS Performance Characteristics
General Electric Westinghouse
Cycle Configuration Combined Cycle Combined Cycle
System Size 400 MW 440 MW
Turbine Inlet Temperature 2600EF 2700EF
Pressure Ratio 231 251
Nitrogen Oxides 9 ppm 9 ppm
Efficiency (LHV) >60 >60

The CCT program technologies are operated a sufficient scale and in user environmentsto provide useful
and meaningful resultsto assesscommercid performance potential, with several of the advanced electric
power generation projects only now generating operating data. Based on present utility integrated resource
plansand other forecasts, thisscheduleiscompatiblewith most utility expansion plans. Domestic basdoad
capacity increases are projected to be required about the year 2005 and extend well beyond 2010,
requiring decisions on available options to take place beginning around the year 2000. For those
consdering repowering of exiging facilitiesto meet the sringent year 2000 Phase |l emissons requirements
under the Clean Air Act Amendmentsof 1990, sufficient information will be available on most technology
optionsto assist in the decision-making process.

In comparison with current coa -fueled power plants, the higher efficienciesof CCT power systems (see
Figure2-1) will contributeto both environmenta performanceimprovementsand lower overall production
cost. Reductionsin capital costs are dso targeted through efforts to streamline process design, increase
the modularity of plant design, and reduce power plant land area requirements.

Commercid avallability of CCT power systemstechnologiesin the United Statesistargeted for early inthe

next century, a period when replacement of aging power generation facilitiesis expected to accelerate, and
when substantial new baseload capacity additions are anticipated.®
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Advanced Power System Efficiency Improvements

Source: U.S. Department of Energy

2.2 ECONOMIC ISSUES

Many of theissues confronting the decision-maker aretied to eva uating aproject’ seconomic risk. From
the investor’ s perspective, the ability to achieve project financing and investment objectives are the
important measures of project viability. Economicissuesincludethosedirectly related to capital and fixed
operating cost, such asequipment or processavailability, economy of scale, and construction and startup
schedule. Variable operating coststhat contribute directly to the marginal cost of electricity are affected
by process performance, fuel availability and cost, and other process consumables. Key factorsin
assessing the economics of technology selection include:

Capital Investment

Construction and Startup Schedule
Startup Costs

Operations and Maintenance Costs
Capacity Factor

D O O O O

O O O O O
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Saleable Byproducts

Cost and Schedul e Guarantees

Long-Term Fuel Cost and Availability
Financing Structure
Hazardous Waste (where applicable)
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Compstitionin utility generation and theexposurerisksof large capitd investmentshaveledto apreference
to minimize front end costs and minimize fixed and variable operation and maintenance costs. Thereis
consderable concernin the utility industry with the potentia of having “ stranded investments.” Theseare
investments that would be unable to recover capital due to changes in market competitiveness or
regulations. Theissue of stranded assets has recently been addressed by the Federal Energy Regulatory
Commission (FERC) Fina Order No. 888, discussed later in this section.

Additionally, fuel supply/fuel flexibility isessentia to thelong-term successof aCCT project. A project
designisnormally focused on aparticular type of fuel. Asapart of the design process, aprojection of
long-term fud availability ismade. Unavailability of thefue during the economic lifeof the project will
adversaly impact the project’ sperformance. If aproject iscapable of shifting fuel types(i.e., isflexible),
such long-term fuel supply risks are reduced.

Three phases of the schedule are important:

C Devel opment schedul e including the permitting.
C Construction schedule to include the release of contracts to the field.
C Startup schedule.

Thefina schedule guarantees are normally defined at the time of the financial closing.

| ssues concerning financing structure can be defined further by the competitivefactorsin thefinancia
community and by the demand side of the electrical market it serves. 1ssues can be summarized into the
following financial issues:

Market competitiveness
Financing basis
Demand forecasts

Fuel price forecasts

Byproduct markets

Fuel and feed stock supply/fuel flexibility
Regulatory uncertainties

Cost of capital

O O OO
OO OO

Ultimately, the project must be competitive within the power grid served. The basdlinefor comparison is
the existing generators on the grid selling power. From the perspective of the financia lender, the
economics of the project are fundamental to the success of the project in that the financial community is
looking for areasonable return oninvestment. For that returnto occur, the revenues and costs associated
with aproject must be predictable, therisk of acquiring these revenues must be understood, and the project
must be economicaly viable, i.e., it must have the ability to meet ligbilitiesfrom operating revenue. Fully
defining economic risk is paramount to the capital investor.
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Additiondly, the* alocation of risk and project economics’ isfundamental to the successof the project and,
therefore, outweighs many other factors. This allocation is based on the acceptance of risk by the
“appropriate party.” In the case of power generation technology, acceptance is usually by the
manufacturers or those parties in the business of underwriting risk through one form or another.

When aCCT isconsdered, the financing decison will beimpacted by theamount of risk the devel oper,
turnkey contractor, and major equipment vendors are willing to accept. The key to the resolution of
economicissuesisto have equity playerscontributeto assigning risk to the party who can best defineand
contral it. Specificaly, risksneed to beidentified, dlocated, and assumed by the party that ismost capable
of deding with therisk. In addition, the group assuming the risk must be sufficiently informed about the risk
for the assumption to be credible.

Performance guaranteesare the heart of theissue, and performance guarantees must be backed by credit-
worthy companiesor financid instruments. The most effective performance guarantees arethe onesthat
do not immediately result in lega recourse given an unfavorable event. I1n the development and the
acceptance of the performance guarantees, the lenderswill use expertsto assessthelevd of risk associated
with each project. Performance guarantees can consider energy output (MWe or steam in pounds per
hour), process efficiency, system heet rate, maintenance schedule and costs, environmental compliance,
or construction schedule as examples.

Assuming the project risks have been alocated to the appropriate party, the equity investorswill sill need
to ensure the project makes sense from an economic standpoint. For thisto occur, an energy project must
be competitivewith the other system generators supplying thedectric grid. Energy produced by thefacility
must be competitive such that the facility will be dispatched on the electric grid. In addition, other
byproducts such as steam or chemicals must be competitively priced for revenue flow to occur.

2.3 ENVIRONMENTAL ISSUES

In the processof power generation technology selection, the decision-maker iseva uating systemsthat will
enableutilitiesto meet stringent environmental requirementswhile providing competitiveeectricity prices.
The technologies must produce significantly lower emissions of acid rain gases, greenhouse gases, and air
toxi cs species than the present generation of coa-fueled power plants. Additionaly, the project must be
environmentally sound such that a permit can be obtained before the project isconsidered for financing.
Thefinancia community looks at the satisfaction of regulatory and permit issuesasaprerequisiteto any
commitment. The permit must exist or be obtainable beforethefinancia community will commit funds.
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Specificdly, thefinancid community will not accept any permitting or environmenta risk. Congtruction may
not start until major permitsareissued and areenforcegble. Thismeansthat the need todevelop and obtain
theenvironmenta permitsistheresponsbility of theultimate owner or thedeveloper. Inaddition, fromthe
lender’ s perspective, there is no “extra credit” given for developing a design that goes beyond the
environmental and regulatory requirements.

At apoint in time when the el ectric generation market is becoming more deregulated, the technology
required to produce el ectric power hasto satisfy more environmental regulatory requirements. New or
modified facilitiesmust be desgned to comply with afull range of environmenta regulations. Thesignificant
regulations and environmental issues may include:

National Environmental Policy Act of 1969 (NEPA)
Clean Air Act Amendments of 1990 (CAAA)
Energy Policy Act of 1992 (EPACct)

New Source Performance Standards (NSPS)
National Ambient Air Quality Standards (NAAQS)
Prevention of significant deterioration (PSD)
Greenhouse gases reduction

Hazardous air pollutants

Acid deposition

Water use and discharge

Waste disposal

Externalities

DD O O O OO OO O O O O O

The CAAA requirements are the most extensive, and the technology needed to addressthese requirements
offersan opportunity for CCTsto achieveacompetitiveadvantage. The advantage to an existing generator
isthat the emission reductionsrequired by existing plantswould be achieved by repowering withaCCT
rather thaningtaling additional emission controlsat the source. Thisassumptionisredigticinthat theCCT
will meet the most stringent emission limitation expected.

A review of both exigting environmenta regulationsand potentiad future environmenta concerns, which may
or may not impact the selection of technology, is valuable to the decision-making process. Appendix A
briefly describesthe environmentd regulationsfor CCT applications. Thefollowing highlightssomeof the
key issues.
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The National Environmental Policy Act (NEPA) - NEPA of 1969 was approved into law on
January 1, 1970. ThisAct established anational policy to promote effortsthat will prevent or eliminate
damage to the environment. The law required, as a part of aproposal for activities that could have a
significant impact onthe quality of the human environment, the submission of an Environmental Impact
Statement (E1S). TheElSidentifiesenvironmenta impactsthat can result from aproject and then provides
an approach and adternativesthat may be used to mitigate against theimpacts. The specific requirements
for the EIS have evolved and will continue to evolve. However, for CCT projects, the most significant
requirementsinclude emisson streams, effluent streams, and waste streamsassociated with air, water, and
solidwaste. The EISwill identify the quantity, composition, and frequency of discharges. The evauation
of dischargesis essential to ensure the project meets discharge limitations.

Clean Air Act Amendments of 1990 (CAAA) - CAAA wassignedintolaw in November of 1990 with
agoa to reduce pollution from gaseous emissions by 56 hillion poundsayear. The control of pollutants
that can contributeto acid rainissubject to Title IV of the CAAA. Theseregulationsinclude atwo-phase,
market-based approach to reduce SO, emissions from power plants and provides for the requirement to
have an allowance trading system. Reductions of oxides of nitrogen will aso be achieved, but through
performance standards set by the Environmental Protection Agency (EPA). Titlelll of the CAAA
identifiesa“major polluter” asasourcethat will emit morethat 10 tons per year of any one of 189 listed
hazardous pollutants or more than 25 tons per year of any combination of hazardousair pollutants. Other
requirementsof the CAAA cover non-attainment areas, permitting, motor vehicles, and stratospheric ozone
depletion.

The Energy Policy Act of 1992 (EPAct) - EPAct wassigned into law in October of 1992. Under Title
XVI, Globd Climate Changeisaddressed. Among the provisions, Title XV1 callsfor DOE to establish
avoluntary reporting system for participantsto submit information on their greenhouse gasemissons. On
October 19, 1993, the Climate Change Action Plan, which described the actions that would be taken to
reduce greenhouse gasemissions, was rel eased by the President and Vice President. The Plan describes
nearly 50 new and expanded initiatives that would reduce emissons. Included in those initiativeswasthe
use of CCTs.

New Source Performance Standards (NSPS) - The EPA hasissued a series of standards that address
anumber of basicindudtria categories. NSPSreflect the maximum degree of emission control that can be
achieved by anindustry through direct emission control, operation, and other available methods. NSPS
are available for the various fuel sources and are used as apart of the permitting process. NSPS are
applicable to the following combustion sources:
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Fossil fuel-fired steam generators

Electricity utility steam generating units

Industrial - commercial - institutional steam generating units
Incinerators

Municipal waste combustors

Sewage treatment plants

Gas turbines

D O O O OO OO

National Ambient Air Quality Standards (NAAQS) - The Clean Air Act directs EPA to identify and
st nationa ambient air quality standardsfor pollutantsthat cause adverse effectsto public healthand the
environment. EPA has set nationd air quality slandardsfor sx common air pollutants.  particul ate matter
(measured as PM ;, and PM,, 5), sulfur dioxide (SO,), nitrogen dioxide (NO,), carbon monoxide (CO),
ground-level ozone (O;) (smog), and lead (Pb). For each of these pollutants, EPA has set health-based
or “primary” standardsto protect public health, and welfare-based or “ secondary” standardsto protect
theenvironment (crops, vegetation, wildlife, buildingsand national monuments, visibility, etc.). Additiona
requirementswill be placed on facilities based on whether or not the facility will belocated in an areathat
ismesting theambient air qudity standards. If theNAAQS arebeing met in an areaof aproposed facility,
the facility will be subject to the requirements of the attainment area (i.e., prevention of significant
deterioration of air quality). If requirementsare not being met, non-attainment arearequirementswill be
applicable. In non-attainment areas, the control equipment should be designed to achieve the lowest
achievableemissionrate (LAER), which isthe most stringent of either any State' s Implementation Plan
emission rateor any demonstrated technology, but in no caselessstringent than NSPS. The non-attainment
arearequirements a so specify that emissions from the new source be more than offset by areductionin
emissions from existing sources in the area.

Prevention of Significant Deterioration (PSD) - PSD requirements are applicable to major
maodifications or new major stationary sources being located in areasthat are meeting NAAQS. PSD
requirementsare devel oped around the concept of ingtaling the best available control technology (BACT).
By definition, CCTs should qualify as BACT, which isthe maximum degree of emission reduction
determined on acase-by-case basisfor new sourcesin clean air areas with cost, energy, and technical
feas bility taken into account, but in no caseisBACT less stringent than NSPS. PSD requirements a so
include air quality dispersion modeling to estimate compliance with PSD increments and NAAQS.
Preconstruction monitoring (both ambient air pollutants and meteorology) may be required for comparing
exiging ambient air qudity to NAAQS and for digperson modding. Ananaysisof impairment to vishility,
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soils, and vegetation that would occur asaresult of the source; and ar qudity impacts of projected generd
commercial, residential, industrial, and other growth associated with the source are also required.

Greenhouse Gases - Internationa agreements have targeted CO, for reduction to pre-1990 levels. The
overdl effect of theseinternational agreementsisthat use of fossl fuels must be made more efficient than
existing operations. U.S. policy on climate change callsfor signing alegally binding treaty to reduce
greenhouse gasemissons. A Senate resolution (S.Res. 98) satesthat the Senate will not gpprove atreaty
that does not set identical emissions levels and compliance timetables for all parties. The resolution
endorsesthe scientific consensus on climate change, and whileit throws aspotlight on devel oping countries,
it still allowsthe United States negotiating flexibility. In December 1997, the United States agreed in
principle to the Kyoto Protocol, committing to a 7 percent reduction from its 1990 greenhouse gas
emissions by a 2008 to 2012 commitment period. Congressional approval is pending.

Hazardous Air Pollutants - Title [l of the CAAA coversthe emissions of hazardous air pollutants
(HAPs) from stationary sources. Thishasthe potentia of requiring power plantsto control emissions of
HAPs and to perform risk assessments of the most exposed individual if required by EPA. An Electric
Power Research Indtitute (EPRI) report, “ Electric Utility Trace Substances SynthessReport” (TR-104614,
November 1994), indicatesthe emissions of HAPsfrom power plantsare quite small -- infact, just over
half thevauesprevioudy estimated by EPA. TheEPA isrequired under the CAAA to performtwo studies
on power plant HAP emissions, one regarding the emissons of mercury from power plants, and the other
ondl other HAP emissonsfrom utility sources. Thefind report on HAPs, including mercury, was sent to
Congress. Theregulatory approach EPA plansto takeisto defer imposing HAP emissionsfrom utilities
at thistime and further study the emissions from utility sources.

Acid Deposition - TitlelV of the CAAA relatesto acid deposition. Phase| SO, emission requirements
are being met primarily by fuel switching and/or blending, with some utilities opting for flue gas
desulfurization (FGD) systemsto take advantage of bonus alowancesfor early compliancewith the Phase
Il requirements. Theindicationsarethat Phase |1 requirementsfor the utilitieswill be atest of the use of
thedlowance system. Utilitiesare expected to be purchasing excess dlowances during Phase | and saving
them for usein Phasell. Many utilitieswill be able to postpone making a decision on the method to be
used to comply with the alowance program, whether it isthe further use of fued switching, or theingdlation
of FGD scrubbers (which are aso being demonstrated in the CCT program), or repowering existing
sourceswithaCCT sysemwith itsinherently low SO, emissonrate. The benefitsof CCT areseeninthe
emission projectionsthat are lower than emission rates projected by competitive technologies. Phasell
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NOx emission regulations are established for the various boiler types with the emission limits based on
combustion controls, coal or natural gas reburning, or selective catalytic reduction.

Water - Water-related requirements such as water usage may be a significant issue that impacts the
environmental permitting. For example, the concept of zero discharge may impact the handling of the
processwater. Thetrend in thiscountry and North Americain general istoward the reduction of water

usage.

Waste - A find areaof concern relatesto the requirements to reduce the quantity of the waste that isbeing
discharged. Thetrend istoward developing aprocessthat is capable of zero discharge. New projects
need to look at the beneficiad uses of the solid waste, such as concrete production road congtruction or use
of sulfur as the feedstock for process plant operation. The challenge will be to encourage use of
byproducts in these markets and to develop additional markets.

Environmental Externalities - The coststo society because of increased health care, depleted resources,
and agenera reductionin quaity of life are environmental externdities. However, the consideration of
environmenta externalitieshasnot yet been amajor influenceinthe selection of technology for eectrica
power generation. Thecategoriesof environmenta externalitiesrange from measured impactson crops,
fish, recreational opportunities, and visua aesthetics. Thetrend away from reflecting environmenta costs
inutility decisonsisoccurring dueto theratepayer and competitive pressureto reduce the cost of power.

Future Environmental Concerns

At the present time, the uncertainties of future pollution control plans discussed below cause concernsthat
will haveto be addressed if they become an EPA standard. Infact, the more stringent sandards will likely
affect existing sourcesaswell asfuture sources. Thefuture sourceswill haveto usethe emission offsets
from the existing sources againgt new sources. There has not been any indication of thedirection that EPA
isheading, and it isdifficult to anticipate what the future requirements may be, or the effect. Nevertheless,
the future emissionsfrom anew or repowered plant witha CCT will belessthan the emissonsfromthe
existing plant.

Table 2-4 provides a brief implementation schedule for some of the CAAA Titles.
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Table 2-4
CAAA of 1990 Summary Schedule
Implement
Title | Phase | Poll Description Sources Affected Regs. Due Date
I OZONE NON-ATTAINMENT (NOx)
(OTR (4) sources only)
NOx |RACT All major sources (1) 1993 5/31/95
NOx | Meet ambient air quality standards (2) >250 10° Btu/h heat input & >15 MW 1997 5/1/99
NOx | Meet ambient air quality standards (2) >250 10° Btu/h heat input & >15 MW 2001 5/1/03
I HAZARDOUSAIR POLLUTANTS (HAPs)
HAPs | Final Report to Congress on Utilities HAP Utility boilers, if EPA decidesthat HAP Pending
emissions. emissions pose a risk. study
HAPs | Maximum Achievable Control Technology | Utility boilers, if EPA decides that HAP 11/15/2000 2003
(MACT) emissions pose arisk. Final Air Toxic Regs
v ACID DEPOSITION
1 NOx | LNB Technology (3) Group 1 175 T-fired & dry bott/wall-fired birs 1/1/96
(©)
SO, |Allocation System Units >100 MW & emitting >2.5 1b/10° Btu 1/1/95
NOx | Best systemin cost comparableto Phl LNB | Group 2 blrs >25t NOx/yr, 2000 units (3) 1/1/97 1/1/00
(©)
2 SO, |Allocation System Units >25 MW 1/1/00
Vv PERMITS Operating permits for all sources 11/95
Notes:

PWNE

Northeast OTR is comprised of northern Virginia through

In PA facilities emitting 100 tons or more of NOx/yr & in NJfacilities emitting 25 tons or more of NOx/yr.
A Pllcablelln the 5 month period (May-Sept) with RACT year around. ] ] .
Affects utilities outside the Ozone Transport Region (OTR) as Title | is more stringent than Title IV for OTR affected utilities.
aine including Washington DC. In order for the OTR to meet ambient air quality standards, the Ozone Transport

Assessment Group is considering expanding the area covered to those upwind states bordering the Mississippi River eastward and Texas.

G

~

Title Il addresses provisions relating to mobile sources.
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Ozone Non-Attainment - Title| of the CAAA addressestheissue of non-attainment, that is, those areas
that are not meeting ambient air quality standards. Theareaof concerninthisregardisthe ozone non-
attainment area. Within ozone non-attainment areas, the concern is that NOx emissions are being
considered as precursorsto ozone generation, and further control of NOx emissionsmay beforthcoming.
In the Northeast Ozone Transport Region, afuture requirement limiting NOx emission rates to 0.15
Ib/10° Btu will be imposed in order to meet ozone standards in the region.

Ozone NAAQS - EPA isphasing out and replacing the previous 1-hour primary ozone standard with a
new 8-hour standard to protect against longer exposure periods. EPA issetting the standard at 0.08 parts
per million (ppm). EPA will designate areas asnon-attainment for ozone by the year 2000 (using the most
recently availablethreeyears worth of air quality dataat that time). Areaswill have up to threeyears (or
until 2003) to devel op and submit stateimplementation plans (SIPs) to providefor attainment of the new
standard. The new standardswill not require local emission controls until 2004, with no compliance
determinations until 2007. The Clean Air Act dlows up to 10 yearsfrom the date of designation for areas
to attain the revised standardswith the possibility of two one-year extensons. (Thisregulationiscurrently
under appeal.)

Ozone Transport Assessment Group (OTAG) - Ozoneisapollutant that travelsgreat distancesand
itisincreasingly clear that it must be addressed asaregiond problem. For the past two yearsthe EPA has
been working with the 37 most eastern states through the OTAG in the belief that reducing interstate
pollution will help all areasinthe OTAG region attain the NAAQS. A regiona approach can reduce
compliance costsand allow many areasto avoid most traditional non-attainment planning requirements.
The OTAG completed itswork in June 1997 and forwarded recommendationsto the EPA. Based on
these recommendeations, the EPA proposed rulemaking (October 10, 1997, 40 CFR 52) requiring states
inthe OTAG region that are significantly contributing to non-attainment or interfering with maintenance of
attainment in downwind statesto submit SIPrevisonsto reducether interstate pollution. The EPA issued
the final rulein September 1998. (Thisregulation is currently under appeal.)

PM-2.5 NAAQS - EPA ismaking more stringent the current particulate standard from PM 10 down to
PM 2.5and smaller. EPA revised the PM standards by adding anew annua PM, ¢ standard set at 15
micrograms per cubic meter (ug/m?) and anew 24-hour PM, s standard set at 65 pug/m?. The EPA will
make designation determinations (i.e., attainment, non-attainment, or unclassifiable) withintwo to three
yearsof revisng agtandard. A comprehensive monitoring network will be required to determine ambient
PM,, 5 particle concentrations across the country. Monitoring datawill be available from the earliest
monitors by the spring of 2001, and three years of datawill be available fromall monitorsin 2004. EPA
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will makethe first determinations about which areas should be designated non-attainment status by 2002.
Stateswill havethreeyearsfrom the date of being designated non-attainment (or until between 2005 and
2008) to deveop pollution control plans and submit them to EPA showing how they will meet the new
gandards. Areaswill then have up to 10 yearsfrom their designation as non-attainment to attain the PM,
standards with the possibility of two one-year extensions. (See Appendix A for additiona information.)
(Thisregulation is under appeal.)

SO, NAAQS - In January 1997, EPA proposed anew program to address the potentia hedlth risks posed
to asthmatics by short-term peak levels of sulfur dioxidein localized situations. If implemented, this
standard could affect sourceswith apotentia to produce high concentrations of short-term bursts of SO,
emissions.

Haze - The EPA proposed regiona haze regulations to address visibility impairment. The proposed
regulations will protect specific areas of concern, known as“Class|” areas. The Clean Air Act defines
mandatory Class| Federd areasas certain national parks(over 6,000 acres), wildernessareas (over 5,000
acres), national memorial parks (over 5,000 acres), and international parks. There are 156 of these areas
protected under the existing visibility protection program. The proposed regional haze regulations apply
to al states, including those states that do not have any Class| areas. Stateand local air quality agencies
will implement the proposed regiona haze program through revisionsto their SIPs. The stateswill make
decisions about specific emission management strategies.

NOx NSPS - The EPA revised the Standards of Performancefor Nitrogen Oxide emissionsfrom new
fossi|-fuel-fired seam generating units. Theemissionlimitisthat after July 9, 1997 no affected unit shall
be congtructed, modified, or reconstructed such that the discharge of any gases contain nitrogen oxidesin
excess of 1.6 pounds per megawatt-hour) net energy output. Net output means the net useful work
performed by the steam generated, taking into account the energy requirementsfor auxiliariesand emission
controls. For unitsgenerating only dectricity, thenet useful work performedisthenet eectrica output (i.e.,
net busbar power leaving the plant) from the turbine generator set.
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2.4 REGULATORY ISSUES

Thedectric utility industry of today hasevolved out of aseries of changesin the Public UtilitiesHolding
Company Act (PUHCA). Thismodel was predicated on the management of a number of monopoly
generating and distribution utilities that were charged with the requirement to serve, in exchangefor the
exclusiveright to aservice territory. This started to change with the passage of the Public Utilities
Regulatory Policy Act of 1978. Thischange hasaccd erated sincethelatest enabling legidation, the Energy
Policy Act of 1992.

The utility industry has responded to the changing legidative agendawith mixed reactions. 1nsome cases,
thereisaggressive restructuring of the business designed to anticipate the direction industry will take. In
other cases, utility companies are taking more of a“wait and see” attitude. Today, the utility industry is
made up of investor-owned, government-owned, and independent power producers. Thefina direction
to be taken by industry will not be clear for anumber of years pending interpretation of the new regulations
by industry, legidatures, regulators at the federal and state levels, and the courts.

Role of Federal Policies

The Federal Power Act supported salf-sufficient, verticaly integrated e ectric utilities, inwhich generation,
transmission, and distribution facilities were owned by asingle entity and sold as part of abundled service
(delivered dectric energy) towholesdleandretail customers. Most e ectric utilitiesbuilt their own power
plants and transmission systems, entered into interconnection and coordination arrangements with
neighboring utilities, and entered into long-term contracts to make bundled sales of generation and
transmissionto municipa, cooperative, and other investor-owned utilities (IOUs) connected toeach utility’ s
transmission system. Each system covered alimited service area. This structure of separate systems
devel oped primarily because of the cost and technologicd limitations on the distance over which eectricity
could be trangmitted. Through much of the 1960s, utilities were able to avoid price increasesin dectricity
and still achieve increased profits, because of substantial increases in scale economies, technological
improvements, and only moderate increases in input prices.

The Public Utilities Regulatory Policy Act (PURPA) of 1978 began awave of change throughout the
electric utility industry. Thislegidationopened the eectrica generating market to independent generators.
Themost sgnificant wasthe emergence of theindependent power producer (IPP), anon-utility producer
of electric power. Thewave of non-utility generators has been responsible for asignificant number of the
new generating assets built since 1985.
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In enacting PURPA,, Congress recogni zed that therising costs and decreasing efficiencies of utility-owned
generating facilities were increasing rates to consumers. In particular, Congress sanctioned the
development of dternative generation sources designated as* qualifying facilities’ (QFs) as ameans of
reducing the demand for traditional fossil fuels. PURPA required utilities to purchase power from QFs at
aprice not to exceed the utility’ s avoided costs and to sell backup power to QFs.

L egidation continuing thisfundamental changein theutility industry wasthe Energy Policy Act of 1992
(EPAct). EPAct introduced a number of changes to the Federal Power Act, PUHCA, and PURPA.
These changes address wholesale wheeling and integrated resource planning, and promote energy
efficiency. In addition, the EPAct established a new category of non-utility generators, exempt from
PUHCA, theexempt wholesdle generators (EWGS). The EPAct dso expanded FERC' sauthority to order
utilities to provide wheeling service to companies that generate energy for resale.

Regulation changes intended to increase the amount of free-market competition in the electric power
industry are beginning. To date, the broadest action iSFERC’ sOrder No. 888 Final Rule, issued April
24, 1996, “ Promoting Whol esale Competition Through Open Access Non-discriminatory Transmission
Sarvicesby Public Utilities, Recovery of Stranded Costsby Public Utilitiesand Transmitting Utilities” This
rulerequiresall public utilitiesthat own, control, or operatetransmission for interstate commerceto have
open accessnon-discriminatory transmisson tariffsthat contain minimum termsand conditions of service.
Therulea so permitsfor therecovery of legitimate, prudent, and verifiable stranded costsassociated with
providing open access and transmission service. Theobject of thisaction isto promote competition in the
wholesale bulk power market and provide consumerswith more efficient, lower cost power. Under this
rule competition in the eectric utility market has been established. Public utilities have aready responded
by filing wholesa e open accesstariffs. It has been estimated by FERC that the potential benefitsfrom this
rule will be approximately $3.8 to $5.4 billion per year in cost savings.

State Regulatory Issues

Theroleof the statein theregulatory areaisaso changing. Changesin thefederal law are prompting the
datestolook at thelr role asregulators. Somegtates are dready moving to deregulate. Wheding of power
and freeaccessto the distribution grid for EWGsisbeginning. Many electric utilitiesarerestructuringin
anticipation of changesintheir operation. Statesare addressing issues of integrated resource planning
(IRP), wholesale wheeling, rate setting and cost disallowances, retail sales, and stranded capital.
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Essentially, IRP provisions establish ratemaking standards that encourage utilitiesto use demand side
management and efficiency measuresto meet their customers needs. The approach treats supply and
demand sideresourceson an equd basis. IRPwill provide utility companieswith anincentiveto look at
efficiency improvements.

Whesdling and free accessto the utility distribution grid is at the core of the deregulationissue. The EPAct
providesthe owners of facilities generating el ectricity for sale or resalewith the meansto request FERC
to grant transmission access. Asapart of the deregulation process, the Act requiresthat the ownersfirst
negotiate for 60 days beforeacomplaint isfiled with FERC. In addition to wholesale wheeling, EPAct
encouragesthe statesto look at retail wheding. 1t should be noted, the Act prohibits FERC from ordering
retail whedling. Theoutcome of thewhedling issue asprovided by FERC Order No. 888 will significantly
set the form of the utility industry.

2.5 MARKET ISSUES

Recent devel opmentsaffecting thee ectric utility businessmakeit essentid that theinvestor evaluate power
generation technologies on the basis of market requirements. In the pagt, the introduction of atechnology
would, in most cases, betheresponsibility of the utility itself. However, intoday’ s market environment,
investmentsin new technology clearly favor those utilities that have asound balance sheet, and in the case
of independent producers, are shared between devel opers and investors. Successful projects require
addressing many fundamental issues such as those listed in Table 2-5.

Key market issues affecting power generation decision-makers for the foreseeable future include:

Deregulation of the utility industry

Future energy demand

Competition for new generation

Open access to the transmission network
Maintaining existing generation as long as possible
— Wholesale market clearing

— Costs of generation

— Accessto capital

OO O O O O

Although deregulation isin the process of sorting itsalf out at the federa and state level, the PURPA of
1978 has enabled many private producers of generation to enter the market, and provide competitionin
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the building of new generating facilities. Theimpact of PURPA has been one of incondstency inthe pricing
of eectricity, and the recent state rulings voiding PURPA -based contracts have put aquestion on private
power initiatives.

Table 2-5
Project Finance Fundamentals

Partial Checklist for Successful Project Facilities

A credit risk rather than an equity risk isinvolved.

A satisfactory feasibility study and financial plan have been prepared.
The cost of feedstock material to be used by the project is assured.
A supply of energy at reasonable cost has been secured.

A market exists for the product, commodity, or service to be produced.

Transportation is available at a reasonable cost to move the product to the market.

Adequate communications are available.

Building materials are available at the costs contempl ated.

The contractor is experienced and reliable.

The operator is experienced and reliable.

Management personnel are experienced and reliable.

Contractual agreement among joint venture partnersis satisfactory.

A stable and friendly political environment exists; licenses and permits are available.

Thereisno risk of expropriation.
Country risk is satisfactory.

Sovereign risk is satisfactory.

Currency and foreign exchange risk have been addressed.

The key promoters have made an adequate equity contribution.

The project has value as collateral.

Satisfactory appraisals of resources and assets have been obtained. Adequate
insurance coverage is available.

Force majeure risk has been addressed.

Cost overrun risk has been addressed.

Delay risk has been addressed.

The project will have an adequate ROE, ROI, and ROA for the investors.
Inflation rate projections are realistic.

Interest rate projections are realistic.
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Table 2-5 (Cont’d)
Project Fundamentals

Characteristics

If the following characteristics are applicable, the transaction may be project financible:

Sufficient sponsor equity available

Strong, experienced project participants

Strong project cash flows & DSCR projections

Proven technologies and processes

Fixed-price, turnkey EPC contract
Reliable feedstock & fuel agreements
Fixed-price O&M agreement

Reliable offtake agreements

Country and sovereign risk acceptable (if applicable)

Currency & interest rate risk mitigatable (if applicable)
Source: The Bank of Tokyo-Mitsubishi, Project Finance Department

Energy Outlook

Market potential for CCTswill be significantly affected by the demand for new and repowered power
plants to meet expected growth in electrical consumption. Over the past decade electricity sales have
grown & a2 to 3 percent annua rate. Thisgrowth has been steady overall and in pardld with the growth
inreal grossdomestic product (GDP). Present estimates indicate a GDP growth of 2.1 percent ayear
between 1997 and 2020. The Energy Information Administration (EIA) Annua Energy Outlook 1999
presents projections and andyses of energy supply, demand, and prices through 2020, based on the results
from EIA’sNational Energy Modeling System. To meet future demand requirements and replacement of
retiring units, EIA projectsthe need for 363 gigawatts by 2020 (equivaent to 1,210 new 300 MW power
plants), asshownin Figure 2-2. Thisprojectionisbased on nomind vauesof growth, retirement of current
generating capacity including 50 gigawatts of nuclear capacity and 76 gigawatts of fossi|-steam capacity.
Of the 155 gigawatts of new capacity required after 2010, approximately 16 percent will be needed to
replace the loss of nuclear capacity.
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Figure 2-2
EIA Projected Capacity Additions

ElA’s1998 projectionsreflect some of theimpactsfrom deregul ation of the utility industry, specificaly for
those states where restructuring plans arein place. Estimates of this impact are subject to market
developments as required by FERC' s Order Nos. 888 and 889 and state and federal policies. However,
it can be assumed that deregulation will continue to push electricity priceslower, may improve capacity
utilization in existing facilities, and will affect unit retirements.

Repowering Opportunities

EIA’ sprojections? for the 1996 to 2020 time frameindicatethat utilities are expected to repower or life-
extend 232 gigawatts or 30 percent of current capacity. Refurbishment of existing power plantsis
projected to include 381 cod -, 190 gas-, and 40 oil-fired generators at anominal cost of $260 per kW.
A review of the Electric Plant Data Base®® provides power plant characteristics of potential repowering
candidates including unit size and age. The following figures represent the results of this review:

C Figure 2-3illustrates the distribution of unitsby MWerating. Notethat alarge number of unitsexist
that are smaller than 200 MWe; the median size unit appearsto be between 150 and 200 MWein
size.
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Figure 2-4 issimilar to Figure 2-3, but presents groups of units, each with individual nameplate
ratingsintherangesasshowninthefigure. Thesedataare Sgnificant asthey reflect the utility design
approach to replicate plant unitsto gain efficienciesin capital and operationd costs. Againit may be
noted that alarge number of unitsexist in the <200 MWe size, and that amedian unit sizefor the
population of groups is between 150 and 200 MWe (individual unit rating).

Distribution of Groups by MW e Rating
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FIGURE 2-4
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Figure 2-5 isbasically the same as Figure 2-4, but has additional information in that each data bar
isbroken into segmentsbased on the year the unit entered service. Thisfigure showstrendsof unit
size by year of service entry.

Distribution of Groups by MWe and Age
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FIGURE 2-5

Of particular interest are unitsinthe 100to 200 MW sizerange. Thisconsderationisbased onthe
number of unitsin therange, and the fact that the median size unit gppeared to beinthisrange. The
next series of figuresillustrates the results of this effort.

Figure 2-6 presentsthe number of unitsasafunction of the year of commissoning, thusreflecting the
Sizevs. age of the unit population. The mid and late 1950s represented peaks of activity in power
plant commissioning in this size range.

Age Distribution
For Units >99MW and <201MW
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25
204
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FIGURE 2-6
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C Figure 2-7 presents unit sizes of discrete internals over the 100 to 200 MW span. Certain sizes
appear to be more prevaent than others, clustering at 100-110, 120-125, 170-175, and 190-200
MWe. This may reflect the availability of standard frame sizes for turbine generators.

Distribution of Units by MW e Rating

Size R

A >899, <=105

B >105, <=110
C >110, <=115
D >115, <=120
E >120, <=125
F >125, <=130
G >130, <=135
H >135, <=140
| >140, <=145

J >145, <=150
K >150, <=155
L >155, <=160
M >160, <=165

Number of Units

N >165, <=170
O >170, <=175
P >175, <=180
Q >180, <=185
R >185, <=190
S >190, <=195
T >195, <201

Based on areview of the datait can be surmised that acons derable population of existing cod-fired power
plants can be considered candidatesfor repowering. Thesefacilitiesare characterized by unit capacity of
150to 175 MW and steam turbine conditions of 1800 psig/1000 EF/1000 EF. Repowering this class of
power plant with advanced coal -fired technol ogies has been shown® to provide competitive advantages
in performance, emissions, and production costs when compared to conventional technologies. Final
sel ection of repowering technology is specific to the site and power equipment condition, along with the
required benefits needed for competitive operation.

Theissues and projections presented add to the challenge of introducing new technologies into the
marketplace. With the competition, the current emphasis by regulatorsto minimize the cost of eectricity,
and thefinancid uncertainty associated with deregulation, new technologies must compete on aplaying field
that is changing day by day. It should be recognized by the promoters of new technologies, and the
financia institutions needed to fund them, that “business as usua” in the utility field is over.

Several changesin utility businessaffect the decision process of introducing new technologiesinto the
market. First and foremost was the introduction of the PURPA of 1978. When that law passed, new
generation could now compete againgt utility-built generation, so that the utility was not the only source of
electric generation in aparticular serviceterritory.  The guiding principle behind this competition wasthe
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principleof “avoided costs.” Under thistheory of energy pricing, generation facilitiesthat met certain
standards were entitled to the highest running costs on the utility system as payment for that energy. As
more and more private generation was added, the cost displacement becamelower and lower until it was
no longer possibleto build anew facility at that price. A second item of changeisthefinancid structure
upon which new generation isbased and the ability to achieve arevenue stream large enough to cover dl
debt, operating expenses, and return sufficient funds to warrant the investment.

Oneadditiond issueisthereationship among vendors, utilities, and thefinancia community. Each hasits
own particular investment needs, and these are not aways compatible. In summary, the stakeholder in the
utility businessmust be aware of many factorswhen planning new generation. The opportunitiesavailable
could open the door to new technologiesthat can demonstrate increased efficiencies at reasonable costs.
Added to dl of thisisthe need to recognize the costs associated with environmenta concerns. The Clean
Air Act Amendmentsof 1990 resulted intrading in alowancesas utilitieswere mandated to meet certain
requirements. Thereisstill uncertainty inthat procedurewith only minor adjustments and trading taking
place.

New issues have been surfacing that make it even moreimportant that thefinancial community isableto
compare one typeof technology with another. Open access to the transmission network will lead toa
gradud shifting of system load characteristicsaslow-cost utilitiescapturemoreof theload. Thiswill alow
major electrical consumersto shop around until the lowest cost power canbefound. However, thismay
also lead to dislocations in the power sector, with a weeding out and consolidation of many utility
companies. Thischangeinregulator’ sthinking isamagor shiftin utility planning functions. How this aspect
of utility business will play out is still open to question.
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3.0 TECHNOLOGY EVALUATIONS

Clean Coal Technologies (CCTs) include arange of products and processes designed to reduce the
impact of fossi| fuel combustion on theenvironment. CCTscouple superior environmental performance
with the goa of power generation costs that will be competitive with those of existing technologies the
CCTswill replace. Section 3.1 providesareview of goa s and objectivesfor commercial deployment
of advanced power generation systems as envisioned by the DOE. Section 3.2 provides the decision-
maker with a subjective review of potential risk and associated cost implications. An overall view of
the expected performance and cost for two advanced power technologies, including integrated
gasification combined cycle and pressurized fluidized-bed combustion, are provided in Section 3.3.

3.1 ADVANCED POWER SYSTEMS REVIEW

Thefollowing subsections present ageneral review of performance, environmental, and cost goalsto
assist in the decision process regarding commercia application of advanced power systems. Initial
discussions focus on the integrated gasification combined cycle (IGCC), with subsequent sections
presenting data on pressurized fluidized-bed combustion (PFBC). Information is based on the U.S.
Department of Energy’ s Office of Fossil Energy, Coa and Power Systems programs and the Clean
Coal Technology demonstration programs.

3.1.1 Integrated Gasification Combined Cycle

| GCC technology reached asignificant milestone along the path to total commercialization because of
the timely commercia operation of three IGCC plants supported by the CCT program. These CCT
plants demonstrate integrated operation in commercial power generation service, which minimizes
technical and financia risk for subsequent plants. Therefore, IGCC technology warrants consideration
for new source power generation.

Coa gadsification technology for IGCC is a pressurized devolitalization, partial oxidation, and steam
reaction process. Coal, an oxidant (air or oxygen), and steam are fed to the reactor where gasification
takes place, as shown in Figure 3-1. The coal is heated in the process by partial oxidation, then
gasified. Theraw fuel gas, consisting of a mixture of H,, CO, CH,, CO,, H,O, sulfur compounds,
trace materials, and in some cases N,, is then sent to a cleanup process where the sulfur can be
removed and recovered as salable sulfur or sulfuric acid. The cleaned fuel gasisrouted into the gas
turbine generator’ s combustor whereit is mixed with air and burned. The hot gas then expands through
the gas turbine to produce electric power. The heat remaining in the exhaust from the gas turbineis
used to produce steam in a heat recovery steam generator, atype of boiler with special featuresto
enhance heat recovery from theexhaust. The steam isrouted to a steam turbine generator, producing
additional electric power, which makes an IGCC very energy efficient (low heat rate).
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Figure 3-1
Integrated Gasification Combined Cycle

Typicaly, the gasturbine part of the plant produces about twice the electric power asthe steam turbine
part of the plant. The gas from the heat recovery boiler is exhausted by way of the plant’ s stack.

Coal gadification alows generating companies to use coal for avariety of applications, particularly
applications not amenable to traditional coal combustion. Traditional coal-based power generation
commonly calsfor ardatively large (over 250 MW output) pulverized coad (PC) plant that operates as
a baseloaded unit. IGCC is an attractive alternative to PC plants. IGCC can economically meet
emission levels far below NSPS requirements, and produce only a small amount of inert slag solid
waste. In some IGCC applications (oxygen-blown units), the sulfur in the coal feed is recovered as
sulfuric acid or elemental sulfur.

The attractiveness of IGCC as a power producer has progressed toward full commercia acceptance,
asshownin Table 3-1 and Figure 3-2, and is projected by the DOE to improve further through 2010.
The Cool Water Project was the first commercial demonstration of integrating a gasifier with a
combustion turbinein the United States. 1t had an efficiency of about 32 percent HHV, and overnight
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construction cost of approximately $2,500/kW in 1990 dollars. Following Cool Water, the average
cost of IGCC CCT projects has come down to about $1,500 with combined cycle efficiencies
approaching 40 percent HHV, primarily dueto utilization of second-generation gasifier concepts and
improved gasturbine performance. For the future, the DOE has formulated its |GCC Program Plan®
goals to enable advanced plant performance to reach 42 percent HHV efficiency and $1,250/kW by
2000, and greater than 50 percent and $1,000/kW by 2008 (in 1999 dollars) as shown in Table 3-2.
The DOE aso projects the emissions of these future plants to be less than one-tenth of federal
regulations as established under New Source Performance Standards (NSPS).

Table 3-1
U.S. Gasification and IGCC Demonstration History
Plant Location Operation Significance
Cool Water Daggett, CA 1984 1st U.S. commercial scale IGCC power
Existing CC plant
Gadification
LGTI Partid Plaguemine, LA 1987 Dow Chemical commercial venture to
Demonstration exploit power generation growth
opportunities
Wabash River CG | West Terre Haute, IN 1995 Demonstrate advances in entrained bed
Repowering gasification while operating on high-
sulfur coal at commercial size
Tampa Electric Lakeland, FL 1996 Demonstrate IGCC at 250 MW size with
Greenfield partial hot gas cleanup, ASU N, injection
and NOx control
Pifion Pine IGCC | Reno, NV 1997 Demonstrate air-blown gasification with
Power Project hot gas cleanup and low-Btu combustion
turbine at commercial scale
Table 3-2
Progression of IGCC Cost* and Performance
Cool Water CCT DOE Goal 2000 | DOE Goa 2010
Time Frame 1985 1995
Efficiency, HHV 32% 40% 42% >50%
TPC,*1990$'s $2,500/kW $1,500/kW
TPC," 1999 $'s $2,698/kW $1,615/kW $1,250/kW $1,000/kW
SO, 1b/10°Btu 0.14 0.10 0.12* 0.12*
NOX, Ib/10° Btu 0.07 0.16 0.06* 0.06*

+ Overnight Total Plant Cost, 1995%' s escalated based on Chemical Engineering I ndex.

* Based on 10% NSPS of 1.2 1b/10° Btu SO, and 0.60 |b/10° Btu NOXx for high-sulfur coal.
t Adjusted to remove specific costs associated with demonstration projects.
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Figure 3-2
Major U.S. IGCC Demonstration Locations

Wabash River IGCC

LGTI (Destec) IGCC Tampa Electric IGCC

The basis for the DOE goals of increasing efficiency and lower costs is an IGCC commercia
development program involving both government and industry R&D. This program targets
development of IGCC components, concepts, and subsystems to proof-of-concept scale, resulting in
demonstration in a stand-al one process or as a dipstream on a planned IGCC demonstration project.
The DOE IGCC Program Planisaimed at improving efficiency, cost optimization, and environmental
stewardship through the following areas of technology development:

Advanced gasifier concepts

Advanced gas separation

Hot particulate removal

Hot gas desulfurization

Trace contaminant control

Sulfur recovery and other byproduct recovery processes
Advanced turbine systems

OO O OO OO OO

The DOE goals for year 2000 of 45 percent efficiency and $1,200/kW (1990 $) are based on
achieving published® goals associated with the IGCC Program Plan along a devel opment timeline.
Improvementsin hot gas desulfurization and hot gas particulate removal are directed at lowering capita
costsaswell asincreasing efficiency. These systems may differ from today’ scommercialy available
systems in that they may use hot gas cleanup at 800 to 1200 °F, with air-blown gasifiers. The
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achievement of these goals has been based on the projected success of the following testing and
demonstrating facilities:

C Power Systems Development Facility (PSDF, Wilsonville, Alabama)
C Hot Gas Desulfurization Process Development Unit (HGD/PDU)
C GE Gasifier/HGCU pilot plant development

Wilsonville PSDF hasinitiated operation in atest mode, using the transport reactor. The transport
reactor will beinitially operated at the PSDF as a pressurized fluid-bed combustor to produce a flue
gas for hot gas particulate filter experiments. The FETC HGD/PDU is under construction, and is
scheduled for startup in 1999. The GE moving-bed pilot plant development at Schenectady, New
York has been completed and the next phase of development is scheduled to be a dipstream
demonstration at the Tampa Electric Company CCT project. Based on these adjusted schedules, it is
probable that achievement of the hot gas desulfurization and hot gas particulate removal goalswill
demonstrate commerciad viability after year 2000, missing the DOE goal. However, itisstill possibleto
approach and even reach plant efficiencies of 45 percent through application of advanced gasturbine
technology.

To achieve efficiencies of greater than 52 percent and costs less than $1,000/kW in 2008, the DOE
goals are based on projected demonstration of an advanced gasifier and devel oping of an advanced
turbine system. In view of the success of the CCT program and commercialization of gasifiers, the
scope and devel opment of advanced gasifiers have been scaled back, with littleimpact on the program
gods. TheM.W. Kdlogg transport reactor haspotentid for evolving into an air-blown gasifier with in-
situ desulfurization. Thiswasshown inthe DOE-FETC prepared conceptual design and cost estimate
presented at the 11th Pittsburgh Coal Conference.®® The gas turbine had a firing temperature of
2600 °F and a pressureratio of 18:1. The HHV energy efficiency for the IGCC cases ranged from
52.1to 52.8 percent, and the costs were reported to be 80 to 86 percent of a conventiona fluidized-
bed gasifier plant. Significant advancementsin gasturbine technology have resulted in projections of
high efficiency and high power output, providing additional confidence of reaching both the efficiency
and capital cost goals.

Clean Coal Technology Demonstration Program

The cost and performance of CCT plants indicated in Table 3-2 are averages for the IGCC
demonstration plants. The costs were adjusted to remove costs unigue to the specific project; for
example, the cost of additional testing and monitoring equipment characteristic of a demonstration
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project. Thisresultedinacapital costin 1995 dollarsfor each CCT plant indicative of aplant that can

be considered as the first commercial offering following the demonstration. Table 3-3 shows these
valuesin a cost and performance summary of the CCT plants.

Table 3-3
Cost and Performance Design Summary of Clean Coal Technology Plants
Wabash River Pifion Pine Tampa Electric
Plant Classification Repowering Brown Field Green Field
Gasifier Oxygen-Blown Air-Blown Oxygen-Blown
Entrained Bed Fluid Bed Entrained Bed
Cleanup Coald Hot Coald
Net Power, MW 252 100 250
Heat Rate, Btu/kWh 8,910 8,390 8,600
Efficiency, HHV 38.5% 40.7% 39.7%
SO, Emissions, Ib/10° Btu 0.02 0.02 0.21
NOx Emissions, |b/10° Btu 0.08* 0.16 0.27
Capital Cost, $’kW (1995 $) $1,450 $1,900 $1,600

Reference: Clean Coal Technology Topical Reports, U.S. DOE
*Existing permitted NOx level; operational data have demonstrated lower emissions.

Wabash. Each of the three CCT demonstration plantsis uniquein its selection of IGCC technol ogy
and its site-specific application of the technology. The Wabash River project is arepowering project
utilizing the Destec (Dynegy) entrained flow oxygen-blown gasifier. The project utilizesthe GE Frame
7F turbine to repower one of six unitsat PS| Energy, Inc. (PSI) Wabash River Generating Station and
produce a net electrical power of 252 MW. The project utilizes a cold cleanup process resulting in
plant SO, emissions of only 0.02 Ib/10° Btu. The Destec gasifier was fired with coal in August 1995,
and the gasturbine wasfired with fuel gasin October 1995. Since 1996, the gasifier accumulated over
9,000 hours of operation on coal, and the combined cycle operated over 8,000 hours on syngas. (See
Figure 3-3.)
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Wabash Flow Schematic
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Pifion Pine. The Pifion Pine project is classified asabrown field project in that the Siteis located at the
Tracy Station of Sierra Pacific Power Company and utilizes available onsite facilities, but is not
integrated with the existing station. The Pifion Pine project featuresthe KRW fluidized-bed air-blown
gasifier. The processincludesin-bed desulfurization with limestone to remove about 50 percent of the
H.,S, followed by a hot gas desulfurization polisher. The polisher isatransport reactor configuration
utilizing a zinc-based regenerable sorbent. Regeneration gas and gasifier LASH (limestone/ash) are
sulfated to disposable calcium sulfate. SO, emissions from this project are exceptionally low, 0.02
Ib/10° Btu, which reflects the anticipated performance of the combination gasifier and hot gas polisher
utilizing the zinc-based sorbent. A Westinghouse ceramic filter isutilized to ensure that the hot gasis
particulate-free prior to combustion in a GE Model 6FA turbine, which produces net 100 MW in a
combined cycle mode. The Pifion Pine project was commissioned in 1996, and moved into final
commissioning and startup mode in February 1997 using coke breeze and Utah coal. The plant
continues to operate with natural gaswhile resolving problems preventing fully integrated operation.
(See Figure 3-4.)

Easterly view of site area during construction of Pifion Pine.
The gasifier structure is to the left and the raw coal storage
dome is on the right. 1-80 is in the background.
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Figure 3-4
Pinon Pine Schematic

Tampa. The Tampa Electric Company Polk Station project is a green field project based on the
Texaco entrained flow oxygen-blown gasifier. The project islocated in Polk County, Floridaon a
former potash mining site. The project utilizes a GE Frame 7F gas turbine operating in a combined
cycle mode to produce a net power output from the plant of 250 MW. The project used a cold gas
cleanup process for sulfur removal, with sulfur recovery as sulfuric acid. Provisions arein place to
demonstrate a GE hot gas moving-bed desulfurization process from a dipstream, with the regeneration
gasbeing sent to the sulfuric acid plant. Particulate cleanup of gasfollowing the GE moving-bed will be
achieved with a Pall sintered stainless filter. Permitting limits the Tampa SO, emissions to 0.17
Ib/10° Btu after two years of demonstration. Lower emissions are projected with the technology in
place. The Tampa project began operation in July 1996, and operated commercialy in the test phase
in 1997. (SeeFigure 3-5.)
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The Texaco gasifier is in the largest
structure, which also contains the radiant
syngas cooler. The hot gas cleanup
system is installed in the smaller of the two
large structures. In the foreground is the air
separation unit.
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Polk Station Flow Schematic
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The CCT IGCC projects described in this report are representative of the type of plant that can be

designed and constructed around a gasification process, and they provide a source of operating

experiencethat can minimize perceptionsof risk for future plants. Theemissionsfrom an IGCC plant

are sgnificantly lower than from other coal-based plants. Thisis primarily dueto the removal of sulfur

and nitrogen as intermediates rather than as oxidized compounds, devel opment of gasifiersthat have

essentially 100 percent carbon conversion, and the use of low-NOx burners and peak flame
temperature control in advanced gas turbines.

Gas Turbines. Development of advanced gas turbines continues to be supported by the DOE.

Recently, GE announced that it will offer the Frame 7H gasturbine, which firesat 2600 °F. The*“H”
turbine will produce 460 MW in acombined cycle with an efficiency of 60 percent LHV (54 percent
HHV) on natural gas. In an IGCC, energy efficiency is expected to be about 45% HHV. Siemens-
Westinghouse announced itsinitial sale of the W501G in mid-1997. With the availability of these
advanced turbines (see Figure 3-6), the capital and operating cost of IGCC systemsis projected to be
less than that of a conventional PC plant with flue gas desulfurization (FGD) as shownin Figure 3-7.
Thisfigureillustratesthat dueto increasesin efficiency for combined cycles, IGCCisinacompetitive
position with conventional cod plants. With IGCC plant costs coupled to gas turbine improvements, it
isestimated that “F” technology gas turbines can bring IGCC capital costs within 10 percent of a PC
plant with FGD, and “H” technology gas turbines can achieve competitive costs.
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Gas Turbine Development Impact on IGCC Capital Costs
(Source: General Electric, EPRI Conference on New Generation Technologies, 1995)
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Design Flexibility. A uniquefesatureof IGCC plant designisthat flexibility existsin process selection so
that it ispossible to combine both advanced technol ogy and commercially available technology together
in the same plant to meet the needs of the specific project. This approach is demonstrated in plants of
the CCT program in which gasifiers, cleanup processes, and power systems from various stages of
development areintegrated to achieve commercia operation with theminimum operationa risk inaunit
that isbuilt today. Rather than use one of the CCT demonstration plant designs to directly compare
IGCC with available conventional power producing technologies, the IGCC plant conceptsin this
document evaluates two CCT gasifiers (the KRW and Destec) in conjunction with the probable
commercially available hot gas cleanup and gasturbine in 2005. The anticipated success of the CCT
program, the development of commercial process equipment, and the advancement of gas turbines
provide an impetus for the comparison of IGCC with conventional technologies.

Commercial Interest in IGCC. In addition to the IGCC technology advances for power generation
through successful CCT demonstration plants, the gasification and power-producing technology has
also progressed in other markets. There is a worldwide interest in gasification-based power and
coproduction projects, due primarily to the environmental advantages that gasifiers display in
conversion of low-quality dirty fuelsinto clean syngas.

Nowhere is this more evident than in the use of IGCC technology for refinery-based applications.
Recently, oil refineries have been driven to accept heavier crudes asfeedstocks, resulting in additional
residual oil and increased petroleum coke production. The solid and liquid refinery “bottoms,”
contaminated with sulfur and heavy metals, areideal low-cost feedstocksfor IGCC technology. Also,
expanded refinery capability resultsin a need for hydrogen, steam, and on-site power. Both power-
based IGCC and refinery-based |GCC have common systems that aid the transition from power to
refinery applications. These include the gasifier and its feed system, the gas cleanup process, and
power generation. Whereas the power-based IGCC is bounded by the requirement to produce and
distribute power, and itsfeedstock isgenerally coal, the refinery-based application can also be used to
generate steam and syngas for hydrogen or chemicals, in addition to power. Asaresult, the refinery-
based IGCC has the flexibility to consider many options that improve the overall economics.

Because of thisinterest and potentia for wide-scale commercialization, industrial partners and other
developers are on track in their development of commercial products. The gasifier with the greatest
experience basefor both syngasand power production isthe Texaco Gasification Process (TGP). The
TGP has been used in more than 100 commercial facilitiesto manufacture syngas over aspan of more
than 40 years. Texaco has been active in China, where more than 10 chemical plants are now
operating, producing gas, ammonia, and co-chemicalsfrom coa and residua oils. Texaco reached an
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agreement with the ChinaMinistry of Chemical Industry/Sinopec to license an additiona nine plantsto
produce ammoniafrom coal, having startups from 1998 through 2004.

Outreach. Thegasifier and turbinetechnology advancementsarefreely published in numerous meetings
throughout theyear. The most comprehensive mesting for these technol ogiesisthe annua Gasification
Technologies Conference held in San Francisco, sponsored by EPRI and the Gasification Technologies
Council.

The CCT program provides a public forum from which numerous reports are avail able regarding both
theoveral CCT activity and individua projects. These are ava uablebase of information for engineers
throughout the world. DOE publishes the Annual Program Update for the CCT demonstration
program. Additionally, each project publishes special reports including:

Comprehensive Report to Congress
Topical Report on Project Status

Public Design Report (Final)

Technical Progress Reports (Quarterly)
Demonstration Technology Startup Report
Final Report

O O O O O O

|GCC operating costs can be lower than those of a PC plant due to reduced fuel use from itslow heat
rate, byproduct sulfur credits, and low volume of solid waste. Other potential economic advantages of
IGCC may be achieved through phased construction, coproduction of marketable byproducts, fuel
flexibility, and use of low valued feedstocks such as petroleum cake.

3.1.1.1 Phased Construction

Phased capacity addition or phased construction is the addition of modules of power generation
capacity with short lead times. Initial operation uses a quickly constructed conventional gas turbine
operating on natural gas; this generates arevenue source from the production of electrical power early
inthe project. Thefinal operation of phased construction replaces the natural gaswith coal gasification
asthe fuel feed, taking advantage of the lower price of coa. Asnatural gas consumption in electric
generation increases, natural gas supplies and prices relative to the price of coal become important
long-termissues. Through the use of CCT, power companies can use IGCC to replace natural gas
when that proves economically advantageous.
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3.1.1.2 Coproduction

Gadification technology does not haveto belimited to the production of fuel gasfor firing gasturbinesin
a “power only” application. Gasification of carbon-based feedstocks can also be attractive for
producing other valuable products, such as syngas, carbon monoxide, hydrogen, and steam.
Adjustmentsin the processallow the production of arange of operating volumesand hydrogen/carbon
monoxide molar ratios. Products that result from partialy oxidizing hydrocarbon feedstocks are the
basic raw materiasfor the synthesis of many fuels, petrochemicals, and agricultura chemicals. Stand-
alone gasification plants have been operating for years with refinery waste streams to produce syngas
for chemical production. Various optionsfor downstream integration correspond to arange of value-
added products, i.e., electricity, steam, hydrogen, and commodity chemicals.

Syngas from agasifier must often compete with aternative natural gas. The decisionisdriven by the
relative price of the gasifier feedstock (coal or other carbon-based feedstock) and natural gas. In the
case of combined power production, natural gas would be fed directly to the gasturbine. The gasifier
feedstock must be sufficiently low-priced so that the overall IGCC can economically compete with a
natural gas-fired combined cycle plant of the same size. However, if the desired end-product requires
CO and hydrogen as an intermediate, natural gas must be steam reformed to produce an equivalent
mixture. The natural gas option then carries acapital cost and conversion efficiency burden, which
improves the competitive position of gasification-derived syngas.

An example of producing chemicals from coal isthe CCT Eastman Chemical facility in Kingsport,
Tennessee, which converts coal-derived syngas to methanol and CO. These are reacted with other
chemicals to eventually produce cellulose acetate. The Ruhrchemie AG plant in Germany produces
oxo-chemicals from syngas, and operating plantsin India, Japan, and China produce ammonia from
coa. The Sasol complexesin South Africainclude nearly 100 Lurgi gasifiers producing awide variety
of chemicals and liquid fuels.

3.1.1.3 IGCC Fuel Flexibility

The design basisfor evaluation of IGCC processes often assumesthe use of a high-sulfur bituminous
coda delivered from midwest U.S. mines. Although this coa is the most common feed used for
evaluations, alternate feedstocks have been eval uated and studied for gasifier applications. Inaddition
to different coals, other carbon-based feeds and biomass fuels have been considered as an alternative
fuel source.
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Carbon-Based Feeds. Since August 1995, the Destec gasifier at the Wabash River plant has been
operating on high-sulfur bituminous coal. Prior to that, the Destec gasifier at Plaquemine, Louisiana
operated in ademonstration mode onawide variety of coa's, which included lignite and subbituminous
coal, aswell as bituminous coal. Texaco's slurry-feed gasifier was originally designed for partia
oxidation of heavy residual sfrom refinery bottoms, and evolved into acommercid gasifier of solidsthat
arefed by adurry. The Texaco gasifier iscapable of gasifying all coalsaswell as petroleum coke and
Orimulsion®, a proprietary emulsion formed from water and bitumen.

Biomass. Oxygen-blown gasifiers, which rely on hot firing of the reactant to slag the ash, cannot
achieve the high temperatures with the lower quality fuels such as biomass, primarily due to the high
water content inthefudl. Air-blown fluid-bed gasifiers such asthe Battelle Columbus indirect gasfier,
U-Gas, and the KRW, which operate at alower temperature, have been operated at pilot scale on
biomass.

Biomassisafue of increasing interest becauseit is classified asaclean and renewablefuel. Wood is of
specia interest in the Nordic countries. Tampa Power, Inc. and Vattenfall AB made ajoint effort to
develop abiomass-fueled IGCC system utilizing afluid-bed gasifier. Enviropower’s 15 MWth pilot
plant in Tampere, Finland was the site for the research program in which 3,000 tons of wood residue
was gasified.

The RENUGAS process was developed for pressurized fluid-bed gasification of biomass to produce
either fuel gas or syngas, depending on operation in an air- or oxygen-blown mode. The 12 ton/day
single-stage reactor for the process development unit (PDU) was built at the Institute of Gas
Technology (IGT) under aDOE program, and has been tested under vari ous operating conditionswith
feedstocks varying from refuse-derived fuel (RDF) to herbaceous biomass.

Feed Flexibility. A wide range of fuel types and properties can be gasified. For each application, the
fuel choice should be based on plant and feedstock ocation, transportation and supply costs, long-term
availability and security of supply, and guaranteed performance in agasifier of choice. Some gasifier
designs are superior for specific types of feedstock; almost all are suited to coal feedstocks.

3.1.1.4 Marketable Byproducts
The primary marketable byproducts from IGCC plants are sulfur-based, and are in the form of

elemental sulfur, sulfuric acid, or gypsum. Sulfur isachemical element that is stablein its native, or
elemental state.
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Elemental Sulfur. Inthe United States, elemental sulfur isthe dominant form of sulfur supply. The
domestic market for eementd sulfur (10,811,000 tons shipped in 1988) isavailablein two basic forms:
Frasch sulfur and recovered sulfur. Theoverall sulfur supply can be divided into two mgor pools. one
that feeds into manufacturing of sulfuric acid and the other to non-sulfuric-acid end users. Statistics
indicate that the combined inventories of elementa sulfur are surprisingly small compared to the size of
the consumption pools. 1n 1988, the year-end stocks amounted to only a 1.2-month supply relativeto
the rate of domestic consumption and export of elemental sulfur. Molten sulfur and sulfuric acid are
often delivered in a “just-in-time” fashion to end users to minimize storage costs at the end-user
locations.

Sulfuric Acid. Next to elemental sulfur, the second basic form of sulfur supply inthe United Statesis
sulfuric acid (H,SO,), which consists of byproduct and reclaimed sulfuric acid. The so-called
byproduct sulfuric acid is also a non-discretionary byproduct from copper/zinc/lead roasters and
smelters, which invariably produce sulfur dioxide (SO,) in gaseous form.

Thesingle, overwhelming end user of sulfuric acid isthe phosphatic fertilizer industry, which consumed
8,404,000 tons of equivalent sulfur per year. Thisis more than two-thirds of the total sulfuric acid
produced/reclaimed in the United States at 12,334,000 tons of equivalent sulfur.

The primary function of sulfuric acid isto digest and decompose phosphate rock, and to capture the
excess calcium inthe form of gypsum (CaSO,i2H,0). The end result isthat the solid mixture of mono-
calcium phosphate and gypsum (commonly called single superphosphate) is rendered more water
soluble than the original phosphate rock. When the mixed fertilizer is applied to the soil, sulfur in
gypsum is ultimately returned to the earth to complete the earth-to-earth sulfur cycle.

Itisinteresting to notethat, regardless of whether the sulfur wasoriginally in acidic form or elemental,
major end users of sulfur are the phosphatic fertilizer and its allied agricultural chemicals sectors.

All forms of sulfur tend to metamorphose into sulfuric acid (H,SO,) and, eventually, to cacium sulfate
(CasO,), whether it was originaly in areduced form (e.g., hydrogen sulfide, H,S, from a petroleum
refinery), neutral state (e.g., fresnly mined Frasch sulfur, S), or an oxidized form (e.g., sulfur dioxide,
SO,, from asmelter). The current industry practice of sulfur handling (i.e., H,Sis oxidized to yield
neutral elemental sulfur and SO, isoxidized to yield H,SO, but not reduced to elemental sulfur) appears
to be consistent with the thermodynamic trend of oxidation of products.
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The Market for Sulfur. The sulfur-sulfuric acid market appears to have been level for the past year or
two. Recent (1999) quotations from the Chemical Market Reporter indicated the following prices,
which have been relatively consistent for more than one year:

C  Frashsulfur, New Orleans $54/long ton
C Recovered sulfur, Houston $47/long ton
C  Sulfuric acid, Gulf Coast $75/short ton

In summary, the most significant finding isthat (1) all sulfur tendsto transform into sulfuric acid, and
eventually into CaSO,, and that (2) the elementa sulfur tendsto stay in itsform for only a month or
two. All of thisindicatesthat the decision to make elementa sulfur or H,SO, from a non-discretionary
sulfur source is purely site-specific, and is at the discretion of the owner.

3.1.1.5 Low-Price Feedstocks

When the opportunity exists, gasifiers can be used to financial advantage when thereis alow-priced
feedstock available. Several refinery-oriented | GCCs, either operating or under construction, produce
energy and/or chemical sfrom waste or |ow-priced feedstock streams. Texaco’ srefinery at El Dorado,
Kansas utilizes coke gasification to power a GE 6000B 40 MW system to produce power and
coproduct steam. Star Enterprises Delaware City refinery will gasify 2,200 tons per day of fluid
petroleum coke to produce 200 MW and steam. The Shell Pernisrefinery in the Netherlands will
gasify residuals to produce 113 MW, steam, and hydrogen. The trend in refinery integration is to
produce syngas with the flexibility to produce either power or hydrogen, depending on the current or
future operationa strategy. Thistype of gasifier application indicates atrend toward tri-generation of
power, steam, and syngas productswithin refineriesas an efficient solution to low-vaue, high-sulfur fuel
utilization.

3.1.2 Pressurized Fluidized-Bed Combustion (PFBC)

Two categories of PFBC plants, referred to as first-generation and advanced PFBC systems,
characterize this clean coal technology power generation option. Each system has unique design and
operating features, and both achieve higher efficiencies by combining gas and steam turbinesin the
generating cycle. In the first-generation systems, coal is burned under pressure in a PFBC vessdl
containing steam generating tube surfaces. The hot pressurized gas is expanded through a gas
expander; the steam raised in the PFBC boiler is used to drive a conventiona steam turbine. A
sorbent, such as limestone, is fed with the coal in the fluid bed to absorb sulfur. In the advanced
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systems, the coal is pyrolyzed under pressure to produce afuel gasfor agas turbine, and the residual
char isburned in a PFBC to generate steam for the combined cycle.

3.1.2.1 First-Generation PFBC Systems

In first-generation PFBC units, shown conceptually in Figure 3-8, compressed air is supplied to a
fluidized combustor/boiler, and the coal is burned under pressure. Particulates are removed from the
flue gaswith cyclonesand/or hot gasfilters. Theflue gasthen passesthrough an unfired gasturbine that
drives a generator and an air compressor. The gas turbine produces about 20 percent of the net
output. High-pressure steam is raised in tubes positioned in the PFBC boailer, and the steam turbine
generates approximately 80 percent of the net power output. Limestone isfed to the PFBC boiler to
capture sulfur released from the coal during combustion. The boiler can be either a bubbling or a
circulating fluidized bed.

"| Reheat Steam

Main Steam

Sorbent

Cyclones

Steam Turbine

Gas Turbine
PFBC

Combustor

Condenser

Stack Intercooler

LP FW -

Ash
preheaters

Economizer

Deaerator

Stack Filter

HP FW -
preheaters

Figure 3-8
Bubbling Bed PFBC
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Bubbling PFBC

In the period 1989 to 1993, several combined-cycle bubbling PFBC demonstration units commenced
operation, as indicated in Table 3-4. These led to a number of commercial PFBC plants that are
described in the discussions that follow. The commercia units have nominal outputs of 80 MW and
larger and are located in Spain, the United States, Japan, Germany, and Sweden. The plants burn
high- and low-sulfur bituminous coal and lignite, with environmental performancethat has proven better
than expected based on resultsfrom small-scal etesting. Operating experience hasidentified anumber
of waysto simplify design and lower capital cost of future units.”” Three additional unitswill become
operational in the near-term, 1999. All the units are designed using ABB Carbon technology.

Table 3-4
PFBC Commercial Plants Overview
Plant Type Size Location Vendor Status
Vartan Bubbling Bed 135 MWe Sweden ABB Carbon | Operational 1989
(two units) +225 MWth
Escatron Bubbling Bed 75 MWe Spain ABB Carbon | Demo operational 1990
Tidd Bubbling Bed 70 MWe u.s B&W under Testing completed
license from Shut down
ABB Carbon
Wakamatsu Bubbling Bed 70 MWe Japan IHI under Operational 1994
license from
ABB Carbon
Karita Bubbling Bed 360 MWe Japan Hitachi Progressing into
operational phase
Cottbus Bubbling Bed 74 MWe Germany | ABB Carbon | Progressinginto
+220 MWth operational phase
Osaki Bubbling Bed 250 MWe Japan Hitachi Progressing into
operational phase
Chugoku Bubbling Bed 2 x 250 MW Japan Hitachi Operational 1999
Tomatoh Bubbling Bed 85 MW Japan MHI Operational 1995

References 10 through 19 provide details on these facilities.

PEBC Commercia Plant Descriptions

The Tidd CCT demonstration plant is representative of acommercial first-generation PFBC power
generation station, designated as a P-200 PFBC. The plant used an ASEA Stal GT-35P gas turbine
operating in a combined-cycle mode to produce a net power output from the plant of 70 MWe. The
project used alimestone or dolomite sorbent for sulfur control and cyclones and an ESP downstream of
the gas turbine for particulate control. A low bed temperature of 1600 °F limits NOx formation.
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Table 3-5 indicates the cost (Ref. EPRI TAG, 1993®) and performance characteristics® of afirst
demonstration-scale plant based on the Tidd plant.

Table 3-5
P-200 PFBC Plant Characteristics
Commercial Plant

Net Power Output 70 MWe
Plant Efficiency, HHV 35.0%
SO, Emissions 95% removal
NOx Emissions 0.30 Ib/10° Btu
Particulates 0.02 1b/10° Btu
CO, Emissions N/A*
Total Plant Cost, 1997 $ $1,943/kW

*Not available

The Karitaplant, duein operationin 1999, isascaled up version of the Tidd plant and is representative
of the next generation in bubbling PFBC plant design, designated as P-800 PFBC. Theplant utilizesa
ASEA Stal GT-140P gas turbine operating in a combined-cycle mode to produce a net power output
from the plant of 360 MWe. Limestone or dolomite sorbent is used for sulfur control and cyclones and
an ESP downstream of the gasturbinefor particulate control. A low bed temperature of 1600 °F limits
NOx formation. Table 3-6 indicates the cost (Ref. EPRI TAG, 1993®) and performance
characteristics *© of acommercial-scale plant.

The 70 MWe Ohio Power
Company Tidd PFBC Clean
Coal Technology first-
generation bubbling bed PFBC
plant in Berilliant, Ohio
demonstrated  feasibility — of
high-temperature particulate
removal integrated with
combustion turbine operation.

Tidd Plant, Ohio
Source: ©ABB Carbon ®9
9616EJ-tidd
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Table 3-6
P-800 PFBC Plant Characteristics
Commercial Plant

Net Power Output 360 MW
Plant Efficiency, HHV 42.0%
SO, Emissions 0.16 |1b/10° Btu
NOx Emissions 0.10 1b/10° Btu
Particul ates 0.01 1b/10° Btu
CO, Emissions N/A
Total Plant Cost, 1997 $ $1,263/kW
Cost of Electricity 4.52 cents/kWh

Kyushu Electric’'s 360 MWe
Karita, Japan PFBC plant, a
first-generation 1xP800 ABB/IHI
PFBC plant."”

Descriptions of other commercial PFBC installations listed in Table 3-4 follow:
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The Electric Power Development Company’s
(EPDC) 70 MWe Wakamatsu, Japan, designed
for hot gas filter tests with a first-generation
1xP200 ABB/IHI PFBC demonstration plant.
The plant has ceramic tube filters, which by
May 1997 had accumulated 2,600 hours of
operation, and an additional 2,600 hours with a
two-stage cyclone. A total of 10,000 hours of
testing planned.%""219

Wakamatsu PFBC plant, Japan.
Source: ©ABB Carbon “9 9616EJ-waka

Mitsubishi Heavy Industries, Ltd. built the 85 MWe
output Tomatoh-Atsuma PFBC Unit No. 3.7% Unit
3 began trial operations May 1995, and entered
commercial service on March 9, 1998 for the
Hokkaido Electric Power Company, becoming the
first commercial PFBC combined cycle in Japan.
The 85 MW total output system uses an 11.1 MW
gas turbine (MW-151P), and a 739 MW
2400 psi/1050 °F/1000 °F steam turbine. The
system employs a cyclone and high-temperature
ceramic tubular filters operating at 1560 °F to
protect the gas turbine. It has an SCR for NOx
reduction. As of January 1998, 6,048 hours of
power operation were accumulated.('""®

Tomatoh-Atsuma PFBC plant, Hokkaido Island, Japan.
Photo courtesy of Mitsubishi Heavy Industries Ltd.

74 MWe Cottbus, Germany is an ABB first-
generation 1xP200 PFBC combustor. This will
be an early commercial implementation of first-
generation PFBC technology when it enters
initial operation. The project is owned by
Stadtwerke Cofttubus (SWC) and the Hamburger
Kommunalfinanzgruppe (KFG). The unit is
lignite-fueled, and provides steam and hot water
district heating (a total of 220 MWth for both) and
74 MWe electric output.("**"?
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Circulating PFBC

In 1990 to 1991, two boiler manufacturers, Pyropower and Deutsche-Babcock, commenced pilot
plant studiesto investigate circulating PFBC technology. These units operate at similar pressures but
higher fluidizing vel ocities than the bubbling version (15 fps compared to 3 fps). Thisalowsfor amore
compact design, modular construction, and shop assembly with correspondingly lower capital costs.
The containing pressure vessel will haveasmaller diameter than that of the bubbling version, athoughit
isexpected to be dightly taler. Astheboiler issmaller, enhanced coa and sorbent distribution will be
achieved with fewer feed nozzles. Heat rates are expected to be similar to those achieved by the
bubbling version.

A high-temperature, high-pressure (HTHP) filter is used to clean the gas prior to entering the gas
turbine. Astheresulting flue gas contains very little dust, it allows conventional non-ruggedized gas
turbinesto be used. Moreover, it offers the additional economic benefit of allowing dust emission
regulations to be met without back-end baghouse or electrostatic precipitator (ESP) equipment.

3.1.2.2 Advanced APFBC Systems

For thefirst-generation PFBC plant, the gasturbineinlet temperature isfixed by the PFBC combustor
operating temperature of 1550 °F to 1650 °F, which limits overall cycle efficiency. By raising the
combustion turbine inlet temperature, cycle efficiency can be raised substantially. Advanced PFBC
(APFBC), or second-generation, designsimprove upon the performance of aPFBC design by adding
high-temperature gas turbine capability. Advanced PFBCs, shown in Figure 3-9, are under
development by a team of companies led by Foster Wheeler Development Corporation, Siemens
Westinghouse Electric Corporation, and DOE. Here, some of the coal energy isreleased in the form of
ahot 1400 °F combustible carbonizer off-gas, or syngas. The carbonizer, ajetting-bed device, actsas
amild gasifier. Thehot low-Btu off-gasis cleaned of particulates and used asfuel in aspecial topping
combustor that supplies the gas turbine with itsfull firing temperature and high efficiency. The char
residue from the carbonizer contains some of the remaining coal energy, and is sent to a PFBC
combustor. The PFBC completes the combustion with excess air. Since this vitiated exhaust air
contains about 17 percent oxygen, it can support combustion of the carbonizer off-gasin the topping
combustor. Thisvitiated air isa so fed hot, 1400 °F or hotter, to the topping combustor. To avoid ash
sintering problems, it isnecessary to filter both the syngas and the vitiated air to removeall particulate
matter prior to firing. The PFBC combustor supplying the pressurized vitiated air could be either a
bubbling or circulating coal-fired PFBC.
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Figure 3-9
Second-Generation Advanced PFBC Process Diagram
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APFEB Research and Demonstration Facility Descriptions

The 1.1 MWe (equivalent capacity) integrated APFBC pilot
plant at Foster Wheeler's Livingston, New Jersey facility
demonstrated integrated operation of a pressurized
carbonizer and circulating PFBC/fluid-bed heat exchanger
(FBHE) system, including high-temperature candle filters
operating at reducing and oxidizing conditions. The
carbonizer operates at about 14 atmospheres and 1600 °F,
and the PFBC operates at about the same conditions. The
carbonizer and PFBC were tested individually, and in a 7-day
test of integrated operation. These tests quantified system
chemistry including the verification of sulfur capture with a
calcium-based sorbent.®

Integrated PFBC test facility at John Blizzard Research Center
photo courtesy of Foster Wheeler
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The 4 MWth EBARA Corp. pressurized internally circulating fluidized-bed
boiler (PICFB) hot model test facility was developed with support from the
Japanese Ministry of International Trade and Industry (MITI) and the Center
for Coal Utilization Japan (CCUJ). The hot model test operates at about 215
psig (1.47 MPa), with a 1580 °F (860 °C) bed temperature. PICFB testing
commenced December 1996. The unit achieved 250 continuous hours of
operation as planned on March 8, 1997.1%%

EBARA PICFB pilot plant pressure vessel in place at facility
Source: EBARA @9
9616EJ-ebar

Foster Wheeler's 10 MWth Karhula, Finland facility is duration testing a single
cluster Siemens Westinghouse Power Corporation hot gas candle filter with
112 ceramic candle elements in three plenums. The filters are being tested in
Foster Wheeler’s circulating PFBC pilot plant.?

Foster Wheeler Karhula, Finland Test Facility
photo courtesy of Foster Wheeler

The 7 MWe (equivalent capacity) DOE/ industry-sponsored Wilsonville,
Alabama Power Systems Development Facility is testing high-temperature
particulate filters, and now beginning integrated APFBC operation. The
carbonizer operates at about 175 psia and 1600 °F, and the PFBC
operates at about the same conditions. The Siemens Westinghouse multi-
annular swirl burners produce gas turbine combustion temperatures of
from 2100 °F to 2350 °F, but this is air-quenched to about 1975 °F at
Wilsonville to meet the Allison Model 501-KM combustion turbine limits.®?

Power Systems Development Facility APFBC demonstration facility, Wilsonville, AL
Source: U.S. DOE @
9616EJ-wlsn
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Department of Energy Clean Coal Technology Program

The DOE CCT program consists of several PFBC projects demonstrating the commercia viability of
PFBC and supporting technology; see Figure 3-10. The Tidd plant completed its successful
demonstration of the first-generation PFBC test program in March 1995. The DMEC-1 and Four
Rivers have been consolidated into one project, the City of Lakeland demonstration.

Figure 3-10
U.S. Department of Energy PFBC Demonstration Projects

Location of the Major U.S. APFBC Test Sites
Key PEBC Commercialization ACiVities
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The 180 MWe Clean Coa Technology APFBC commercia demonstration at Mclntosh Power Station
in Lakeland, Floridais owned by the Lakeland Department of Electric & Water Utilities. Upon
operation this will be the first commercia size demonstration of APFBC technology, and is a
cooperative effort between DOE, the City of Lakeland, and Foster Wheeler Energy Corporation.
Foster Whedler is providing the PFBC technology. The plant uses a 2400 psig / 1000 °F/ 1000 °F
steam cycle. The carbonizer operates at 1700 °F, and the PFBC operates at 1550 °F to 1650 °F. The
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project is scheduled to be in commercial operations by year 2001.%® The APFBC portions of the
system will be brought into operation in year 2002.

Thefirst phase of the new project will bethetesting of the Foster Wheeler (formerly Pyropower) first-
generation circulating PFBC. Thiswill befollowed by theinstallation of acarbonizer with itscyclone
and filter, and gas turbine topping combustor to convert the facility to an advanced PFBC. The
completion of this project is necessary to provide the data and experience for subsequent commercia
advanced PFBC plants.

APFBC Train at the Wilsonville Power Systems Development Facility (PSDF)

In pardlel with the CCT program, the DOE is conducting tests of afully integrated advanced PFBC
system, at the 15 MWth proof-of-concept level (seeFigure 3-11), located at the PSDF in Wilsonville,
Alabama. This PFBC testing, sponsored by DOE, Southern Company Services, and EPRI, will
evaluate the integration of al of the componentsin the PFBC system, with emphasis on the integration
of hot gas cleanup ceramic filters and gas turbines.®® Thistest facility, at ascale of 3 tons’hour or 6
MWe, will provide design input for the planned CCT demonstration unit.
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Figure 3-11
Power Systems Development Facility -- PFBC
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The facility initially contains several demonstration modules:

A transport reactor gasifier and combustor,
An APFBC system,

A particulate control module, and

An advanced burner-gas turbine module.

DO O O O

The modules will initially be configured into two separate test trains:

C The transport reactor train (one ton/hour of coa feed), and
C The APFBC train ( 3 tons/hour of coal feed).

The goalsof thesetests areto demonstrate integration of the particul ate control devicesinto advanced
power generation systems, assess the long-term durability of the particulate control devices,
demonstrate durable candle materials, and evaluate load cycling effects on the particul ate control
devices. Critical issuesto be addressed at the PSDF include:

C The integration of particulate control devicesinto coal utilization systems.

C On-line cleaning techniques.

C Chemical and thermal degradation of components, fatigue or structural failures, blinding,
collection efficiency as afunction of particle size, and scale-up to commercial-size systems.

C Long-term endurance tests will involve about 1,000 hours of continuous particul ate control

device operation at nominally constant operating conditions.
3.1.2.3 PFBC Fuel Flexibility

Thefiring of opportunity fuel with or without co-firing of cod in utility scale power plants has emerged
as an effective approach to produce energy and manage waste materials. Leading thisapproach isthe
fluidized-bed combustor. It has demonstrated its commercia acceptance in the utility market asa
reliable source of power by burning a variety of waste and alternative fuel feedstocks including:

Refuse-derived fuel
Sewage sludge

Pulp and paper sludges
Biomass

Shredded tires

Petcoke

[ap NN or N o BN ob BN o BN b ]
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C Oil shae
C Low-rank coals and tailings

Thefluidized-bed, with itsstability of combustion, reducesthe amount of thermochemical transientsand
provides for easier process control. The application of pressurized fluidized-bed combustor
technology, athough relatively new, can provide significant enhancementsto the efficient production of
electricity while maintaining the benefits of AFBC.

In support of FBC burning opportunity fuels there exists a considerable database of experimental
testing and commercia applications that provide design and operation information. More than
170 atmospheric fluidized-bed boilers are burning aternativefuel feedstocks. An excellent source of
information is the American Society of Mechanical Engineers and the DOE-sponsored | nternational
Conference on Fluidized-Bed Combustion.

Commercial applicationsof pressurized fluidized-bed technology use varioustypes of coa-based fuels,
including low-valued feedstocks such aslignite or “brown” coals. Both the 70 MWe Cottbus plant in
Germany and the Escatron Station in Spain (see Table 3-4) use the advantages of fluidized-bed
combustion to economically combust low-ranked coal.

3.1.2.4 Repowering with PFBC

Repowering with APFBC is particularly attractive, because unlike repowering with natural-gas-fired
gasturbines, steam to the existing steam turbine isfrom the APFBC system. Instead, in APFBC, the
fluid-bed heat exchanger can easily meet superheat and reheat steam temperature demands, and offers
considerableflexibility for one gas turbine to provide full-rated steam for alarge range of sizes of
existing steam turbines. Table 3-7 provides asummary operationa and performance parametersfor a
conceptual repowering.

Benefits of APFBC compared to other repowering technologies include:

C Low NOx emissionsdueto relatively low combustion temperatures, which limitsthe conversions
of fuel nitrogen to NOKx.
Ability to easily match existing steam turbine superheat and reheat conditions.

Use of coal or opportunity fuels.

High energy efficiency, exceeds environmental performance NSPS requirements.

Supports different existing plant sizes for repowering with one size APFBC and gas turbine.
Low installed cost and O&M cost.

[op I or TN ab I o BN p ]

3-30 December 1999



CCT Evaluation Guide
Volume I, Section 3.0

Table 3-7
Repowering Operational and Performance Comparison
Existing Unit Repowered with APFBC
Gross Output, kWe
Gas turbine gross - 138,400 kWe
Unit 2 steam turbine gross 112,500 kWe 105,111 kWe
Auxiliary losses -6,500 kWe -17.020 kWe
Net plant output, kWe 106,000 kWe 226,491 kWe
Net Plant HHV Efficiency 32.0% 42.4%
Net Plant LHV Efficiency 33.3% 44.1%
Net Plant HHV Heat Rate 10,660 Btu/kWh 8,041 Btu/kWh

Testsprogramsarein placefor al major components, and the Wilsonville PSDF and DOE'’ s planned
APFBC CCT projects are proving large-scale integrated commercia operation. APFBC repowering
can dramaticaly increase energy efficiency, clean the environment, and reduce production costs. A unit
in start-stop duty at 20 percent capacity factor becomes abaseload coal unit with APFBC repowering,
moving to greater than 80 percent capacity factor.

Concept assessment studies on APFBC repowering at several generating company sites show
exceptionally low operating costs for units repowered with APFBC technol ogy:

C Carolina Power & Light Company’sL. V. Sutton plant,
C Duke Power’s Dan River plant, and
C AES Greenidge plant.

Thisisdueto the high energy efficiency of the units after repowering. Generating company production
costing evaluations show, consistently, that units repowered with APFBC would become the most
economical coa-fired units in their plant dispatch order — they become the premier coal-fired
basel oad units, the most profitable to operate full time.
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3.2 RISK ASSESSMENT

Increased competition within the e ectric power market is driving the decision process toward enhanced
performance, lower capital investment, and lower operation and maintenance expense. With this
approach the power generation community isfacing the need to fully understand the risksinvolved and
potential for financial consequences. Therefore, it isimperative that the decision process eva uating the
application of advanced technol ogiesincludestheidentification and determination of economicrisk to
theinvestor. However, thistask isnot easily accomplished, primarily due to the matrix of risk elements
involved including technology, economics, competition, regulatory, environmental, and project
participants.

Variousstudieseval uated uncertaintiesin the application of advanced power systems, specifically coa
gasification combined-cycle systems and pressurized fluidized-bed combustion. Theseandysesrely on
asystematic approach to eval uate uncertainty in design and performance based on limited commercia
experience and expert andlysis. The details of aprocedure using probabilistic analyses are summarized
by Frey and Rubin.?"?® By use of Monte Carlo or similar simulation techniques, simultaneous
uncertainties in any number of parameters can be propagated through a model to determine their
combined effect on model outputs. The modd input parametersare based on information availablein
published studies, statistical data analysis, and the judgments of relevant experts. Compared to
deterministic analysis, this approach characterizes the range of values assigned to performance and cost
parameters.

An aternative approach applies process contingenciesto capital cost estimates by utilizing ascal ethat
assigns a percentage contingency to the cost based on the devel opment status, which can range from
|aboratory studiesto full commercialization, in an effort to quantify the uncertainty in the technical
performanceand cost of the commercial-scale equipment. A typical example of thismethodology® is
the EPRI TAG™, which assigns process contingency as shown in Table 3-8.

This approach attempts to match financial exposure with the value of specific equipment or process.
However, intoday’ scompetitive environment thisbroad approach may overly penalizethetechnology
with additiona cost. This process does not provide the decision-maker with specific information about
the effects of risk on system performance. Additionally, the decision-maker is not afforded the
opportunity to adjust the basis of the applied risk value against recent technology advances or his/her
knowledge and process or product insight.
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Table 3-8
Technology Status Versus Process Contingency
State of Process Contingency as a
Technology Development Percentage of Installed Cost

New concept, limited data 40+

Concept with bench scale data 30to 70
Small pilot plant data 20to 35
Operational full-size module 5t020
Commercial process 0to 10

Other techniquesrepresent risk through relativerankings of aternative technologies. Themaor focusin
these risk analyses is projecting future performance and cost based on existing knowledge of pre-
commercia unitsand conventional technologies. Judgment by the decision-maker isthen required to
apply these data against the investment decision.

Specific to the technologies presented in this report, the purpose of conducting a risk assessment
associated with each of the advanced plant configurationsisto identify an expected cost of advancing
the technology from its present statusto full commercialization by 2005. Two methods are used to
assist the decision-maker in defining the effect of risk on the process operation and economics. The
first, described in this section, eval uates technology risk through a delineation of known problem areas.
Issues are briefly discussed and qualified in terms of potential performance shortfall and alternatives or
corrective actions presently available to the decision-maker. The second method, described in
Section 4.3, uses sensitivity of various operating parameters, including capacity factor, heat rate,
production cost, and capital cost, to evaluate the effect of risk e ements on the process economics.

Toassst intheanalysis of clean coa technologies, an approach is presented to eva uate the e ements of
technology risk for application of advanced coal -based technologies. The development of systems and
components relative to commercia status, and the status of mitigation efforts being pursued by
developers and/or DOE aimed at ensuring that technology reaches commercialization for market
penetration by 2005 are provided. This approach to risk evaluation permits the decision-maker the
ability to adjust performance and cost parameters given the information available.
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3.2.1 Integrated Gasification Combined Cyvcle

The DOE has embarked on a program to develop IGCC as a product that results from the interaction
of severa ongoing R& D programs. Theseinclude hot gas desulfurization, hot gas particulate removal,
and advanced turbine systems. DOE R& D activities are focused on devel oping second-generation
| GCC components, concepts, and subsystems to proof-of-concept scale, or asamajor dipstreamona
planned IGCC demonstration project. Primary R&D areas are hot gas desulfurization, hot gas
particulate removal subsystems, and other gas cleaning/ conditioning technologies. At present thereare
three IGCC demonstration projects under the CCT program at a total cost of approximately $1.0
billion. These demonstration projectsplan to incorporate many hot gas cleanup advancements. Paralld
initiativesare underway to devel op advanced turbine cyclesthat will beincorporated into future | GCC
systems.

Commercialization of hot gas cleanup will result in lower capital cost, Since hot gas cleanup systemsare
lesscomplex than cold desulfurization. Also, hot gas cleanup will improve efficiency approximately two
percentage points over cold gas cleanup. Development of advanced gasifiers and gas turbines will
provide even greater improvements in efficiency and cost that are vita for widespread
commercialization of the technology. The DOE program goals as set forth in the Clean Coa RD& D
Program Plan® are shown in Table 3-9.

Table 3-9
IGCC RD&D Program Goals
2000 2008
Second Generation Integrated Gasification

Gasification Power System IGCC Advanced Cycle
Net electric system efficiency (HHV) 42 >50
Sulfur dioxide emissions relative to NSPS /10 /10
(1.2 Ib/10° Btu & 90% reduction of potential)
NOx emissions relative to NSPS 110 110
(0.6 1b/10° Btu)
Air toxic emissions relative to 1990 CAAA law To meet To meet
Capital Cost (1999 $'s) $/kW* $1,250 $1,000
COE relative to conventional PC power plant 0.8 0.75

* Capita Costs are expressed as overnight construction costs, 1995 $'s were escalated based on Chemical
Engineering Index.

3-34 December 1999



CCT Evaluation Guide
Volume I, Section 3.0

Achieving thesegoalswill require development and demonstration of process elements considered to
be at risk of reaching performance and/or cost objectives defined for market acceptance. 1GCC plant
process areas identified as having associated risk or uncertainty are listed in Table 3-10. For each
element of risk, anarrative of potential areas of risk isprovided, along with areview of present efforts
to reduce or eliminate risk. To build alevel of confidence as to the probability of commercia
availability by 2005, alevel of process contingency should be assigned by decision-makersin the
framework of any discrete economic analysis. Components not listed are either considered to be
commercialy available or have sufficient operationd history to define capital and operating costswithin
acceptable levels of confidence.

Table 3-10
IGCC Assessment of Risk
System Defined Risk Elements
Gasifiers
- Air Blown Hot Gas Valves
Ash Quench
- Oxygen Blown Fuel Gas Recycle Integration
Hot Gas Desulfurization
- Transport Reactor Process Control
Sorbent Attrition
- GE Moving-Bed Desulfurizer | Hot Gas Vaves
Sorbent Capacity
Sulfur Recovery
- Sulfator Conversion Efficiency
Capital Cost
Particulate Filters Filter Elements
Filter Element Cleaning Process
Combustion Turbines Integrated Operation

3.2.1.1 Gasifiers

ThelGCC power generation concepts presented in thisevaluation guide use two gasifier designsfrom
the DOE CCT demonstration program: an air-blown gasifier and an oxygen-blown gasifier.

C Air-Blown Gasifier

DOE’'s CCT demonstration program with air-blown gasification is based on the KRW
Gasification Process. Thisprocesswas originally developed by Westinghouse Synthetic Fuels
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Division with government support. Development of the gasifier proceeded through the 24
ton/day pilot plant at Waltz Mill, Pennsylvaniaand has operated on both air and oxygen. Inthe
early 1980s, the gasifier technology was transferred to a joint entity of M.W. Kellogg, Rust
Engineering, and Westinghouse, called KRW Energy Systems, Inc. Significant to the
development of the KRW process was the co-feeding of limestone sorbent with coal to achieve a
high level of in-bed sulfur capture. In 1987 and 1988 DOE supported a test program that
integrated the KRW in-situ desul furization with afixed-bed zinc ferrite polisher. Alsotested were
hot ceramic candle particulate filters and high-efficiency cyclones.

Currently, Sierra Pacific Power Company is participating in an IGCC demonstration power plant
that usesaKRW air-blown gasifier with in-situ desulfurization to gasify 88 tonsg/day of western
coal and produce 99 MW of electric power. Known as the Pifion Pine Power Project, this
project was selected by the DOE for funding under CCT Round 1V. M.W. Kellogg issupplying
the engineering of the gasifier island, which includes the gasifier and hot gas polisher. The
objectives of the Pifion Pine project include meeting the power needs of Sierra Pacific customers
and demonstrating the technical, economic, and environmental viability of the KRW IGCC
power plant on acommercia scale. Theproject isaso aimed at demonstrating the effectiveness
of hot gas cleanup and the operation of alow-Btu fuel gas combustion turbine. The project was
completed in late 1996 and began commercial operation on gasin 1997. The project is currently
proceeding with total integration with syngas.

M.W. Kellogg's marketing of the KRW gasifier will be based on operational data from a
successful demonstration. They have devel oped capita cost estimatesfor the gasifiersbased on
the cost to complete construction at Pifion Pine. The costs of gasifiersfor larger plants are not
expected to decrease Significantly due to economies of scale, due to the optimum system modules
presently defined in the 100 MW range.

Elements of risk that may presently be considered in application of the KRW technology include
the integration of the gasifier at high throughputs and the continuous operation in an ash
agglomerating mode. The integration aspects will be established through the CCT program
demonstration at Pifion Pine. However, specific componentsrequiring full-scale demonstration
include the hot gas valves and the ash quench portion of the gasifier. Although this unit has been
demonstrated at the 24 ton/day level, the CCT demonstration requires a several-fold scale-up.
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Oxygen-Blown Gasifier

DOE’ s Wabash River CCT oxygen-blown gasification program uses Dynegy’ s Destec gasifier.
A 1,600 ton/day gasifier demonstrated this design at the Dow Plaguemine, Louisiana chemical
complex, with full operation since 1987. The Destec gasifier at Plaguemine operated on
subbituminous coal, and achieved 65 percent availability. The primary difference between the
origina Destec gasifier design and the Wabash River gasifier is that the Wabash River project,
shown inthe photo below, operates on high-sulfur bituminous coa rather than subbituminous and
isprojected to have ahigh availability. The plant is demonstrating |ong-term operation on high-
sulfur bituminous coal, and the transition to a utility application has gone smoothly. The
bituminous coal is not asreactive as the subbituminous, and requires somerecycle of fuel gasto
the second stage of the gasifier. The Wabash gasifier has a throughput of 2,400 tong/day.

View of DOE’s
Wabash River
Clean Coal
Technology
demonstration.

A magjor element of risk when ng the application of thisgasifier isthe system integration of
thegasifier with fuel gasand particulaterecycle. Thisrisk should be mitigated upon completion of
the CCT demonstration; after that, the technology should be classified as commercial. The
Destec gasifier was fired with coa in August 1995, and the gas turbine was fired with fuel gasin
October 1995. In 1996, the gasifier accumulated over 2,000 hours of operation on coal and the
combined cycle operated over 1,500 hours on syngas. During 1997, the gasifier accumulated
over 3,000 hours of operation on cod. In March 1998 the Wabash gasifier produced 1 billion
Btu of fuel gas, a milestone that had not been reached by any other gasifier in the world.
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3.2.1.2 Hot Gas Desulfurization

DOE identifies hot gasdesulfurization (HGD) asthe means by which the sensible heat of the gasification
product gas may beretained. Thisincreases| GCC efficiency, maximizes power from the gasturbine,
and improves economics. The DOE is sponsoring research in advanced methods for controlling
contaminants for hot gas streams of IGCC systems. The programs focus on hot gas cleanup
technol ogies that match or nearly match the temperatures and pressures of the gasifier, cleanup system,
and power generator. The purpose of the development effort isto eliminate the need for expensive
heat recovery equipment and to avoid the efficiency |osses associated with fuel gas quenching. Hot gas
cleanup should offer significant advantages over cold gas cleanup for IGCC applications. The principal
advantageis that the sensible hesat retained in the fuel gas alows the gas turbine inlet temperature to be
reached with lessfuel. The conserved heat isagpplied to enhancing the higher efficiency chemical energy
conversion in the gasturbine rather than the less efficient generation of steam. In contrast, in cold gas
cleanup gas cooling, additiona steam must be raised, resulting in high steam power relative to chemical
power for the |GCC plant. Hot gas cleanup isbest applied for air-blown gasification becauseit retains
the sensible heat of the large gas volume containing about 50 percent nitrogen.

The major development issue associated with HGD is the need to demonstrate operation for an
extended period at a scale equivalent to commercial application. Until thisis accomplished, IGCC
plantswill use proven cold gas cleanup. A commitment to usean HGD system has significant financia
risk consequences. Oncean IGCC plant is designed with hot gas cleanup, the entire heat and materia
balance of the plant is dependent upon successful operation of the cleanup system. Conversion back to
cold gas cleanup is not a practical option to avoid performancerisk. A converted plant would not
operate correctly.

The key development component in a regenerable HGD process is the sorbent. The mixed oxide
sorbent is subjected to the most severe of conditionsin which it is sulfided at 1100 °F, physically
transported, and regenerated back to the oxide at up to 1400 °F. In doing so, the sorbent must retain
its capacity and physical integrity; both criteriaare key issuesin sorbent development. HGD sorbents
have potential for additional market penetration besides IGCC. The removal of H,S from tail gas
streams in a variety of petrochemical plant operations provides an open opportunity for HGD
processes.

Sulfur capacity is more of an issue with sorbents utilized in the GE moving-bed processthanin fluid
beds, sincetherate of sorbent circulationisinversely proportional to theamount of sulfur captured per
unit of sorbent. Excess circulation can lead to sorbent attrition and an imbalance in the heat recovery
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from the regeneration process. Sorbent sulfur capacity is less of an issue with the fluid bed and
trangport reactors due to the low utilization of sulfur capacity in those processes. Attrition resstanceis
key in the fluidized processes because of the continuous activity in the beds.

A third issue in the development of HGD sorbents is avoiding the formation of sulfates during
regeneration. The principal cause of sulfate formation is the presence of excess oxygen at 1000 °F
regeneration temperatures. Sulfate can be removed by heating the sorbent to 1400 to 1500°F, but this
approaches the sorbent sintering temperature.

Research objectives are aimed at devel oping sorbents to resolve these issues. During these efforts
sorbent formulations will be acompromise to meet the operational criteriafor an IGCC installation.
Phillips Z-Sorb™, acommercially offered zinc-based sorbent with anickel promoter, has been tested
and found to be attrition resistant and to suppress the formation of sulfates. This sorbent wasthe initid
fill selected for both Tampa Electric and Pifion Pine CCT projects.

Long-term stability of sorbents has yet to be demonstrated. Up to 200 hours of testing at the GE
process devel opment unit is aprecursor to its demonstration in a dlipstream from the Tampa Electric
IGCC project. Long-term stability of sorbentswill also be demonstrated at the Pifion Pine project,
which has a transport reactor HGD.

DOE’ s Hot Gas Desulfurization Program® is based on achieving certain sorbent requirements:

Regeneracy (the primary goal).

Withstand highly reductive gas atmospheres.

Operate at absorption temperatures of 1000 to 1500 °F.

Operate at pressures of 300 to 600 psi.

Demonstrate separate small volume percentage of H,S from fuel gas (less than 0.5 percent).
Operate at regeneration temperatures of 1075 to 1450 °F.

Recover reactivity and resist attrition.

Provide long life at low costs.

[ap AN or TN o> JEN o> BN o BN o BN o BN b

Research into high-temperature and high-pressure control of sulfur speciesincludes primarily those
sorbents made of mixed-metal oxides, which offer the advantages of regenerability. These are
predominantly composed of zinc, formed into a media structure that can be utilized in reactors of either
fixed-bed, moving-bed, fluidized-bed, or transport configurations.
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The DOE desulfurization test programiscomposed of three ma or components. bench-scaleresearch,
pilot-plant operation, and demonstration as part of the CCT projects. Of foremost concern is the
mechanical integrity of the sorbent, which is dependent on the reactor configuration and process
chemistry. Participating in bench-scale research are the General Electric Corporation (GE) Research
and Development Center, Research Triangle Institute (RT1), and DOE.

Providing pilot-plant facilities is the DOE's Federal Energy Technology Center (FETC) in
Morgantown, West Virginia. The FETC hot gasdesulfurizer PDU hasdual capability in examining both
fluidized and transport reactor modes of operation.

Companiesthat areass sting in optimizing manufacturing techniquesare: United Catalystsof Louisville,
Kentucky; Contract Materials Processing of Baltimore, Maryland; Calcicat Corporation, Erie,
Pennsylvania; and Phillips Petroleum of Bartlesville, Oklahoma. Other catalyst manufacturers have
shown interest and possess additional capabilities.

C Transport Reactor Hot Gas Desulfurization Unit

Thetransport reactor hot gasdesulfurization unit isbased on years of petrochemical operation as
afluid cataytic cracking process, and is planned as the reactor for the hot gas desulfurization unit
in the Pifion Pine CCT project. The transport reactor was selected over the fixed-bed reactor
for HGD at Pifion Pine because of inherent issues that had devel oped with the fixed bed during
testing at FETC. These included:

—  Requirement for high-temperature valves with positive shutoff.
—  Difficulty in controlling regeneration temperature.
—  Off-gaswith varying SO, concentration.

One of several zinc-based sorbents considered as a potential candidate, Z-Sorb™ 111, is under
development by Phillips Petroleum Company. Bench-scale tests conducted by M.W. Kellogg
and Research Triangle Institute have indicated that Z-Sorb™ 11l can be used as a
desulfurization sorbent in fixed bed, fluidized bed, and the transport reactor. M.W. Kellogg
conducted sorbent tests at the Transport Reactor Test Unit (TRTU) in Houston, and gained
sufficient confidence in the transport technology to utilize it at Pifion Pine. At Pifion Pine, M.W.
Kellogg selected Z-Sorb™ 111 as the design sorbent because it has demonstrated the best
mechanical strength of the sorbents tested for this application. Also, the nickel content in Z-
Sorb™ suppresses sulfate formation at the onset of regeneration at lower temperatures. Z-
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Sorb™ has not been shown to be tolerant of steam under regeneration conditions, so M.W.
Kellogg elected to use dry air, while reducing the level of sorbent utilization to about 5 to
6 percent of theoretical, to manage the bed temperature. While the Z-Sorb™ utilization is
minimized, sorbent circulation isincreased with asomewhat compromised requirement for higher
sorbent inventory. The process needs demonstration at a full-scale project, and
commercialization depends on successful operation at Pifion Pine.

The transport reactor desulfurizer consists of ariser tube, a disengager, and a standpipe for both
the absorber section and regeneration section. The desulfurizer system train is capable of
processing gas equivaent to that needed for about 100 to 150 MW IGCC plant. For the Pifion
Pine CCT project, the absorber contains an inventory of 15 tons Z-Sorb™ sorbent, which is
circulated at arate of 225,000 Ib/h. The absorber riser is 42 inches diameter by 50 feet high.

The regenerator is a 3-inch-diameter and 70-foot-high transport reactor through which 36,000
Ib/h of sorbent from the absorber passes through the regenerator riser, disengages, and transfers
back to the absorber through the standpipe. Regeneration isconducted with neat air to minimize
heat release and limit temperatures to 1300 °F. Regeneration heat has a negligible effect on
sorbent temperaturein the absorber. Regeneration off-gas containing predominantly SO, is sent
to asulfator to be absorbed by the excess limestone in the LASH and converted to CaSO,,.

Elutriated particles are disengaged from gas passing through the high-efficiency cyclonesat the
top of the absorber, and some Z-Sorb™ is also retained by the regeneration outlet gas. The
total fines elutriated from the transport desulfurization absorber are predominantly 20 micron
particlesfrom the gasifier, and the balance being Z-Sorb™. These arerecovered downstreamin
the ceramic candle gasfilter and are added to the LASH in the sulfator. Current design practice
isto send the fines to a separate combustor, thereby permitting a sulfator design that needs to
handle only the larger solids from the gasifier. Loss of sorbent is estimated to be 100 Ib/h per
train for 100 to 150 MW equivalent gas flow (air-blown gasifier).

The salient features of the transport reactor desulfurizer are:
—  Based on proven commercial technology.
—  High mass throughput per capital cost.

—  Efficient conservation of fine particles.
—  Effective temperature control.
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—  Small physical footprint.
Moving-Bed Hot Gas Desulfurizer

Genera Electric Corporation (GE), with support from DOE, is devel oping an advanced hot gas
cleanup process to provide test data from the use of zinc ferrite, zinc titanate, and Z-Sorb™
sorbents. The process consists of a moving-bed absorber, a moving-bed regenerator to
regenerate the sorbent and to produce a high SO, concentration tail gas, a regeneration gas
recycle, and a solids transport system. Process development unit (PDU) tests of this process
integrated with GE’ s air-blown, fixed-bed gasifier began in June 1990.

Compared to thefixed-bed concept, the moving-bed system has, potentialy, severa advantages,
including dedicated operation in separate vessels, continuous replacement of used sorbent,
positive temperature control, and constant SO, concentration in the regeneration gas. These
advantages are aresult of the following design features. Two vessels are used, each designed
and dedicated to one function. The absorber vessel isa countercurrent flow reactor with
continuousflow of coa-gasand intermittent flow of sorbent. Fresh sorbent may be added to the
top of the absorber, and sulfided sorbent, containing captured gasifier particulates, can be
removed from the bottom. The regenerator vessel is a multistage, co-current reactor, which
alowsfor control of the exothermic regeneration reaction and prevents overheating, sintering, and
destruction of the sorbent. The regenerator gas streams flow continuously, while the sorbent
moves intermittently asin the absorber. The moving-bed process aso uses recirculation of the
regeneration gasfor temperature control, and, unlike the fixed-bed concept, offersthe advantage
of diluent flow continuously through a single vessel.

The moving-bed concept, while offering certain process advantages, does not provide mechanical
design advantages compared to the fixed-bed concept. High-temperature and high-pressure
valves and piping are required in both cases, while the moving bed also includes hot sorbent
transport equipment. Also, it wasfound during testing that the presence of chloridesin the fuel
gas created operationd problemsin the regeneration loop in the form of chloride deposits on heat
exchange surfaces. Asaresult, GE incorporated afluidized-bed chloride removal bed ahead of
the moving-bed absorber. The following accomplishments have been achieved from the GE
Moving-Bed Project:

—  Six-inch hot fuel valve was tested and found to be fully functional.
—  Configuration problems in absorber and regenerator were solved.
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—  Automatic control of sorbent movement was fully demonstrated.

—  Over 90 percent chloride removal was fully demonstrated.

—  Satisfactory sulfur dioxide levels obtained in dipstream to acid plant were fully
demonstrated.

—  Systemismechanicaly ready for commercial demonstration at the TampaElectric IGCC
plant.

The moving-bed concept requiresasorbent material with sufficient mechanical strength properties
to alow movement through the system without excessive materialsbreakup or attrition that would
adversely impact system economics by introducing a high sorbent makeup cost. For system
studies, GE has estimated a makeup rate of 0.5 percent or less per cycle. The actual makeup
rate must be determined by the operation of the PDU over multiple cycles. Thismakeup rateis
one of the prime determinants of the process economics.

The sorbent utilization, which is the degree to which the sorbent is sulfided, was shown to
decrease with increasing absorption/regeneration cycles. GE and FETC established an
acceptance criterion that the sorbent maintain at least 50 percent theoretical capacity over
100 cyclesfor commercia application. The actual utilization also must be determined during
PDU testing. A decreasein utilization will increase the circulation rate and thus may increase
sorbent makeup.

The GE moving-bed PDU absorbs sulfur at the gasifier pressure but regenerates at arelatively
low pressure, primarily for testing convenience. If higher pressures are needed for off-gas
processing, the regenerator can be designed for higher pressures.

The moving-bed system, with its two vessels and associated lock hoppers and valving stacked
vertically, has an overall system height for the GE PDU of 85 feet. Scale-up will increase the
diameter of the vessels more than it will the height of the system. However, the capacity of a
singletrain will be limited by practical size constraints. GE is projecting a single moving-bed
absorber/regeneration set for agadifier train of gpproximately 100 MWein capacity for air-blown
gasifiers and 250 MWe for oxygen-blown applications.

The moving-bed concept should be applicableto any metal oxide or mixed metal oxide sorbent.

Iron oxide can be used at lower temperatures and where only moderate sulfur removal is
required. For high sulfur removal at intermediate temperatures in a moderately reducing gas
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stream (such asin air-blown fixed-bed gasifiers), zinc ferriteisthe sorbent of choice. For higher
temperatures and more reducing conditions, advanced sorbents such as zinc titanate may be
applicable, and are currently the subject of testing.

Following are the salient features of the moving-bed process:

—  Permits good gas/solid contact.

—  Process as complicated as the fixed bed.

—  Requires high temperature valving.

—  Requires attrition-resistant sorbent for economical operation.

—  Heat removal and temperature control require recycle loops.

— Maintains steady, predictable level of SO, in regeneration off gas (12 percent for zinc
ferrite; 15 percent for zinc titanate).

Together, the process e ements, including the high-temperature, high-pressure valves and piping,
sorbent material, and process control, can comprise 25 to 30 percent of the desulfurizer system
capital cost. Current plansfor demonstration include processing a 10 percent dipstream from the
TampaElectric IGCC CCT project, and possibletransport of regeneration gasto asulfuric acid
plant. GE iscurrently considering severd sorbentsfor the initid fill at Tampa. Theseinclude Z-
Sorb™ 111, which was tested at the Schenectady, New Y ork PDU and was reported to suffer
from loss of capacity due to the presence of steam. It is being considered for the first fill at
Tampa since the lower sulfur loading from the dlipstream demonstration and the lack of
hydrocarbons condensed from the Texaco fuel gas should not produce steam during
regeneration.

The GE moving bed is the process used for significant testing of the hot gas desulfurization
sorbents developed under the support of DOE/FETC. This system was developed as a
successor to the fixed-bed concept, and offered several advantages over the fixed bed.
However, the current activity at DOE in the areas of hot gas desulfurization leans toward the
transport reactor rather than the moving bed, for several significant reasons:

—  The transport reactor can operate without a pre-filter to remove carbon-containing
particulates. These are carried through with elutriated sorbent and captured on the barrier
filter.

—  Sorbent particles are circulated to extinction and elutriated out with the gas. Thereareno

Size requirements.
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—  Regeneration temperatureiscontrolled by limitingair flow to the regenerator loop. Nickel
additives are preventing sulfate formation.

—  Sorbent utilization is very low, and can have a broad range of sulfur capacity and still be
utilized.

3.2.1.3 Sulfur Recovery

Two concepts of sulfur recovery support the gasifier configurations used in thisguide. The Destec
design uses a commercial sulfuric acid plant. The KRW gasifier, with in-situ desulfurization, is
dependent upon the successful integration with a sulfator.

C

Sulfator

The sulfator isafluidized-bed combustor operating at atmospheric pressure, which collectsand
burns various solids and gas streams from the gasification process. The bed drain material
produced from the gasifier consists of amixture of ash agglomerates, spent limestone sorbent, and
partialy used sorbent (LASH, limestone and ash). The CaSformed in the sorbent can potentially
produce H,S in alandfill if exposed to an acidic solution. The purpose of the sulfator isto
convert CaS to CaSO, by roasting in air at a temperature high enough for rapid conversion
without excessive emissions of SO,. Prior studies®®, particularly the Southern Company
Wandey Station study, basetheir relatively low cost estimates for the sulfator on availability of a
KRW gasifier with a continuous sulfation reactor. Recent laboratory testing®Y has been
conducted by M.W. Kellogg. KRW LASH was tested in the Transport Reactor Test Unit
(TRTU) to determinethelevel of oxidation that could be achieved. When operating the sulfator
at 1600 °F, oxidation levelsin the range of 50 percent were achieved, with some results as high
as 74 percent depending on oxygen concentration and particle size.

An dternative to asulfator, in the event that 90 percent conversion cannot be reached, isto add
LASH to acoal-fired AFBC boiler and adjust pricing accordingly. Current design practiceisto
send the fines to a separate combustor, thereby permitting asulfator design that needs to handle
only thelarger solidsfrom the gasifier. At thispoint, availability of acommercid sulfator reactor
is dependent on the success achieved during the CCT program at Pifion Pine. Pifion Pine utilizes
circulating bed heavy oil cracking technology for the sulfator. The sulfator depends upon the
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presence of carbon in the LASH to maintain reaction temperature. Theresult isahigh-ash, low
heating value feed for the sulfator, resulting in inherently marginal economics.

3.2.1.4 Particulate Filters

Particulate filter devices for IGCC applications are unproven at temperatures above 650 °F. The
Demkolec/Shell Coal Gasification Plant at Buggenum, The Netherlands uses aceramic particul atefilter
at 650 °F to remove particulates prior to water quenching the raw fuel gas. This eliminates residual
particulates in the wastewater stream. Ceramic candle filters are under development for PFBC
applications, the most notable being the Tidd CCT demonstration at temperatures suitable for IGCC
operation, 1100 °F. Problems are encountered due to the reducing gas vs. oxidizing gas in a
combustion process, the irregular nature of the solids, and in the filter cleaning process. These
problems have resulted in reducing both filter durability and performance, requiring larger surface aress,
lower filter velocities, and shorter filter lifetimes.

DOE is supporting development of particulate filtersfor IGCC and PFBC applications. DOE has a
Particulate Cleanup Program, which conductstechnol ogy demonstration projects and applied research
to addressthe adversefiltration conditionsand filter systemissues. Thereare significant milestonesin
the particulate cleanup program, including:

1985-1992 Grimethorp PFBC, clay bonded SiC candlefilters

1986-1989 NYU PFBC Test Facility, ESP, granular bed, and cross flow filters
1987-1988 KRW fluidized bed, clay bonded SiC candlefilters

1992 Texaco Gasifier at Montebello, 11 separate filter tests
1996-present  Wilsonville Power Systems Devel opment Facility

The objectives of the Wilsonville Power Systems Development Facility (PSDF) include developing
advanced coal-fired power generation technologies through the testing and evaluation of hot gas
cleanup systems. In addition, thisprogramwill evaluate other major componentsat the pilot scaleand
demonstrate the performance of the components in an integrated mode of operation and at sizes that
will require scaling up to commercia systems. The major particulate control device issues to be
addressed include the integration of the particulate control devicesinto cod utilization systems, on-line
cleaning techniques, chemical and thermal degradation of components, fatigue or structural failures,
blinding, collection efficiency asafunction of particlesize, and scale-up of particulate control systemsto
commercia size.

3-46 December 1999



CCT Evaluation Guide
Volume I, Section 3.0

The high-temperature gas cleanup (HTGC) systems are designed to achieve sufficient levels of particle
and alkali removal to protect the gas turbine from erosion, deposition, and corrosion damage. To do
this the HTGC must meet certain performance levels:

Achieve particle-removal efficiency to meet environmental and turbine protection standards.
Meet performance standards -- outlet particul ate loadings less than 20 ppm by weight with no
more than 1 weight percent particles exceeding 10 microns and no more than 10 weight percent
exceeding 5 microns.

Control alkali content (total sodium plus potassium vapor) to less than 50 ppb(w).

Limit the maximum pressure drop across each HTGC train to 10 psi.

Limit the temperature drop to less than 100 °F across the carbonizer HTGC train.

The DOE test program demonstrated the feasibility of technology for particulate removal, pressure
drop, and heat lossrequirementsfor advanced power systems. However, technical issues such asfilter
strength, sealing and longevity, and cleaning methods require resolution as part of the program.

The capital cost of particulate filtersis divided between the vessel and the filter elements by about
50:50. Theeementsof risk are primarily those of thefilter eements, which have the potentia of falling
short of stated goals for successful operation.

3.2.1.5 Combustion Turbines

The commerciaization of IGCC plants requires the successful devel opment of combustion systemsfor
high-temperature, low-Btu fuel gas. Gasturbinesin IGCC applicationsmay be adjusted for somewhat
larger massflow rates, higher pressures, or lower combustion temperatures, to accommodate the higher
flow of fuel gas. The reduced combustion temperature can result in lower thermal NOx emissions,
provided that the hydrogen content of the gasis small compared to the CO content. Therelatively high
flame temperature of hydrogen tends to increase NOx emissions, even though its volumetric heating
value is only about one-fourth that of natural gas.

C Low Heating Value Gas
The volumetric heating value (Btu/scf) of gas from atypical oxygen-blown gasifier is about

30 percent of the heating vaue for natural gas, and the heating value for air-blown gasifier gascan
be aslow as 10 percent of the heating value of natural gas. Asaresult, between 3 and 10 times
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asmuch fuel gas (on avolumetric basis) is needed to attain therotor inlet temperaturefor which
gasturbines are designed. M odifications needed to accommodate medium- or low-Btu gas are
described by DeCorso and others ©2:

—  Medium-Btu gas (200 to 400 Btu/scf) can be burned in modified versions of either
conventiona or dry low-NOx (DLN) combustors. The conventional combustors might
require lean-burn design and water or steam injection for NOx control, and DLN
combustors would require fuel gas port re-sizing and devel opment testing.

—  Low-Btu gas (90 to 200 Btu/scf) can be burned in modified versions of conventional
combustorswith enlarged combustion zones to accommodate theincreased volumetric flow
of fuel gas.

Larger massflow ratesthrough the combustor and expander are normally handled by blade path
adjustments to alow increased flow, or by increased pressure through the first expander stage.
Theinlet temperature to the first-stage nozzles of the turbine may be reduced by 50 to 75 °F in
order to maintain original design temperatures throughout the various turbine stages. Thisis
required dueto the different gas properties of the syngas combustion productsrelative to natural
gas. Thislower inlet temperature will help reset the choked flow parameter to original design
values. A lower combustion temperature can improve the durability for the hot parts, but the
larger flow of lower-energy gas can cause problemswith flame stability such as blowout. Also,
the changed combustion characteristics of lower-energy gas can increase CO emissions.

There are two basic types of gas turbine NOx emissions: therma NOx, which isformed from
nitrogen in the combustion air, and fuel-bound nitrogen (FBN) NOx, whichisformed from NH;
inthefued gas. All of the nitrogenin the NH; isnormaly converted into NOx during combustion.
Thermal NOx can be controlled by combustion-based methods, such as staged combustion or
water injection, but these methods are not effective in controlling FBN NOx. If the total NOx
(thermal plusFBN) leaving the gasturbine exceeds allowabl e limits, then asupplementary NOx
reduction process, such as selective catalytic reduction, may be required.

To meet development requirements, DOE is supporting the construction and operation of a

combustion system simulator to demonstrate long-term operation, characterization of fuel and its
contaminants, and characterization of emissions. Thissmulator enables modifications of air/fuel
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ratio, fuel composition, and fuel temperature, resulting in design modificationsto thefuel nozzle
and combustion liner of existing turbine frame designs.

Advanced Turbine System (ATS) Program

Another DOE program assisting |GCC and PFBC commercialization isthe Advanced Turbine
System (ATS) Program. DOE initiated the ATS program in 1992 with the target of developing
and commercializing gas turbine combined cycles by 1998 with LHV efficiencies of at least
60 percent (HHV efficiencies of 54%). The current ATS designs are fueled by natural gas, but
the program also includes links to coal-based systems such as IGCC and PFBC. Both GE and
Siemens-Westinghouse have commercialized some of the ATS features into their near-term
product lines, as shown in Table 3-11.

Table 3-11
“G” and “H” Gas Turbines Performance
Siemens- General Electric
Westinghouse MS7001H
501G

Transition cooling Steam Air
Turbine cooling Air Steam
First shipment 1996 2000
Compression ratio 19.2:1 231
Rotor inlet temperature 2560 °F 2600 °F
Exhaust temperature 1100 °F *
Mass flow rate 1200 Ib/s 12301b/s
Power, simple cycle 230 MW *
Heat rate, simple cycle, LHV 8,860 Btu/kWh *
Efficiency, ssimple cycle, LHV 38.5% *
Power, combined cycle * 400 MW
Efficiency, combined cycle, LHV 58% 60%
Efficiency, combined cycle, HHV 52.3% 54.1%
NOX, gas, dry 25 ppm 9 ppm
NOX, oil, dry 42 ppm

*|nformation not available at time of printing.

The GE MS7001G and MS7001H turbines fueled on natural gas are planned for commercial
operation in 2000 at 60 percent combined cycle efficiencies’®, and the first shipment of the
58 percent efficient LHV Siemens-Westinghouse 501G has been announced.®¥ The
development of turbines to operate on low-Btu gas, along with the ATS Program, raises the
confidence level for commercial availability of large, high-efficiency turbines by 2005.
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C Gas Turbine for this IGCC Study

Thegasturbine generator used for thisstudy isamodified version of the Siemens-Westinghouse
501G turbine. Two component modifications are required for commercial operation with the
IGCC:

—  Replacing the original “can-annular” combustors with two external topping combustors.
Customi zed external combustors have been subgtituted for “ can-annular” combustors at an
equivalent “pilot plant” size (about 1 MW equivaent). Devel opment of aconcept with pilot
plant data to full-size applications typically adds between 20 and 35 percent to the capita
cost of the combustor.

— Increasing the nozzle area of the first turbine stage to accommodeate the increased mass and
volumeflow of thelow-Btu gasifier fuel gas. Commercial turbines have been developed to
operatewith low-Btu gas. However, sincethe selected gasturbineis an advanced concept
that has not been modified in thisway, the developmental status of this modification can be
characterized as equivalent to pilot plant scale, which typically adds between 15 and
25 percent to the capital cost of the expander stages.

3.2.2 Pressurized Fluidized-Bed Combustion

Advanced PFBC research and development programs underway by the DOE and itsindustria partners
have operational and performance goals that can establish PFBC as acommercial power generation
technology. The near-term and longer-term goals for PFBC are as follows:

C By 2000, devel op an advanced coal-based power system capabl e of 42 percent efficiency HHV
with emissions at 1/3 NSPS, at COE comparable with conventional power plants.
Comprehensive design studies are to provide abasis for advanced power systemsto meet 2010
performance goals.

C By 2005, have market-ready PFBC systems with efficiency of 45 percent HHV, emissions of 1/5
to 1/10 present regulations, and costs equivalent to conventional technology.

C By 2010, develop PFBC systems with 45 to 50 percent efficiency HHV, emissions less than

1/10 present regulations, and costs lower than conventional systems, capable of firing avariety of
coals and wastes.
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Scaled-up first-generation bubbling PFBC technology based on an ABB Carbon design will meet the
year 2000 goal, when configured with a supercritical steam cycle (3500 psig/1050 °F/ 1050 °F). To
achieve PFBC efficiencies that are consistent with the goal of 45 percent HHV by the year 2005 and
45 to 50 percent HHV by 2010, development of an advanced turbine system operating on aflue gas
stream, combined with hot gas cleanup, with an integrated carbonizer/combustor needs to be
demonstrated. Demonstrations are planned at Wilsonville in the year 1999 and in DOE’ s planned
APFBC CCT project in the year 2002.

Achieving the DOE system goals require development and demonstration of process elements.
Development elements are indicated in Figure 3-12, and their statusis shown in Table 3-12.

Figure 3-12
APFBC Developmental Elements

Sorbent Feed System:

Fudl Gas Candle Filters SR RIalh R athe

Commercially Ready

Fuel Gas Cyclones
vitiated Air Cande Filters Commercially Ready
CCT + PSDF Demonstration PFBC Cyclones

Commercially Ready

!L“ |I|.I|'

Topping Combustor
CCT + PSOF Demonstration

Combustion Turhine : i : { a i
Commercial PFBC Combustor ~ —— — I —
B oost Compressor Commercialby Ready e Carbonizer
Commercial Fluid B ed Heat Exchanger Solids Handling Commercially Ready
Commercially Ready Commercially Ready
DH-961 BEJ-55
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Table 3-12
APFBC Developmental Status
Zone Status Issues Resolutions
Fuel Forwarding | Commercial Dry feed is proven technology. Use existing dry feed methods;
System (Sorbent Paste feed is simpler, but rotary new feed concepts are under
and Fuel) parts wear out. Paste consistency development.
hard to maintain.

Carbonizer Demonstrated at Dry feed demonstrated. Paste Use existing dry feed methods;

pilot scale feed bench tested. Scale-up new feed concepts are under

required. development.

Char Transfer Demonstrated at No problem anticipated; requires Demo - PDU & CCT
System pilot scale large-scale demonstration.
PFBC Combustor | Demonstrated at No problem anticipated; requires Demo - PDU & CCT

pilot scale large-scale demonstration.
Fluid-Bed Heat Demonstrated at No problem anticipated; requires Not applicable
Exchanger pilot scale large-scale demonstration.
Ash Transport Commercially No problems anticipated. Not applicable
System ready
Hot Gas Cleanup | CCT Durability, bridging, drainage, Test programs at Wakamatsu,

demonstration filter life. Karhula, Wilsonville, Pifion Pine.
Topping Full-size Relatively low-Btu gas from Development testing at PSDF.
Combustor and combustor tested | carbonizer successfully tested at
MASB UTSI; more tests to come.
Combustion Commercia Need provision to export air and Designs with easy transition to air
Turbine version operating | hot gasinput. ducts preferred.

on natural gas
Integrated PSDF and CCT Long-term durability, ease of PSDF and CCT
Operation demonstration operation

Test programs arein place for al mgor components, and the Wilsonville PSDF and the APFBC Clean
Coal projects, described in Section 3.1.2, are directed at proving large-scale integrated commercial
operation.

With the exception of the hot gasfiltersfor the carbonizer fuel gasand for the circulating PFBC exhaust
gas, al of the major components of the coal-gas PFBC power plant have either been successfully
tested or are commercially available. A review of the on-going developmental programs for specific
PFBC components follows:
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Combustion Turbine

The 50 MWe class Siemens-Westinghouse Power Corporation W251, the 120 MWe class
W501DS, the 185 MWe class W501F, and the 70 MW class Siemens KWU V64.3 have
designs evaluated for usein PFBC applications. In addition, the feasibility of advanced PFBC-
modified versonsof Pratt & Whitney FT8 Twin-Pacs, Rolls-Royce Industrid Trent, and Siemens
KWU V84.3 engines have been evauated by the manufacturers. Dresser-Rand industrial gas
expanders are also being evaluated for PFBC service. All of these commercial combustion
turbines require modification for PFBC operations. One of the key areas is the topping
combustor containing multi-annular swirl burners providing:

—  Stable combustion of the low-Btu content fuel gas,

—  Combustion with low NOx formation,

—  Lower oxygen content vitiated air, and

—  High temperatures of the fuel gas and the vitiated air (about 1400 °F+).

M odifications to the turbine casing accommodates the plenums for collection of high-pressure
compressor discharge air, and accommodates the topping combustor.

Long-term integrated operation with a PFBC system with a PFBC-modified commercial gas
turbine will be demonstrated in the Lakeland Mclntosh Station.

Pressurized Solids Handling

Three systemsin design and verification comprise the pressurized solids handling system; the fuel
forwarding system, the char transfer system, and the ash transport system. The fuel forwarding
system has been successfully tested using dry coal and coal paste, including on-line switching
from dry coal-sorbent feed to paste feed. Paste feed uses the ssmplest hardware, but paste
consistency is difficult to maintain.

Tests run by Foster Wheeler Development Corporation (FWDC) in September 1995
demongtrated the technical viability of the char transfer system in moving char from the reducing
carbonizer to the oxidizing circulating PFBC for 120 hourswithout problems using screw feeders.
Tests run by FWDC in 1993 demonstrated that N-Value transfer system would operate well at
commercial size feed rate over 2,000 |b/hour.
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Carbonizer, PFBC Combustor, Fluid-Bed Heat Exchanger

PFBC Carbonizer

Tests run by FWDC in September 1995 demonstrated the technical viability of integrated
carbonizer-circulating PFBC operation. Minor drain line plugging encountered during the tests
were cleared during operation. Over the 120 hours of the test, feed coa was separated into fuel
gas and char in the carbonizer, and the char was continuously transferred by the char transfer
system from the reducing carbonizer to the oxidizing circulating PFBC, whereit wasburned. The
tests included three coal feedstock blends:

—  3.5% sulfur petroleum coke with Plum Run dolomite;
— 3.4 percent sulfur Kentucky No. 9 coal with Three Rivers limestone; and
— 1.5 percent sulfur Pittsburgh No. 8 coa with Three Rivers limestone.

A dry-feed carbonizer will be used in the Lakeland CCT plant based upon lowest cost system.

PFBC Combustor

Early carbonizer-circulating PFBC tests were hampered by blockages in the circulating PFBC
cyclone. The problem wasisolated traced to poor sorbent and the cycloneloop seal. Resolution
came by changing thefluidizing air at theloop seal and changing sorbents. The circulating PFB
combustor has been successfully operated for hundreds of hours with both dry feed and paste
feed.

Fluid Bed Heat Exchanger

The fluid bed heat exchanger has been designed and tested without problems.
Hot Gas Particulate Cleanup
High-temperature ceramic filters clean fuel gas from the carbonizer and vitiated air from the PFB

combustor. The hot gas cleanup system is one developmental focus of the PFBC plant test
programs. Technical challenges for 1400 °F to 1700 °F hot gas cleanup operation include:
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—  Materid creep,

—  Brittlefracture,

— Alkali destruction of binder,
—  Bridging, broken supports,
—  Blinding, and

— Ashdrain stoppage.

Hot gasfilters are necessary to reach the efficiency goals of second generation and advanced
PFBC. Of thefive PFBC demonstration plants which have operated or are in operation, only
two of them, Tidd and Wakamatsu (see Section 3.1.2), tested particulate removal devices other
than cyclones. Hot gas particulatefiltration, shown in Figure 3-13, using high-temperature candle
filtersisunder test. The goal for commercia readinessisthree-year candle duration, with only
annual inspection.

The Siemens Westinghouse Power Corporation filter systemswith candlefiltersare planned for
usein the PFBC Clean Coa Technology demonstration plant. In thisproposed design, theinitial
configuration coolsthe carbonizer gasto 1400 °%F to accommodate the ceramic candlefilters. As
aresult, the fuel gas cleanup would operate at 1400 °%F. The temperature of the circulating PFBC
exhaust (and hot gas cleanup) is 1500 to 1600 °%F. These temperature profiles could change as
thedesign develops. Withthe CCT PFBC plant project proceeding, afilter demonstration could
bein place by 2002, which will satisfy the program goasfor PFBC. This schedule, however,
could be accelerated if commercia sizefilter vessels are tested with success at DOE’ s PSDF or
Pifion Pine IGCC demonstration.

Topping Combustor

Siemens Westinghouse Power Corporation and UTSI successfully designed and tested afull-
scale (18-inch) low-NOx multi-annular swirl burner (MASB) with natural gasand synthetic fuel
gas, see photo. ThisMASB isintended for use in the W251 (50 MW), W501D5 (120 MW),
and W501F (185 MW) combustion turbines.

The MASB was tested with reduced excess air and fuel switching between natural gas and

synthetic fuel gas. Thisone-year test program also includes testswith natural gasand 700 °%F inlet
air, to simulate operation with both the carbonizer and PFBC out of service.
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Figure 3-13
Hot Gas Particulate Filtration
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Siemens Westinghouse Multi-Annular Swirl Burner Under Test at UTSI

The APFBC plant at the Wilsonville Power System Devel opment Facility istesting thefirst operation of
agas turbine and topping combustor with hot (1400 °F) pressurized fuel gas from the carbonizer and
hot (1400 °F), low oxygen concentration pressurized vitiated air from the APFBC. Initial testing has
led to some design modifications.

The environmenta goalsfor PFBC address the emissions of NOx, SOx, particulates, and HAPs. All of
the APFBC criteria pollutants (SO,, NOx, particulates) show a large potential for reduction from
present pulverized coa technology, and if development issues are resolved, especialy with hot gas
particul ate control and thetopping combustor, emission will meet the 2000 and 2005 goals. The 2010
goasof /10 NSPSwill requireincremental technology improvement but should be achievable. DOE
also has goa s that are concentrated on CO, capture and greenhouse gas emissions. PFBC with its
high efficiency will reduce CO, emissions per kilowatt considerably over conventional technology.

System analyses and conceptiona designsindicate advanced PFBC systems can meet the DOE 2005

and 2010 goasfor PFBC if the devel opmenta plansin place are successful. Table 3-13illustratesthe
characteristicsof aplant that would be commercially available after the Lakeland CCT plant has been
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demonstrated. The plant is anominal 320 MWe unit incorporating a PFBC unit with a carbonizer
producing a coal-derived fuel gas and char, with ceramic high-temperature, high-pressure filters
operating at 1600 °F (combustor system) and 1700 °F (carbonizer system), and a gas turbine inlet
temperature of 2300 °F.

Table 3-13

Baseline Commercial Plant Characteristics

Commercial Plant

Net Power Output

320 MWe

Plant Efficiency, HHV

47.3%

SO, Emissions

95% removal

NOx Emissions

0.10 1b/10° Btu

Particul ates

0.002 1b/10° Btu

CO, Emissions

204 1b/10° Btu

Additiona studiesand systems analyses have been conducted by DOE to determine the efficiency that
could be achieved by pushing technology limitsto the known maximum boundaries (highest temperature
cleanup and high-temperature advanced turbine design with supercritical bottoming cycles).

Table 3-14 illustrates the characteristics of this advanced plant that would be available after the
commercia plant has been demonstrated. The plant isanominal 320 MWe unit incorporating a PFBC
unit with acarbonizer producing a coa-derived fuel gasand char, with ceramic high-temperature, high-
pressure filtersoperating at 1600 °F (combustor system) and 1600 °F (carbonizer system), gasturbine
inlet temperature of 2600 °F, and supercritical steam cycle of 4500 psi with the main steam at 1100 °F
and the two reheat temperatures at 1075 °F and 1050 °F, respectively.
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Development Path Plant Characteristics

Commercial Plant

Net Power Output

320 MWe

Plant Efficiency, HHV

51.8%

SO, Emissions

97% removal

NOx Emissions

25 ppm

Particulates

0.002 1b/10° Btu

CO, Emissions

204 1b/10° Btu
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3.2.2.1 Programs Initiated to Meet the Strategic Goals

The DOE organizationsthat implement the devel opment of technology, particularly the Federal Energy
Technology Center, have programs that continue to advance the devel opment and commercialization of
PFBC by improving performance, economics, and environmental acceptance.

DOE programs and associated goals for PFBC have success targets that are generally classified as
being in the near term or longer term. Near-term targets are based on utilization of developmental
technologiesthat are either demonstrated or commercial, whose results are contingent on system or
demonstration in the foreseeable future. Long-term PFBC goals are contingent on both devel opment
and demonstration of technologies.

Programs Initiated to Meet the Near-Term Goals

In the near term, the DOE is supporting the following PFBC testing and demonstration facilities:

Hot Gas Particulate Removal PDU (HGPR/PDU, Karhula, Finland)
Power Systems Development Facility (PSDF, Wilsonville, Alabama)
CCT HGPR Demonstrations (Pifion Pine, Tampa Electric Company)
CCT Demonstration Plant (Lakeland)

O O O O

TheKarhulaPFBC ceramic filter test facility has been operating for anumber of years. The Wilsonville
PSDF began operation in 1996. The transport reactor will be initially operated at the PSDF as a
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pressurized fluid-bed combustor to produce aflue gasfor hot gas particul ate filter experiments. The
CCT HGPR facilitiesare now undergoing startup and shakedown. The Lakeland CCT Demonstration
is scheduled for startup early in the 2000 to 2010 decade. Based on these schedules, achievement of
the 2005 and 2010 PFBC goals can berealized if the development programs are successful.

Studies of conceptual PFBC designs haveindicated that is possible to reach plant efficiencies of over
50 percent through the successful integration of advanced combustors/carbonizers and hot gas
particul ate removal with advanced gasturbinetechnology. Utilization of advanced PFBC technology
alone can result in plants meeting the 2005 and 2010 goals.

Table 3-15 isalisting of the near-term goals that are applicable to PFBC technology, with each god
matched to a current DOE initiative that would be influenced by the goal.

Table 3-15
Initiatives Supporting Near-Term Goals
Target Coal and Power Systems Initiatives that Complement Coal and

Year Program Goal Power Systems Program Goals
2000 | Develop an advanced coal-based power system CCT Demonstration

capable of 42% efficiency with emissions at ATS Devel opment

1/3 NSPS, at COE comparable with conventional PSDF PFilot Plants

power plants. Hot Gas Particulate Removal Program
2000 | Develop thetechnology base to ensure CCT Demonstration

achievement of the reduction goals for greenhouse | ATS Development

gas emissions to which industry has agreed under PSDF PFilot Plants

the voluntary reductions program. FETC Research
2002 | Develop new technologiesto meet existing and PSDF

pending standards and regulations on ozone, FETC Research

particulate matter, and HAPs for both new and

existing facilities.

Programs Needed to Meet the Long-Term Goals

To achieve PFBC efficienciesin the year 2010 that are consistent with the Advanced Power Systems
goals for PFBC, development of a first-generation ATS, combined with hot gas cleanup, with an
integrated carbonizer/combustor must be completed. To achieve the long-term goals, particularly an
efficiency of greater than 60 percent HHV, it would be necessary for the next generation of ATSto be
developed.
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Table 3-16 isalisting of the long-term goal s applicable to PFBC technol ogy, with each goal matched
to acurrent DOE initiative that would be influenced by the goal.

Table 3-16
Initiatives Supporting Long-Term Goals
Target Coal and Power Systems Initiatives that Complement Coal and
Year Program Goal Power Systems Program Goals
2005 Have market-ready PFBC systems with CCT Demonstration
efficiencies of 45%, emissions from 1/5to 1/10 of | ATS Development
present regulations, and equivalent costs. PSDF Pilot Plants
Hot Gas Particulate Removal Program
2005 Develop technology options for cost-effective PSDF PFilot Plants
greenhouse gas capture and sequestration when FETC Research
used as part of aleast-cost strategy for
greenhouse gas management.
2007 Complete systems configuration development of PSDF PFilot Plants
near-zero emission Advanced Power Systems. FETC Research
2008 Validate systems capable of 52% efficiency at CCT Demonstration
cost lower than conventional systems, reducing PSDF Pilot Plants
CO, emissions by 35%, and environmental FETC Research
emissions less than 1/10 NSPS. ATS Devel opment
2009 Complete development of critical componentsfor | CCT Demonstration
all Advanced Power Systems with near-zero PSDF Pilot Plants
pollutant emissions. FETC Research
2010 Develop PFBC systems with 45 to 50% CCT Demonstration
efficiency, emissions less than 1/10 present ATS Development
regulations and costs lower than conventional PSDF Pilot Plants
systems, capable of firing avariety of coals and Hot Gas Particulate Removal Program
waste fuels.
2010 Validate all critical components and subsystems CCT Demonstration
for Advanced Power Systems that can achieve ATS Development
over 60% efficiency with near-zero pollutant PSDF PFilot Plants
emissions. Develop new, cost-effective, Hot Gas Particulate Removal Program
advanced environmental control technologies
for achieving near-zero emissions.
2010 Develop cost-effective technologies to achieve CCT Demonstration
capture and sequestration of greenhouse gas PSDF PFilot Plants
emissions which integrate with advanced CCT. FETC Research
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3.3 COST AND PERFORMANCE OF ADVANCED POWER SYSTEMS

Thefollowing subsections summarize cost and performance datafor advanced power systemsincluding
integrated gasification combined cycle and pressurized fluidized-bed combustion. Details of the
performance and cost evaluation for these technologies are provided in Sections 7.0 and 8.0 of
Volumell.

3.3.1 Integrated Gasification Combined Cycle

The |GCC-based power plants discussed in Section 7.0 of this report represent areasonable basis for
projection of achievable cost and performance in the timeframe for gpplication beginning by 2005. The
plants include two examples of air-blown KRW type gasifiers (in two nominal sizes, 400 MWe and
200 MWe), and one example of an oxygen-blown Destec gasifier at anominal size of 380 MWe. The
projected cost and performancefor each of these casesis presented in Table 3-17 below, based on the
use of Illinois No. 6 coal.

Table 3-17
Projected Cost and Performance of Typical IGCC Plants
(In-Service Year 2005)

Gasifier Air-Blown KRW Air-Blown KRW O,-Blown Destec
Nomina size, MWe (net) 385 198 350
Efficiency, HHV, % 47.1 422 454

Heat Rate, Btu/kWh 7,247 8,086 7,526
Capital cost, 1999 $/kwW 1,432 1,796 1,369

SO, Ib/10° Btu 0.07 0.07 0.06

NOX, 1b/10° Btu 0.16 0.16 0.08

Thetwo larger plants presented in the above table, KRW-400 and Destec, are based on the use of a
combustion turbinethat is expected to represent the commercially available state-of -the-art in the year
2005. TheWestinghouse 501G machinewas modeled for thiseval uation, but competitive modelsfrom
other vendors would yield similar results.

The smaller KRW-200 plant utilizes the Westinghouse 501D5A machine. The differential in plant
efficiency of about 4 percentage points (about 8 percent on a heat rate basis) islargely attributable to
the use of the different combustion turbines. The more advanced machines provide superior
thermodynamic performance.
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The KRW gasifiersutilized in this study are assumed to beidentical in size and configuration to the unit
installed in the Pifion Pine CCT facility. For the KRW-400 case, three gasifier islands are used,
operating at ahigher pressure (400 psig vs. 300 psig, nominal) to provide fuel gas at sufficient pressure
for the high-pressure conditions of the W501G burner section. Vessel and piping wall thicknessesare
increased to compensate, so that hoop stresslevelsin the pressure boundary are essentially unchanged.
It is assumed that mass throughputs and gas production are increased in proportion to the operating
pressurewithout compromiseto the gasification process. For the KRW-200 plant, two gasifier idands
are provided, which may be considered identical to the Pifion Pine unit.

The use of multiple gasifiers, in amodular fashion, minimizes scale-up risks relative to Pifion Pine.
Future application of this technology, beyond the year 2005, may utilize scale-up of the Pifion Pine
gasifier modules, resulting in use of two gasifiersfor the KRW-400, and possibly one gasifier for the
KRW-200 conceptual design presented herein. This scale-up and reduction in the number of
components would result in areduction of plant capital costs.

The hot gas desulfurization process used in the KRW casesis an application of transport technology
and azinc titanate-based sorbent. Thefina stages of particulate removal in the gas cleanup train for the
KRW cases are based on use of arrays of candle-type ceramic filters. Both the sulfur removal and the
particulate removal represent technology applications that are projected to be state-of-the-art in the
year 2005. They represent some degree of risk, from a process perspective. This risk can be
mitigated by the use of more conservative design parameters, or the substitution of better established
processes, which may lead to some increase in costs. These are accounted for in the process
contingency estimates.

The Destec gasifier used herein represents amodest increase in scale, on the basis of tons/day of coal
gasified, relativeto the unit installed in the Wabash River Coal Gasification Repowering Project. The
increase in electrical output, relative to Wabash River, is a consequence of the increased coal
gasification rate and the increase in plant efficiency. The efficiency increaseis ttributable to the use of
the W501G turbine in the case defined herein.

The Destec gasifier concept evaluated in this report utilizes a GE moving-bed hot gas cleanup system
with zinc-based sorbent for desulfurization. The sulfur-rich regeneration gas, containing SO,, isfedtoa
sulfuric acid plant, converting the SO, to SO, by catalytic reaction, followed by absorption in sulfuric
acid to produce additional acid. The GE moving-bed concept is current state-of-the-art, whereas the
zinc sorbent is projected to be avail able as state-of -the-art in the year 2005.
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Particulateremoval inthe Destec gasifier considered relies on high-efficiency cyclonesfor particulate
removal. The GE moving-bed desulfurizer and a chloride guard bed of nahcolite provide polishing
stepsto capture very small particulatesthat are not removed by the cyclones. The particulate removal
features of this Destec design concept represent established practices, and are not considered to add
to process risk.

3.3.2 Pressurized Fluidized-Bed Combustion

The PFBC-based power plants discussed in Section 8.0 of thisreport represent a reasonable basis for
projection of achievable cost and performance in the timeframe for gpplication beginning by 2005. The
plantsinclude two examples of circulating PFBC (one maximum power output and one maximum
efficiency), and one example of abubbling-bed PFBC. The plantsare sized for anomina 430 MWe,
380 MWe, and 425 MWe, respectively. The projected cost and performance for each of these cases
is presented in Table 3-18, based on the use of Illinois No. 6 coal.

Table 3-18
Projected Cost and Performance of Typical PFBC Plants
(In-Service Year 2005)

Gasifier Circulating PFBC Circulating PFBC Bubbling-Bed
Max. Output Max. Efficiency PFBC
Nomina size, MWe (net) 430 380 425
Efficiency, HHV, % 45.8 47.0 40.8
Heat Rate, Btu/kWh 7,463 7,273 8,354
Capital cost, 1999 $/kW 1,086 1,126 1,262
SO, 1b/10° Btu 0.23 0.23 0.23
NOX, 1b/10° Btu 0.10 0.10 0.20

The two circulating PFBC plants presented in the above table are based on the use of a combustion
turbine that is expected to represent the commercially available state-of-the-art in the year 2005. The
Westinghouse 501G machine was modeled for this evaluation, but competitive models from other
vendors would yield similar results.

The bubbling-bed PFBC plant utilizesthe ABB ASEA Stal GT-140P.
Inthisverson of the circulating pressurized fluid-bed technology, crushed cod isinjected, dong witha

sorbent such aslimestone, into a carbonizer vessal. The coal is subjected to amild gasification process,
with thevolatile matter driven off asoverheads. Thisgaseous product passesthrough asingle stage of
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cyclonesto remove most of the particulates, followed by a ceramic candle filter. The char from the
carbonizer, along with the solids removed by the cyclone and filter, are passed to the CPFBC vessel
where the char is combusted.

The CPFBC subsystem is comprised of the CPFBC vessdl, two cyclones, three ceramic candlefilters,
afluid-bed heat exchanger (FBHE), a pressure vessel containing the FBHE, and a J-valve.

The solids received from the carbonizer subsystem enter the CPFBC near the bottom of the vessel.
Compressed air enters the vessel at two principal locations: primary air enters at the bottom of the
vessdl, with secondary air entering viaan array of nozzles approximately 20 feet above agrid plate
located near the bottom of thevessal. Thegrid plate functionsasan air distributor and as afloor for the
bed.

Flue gases and entrained solids leave the CPFBC vessdl viatwo refractory-lined nozzles at the top of
the vessal and pass through cyclones and candlefilters. Entrained solids removed by the cyclones flow
by gravity down to the FBHE. Cleaned gasleaving thefiltersflowsto the gasturbine whereit is mixed
with low-Btu fuel gas from the carbonizer to support combustion in the MASB.

The FBHE is contained insde alarge horizontal cylindrica pressurevessal. The FBHE isdivided into
three mgjor cells: acenter cell that receives solids from the cyclones, and two end cells that contain
tube bundlesfor superheating and reheating steam from the steam turbine cycle. The solids circulate
between the CPFBC, cyclones, and FBHE; they return to the CPFBC in a continuous cycle. The
Jvave modulates the transfer of solids, congisting of ash, unburned carbon, and sorbent material, from
the bottom of the FBHE to the CPFBC vessel.

The ceramic candlefilters are vertical, cylindrical vessels with conical bottom sections, containing a
number of ceramic candle elements. These candle elements are arranged into arrays, each containing a
number of candle elements. The arrays are supported inside the vessel by a plenum and tubesheet
arrangement, reinforced with channels. The vessel interior islined with 9 inches of refractory. The
filters are designed to provide a collection efficiency greater than 99.9 percent.

In the bubbling-bed PFBC process, crushed coa and a sulfur sorbent such as dolomite or limestone
are continuoudy injected into the fluidized-bed combustion chamber contained within apressure vessel.
Air from the gas turbine compressor supplies combustion air and fluidizesthe bed. The water-cooled
surface of the bed enclosure and boiler tubes submerged in the fluidized bed are used to generate
steam, which drives a conventional steam turbine generator. High-pressure flue gases from the
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combustion process passthrough high-efficiency cyclones, which remove nearly al of the particulate.
This cleaned, high-pressure gas drives aruggedized gas turbine that generates power and drives a high-
pressure compressor for air delivery. The flue gas then passes through an economizer, baghouse, and
finaly to the stack.

The systemsin a PFBC plant use conventional, proven technology. The P-800 system that formsthe
basis for the reference plant design is a larger version of the P-200 design that was used for the
demongtration plant at Tidd and isin operation in other parts of theworld. The P-800 uses multiples of
the P-200 components, arranged such that three complements of heat transfer surface derived fromthe
P-200 are placed inside the single P-800 pressure vessel. The P-800 operates at one and one-third
times the pressure of the P-200 unit. At this higher pressure, three P-200 component sets are able to
handle four times the air mass flow and heat transfer, yielding four times the power output.

The combustor assembly consists of the pressure vessel together with the installed internals. The main
internal systems are described separately. The function of the combustor assembly is to provide the
main pressure containment for the boiler, cyclones, bed reinjection, ash coolers, and bed preheating
systems. The combustor assembly also prevents heat |osses from the process to the environment,
facilitates a good arrangement, and provides support for the internals.

A design feature of PFBC unitsistheir modularized components, which can reduce project costs and
site erection span time. The degree of modularity can be tailored to suit each PFBC plant site. The
combustor internal equipment, such as platforms, boiler, cyclones, and bed reinjection vessels, are
prefabricated and shop assembled into modules for field installation into the pressure vessel to the
maximum extent practical. Other components such asinstrumentation and insulation may be partialy
shop assembled, with the remaining assembly performed at the site. Service openings and manholes
are provided for access during inspection, repair, or replacement of equipment, which must be carried
out during normal maintenance.

The PFBC boiler contains the combustion process and absorbs the heat necessary to control bed
temperature while aso providing steam to the steam turbine and hot gases to the gasturbine. The
boiler isaonce-through design consisting of awater-cooled membrane wall enclosure and in-bed heat
transfer surface.
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4.0 ECONOMIC AND FINANCIAL ANALYSIS

Capital codt, production cogt, and cost of dectricity (COE) estimates were developed for the conceptud
level advanced Clean Cod Technology (CCT) and competitive, (mature commercid) power sysems
described in Sections 7.0 through 10.0 of thisreport. The methodology employed to develop costs and
economics is described in Section 4.1, The approach taken follows traditiond technology screening
methods of determining a revenue requirement COE based on the power plant costs and assumed financing
dructure. Also, it isassumed thet the initid application of advanced power generators will be in a base load
duty cycle. Variaionsin capacity factor and other sengtivities are examined for COE sengtivity. Asthe
competitive eectric market develops, power generators are “market driven,” where the vaue of the
generation assets is based on the expected cash flow from operation. In this case, follow-on versions of
this evauation guide would address the competitive environment and dispatching, with focus on return on
investment and market-based pricing.

A summary comparison of the results is provided in Section 4.2 for the power systems under evauation.

Sengtivity analysesin Section 4.3 show the effect of cagpacity factor, heeat rate, capita cost, and production
cogt changes on project economics. To enhance the sengtivities, limits of capacity factor and heet rate were
developed from production costing modeing based on digpatching requirements for atypica utility system.

Variationsin fud escaation rates are presented as a senstivity to production cogts for both coa and natura
gas. In developing capita cogt variaions, arisk assessment modd, Range Estimating Program (REP), was
used to quantify the risk associated with the process contingency assigned to the capital cost estimates (see
Section 3.2). Themode dementsfor REP analyss are the mgjor areas of technology component risk in
the estimate and are used to establish contingencies and corresponding levels of risk.

The development of capitd codtsis influenced by the various stages of the specific technology commercid
maturity. The PC and NGCC plants are representative of N unit, or fully mature plants. However, IGCC
and PFBC are till considered an emerging technology, and for the purposes of capitd cost determination
presented in this sudy, are assumed to represent “initid commercid offerings.” Established procedures do
not exist to estimate the difference between initiad commercia units and the N™ plant costs of afully mature
IGCC or PFBC with asimilar level of accuracy as commercia PC or NGCC plants. It can be expected
that mature costs will not be fully redized until severd generators have been congructed and are
operationd, as shown in Figure 4-1. Reductionsin cogt from the initid commercid offerings are expected
due to lower cost and/or improved materials and construction methods, and economies-in-scale in the
manufacture of plant components.
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Figure 4-1

Technology Cost Development to Commercial Maturity

4.1 ASSESSMENT METHODOLOGY

The economics of the various power plants were developed on a consstent basis by determining the capital
and production costs on an equivaent basis and then ca culating a COE as the figure-of-merit evauation
criterion. The conceptua cost estimates were developed from severd data reference sources including
detailed cost summaries from a500 MWe PC foss| plant recently congtructed, amgor architect/engineer’s
PC Reference Plat®, and the DOE power plant estimates prepared as part of the Clean Cod Technology
Demonstration Program.®®

The emphagis of this effort was placed on obtaining rdiable and creditable cost results a the totd plant cost
(TPC) and operation and maintenance (O& M) level. Cogsfor emerging technology components are based
on manufacturer data for present equipment modified to reflect lessons learned from the CCT
demongrations. Results are formatted to alow a decison-maker to modify inputs and vaues to fit the
specific needs of the market served. Detailed cost breakdowns were prepared using a consistent set of
cost accounts providing ease of comparison.
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The capitd cods a the TPC levd include equipment, materids, labor, indirect congtruction costs,
engineering, and contingencies. Operation and maintenance cost vaues were determined on a first-year
bass and subsequently levelized on the basis of a 20-year plant book life to form a part of the economic
andyds. Quantities for mgjor consumables such as fue and sorbent were taken from technol ogy-specific
heet and mass baance diagrams developed for each plant gpplication. Other consumables were evauated
on the basis of the quantity required using reference data. Operation cost was determined on the bagi's of
number of operators. Maintenance costs were evauated on the basis of requirements for each mgor plant
section. Operating and maintenance costs were then converted to unit vaues of $¥kW-year or $¥/kWh.

The capitd and operating cost results for each generating plant are combined with plant performancein the
comprehengve evauation of the COE.

The following genera economic assumptions were used to determine plant economics:

Plant book and tax life is 20 years.

Capacity factor is 85 percent.

Pant in-service date is January 2005.

COE is determined on alevelized, tenth year constant dollar basis.
Evaluations were performed on a market-based financing basis.

4.1.1 Methodology

This section describes the approach, bas's, and methods that were used to perform capital and operating
cost evauations of the various power plant options. Included in this section are descriptions of:

Capital Costs (Section 4.1.2)
- BareErected Cost (Section 4.1.2.1)

- Total Plant Cost (Section 4.1.2.2)

- Tota Capitd Requirement (Section 4.1.2.3)

- Capitd Cost Estimate Exclusons (Section 4.1.2.4)

- Scaling of Capital Costs (Section 4.1.2.5)

- Regiona Adjustment of Capital Cogts (Section 4.1.2.6)

Production Costs and Expenses (Section 4.1.3)

- Operating Labor (Section 4.1.3.1)
- Maintenance (Section 4.1.3.2)
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- Conaumables, including fuel cogts (Section 4.1.3.3)

Cost of Electricity (Section 4.1.4)

The capitd costs, operating costs, and expenses were established cons stent with the plant scope detailed
in Sections 7.0 through 10.0. Each mgor component was estimated using a bottoms-up approach,
edablishing a bads for subsequent comparisons and easy modification as the technology is further
developed.

Totd plant cost, or “overnight congtruction costs’ vaues are expressed in January 1999 dollars.

Totd plant invesment values are expressed in mixed year dollars for a January 2005 commercid
operation.

The estimates represent commercid technology plants, or Nth plants for the PC and NGCC and initia
commercia offerings for the IGCC and PFBC.

The estimates support a complete power plant facility with the exception of the exclusons listed in
Section4.1.2.4.

The estimate boundary limit is defined as the totd plant facility within the “fence ling” including coa
receiving and water supply system but termingting at the high voltage side of the main power
transformers.

Site is characterized to be located in Middletown, USA. Although not specificaly sited within any
region, it is based on ardative equipment/materia/labor factor of 1.0 and is considered to be located
on amgor navigable waterway.

Costs are grouped according to a process/system oriented code of accounts; al reasonably alocable
components of a systemn or process are included in the specific system account in contrast to afacility,
area, or commodity account structure.

The basis for the cogts of equipment, materias, and labor is described in Section 4.1.2.

Design enginesring sarvices, including congtruction management and contingencies bass, are examined
in Section 4.1.2.2.

The operating and maintenance expenses and consumable costs were developed on a quantitative basis:
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- Operating labor cost was determined on the basis of the number of operators required.

- Maintenance cost was evauated on the basis of rdationships of maintenance codt to initid capitd
cost.

- Codg of consumables, including fue, was determined on the basis of individud rates of
consumption, the unit cost of each consumable, and the plant annual operating hours.

- Byproduct credits for commodities such as sulfuric acid are included to cover cost of equipment.
However, credits for commodities such as gypsum, and emission credits are not considered due
to the variable marketability.

Each of these expenses and codts is determined on a first-year basis and subsequently levelized through
goplication of a levdizing factor to determine the equivdent tenth year vaue that forms a part of the
economic evaudion. Thisamount, when combined with fud cost and capita charges, resultsin the figure-
of-merit, COE.

4.1.2 Capital Costs

The capitd cogt, specifically referred to astotd plant cost (TPC) for each power plant, was estimated for
the categories consgting of bare erected codt, engineering and home office overheads, and fee plus
contingencies. The TPC leve of capitd cost isthe “overnight congtruction” estimate. The capita cost was
determined through the process of estimating the cost of every significant piece of equipment, component,
and bulk quantity. A code of accounts was developed to provide the required structure for the estimates.
The code facilitates the condgstent dlocation of individual cogts that were developed and will serve asthe
basis for future evauation of other clean coa sponsored technologies and permit future cost comparisons,
if desred. The code facilitates recognition of estimated battery limits and the scope included in each
account. The summary level of this code, typica for an IGCC plant, is presented as Table 4-1. The detall
level of the code isincluded in Appendix B.
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Table 4-1
Code of Direct Accounts Summary
Account Number Account Title
1 Coal and Sorbent Handling
2 Coal and Sorbent Preparation and Feed
3 Feedwater and Miscellaneous (BOP) Systems and Equipment
4 Gasifier and Accessories
5 Hot Gas Cleanup and Piping
6 Combustion Turbine and Auxiliaries
7 Heat Recovery Steam Generator, Ducting and Stack
8 Steam Turbine Generator and Auxiliaries
9 Cooling Water System
10 Ash/Spent Sorbent Recovery and Handling
11 Accessory Electric Plant
12 Instrumentation and Control
13 Improvementsto Site
14 Buildings and Structures

The capitd cost is defined not only in terms of the TPC but aso the categories of bare erected cost (BEC),
total plant investment (TPI), and totd capita requirement (TCR). Table 4-2 identifies the various cost
elements that areincluded in each leved of the capitd cost.

4.1.2.1 Bare Erected Cost
The bare erected cost level of the estimate, adso referred to as the sum of process capitd and generd

fadlities cgpitd, conggts of factory equipment, field materias and supplies, direct labor, indirect fidd |abor,
and indirect congtruction codts.
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Table 4-2
Levels of Capital Cost

Bare Erected Cost (Process Capital and Facilities)
Equipment Cost
Material Cost
Direct Labor Cost
Indirect Labor Cost

Total Plant Cost (TPC)
Engineering
Contingencies

Process
Project

Total Plant Investment (TPI)
Cash Expended (Escalation)
AFDC

Total Capital Requirement (TCR)
Royalty
Preproduction Cost
Inventory Capital
Initial Catalyst and Chemicals
Land Cost

The reference cost basis for mgor equipment prices was primarily vendor-furnished and adjusted vendor
cost data supplemented by other budget cost information. These include:

Cod and sorbent handling - Vacuum pump
Cod and sorbent preparation and feed - Cooling tower
Feedwater and miscellaneous BOP systems - Feedwater heater
Steam generator and related equipment - Deaerator

Flue gas deanup - Deminerdizers
Combustion turbine generator - Stack

HRSG, ducting and stack - CEMS

Steam turbine generator - Trandormers
Batteries - Bdance of plant
Condenser - UPS

Other process equipment, minor secondary systems, and materias were estimated on the basis of the PC
reference plant,°) catalog data, and standard utility unit cost data. The piping system costs for the advanced
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power plants were estimated on the basis of in-house estimates of the same technology and were
supplemented with costs from corresponding systems in the PC reference plant. The dectricd and
ingrument and control (I&C) portions of the estimates were developed usng materid and equipment types
and szestypically used to congtruct adomestic utility owned and operated power plant.

In most cases the costs for bulk materias and mgjor dectrica equipment for the reference estimates were
derived from recent vendor or manufacturer’ s quotes for smilar items on other projects. Where actua or
gpecific information regarding equipment specifications was available, thet information was used to Sze and
quantify materid and equipment requirements. Where information was not furnished or was not well
defined, requirements were assumed and estimated using historical cost data. Areas such as cable and
raceway, lighting, paging, heat tracing, and unit heating were estimated based on project experience for a
plant of comparable size with enclosed boiler and turbine buildings in a dimate range smilar to that of the
proposed generd location of thisplant. Grounding for the project isincluded in the estimate assuming that
adesgn for aloop type system atached to ground pads on structurd sted and ingtaled in dabswill be the
accepted method.  The section of the estimate for the distributed control system was developed from a
system specified and designed for aplant of comparable capacity™. The cabling for this system isinduded
in the bulk cable portion of the estimate.

Although not specificaly sited within any region, it is based on arddaive equipment/materid/labor cost factor
of 1.0. Specific regiond locations would result in adjustments to these cost factors. The reference labor
cost to ingtal the equipment and materials was estimated on the basis of labor manhours. Labor costing
was determined on a multiple contract labor basis with the labor cost including direct and indirect labor
cogts plus fringe benefits and dlocations for contractor expenses and markup. This was supplemented in
limited cases, as required, with equipment labor relationship data to determine the labor cost. The
relationships used were based on the A/E data and the source plants.

The indirect labor cost was estimated at 7 percent of direct labor to provide the cost of congtruction
services and facilities not provided by the individud contractors. The indirect cost represents the estimate
for miscellaneous temporary facilities such as congtruction road and parking area congtruction and
maintenance, inddlation of congtruction power; inddlation of congruction water supply and generd sanitary
fadilities, and genera and miscdlaneous labor services such as jobsite cleanup and congtruction of genera
safety and accessitems.

4-8 December 1999



CCT Evaluation Guide
Volume I, Section 4.0

4.1.2.2 Total Plant Cost (TPC)

Tota Plant Cost (TPC)

The TPC leve of the estimate congists of the bare erected cost plus engineering and contingencies. The
engineering costs represent the cogt of architect/engineer (A/E) services for home office engineering, design,
drafting, and project construction management services. The cost was determined at a nomina rate of
8 percent for al baance of plant and 12 percent for the CCT technology portions of the plant. These
percentages were gpplied to the bare erected cost on an individua account basis. Any codt for engineering
services provided by the equipment manufacturers and vendorsisinduded directly in the equipment codts.

Allowances for contingencies are also consdered as part of the TPC.  Since the advanced power systems
are in the development and demonstration stage, process contingency was added to the estimated cost of
systems congdered in the development phase of commercid maturity. In addition, project contingency was
included as part of the TPC cogt. The generd basis for assessing contingenciesisidentified below and the
process and project contingency rates a the summary leve are identified in Appendix B.

Conggtent with conventiona power plant practices, the genera project contingency was added to the total
plant cost to cover project uncertainty and the cost of any additional equipment that could result from a
detaled design. This project contingency is intended to cover the uncertainty in the cost estimate itsdf. The
contingencies represent codts that are expected to occur. Based on commercia experience and EPRI

guiddines®, avariable project contingency with arange of values between 5 percent and 30 percent was
gpplied to the individua accounts to arrive a the plant nomina cost vaue. The basis for the process
contingency is addressed in Section 3.2, Risk Assessment.

Tables 4-3a and 4-3b provide cost results at the summary level of the code of accounts for each

component of TPC. Sections 7.0 through 10.0 contain the estimate category listing in the same format as
those tables.
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Acct IGCC - KRW x 3 | IGCC - KRW x 2 I Destec IGCC NGCC “G” Superecritical PC
No. Item/Description $x1,000 | $kw $x1,000 | $Ikw $x1,000 | $kw 1,000 | $kw $x1,000 | $kw
1 COAL & SORBENT HANDLING 33,497 87 23700 120 25,228 72 31,402 78
2 COAL & SORBENT PREP.& FEED 20,161 52 13,065 66 23,766 68 12,077 30
3 FW, COND. & MISC. SYS. 20,307 53 12,540 63 18,375 53 19,924 62 27,250 67
4 GASIFIER & ACCESSORIES 114454 297 79,755 403 129,039 3n 83,753 207
5 HOT GAS CLEANUP & PIPING 132658 345 78639 397 59,666 171 71,217 176
6 COMBUSTION TURBINE/ACCESSORIES 67,470 175 38445 194 65,390 188 46,628 144
7 HRSG, DUCTING & STACK 22,946 60 14,190 72 23,702 68 22,690 70 27,247 67
8 STEAM TURBINE GENERATOR 31,401 82 19,203 97 26,884 77 21,460 66 67,799 168
9 COOLING WATER SYSTEM 13,409 35 8,622 44 11,638 33 9576 30 25,125 62
10 ASH/SPENT SORBENT HANDLING SYS 17,201 45 11,361 57 10,088 29 23,700 59
1 ACCESSORY ELECTRIC PLANT 24,833 65 17,627 89 33,057 95 17,407 54 26,254 65
12 INSTRUMENTATION & CONTROL 17,059 44 13,287 67 16,762 48 15,919 49 15,910 39
13 IMPROVEMENTS TO SITE 9,839 26 7,100 36 9,676 28 8,821 27 9,958 25
14 BUILDINGS & STRUCTURES 14,199 37 10,499 53 13,320 38 11,962 37 45,830 113
TOTAL PLANT COST $530525  $1,402 $348,123  $1,757 $466594  $1,340 $174,386  $539 $467,524  $1,157
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Acct BB PFB (P800) | 2gPFB (+Efficiency) I 2gPFB (+Power) NGCC “G” Supercritical PC
No. Item/Description $x1,000 | $kw $x1,000 | $Ikw $x1,000 | $kw 1,000 | $kw $x1,000 | $kw
1 COAL & SORBENT HANDLING 39,084 2 34,266 90 37,538 87, 31,402 78
2 COAL & SORBENT PREP.& FEED 45,412 107 25,153 66 27,493 64 12,077 30
3 FW, COND. & MISC. SYS. 29,636 70 21,720 57 25,128 58 19,924 62 27,250 67,
4 GASIFIER & ACCESSORIES 121,479 286 71,463 189 87,349 203 83,753 207
5 HOT GAS CLEANUP & PIPING 23,130 54 37.503 99 37,672 87, 71,217 176
6 COMBUSTION TURBINE/ACCESSORIES 62,755 148 80,965 214 81,074 188 46,628 144
7 HRSG, DUCTING & STACK 2,949 7 16,210 43 16,236 33 22,690 70 27,247 67,
8 STEAM TURBINE GENERATOR 61,283 144 35,463 94 43,237 100, 21,460 66 67,799 168
9 COOLING WATER SYSTEM 22,274 52 14,127 37 16,665 39 9,576 30 25,125 62)
10 ASH/SPENT SORBENT HANDLING SYS 25,292 60 11,914 31 12,832 30 23,700 59
11 ACCESSORY ELECTRIC PLANT 28,509 67 25,851 68 27,634 64 17,407 54 26,254 65
12 INSTRUMENTATION & CONTROL 32,168 76 17,262 46 17,948 42 15,919 49 15,910 39
13 IMPROVEMENTS TO SITE 13,817 33 13,048 34 13,863 32 8,821 27 9,958 25
14 BUILDINGS & STRUCTURES 16,608 39 12,602 33 13,751 32 11,962 37 45,830 113
TOTAL PLANT COST $524,396  $1,235 $417,545  $1,102 $458,419  $1,063 $174,386  $539 $467,524  $1,157
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Tota Plant Investment (TP1)

In addition to the TPC cost leve, the TPI was developed to determine TCR. TH! at date of startup includes
escaation of congtruction costs and alowance for funds used during congtruction (AFDC), formerly called
interest during condruction, over the condruction period. TPI is computed from the TPC, which is expressed
on an “overnight” or ingantaneous congtruction basis. For the design and congtruction cash flow, avarigble
expenditure rate was assumed, with all expenditures taking place at the end of the year. Based on present
market experience, the design and onsite congtruction periods have seen significant reductions from traditiona
utility practice. The design/condiruction periods for the technologies considered in this study have been
estimated asfollows:

40 months for the 400 MW KRW IGCC plant.

36 months for the KRW 200 MW IGCC and PC plant.

33 months for the PFBC plants.

33 months for the Destec entrained |GCC plant.

27 months for the combustion turbine combined cycle plant.

The vaue of escaation, escaated cog, is determined by adjusting the capital cogts from the overnight basis
of TPC to the cogt vaduein the year of expenditure and summing these vauesto arrive a the vauetitled tota
cash expended (TCE). This TCE vdue for each technology is shown on the Capita Investment & Revenue
Requirement Summary in Appendix B. Since the economic results in this guide include a congtant dollar
andysis, the TCE isequd to the TPC. The escaaed annud vaues serve as the basis for the determination
of AFDC. This cost represents the totd interest incurred from the time of expenditure until the plant is placed
in service.

In the evauations presented in this guide, the debt and equity rates, with the constant dollar basis, do not
include generd inflation. The calculated AFDC and the capital structure used to determine interest are
included on the Capitd Invesment & Revenue Requirement Summary and the Estimate Bass/Financid
Criteriafor Revenue Requirement Caculations for each technology, which areincluded in Appendix B. When
current dollars are used as the basis or when the year of insarvice is greater than in this evauation, the TCE
vaue will be grester. Unless alonger condtruction schedule is utilized, the AFDC will not change sgnificantly
for alater inservice date except for the impact of higher escalated cogts as the basisfor caculation. Also, if
the AFDC rate is different from the weighted cost of capital, the calculated cost of AFDC will be markedly
changed.
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For the purposes of this evauation guide, the cash flow requirements for each technology were determined
on an annua bads. If a procurement and congtruction schedule were utilized as the basis for the cash
forecadt, the accuracy of the caculation of both escaation and AFDC would beincreased. Thisincrease
in accuracy would be due to the ability to determine cash flow vaues on a quarterly or monthly bass. The
forecast utilized in the guide is based on the technology design/construct duration supplemented by 6 to 12
months of pre-engineering activity. The annua percentages, vaues, and AFDC for each technology are
shown in Appendix B. Given TPC, cash flow assumptions, nomind interest, and escdation rates, TPl was
cdculated usng:

Weighted cost of capital, 6.4 percent on a constant dollar basis (refer to Appendix B for details of the
capitd sructure which define the weighted cost of capitd).

Inflation rate, 0.0 percent, congtant dollars with zero red escaation.
4.1.2.3 Total Capital Requirement (TCR)

The TCR includes al capitd necessary to complete the entire project. TCR congsts of TPI, prepaid
roydties, preproduction (or startup) codts, inventory capita, initid chemica and catalyst charge, and land
cost:

Preproduction cogs are intended to cover operator training, equipment checkout, mgor changesin plant
equipment, extra maintenance, and inefficient use of fuel and other materias during plant sartup. They
are estimated asfollows:

One month fixed operating codsts -- operating and maintenance labor, adminigirative and support
labor, and maintenance materias.

- Onemonth of variable operating cods at full cgpadity (excluding fud) -- indludes chemicds, water,
and other consumable and waste disposal charges.

- Twenty-five percent of full capacity fud codt for 1 month -- covers inefficient operation that occurs
during the startup period.

- Two percent of TPl -- covers expected changes and modifications to equipment that will be
needed to bring the plant up to full capacity.
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Inventory capitd is the vaue of inventories of fuel, other consumables, and byproducts, which are
capitaized and included in the inventory capita account. The inventory capitd is estimated as follows:
solid fued inventory is based on full-capacity operation for 30 days, but natural gas is excluded from
inventory capitd. Inventory of other consumables (excluding water) is normaly based on full-capacity
operation at the same number of days as specified for thefud. In addition, an dlowance of 1/2 percent
of the TPC equipment cost isincluded for spare parts.

Initid catalyst and chemica charge coverstheinitid cogt of any catdys or chemicasthat are contained
in the process equipment (but not on storage, which is covered in inventory capitd). No vaueisshown
because costs are minimal and included directly in the component equipment capital cogt.

Land cost is based on 300 acres for the 400 MW IGCC, PFBC, and PC plants, 225 acres for a
200 MW plant, and 100 acres for the NGCC plant at $1,500 per acre.

Owner's Codts

Plant owner's cogts are, in generd, not included in the capitd cost estimates, athough there are severa
exceptions.  With reference to the Capitd Investment & Revenue Requirement Summaries included in
Appendix B and as indicated, some owner’s costs are included in the total capitd requirement (TCR).
Preproduction coss are a TCR line item estimate of the operating expenses to start up and place the unit in
savice. Inventory capita, sometimes called working capitd, is the estimate of initid plant inventories; the
vaueincludes an dlowance for spare parts. Land cost is estimated and includes the cost directly associated
with land acquistion. This land cost dlowance is based on a generic cost per acre and could vary
considerably due to Site Size congtraints or the cost of land for adesignated Ste. Other potentia owner’s
costs such as developer fees and expenses, permitting, and owner’s costs during construction are not
included in the estimates.

The estimates in this guide could be supplemented for some or al of the excluded owner’s costs. These
vaues would normaly be included in place of the Initid Catdyst & Chemicas and supplementing the Land
Cog categories on the Capitd Investment & Revenue Requirement Summaries found in Appendix B.

Turnkey Cost Estimate

The conceptua capital cost estimates in this guide were developed to reflect market-based economicsin an
unregulated utility environment. Another class of capital cost estimate includes engineering, procurement,
and congtructing (EPC) cogt.  As the name implies, the scope includes 11 activities required to perform
engineering, procurement, and condruction of the complete power plant. The mgor distinction in thistype
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of project and the corresponding estimate is that a greater portion of the cost and performance risk is borne
by the contractor rather than the owner. From an owner’s perspective, the EPC offers the advantages of
lower capitd codt, easier acquisition of financing, lessrisk, and shorter project schedule. These advantages
are tempered by the disadvantages of less flexibility of project scope, less control of design and congtruction,
higher codts to change the design, and a greater effort required to prepare design specifications and the
request for proposal (RFP).

The EPC project requires a site-specific estimate based on a clearly defined scope of work. This estimate
aso requires extengve vendor quotes on equipment, detailed bulk quantity estimates that reflect the Site
location and accurate locd 1abor evauation. 1n addition, the EPC estimate should include consideration for
indirect costs such as insurance bonds, liquidated damages, agent fees, and developer expenses. While the
edimates in this guide are nomindly accurate to +/- 15 percent, the EPC estimate is generdly closer to a
+/- 5 percent accuracy. Along with the increased accuracy of the estimate, the contingency for EPC would
be sgnificantly less than the 14.5 to 17.5 percent project contingency of the CCT plants or the 12.2 to
14 percent contingency for the conventiona plants. This higher quaity esimate for EPC projects is
necessary since the results form the basis for the price of alegaly binding agreement.

The estimatesin this guide could be adjusted to provide conceptud estimates of EPC equivaent cost. Use
of the location adjustments identified in Section 4.1.2.6 could approximate the cost impact on bulk materid
and congruction labor. This step would not accommodate actual scope differences for ste-specific
variances. The additiona indirect costs identified above could be added with those costs added to the TP
to arive a the TCR leved of cogt (refer to the Capitd Investment & Revenue Requirement Summaries,
Table 4-2).

4.1.2.4 Capital Cost Estimate Exclusions

Although the edtimate is intended to represent a complete power plant, there are severa
qudificationg/exclusons as follows.

Sdestax isnot included (considered to be exempt).

Ongte fud trangportation equipment (such as barge tug, barges, yard locomotive, bulldozers) is not
included.
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Allowances for Ste-gpecific conditions (such as piling, extensve site access, excessve dewatering, and
extensve inclement wegather) are not included.

Switchyard (transmission plant) isnot induded. The scope of the cogt estimate includes the high voltage
termind of the main power transformer.

Ash disposdl facility is excluded, other than the storage in the ash-storage silos. (The ash disposa cost
is accounted for in the ash digposa charge as part of consumable costs.)

Royadlties are not included.
Exclusons as identified in the preceding text.
4.1.2.5 Scaling of Capital Costs

The concept of the use of scaling factors to adjust the capitd cost of power plantsiswell recognized. Also
generally accepted is the concept of the 6/10™ factor or the “6/10™ rule” asthe universa or default factor
for scaling. However, there is a wide range of exponents gpplicable to power plants and power plant
systems aswell asfactor variation within Szeranges. In addition, there isthe variability of the appropriate
parameter for the component, system, or plant subjected to scaling in order to arrive at the equivaent cost
for adifferent sze. While these congderations suggest that the gpproach to scaling power plant costs ranges
from amplidtic to very complex, the gpproach suggested in this guide, to adjust the capital cogts of different
technologies, is sufficient to produce reasonable results.

A generd rule for scaling the capita cogtsin this guide begins with the suggestion to use a scae exponent of
0.7 to adjust the capita cost of the various technologies. Use of this exponent can be adjusted, especialy
if experience supports use of dternate values. The suggested exponent can be applied to al of the
technol ogies dthough there are other congderations. Scaling on the basis of the gross megawatts would be
preferable to net megawattsif an estimate of gross megawattsisavalable. The 0.7 exponent is, for example,
appropriate for the total plant of pulverized cod technology. The exponent is based on application at the
totd plant cost (TPC) leve of costs (bare erected cost plus engineering and congtruction management plus
contingencies). An example of this methodology is shown in Appendix B.

This gpproach can be utilized for the technologies in this guide to establish approximate scaed TPC codts

of different Szed plants. The accuracy with this gpproach will not be comparable to the reference vauesin
the report, but it provides a method to gpproximate the cost of plants at Szes other than the reference szes.
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4.1.2.6 Regional Adjustment of Capital Costs

TPC vdues for each of the technologies in this evauation guide were determined on the basis of a generic
U.S. location (Middletown, USA) with arelative |abor/equipment/material cost base of 1.0. With the use
of location factors, as shown in Table 4-4, these costs can be adjusted to reflect regiona cost impactsin
other generd locations. These adjusmentswill not address possible changes that could occur in the design
as aresult of dternate location, such as change in fud, change in performance due to ambient differences,
or change in design of equipment and structures for changesin dimate. Although there are awide variety
of sources to define regiona adjustments, the basis defined by EIA® EMM Region was selected.

Table 4-4
Regional Adjustment Factors
EMM Region Factory Equipment Site Material Site Labor
NE 109 1.08 133
NY 1.09 1.08 133
MAAC 101 0.97 0.97
STV 095 093 0.69
MAPP 101 1.00 103
ECAR 101 1.00 103
MAIN 101 1.00 103
SPP 103 1.00 0.98
RA 105 1.03 102
NWP 0.99 1.00 12
FL 0.90 0.80 0.7
CNV 101 101 145
ERCOT 102 0.98 0.89

Source: U.S. Department of Energy/Energy Information Agency

A key to thetitle and geographic area for each of these regionsisincluded in Appendix B.

4.1.3 Production Costs and Expenses

The production costs or operating costs and related maintenance expenses (O& M) described in this section
pertain to those charges associated with operating and maintaining the power plants over their expected life.
The costs and expenses associated with operating and maintaining the plant include:
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Operating labor
Maintenance
-  Materid
- Labor

Adminigtrative and support labor
Consumable
Fud cost

These costs and expenses are estimated on a reference year, January 1999 basis and then escaated to a
firs-year bass, in January 2005 dollars. Thefirg-year costs assume normal operation and do not include
theinitid startup costs (refer to Section 4.1.2.3). The operating labor, maintenance materid and labor, and
other labor-related costs are combined and then divided into two components: fixed O&M, which is
independent of power generation, and variable O& M, which is proportiond to power generation. Thefirg-
year operaing and maintenance cost estimate dlocation is based on the plant capacity factor.

The other operating costs, consumables and fud, are determined on adaily 100 percent operating capacity
basis and adjusted to an annud plant operation basis.  Theinputs for each category of operating costs and
expenses are identified in the succeeding subsections, aong with more specific discussion of the evauation
processes.

4.1.3.1 Operating Labor

The cost of operating labor was estimated on the basis of the number of operating jobs (OJ) required to
operate the plant (on an average-per-shift bass). The operating labor charge (OLC) expressed infirgt year
$KkW was then computed using the average labor rates:

OLC = (OJ) x (labor rate x labor burden factor) x (8760 hly)
(net capacity of plant at full load in kW)

The operating labor requirements were determined on the basis of representative data from existing plants
for the maor plant sections (such as cod handling and steam turbine plant). These data were combined to
arive a totd plant operating requirement. The basis of the operating labor cogt, rates and OJ, are identified

in Appendix B.
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4.1.3.2 Maintenance

The development of the maintenance labor and maintenance materid codts is interdependent.  Annud
maintenance codts are estimated as a percentage of the indaled capital cost. The percentage varies widdly,
depending on the nature of the processing conditions and the type of design.

On the basis of referenced data and EPRI guiddines®3 for determining maintenance costs, representative
values expressed as a percentage of system cost were specified for each mgjor syssem. The rates were
goplied againg individua estimate values. Using the corresponding TPC vaues, atota annud (first-year)
maintenance cost was caculated, including both materid and labor components. The percentage rates for
determining the maintenance costs are summarized a the capital cost summary leve in Appendix B.

Since the maintenance cods are expressed as maintenance labor and maintenance materias, a maintenance
labor/materias ratio of 40:60 was used for this breakdown. The operating cogts, excluding consumable
operating cods, are further divided into fixed and variable components. Fixed cogts are essentidly
independent of capacity factor and are expressed in $kW-y. Varigble costs are incrementa, directly
proportiona to the amount of power produced, and expressed in millskWh ($¥MWh). There has been a
strong correlation between the plant capacity factor and the fixed and variable operating cost ratio. The
capacity factor is the determinant in dlocating O&M cost between the fixed and variable portion for
reporting purposes. The equations for these caculations are:

Fixed O&M = Capacity Factor (CF) x Tota O&M ($/kW-y)

Variable O&M = (1- CF) x Totad O&M ($kW-y) x 100 cents/$
(CF x 8760 hy)

The resulting costs for O&M are shown on the Capitd Investment & Revenue Requirement Summariesin
Appendix B.

4.1.3.3 Consumables
The feedstock and disposal costs are those consumable expenses associated with power plant operation.
Consumable operating costs are developed on areference year basis, escalated to afirg-year basis, and

subsequently leveized over the 20-year life of the plant. The consumable category conssts of water,
chemicals, other consumables, and waste disposa.
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The water component pertains to the acquisition charge for water required for the plant Seam cydle and for
miscellaneous services.

The chemicas component consgts of:

A composite water makeup and treating chemicals requirement in which unit cost and the ratio of
chemicals to water were based on data from comparable plants.

The liquid effluent chemica category, representing the compodite chemica requirement for wasteweater
tregting, in which unit cost and quality were developed smilar to the water makeup and tresting
chemicals.

The limestone sorbent cost.

Sulfur remova and recovery catalysts.

The other consumable component congdts of startup fud, gases (primarily the nitrogen required for transport
and blanketing), and steamn, but does not contain any significant quantities. The waste disposad component
pertains to the cost alowance for off-ste disposal of plant solid wastes.

The cod fud cost (FC) was developed on the basis of ddlivered cod at $1.27/10° Btu, based onthe EIA’s
1999 Annua Energy Outlook®, the plant net heat rate BtwkWh (HR), and the coal higher hedting value
(HHV) of 11,666 Btu/lb. For the cod aswell asfor al feedstock and disposa codts, the quantity per day
represents the 100 percent cagpacity requirement, while the annua cost values are adjusted for the designated
85 percent plant capacity factor. The caculation of reference-year fud cost occurred as follows:

Fud (ton/day) = HRxKW (plant new capacity) x 24 hours
HHV x 2000 Ib/ton

Fuel Unit (perton) Cot = HHV x 2000 Ib/ton x FC
1x 10° Btu

Fud Cost (referenceyear) = Fud (ton/day) x Fuel Unit Cost ($/ton) x 365 days x
0.85 (capacity factor)
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For the NGCC plant, the natura gas price of $2.76 per million Btu was utilized. The escdation rates used
in the evaluation of COE were based on the EIA’s 1999 Annua Energy Outlook®. For the evaluation, a
real escaation rate of -1.34 percent per year, 1999 to 2005 and -1.35 percent over book life was utilized.
For the natural gas, arate of +1.07 percent, 1999 to 2005 and +0.65 percent over book life was used.

4.1.4 Cost of Electricity (COE)

The revenue requirement method of performing an economic analys's of a prospective power plant has been
widdy used in the dectric utility industry. This method permits the incorporation of the various dissmilar
components for a potentia new plant into a single vaue that can be compared to various dternatives. The
revenue requirement figure-of-merit utilized in this guide is the tenth year cod pile-to- busbar COE expressed
in centskWh. The vaueindudesthe TCR, which is represented in the leveized carrying charge (sometimes
referred to as the fixed charges), leveized fixed and variable operating and maintenance cogts, leveized
consumable operating costs, and the levelized fud cod.

Thelevelized carrying charge, applied to TCR, establishes the required revenues to cover return on equity,
interest on debt, depreciation, income tax, property tax, and insurance. Levdizing factors are gpplied to the
first year fue, O&M costs, and consumable codts to yied tenth year levelized codts over the life of the
project. To represent these varying revenue requirements for fixed and varidble cogts, a“tenth year levdized”
vaue was computed using the “present worth” concept of money based on the assumptions shown in the
Edtimate BasgFinancid Criteriafor Revenue Requirement Calculations table included in Appendix B.

By combining cogts, carrying charges, and levdizing factors, a tenth year levdized busbar COE for the
85 percent capacity factor was caculated dong with the levelized condtituent values. The dgorithm for this
cos cdculaionis

Power Cost (COE) = (LCC+LFOM) x 100/$+LVOM + LCM -LB + LFC

CF/100 x 8760 hly
where:
LCC = Levdized carying charge, $kW-y
LFOM = Levdized fixed O&M, $kW-y
LVOM = Levdized variable O&M, centskWh
LCM = Levdized consumable, centskWh
LB = Levelized byproducts (if any), centskWh
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LFC
CF

Leveized fuded costs, centskWh
Pant capacity factor, %

The principa cost and economics output for this study, the Capitd Investment and Revenue Requirement
Summary, isincluded in Appendix B for each technology. These summaries present key TPC vaues and
other significant capital codts, reference year operating costs, maintenance costs, consumables, fud cost and
afirg year and tenth yeer leveized production cost summary as well asthe tenth year levdized busbar COE.

4.2 ECONOMIC/FINANCIAL RESULTS

4.2.1 Capital Cost Results

A summary comparison of the TPC was introduced previoudy on Tables4-3aand 4-3b. These tables show
the account total and $/kW for each of the CCT cases, and include reference results for a new pulverized
cod plant and NGCC plant.

In addition to the table, the capitd cogt in kW, at the TPC leve, of each technology is illugtrated in
Fgure4-2. These cods are grouped by mgor plant systems: cod, sorbent, and ash handling; feedwater
and plant miscellaneous systems; technology, consisting of the gasfication and gas cleanup or the boiler;
combugtion turbine, HRSG, and exhaugt duct and stack; steam turbine generator and cooling water system;
electrical and 1& C; and site, Sructures, and foundations.

4.2.2 Economic Results

A summary comparison of sdlected cost and financia datais shown on Tables 4-5a and 4-5b. In addition
to the totd TPC, these tables show first year and tenth year levelized cogs for dl operating, maintenance,
fud, and emissions, aswell astenth year levelized COE. The detalls for each case arein Appendix B.

4.2.3 Tax Incentives

One approach to asssting the CCT plants to be competitive with conventiona plants during the period
between first demondiration and mature commercia operation would be through tax incentives. In a paper
prepared by D. South, et d.®” for the DOE, five possble tax incentives were identified and evaluated,
individualy and in combinations, compared to no incentive. These incentives are listed below:
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Components of Capital Cost
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Figure 4-2

Components of Capital Cost

Shortened Depreciable Life (5 year or 10 year)

Remaining Undepreciated Basis on Existing Plant Tax Deductible for Repowering Project
Investment Tax Credit (10 percent)

Section 29 Tax Credit

Production Tax Credit

The results of the referenced evauation suggest that without incentives, competitiveness of CCT plants will
not occur until at least 2010 to 2015. With incentives, the CCT plants could be competitive today.
Permitting incentives, though minor in cost impact, ill offer additional support to achieve a competitive
postion. These various incentives would gpply only to the first severa units of a technology, until the
technology achieves mature commercid datus.

4.2.4 Pre-Production (Staged Operation) Revenue

One gpproach to reducing the impact of the capital cost on the economics of the CCT projects would be
to commerciaize a portion of the plant prior to completion of the entire facility. This step would alow for
revenue to be generated prior to completion and startup of the entire facility. This could be accomplished
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Table 4-5a
Case Comparisons - Selected Cost & Financial Data
CASE: IGCC-KRW x 3 IGCC- KRW x 2 IGCC - Destec NGCC“G” Supercritical PC
Base Year $ Base Year $ Base Year $ Base Year $ Base Year $

Base (Reference Y ear Jan. 1999)
MWe (net) 3349 198.1 3482 3234 404.1]
Net Plant Heat Rate-Average Annual 7,247, 8,086 7,526 6,827 8,520
TOTAL PLANT COST (TPC)-$x1000 $539,525 $348,123 $466,594 $174,385 $467,524
TPC $/kW 1,401.7 17574 1,3399 539.2 1,157.1
TOTAL CAPITAL REQUIREMENT $614,726 $389,548 $512,442 $187,082 $528,211]

(TCR) - $x1000
TCR YW 1597.1 1,966.6 1,471.6] 5785 1,307.3
OPERATION & MAINTENANCE Reference | Levelized | Reference | Levelized | Reference | Levelized | Reference | Levelized | Reference| Levelized

COSTS - 4/kWh
FixedO& M 0.44 0.44 0.61 0.61 045 045 0.16 0.16 0.30 0.30
VaidbleO& M 0.08 0.08 011 011 0.08 0.08 0.03 0.03 0.05 0.05
Consumables 0.28 0.28 031 0.31 012 012 0.03 0.03 021 021
Byproduct Credit & Emission Credits/

Costs
Fuel 0.92 0.79 103 0.89 0.9 0.82 183 207 108 0.93
TOTAL PRODUCTION COST 172 159 2.06 192 161 148 210 2.29 1.65 150
LEVELIZED CARRYING CHARGES 324 3.99 298 1.17 2.65

(Capital)
LEVELIZED BUSBAR COST OF 4.83 5.90 4.46 3.47 4.15

POWER - 4/kWh Levelized (10" Year $)
NOTES:
TPC costsin Jan.1999 $ Fuel Cost Basis: Cod Nat.Gas
TCR costs include escalation for 2005 initial operation Coal = Illinois #6 @ 11,666 Btu/lb
1% year O&M (Production) Costs in 2005 dollars Jan.1999 base price, $/10° Btu 1.27 2.758
Levelized = 10th year O& M & COE for years 2005 to 2025 operation Annual Fuel escalation, real (1999-2005) -1.34% 1.07%
Credits excluded from baseline analysis, refer to Sensitivity Analysis, Sec.4.3 Annual Fuel escalation, real (2005-2025) -1.35% 0.65%
Production costs & COE determined at constant 85% capacity factor Genera Annua escaation 0.00% 0.00%

Fuel Price based on analysis of EIA 1999 data (Ref. Table A-3)
Fuel escalation based on anaysis of EIA 1999 data (Ref. Table A-3)
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Table 4-5b
Case Comparisons - Selected Cost & Financial Data
CASE BB PFB (P800) 2gPFB(+Efficiency) 2gPFB (+Power) NGCC*“G’ Supercritical PC
Base Year $ Base Year $ Base Year $ Base Year $ Base Year $

Base (Reference Y ear Jan. 1999)
MWe (net) 4246 379.0 431.3 3234 404.1]
Net Plant Heat Rate-Average Annual 8,34 7,273 7,463 6,827 8,520
TOTAL PLANT COST (TPC) - $x1000 $524,396 $417,545 $458,419 $174,386 $467,524
TPC $kW 1,235.0 1,101.7 1,0629 539.2 11571
TOTAL CAPITAL REQUIREMENT $576,978 $459,441 $504,556 $187,082 $528,211

(TCR) - $x1000
TCR %KW 1,358.8 12123 1,169.9 5785 1,307.3
OPERATION & MAINTENANCE Reference | Levelized | Reference | Levelized | Reference | Levelized | Reference | Levelized | Reference| Levelized

COSTS - 4/kWh
FixedO& M 034 034 0.37 0.37 034 034 0.16 0.16 0.30 0.30
VariableO& M 0.06 0.06 0.07 0.07 0.06 0.06 0.03 0.03 0.05 0.05
Consumables 0.28 0.28 021 021 021 021 0.03 0.03 0.21] 0.21]
Byproduct Credit & Emission Credits/

Costs
Fuel 106 091 0.92 0.80 0.95 0.82 188 207 108 0.93
TOTAL PRODUCTION COST 1.74 1.60 157 1.44] 1.56] 143 2.10 229 1.65 150
LEVELIZED CARRYING CHARGES 2.76 246 2.37 117 2.65

(Capital)
LEVELIZED BUSBAR COST OF 4.35 3.90 3.80 3.47 4.15

POWER - 4/kWh Levelized (10" Year $)
NOTES:
TPC costsin Jan.1999 $ Fuel Cost Basis: Coal Nat.Gas
TCR costs include escalation for 2005 initial operation Coal = lllinois #6 @ 11,666 Btu/lb
1% year O&M (Production) Costs in 2005 dollars Jan.1999 base price, $/10° Btu 1.27 2.758
Levelized = 10th year O&M & COE for years 2005 to 2025 operation Annual Fuel escalation, real (1999-2005) -1.34% 1.07%
Credits excluded from baseline analysis, refer to Sensitivity Analysis, Sec.4.3 Annual Fuel escalation, real (2005-2025) -1.35% 0.65%
Production costs & COE determined at constant 85% capacity factor General Annual escalation 0.00% 0.00%

Fuel Price based on analysis of EIA 1999 data (Ref. Table A-3)
Fuel escalation based on andysis of EIA 1999 data (Ref. Table A-3)
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by operating the combustion turbine portion of the plant on naturd gas. The possibility may exist to operate
the combined cycle plant on naturd gas if the congtruction schedule is structured to alow ether or both of
these plant sections to operate prior to the inservice date of the totd plant. The advantages for this goproach
indude thefallowing: portions of the plant placed in service early would cease to accumulate AFDC and
revenue from generation could offset a portion of the fixed charges, carrying charges, component of the
annua expensesin the early years of the project. If this gpproach is adopted, there are other consderations
that could increase codts, but their impact relative to the revenue generated should be minor. For example,
additional work would be required to obtain permits for operation of the plant with natura gas, and,
depending on the characteristics of the specific Ste, a gas pipeine may be required in order to furnish the
volume of gas required to operate at full capacity.

4.2.5 Financing Options

Prgject financing is moving away from the traditiond utility finance gpproach. With independent power
producers, project financing is occurring on the basis of alarge fraction of debt and equity participation in
the range of 20 to 30 percent. In addition, the changing utility environment has resulted in new options for
financing projects, and opened up opportunities for industrid customers seeking an dternative to interna
funding of their energy projects. Some utilities have created unregulated subsidiaries that invest in ther
customers energy facilities. Capitd assstance may be provided by the utility under one of the following
service arrangements:

The utility serves aslessor of energy projects'equipment, with afinance partner. Under this arrangemernt,
the utility may offer:

- Finance leases (capitd lease),
- Operating leases (off-baance sheet), or
- Trueleasss.

The utility acts as lease broker % the utility shops potentia deals around to a variety of sources.

The utility uses a*phone book” gpproach % each finance opportunity istrested by the utility asabid,
and is submitted to a number of fund sources for consideration.

There are favorable and unfavorable features to each of these arrangements. For example, having the utility
act as the lessor in partnership with anationa finance firm may result in excdlent service and competitive
ratesfor thelessee. The downdde of this gpproach isthat only the mogt atractive dels will be financed and
viable, and high-risk projects will be rejected.
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Having the utility function as alease broker may result in ahigher project gpprova rate, but service will not
be as respongive as in the finance partner arrangement, and will generdly result in higher ratesto the lessee.

The leadt attractive arrangement is the phone book approach, since thereis no commitment on the part of
the utility under this arrangement, and the potentid finance organizations may not only be unresponsive, but
may aso offer high rates,

The avallability of these types of financing options will be highly dependent on the size and type of project
and the identity of the customer.

4.3 SENSITIVITY ANALYSIS

In Section 3.2 dements of risk were identified. Any “risk allowances’ added to the capitd cost estimate
would provide costs associated with plant components that have not yet been fully demondtrated. Each of
the systems and defined risk dementslisted in Section 3.2 are critical to achieving the performance and cost
gods of an advanced technology plant. Even dlowing for success of the CCT demondiration projects, there
will sill be performance and cost uncertainties that may impact a project’s economics. Table 4-6 ligsan
example of problems that may lower performance or increase cost in IGCC plant operation and the likely
solution.

Table 4-6
Problem/Solution: IGCC Plant Operation

Problem Solution Cost Impact

Decrease in Coal Throughput Higher Gasifier Capacity Higher Capital Cost

Increased Sorbent Throughput Higher Gasifier Capacity Higher Capital Cost
Higher O&M

Lower Sorbent Reactivity Higher Externd H,S Higher Capital and O&M for
External H,S

Reduced Carbon Conversion Increase Coal Higher Fuel Costs

Increased Air Consumption to Lower Btu Gas Higher Fuel Costs

Internal Corrosion/Erosion Extended Maintenance Higher O&M Costs
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To provide the decison-maker with an approach to evauate potentia risks, sendtivity andyses for
operationa parameters have been developed including capacity factor, heat rate, capita cost, production
cogt, fuel escdation, and byproduct credit.

4.3.1 Capacity Factor

Capacity factor of any power plant is driven by anumber of parameters impacting plant availability. These
include scheduled and unscheduled downtime for maintenance, and duty cycle based on economic or
environmenta dispatching. Typica capacity factors for conventiond fossil-fuded power plants range from
3510 85 percent. Itisexpected that CCT plants will have high capacity factors due to low production costs
and reduced emissions compared to current base load plants. However, demondration of the technology’s
availability and production cost is required prior to redizing expected capacity factors.

Studies by Resource Data Indtitute on U.S. utilities indicate capacity factors of 76 percent to 80 percent for
cod-fired power plants, based on historica operation of top performing unitsin 1993. Higtorical datafor
natural gas combined cyclesindicate only afew units operated at a capacity factor of 65 percent or greater
in 1994,

Evduating dl operating NGCC unitsin 1994 shows an average capacity factor of 38 percent. However,
with the new generation of high-efficiency combustion turbines, the NGCC unit capacity factor can be
expected to increase.

Figure 4-3 presents the sengitivity on COE from changes in capacity factor, from 45 to 85 percent, for the
competing plant desgns. As indicated, capacity factor has a Sgnificant impact on COE over the range
considered typica for these units to be operating. The coa-based technologies, over the range of 65 to
85 percent, have a COE variation of 20 to 25 percent. The NGCC over the same range has a COE
variation of lessthan 15 percent. This COE difference compared to the cod-based technologiesis largely
dueto the influence of capitd investment snce thet fixed annud cogt is apportioned over fewer kilowatt hours
of operation. In addition, in Figure 4-3, it is evident that if one technology realizes a capacity factor thet is
greater or less than the other candidate technology, the relationship of COE vaues can change significantly.
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COE Sensitivity to Capacity Factor
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Figure 4-3
Cost of Electricity Sensitivity to Capacity Factor

4.3.2 Heat Rate

Change in net plant hest rate can be caused by numerous parameters in the process siream. Any additiondl
usage of energy within the system can be generdly interpreted as a decrease in therma plant efficiency, and
resultsin arise in heat rate. The hest rate assgned to a new technology is based on a heat and materia
balance that results from operational assumptions such as thermd conversion into usable energy, thermd
losses, process control, part load operation, and projected auxiliary |oads throughout the plant. Changes
in duty cycle due to dispatch requirements will drop process efficiency, affecting the heet rate. The
economics of each of the power plants under condderation are based on anorma heet rate evauation, which
resulted from assumed performance parameters. Conventiona performance analyses use hest rates based
on maximum efficiency. The range of heet rates for sendtivity anadysisis trested as a percentage of the
norma or maximum (full load) on which the plant designs are based and are shown in Table 4-7. Figure 4-4
presents the sengtivity on COE from changesin heet rate, and indicates aminimd difference across the range
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of hest rate considered. For dl of the technologies, this range of hest rates has only a dight effect on the
COE. Thisreault is markedly different from the effect shown in Figure 4-3 for capacity factor changes.

Table 4-7
Range of Heat Rates
IGCC PC GTCC
Design Heat Rate, percent 100 100 100
Maximum Heat Rate, percent 100 100 100
Minimum Heat Rate, percent 75 80 0

Cost of Electricity, cents/kWh

COE Sensitivity to Plant Heat Rate
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Figure 4-4
Cost of Electricity Sensitivity to Plant Heat Rate
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The effects of capital cost and production cost are examined in subsequent subsections. These results
uggest that comparable changesin capital cost or production cost have a greater influence on overdl COE.
However, more specific correlation of these variables would be necessary to establish precise relationships.

4.3.3 Capital Cost

The capita cost for advanced technologies can vary due to the Site-specific impacts on a plant, additiond
systems not previoudy recognized, and additiona cost to correct for lower performance. The increased cost
to achieve expected performance was addressed through the use of process contingency, refer to
Section 4.1.2.2, and further examined through the use of risk analysis on those components considered to
be at highest risk.

In addition to subjective discussons as to the eva uation of process contingency (presented in Section 3.2),
aRange Edimating Program (REP) was used to provide amore objective andyss of the risk ated with
those components considered to be developmental. Risk andysis was performed for two of the IGCC
cases. |If the analysis were dso gpplied to PFBC technology, results smilar to the Destec case would be
expected. While this approach was gpplied only to capitd costs, a smilar analysis could be applied to
operating costs. Appendix C provides abrief overview of the REP program and methodol ogy.

Discrete cost ements representing aress of developmental risk were identified for each of the two cases
to be andyzed. Target vaues for each of these dements were established as the sum of the bare
congruction cost plus process contingency. Each dement was then evaduated to establish a rdative
confidence, or probability of meeting or underrunning the target cogt, and its extreme limits of risk and
opportunity based on a1 in 100 occurrence. The sdection of developmentd risk items and the establishment
of vaues for probabilities and risk/opportunity limitsto be utilized in the analyses were achieved through an
open discusson forum and represents the consensus opinion of the estimating and design team.  1ssues
considered in the value salection process were discussed in Section 3.2.

Daainputs for each case were combined in agatisticad modd, and risk analyss performed usng aMonte
Carlo dmulaion (1,000 smulations). Modd results are presented as a table of probabilities and
corresponding contingency vaues required to achieve the desired probability of success or confidence levd.
Theresulting tota estimate vaues for the sdected devel opmentd risk dements and the associated confidence
levels are presented in graphica form in Figures 4-5 and 4-6. Datainput summaries and modd results thet
support these figures are included in Appendix C.
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Total Estimated Value and Associated Confidence Levels - Destec Analysis

Developmentd risk dements consdered in the Destec andyss incude gaesfier and auxiliaries, high-

temperature cooling, gas desulfurization, sulfur recovery, chloride guard, particulate remova, and combustion
turbine generator. The resulting target value for this case is $149.9 million. The results of the risk analysis
indicate a 15 percent probability that the actual cost will fal at or below the target value. To achievea 75
percent confidence level would require that a process contingency of 8.2 percent be added to the cost of
the developmenta risk components.

Devdopmentd risk dements consdered in the KRW andyss include gadfier and auxiliaries, high-
temperature cooling, recycle gas system, booster air compression, gas desulfurization, sulfur recovery,
chloride guard, particulate removal, and combustion turbine generator. The resulting target vaue for this case
is$223.8 million. Theresults of the risk analysis indicate a 60 percent probability thet the actua cost will
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Total Estimated Value and Associated Confidence Levels - KRW Analysis

fdl a or below thetarget value. This confidence levd isfour times higher than that established for the Destec
case. To achieve a 75 percent confidence level would require that a process contingency of 2.7 percent be

added.

In both cases, Destec and KRW, the added contingency for the developmental components, 8.2 percent
and 2.7 percent, respectively, at the 75 percent confidence level has a minor effect at the total capitdl
requirement (TCR) level. Theimpect & the TCR leve for Destec is an increase of 2.4 percent and for KRW

theincreaseis 0.1 percent.

4.3.4 Production Cost

Similar to the capital cog, there are many factors that can contribute to a change in the production cost. This
section does not attempt to determine the specific causes for the changes and associated cost impacts with
each, but rather examines the net cumulative effect of changes to production cost.

4-33

December 1999




CCT Evaluation Guide
Volume I, Section 4.0

Some of the generd factors that could impact the production cost include labor wage rates, number of
operators, maintenance cogt, unit cost of the consumable, quantities for the consumable (i.e., more sorbent
required due to lower effectiveness), lack of a market for the byproduct or emisson credits, change in the
net plant heat rate or output that dters the unit fud consumption, or a change in the unit cost of the fud. For
this sengtivity, the range of production cost was varied between -20 percent and +25 percent for al
technologies. The results of this andyss are shown in Figure 4-7.

COE Sensitivity to Production Costs
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Figure 4-7
Cost of Electricity Sensitivity to Production Costs

4.3.5 Fuel Escalation Rate

The future escdation of fud cogtsisin congtant change as evident from comparing the Energy Information
Agency 1995 Annud Energy Outlook (AEO) and the equivaent reports up to the current 1999 report. In
order to recognize the impact of these escdation rates and at the same time investigate the competitiveness
of the gasfication combined cycle plant to conventiona technology, a senditivity andyss was performed on
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the basis of the reference, and high growth fuel redl escalation annual rates presented in the 1999 AEO.®
The results of thisandysis are presented in Figure 4-8 and Figure 4-9.

Cost of Electricity, cents/kWh

COE Sensitivity to In-Service Date and Fuel Escalation Rates
DOE/EIA-1999 Data (Ref. Table A.3)
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Figure 4-8
Cost of Electricity Sensitivity for Reference Economic Growth
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COE Sensitivity to In-Service Date and Fuel Escalation Rates
DOE/EIA-1999 High Economic Growth
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Figure 4-9
Cost of Electricity Sensitivity for High Economic Growth

Figure 4-9 shows results for the two KRW |GCC cases, Destec IGCC, the three PFBC cases, CTCC and
supercritica PC plants. Asindicated, on the basis of fuel cost (escdation) aone, IGCC is competitive with
NGCC at future decision periods. However, it must be recognized that fue cost is only one component of
the decision process in technology sdlection.

4.3.6 Byproduct Credits

Process byproducts, such as gypsum and sulfuric acid, or emissons credits, are economic incentives that may
play avitd role in assuring the financia success of advanced technology power generetion projects. Itis
important for the decison-maker to understand the impact such products may have on the overal project
economics, and just as important to understand the market, which establishes the product price. These
creditsfdl into two categories, byproduct and emissons. Byproduct recognition is limited to gypsum for the
PC plant and sulfuric acid for the Destec |GCC plant, and emission credits are limited to sulfur dioxide and
NOKx. For acost bassfor the sulfuric acid credit, refer to Section 3.1.1 for an assessment of the likdly price
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for sulfuric acid. The gypsum was not assgned a credit vaue snce this commodity is heavily dependent on
geographic region and customer requirements. Asaresult of this assumption, credits for the PC plant could
vary dightly depending on the specifics of the market. Dueto this variability in prices for byproducts, the
ste and locd market impacts, and the inability of new plants to recognize emisson credits (repowering
projects could likely qualify for emission credits), structured sengtivities for credits were not performed.

4.4 COMPARISON MODEL

This study uses certain characteristics, assumptions, and parameters that are common to al of the power
plant configurations. A smplified comparison modd was developed to dlow the user to evduate the effects
of changes to these characterigtics, assumptions, and parameters using the Microsofts Excel spreadsheet
format. The modd alows the user to change process and economic variables and see the effects and impact
of the change on each individua power plant. The mode will alow the user to change the following
parameters:

Process:
- Cod flow

- Cod Btu content

- Limestone characterigtics

- Limestone stoichiometric ratio

- Particulate, NOx, and SO, remova efficiencies

- Capacity factors used to caculate the yearly productions of ar pollutants

Economic;
- Ddivered cost of fud

- Capitd dructure
- Fud escadtion
- Levdized carying charge

The modd isintended to provide the user with the ability to make smdl changesto the process. The changes
to the process are based on linear relationships between the default settings and the new settings. Thiswill
give the user an estimated impact of the change that was made. Table 4-8 summarizes the changesthat are
alowed and the impact that will occur.
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The model containsinput sheets that are navigated to by clicking on the appropriate icons. Once you have
arrived at an input sheet you may change the gppropriate parameters and see the results of the changesto

the right of the parameter changed.

Table 4-8
Comparison Model Summary

Change

Impact

Universal or
Specific

Coa Flow

Power Output
Auxiliary Power Consumption
Limestone Flow
Heat Rate
Efficiency
Emissions (tons/year)

Specific

Cod HHV

Coal Flow

Gas Flow

Steam Flow

Power Output
Auxiliary Power Consumption
Limestone Flow
Heat Rate
Efficiency
Emissions (Ib/10° Btu and tons/year)

Universal

Auxiliary Power

Heat Rate
Efficiency
Emissions (Ib/10° Btu)
Power Output
Heat Rate

Specific

Limestone Type

Limestone Flow
Power Consumption
Power Output
Heat Rate

Universal

Limestone
Stoichiometric Ratio

Limestone Flow
Power Consumption
Power Output
Heat Rate

Specific

Particulate Removal
Efficiency

Outlet Particulate Loading
Power Consumption
Power Output
Heat Rate

Specific
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Change Impact Universal or
Specific
NOx Removal Outlet NOx Loading Specific
Efficiency

SO, Removal Outlet Particulate Loading Specific

Efficiency Power Consumption

Limestone Usage
Power Output
Heat Rate

Capacity Factors Y early Particulate Loading Specific
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5.0 TECHNOLOGY COMPARISONS

A summary review of the advanced and conventional power systemsis presented based on the conceptua
designsand cost estimates defined in Sections 7.0 through 10.0in Volumell, providing the decis on-maker
with comparative estimates of plant performance, economics, and environmenta performance. A tota of
eight power plants covering three technol ogy concepts have been described to date including integrated
gasification combined cycle, pressurized fluidized-bed combustion, natural gas combined cycle, and
pulverized coal.

5.1 PERFORMANCE

The performance summary of the eight power plant conceptsis provided in Table5-1 and Figures 5-1 and
5-2. Vduesfor thel GCC were devel oped from information based on the KRW air-blown gasification
process and the Destec oxygen-blown cod gasification process. Thesedesignsrepresent two of thethree
gasifier conceptsinthe DOE Clean Coa Technology demonstration program, the other being the Texaco
oxygen-blown entrained-bed gasification process. Presently all three projectsare either in or nearing the
operationa phaseof demondration. Vauesfor the PFBC were devel oped frominformation obtained from
demonstration programsbeing conducted by DOE. Plant capacitiesweredefined tofit potential utility
additionsfor baseload dispatching in the year 2005, that is, 200 to 400 MW. Therefore, performance
analysisfor the IGCC, PC, PFBC, and gas turbine plants are representative of plantsin a baseload
operation mode. The configurations utilize the gasifiers, gasturbines, and gas cleanup conceptsthat are
expected to be commercially offered by 2002, the latest date for adecision to proceed in order to meet
the 2005 in-service date. Performance values are based on the use of Illinois No. 6 coal.

Table 5-1
Comparison of Performance Summaries
Power Plant KRW KRW | Destec | PFBCC | PFBCC | BBFBC| NGCC PCWI
400 MW| 200 MW | 400 MW| high high 400 M
output | efficiency
Gas Turbine (gross MW) 232.2 116.9 262.6 209.5 206.7 79.5 223.2 NA
Steam Turbine (gross MW) 170.7 92.7 139.4 246.9 195.0 373.8 107.7 427.1
Auxiliary Loads, MW 18.0 115 53.8 25.1 22.8 28.6 7.5 23.0
Net Power, MW 384.9 198.1 348.2 431.3 378.9 424.7 3234 404.1
Heat Rate, Btu/lkWh HHV 7,247 8,086 7,526 7,463 7,273 8,352 6,827 8,520
Efficiency, % HHV 47.1 42.2 454 45.8 47.0 40.9 50.0 40.1
Heat Rate, Btu/kWh LHV 7,175 8,006 7,451 7,389 7,200 8,268 6,148 8,435
Efficiency, % LHV 47.6 42.7 45.8 46.2 47.4 41.3 55.6 40.5
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Comparison of Plant Net Output
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Comparison of Plant Net Output
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Net Plant Efficiency, percent (HHV)
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Net Plant (HHV) Efficiency Comparison
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Net Plant (HHV) Efficiency Comparison
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The KRW 400 MW IGCC plant is based on the KRW air-blown cod gasification process supplying low-
Btu gasto aWestinghouse 501G gas turbine/combined cycle power generating plant. This particular
machine providesvaluesof power output, airflow, and compressor pressureratio that, coupled with an
appropriate steam cycle, produce a nominal 400 MW net output. The IGCC portion of the plant is
configured with three gasifier idands, each including in-situ desulfurization and ahot gas polisher. Steam
conditions at the turbine admission valves are set at 1800 psig/1000EF (HP), 395 psig/1000EF (1P), and
65 psig/592 EF (LP). Theresulting plant producesanet output of 385 MW at anet efficiency of 47.1
percent on an HHV basis.

The 200 MW KRW IGCC plant is based on selection of agasturbine derived from the Westinghouse
501D5A machine and produces a nomina 200 MW net output. The IGCC portion of the plant is
configured with two gasifier idands, each including in-situ desulfurization with ahot gas polisher. The
resulting plant produces a net output of 198 MW at a net efficiency of 42.2 percent on an HHV basis.

Destec’ soxygen-blown cod gasification process suppliesmedium-Btu gasto agasturbine/combined cycle
derived from the Westinghouse 501G machine to produce anomina 350 MW net output. The | GCC
portion of the plant is configured with one gasifier island, which includes a moving-bed, hot gas
desulfurizer. Theresulting plant produces anet output of 348 MW at anet efficiency of 45.3 percent on
an HHV basis.

The CPFBC utilizes compressed air supplied to afluidized combustor/boiler, and the cod is burned under
pressure. Theflue gas passesthrough agasturbine. High-pressure steam is generated in tubes positioned
intheboiler that isfedto asteam turbine. Two casesare presented: the high-output plant, which generates
anet 431.3 MWeat anet efficiency of 45.8 percent (HHV), and ahigh-efficiency plant, which generates
anet 379 MW at anet efficiency of 47.0 percent (HHV).

The BBFBC isbased on the ABB carbon design and also uses compressed air, but the air is supplied to
abubbling bed combustor/boiler. The coal isburned under pressure. The flue gas passes through agas
turbine, and steam generated in the boiler is used to supply asteam turbine. The plant produces a net
output of 424.6 MW at a net efficiency of 40.9 percent (HHV).

A natural gas-fired combustion turbine based on the Westinghouse 501G machine coupled with aheat
recovery steam generator to generate steam for asteam turbine generator plant reflectsthe design concept
for combined cyclesto produce atotal net output of 323 MW, at an efficiency of 50.0 percent (HHV).
For this study, asingle gasturbineis used in conjunction with one 1650 psig/1000 EF/1000 EF steam
turbine.
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The 400 MW single unit pulverized coal-fired electric generating station is based on a
3500 psig/1050 EF/1050 EF single reheat configuration. The HP turbine uses steam at 3515 psiaand
1050 EF. The cold reheat steamisat 622 psiaand 587 EF, which is reheated to 1050 EF before entering
the IPturbine section. The performance reflects current state-of -the-art turbine adiabatic efficiency levels,
boiler performance, and wet limestone FGD system capabilities. Overal, the plant producesanet output
of 404 MW at a net efficiency of 40.1 percent on an HHV basis.

5.2 ECONOMICS

Evaluation of thecapital costsprovided in Sections7.0through 10.0, and theeconomic and financid results
presented in Section 4.2, are summarized in Figures 5-3 and 5-4. The mgjor difference between first and
tenth year casesin the evaluation is the impact of red escalation for the fuels. The capitd cost for both
types of casesis considered to be identical.

Thecapital cost isrecognized asthelevelized carrying charges. The production cost for each technology
consists of the fixed and variable operation and maintenance expenses and fuel cost. All values are
expressed in cents per kilowatt hour based on the year 2005 plant startup. Thedetail resultsin Appendix
B include the COE summary sheet for each technology.

The order of the componentsin Figure 5-3 was selected so that theimpact of fuel cost for each of the
plants can be compared. 1n addition, thefuel cost combined with the O& M resultsin the total production
cost. Thisvalueisimportant sinceit determinesthe dispatch of the unit and therefore the actual capacity
factor and load for the plants. In Figure 5-3 thefud cost for dl the plants except the natura gas combined
cycle (NGCC) isvery similar. Thisresultisin direct relation to the plant net heat rate, except for the
NGCC, which hasthelowest heet rate a 6,827 Btu per kilowatt hour. The high NGCC vaueisrelated
to the differencein fuel cost at $2.76 per 10° Btu for natural gas versus $1.27 for coal (January 1999
dollars).

The O&M costsfor each technology have agenerd relationship to the capital cost of the corresponding
plant. Thehigher capital cost for the plant resultsin higher costsfor the maintenance of that plant. Inthe
case of the KRW 400 MW versus the 200 MW plant, the unit value in cents for the 200 MW is greater
but theabsoluteannua costissmdler. Thisreationship can generdly be attributed to the economy of scale
associated with plant size (i.e., the 200 MW plant has 90 percent of the number of plant operators but 50
percent of the generation capability). The NGCC doesnot have significant consumablesor any emisson
credits.
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Examining thetota production cost for each of the units, the sum of fud and O& M, the valuesrange from
1.56 centsfor the 2g PFBC (power) plant to 2.10 centsfor the NGCC plant in first-year dollars. Intenth-
year dollars, the valuesrange from 1.43 centsfor the 2g PFBC (power) plant to 2.29 centsfor the NGCC
plant. The2g PFBC, Destec IGCC, and supercritical PC plants havethelowest values at 1.56 centsto
1.65 centsin 2005 dollars and 1.43 centsto 1.50 centsin 2015 dollars. Thissmilarity isdueto dightly
lower consumables but higher O& M for the Destec plant compared to the 2g PFBC and PC plants, which
resultsinatotal production cogt, lessfud, dightly higher than for the 2g PFBC and PC plants. Overal, the
PC plant has the lowest production cost, less fuel, but it also has the highest fuel cost of the low total
production cost plants. Thelower fuel cost for the Destec and 2g PFBC plants more than offsetsthe other
production costs and results in the slightly lower total production cost relative to the PC plant.

Examination of the carrying charges reved swhy the NGCC is currently a popular technology for capacity
addition. Whilethe production cost is somewhat higher than that of the other technologies, the total COE
isthe lowest due to the low fraction dependent on the capital investment.

5.3 ENVIRONMENTAL

The IGCC plants described in this report operate with lower emissions than the supercritical PC plant, and
in some respects gpproach the performance of the natural gas burning combustion turbine combined cycle
plant. Table 5-2 and Figures 5-5, 5-6, 5-7, and 5-8 present a comparison of the environmental
performancefor thetechnologieseva uated. Emissionsperformanceis presented on the basisof therma
input (1b/10° Btu), annual output (Ib/y) for operation at 65 percent and 85 percent capacity factors, and
electrical production (Ib/MWh). In specific terms, consider the following:

SO, Emissions - The IGCC plants discharge between 80 and 90 percent less SO, on an annual basis,
compared to thereference PC plant, asillustrated in Figure 5-5 for operation at the 85 percent capacity
factor. Thisisattributable to the more effective sulfur removal processes used in the gasifier and gas
cleanup technologies. Sulfur remova capabilitiesof upto 97 percent are achievablefor PC plants, but with
increased capital and operating costs.

NOx Emissions - |GCC plant emissions of this pollutant are equivalent to the PC plant for the KRW
gasifierson alb/10° Btu basis, but reduced on alb/MWh basis due to the higher IGCC plant efficiency.
The Destec plant NOx emissions are significantly lower than those of the PC and KRW plants, based on
thedifferent chemica environment inwhich the gasification occurs. Infact, the Destecisabout equal to
the NGCC in NOx production. NOx emissions from the KRW plants and the PC can be reduced to the
levels exhibited by the NGCC and Destec by the addition of SCR and/or SNCR technology, a some
additional expense.
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Table 5-2a
Comparison of Environmental Performance
Fuel Coad Coa Coa Natural Gas Coa
Power Plant KRW KRW Destec NGCC Pulverized Cod
Net Megawatts| 400 MW 200 MW 400 MW 325 MW 400 MW
SO, Emissions, Ib/10° Btu 0.07 0.07 0.06 Neg. 0.17
NOx Emissions, 1b/10° Btu 0.16 0.16 0.08 0.10 0.20
Particulate Emissions, 1b/10° Btu 0.004 0.004 0.004 Neg. 0.01
CO, Emissions, 1b/10° Btu 207.2 207.2 200.4 118.0 203.2
Available hours/year: 8,760
Capacity factor: 65.0% 65.0% 65.0% 65.0% 65.0%
SO, Emissions, ton/year 554 318 449 Neg. 1,686
NOx Emissions, ton/year 1,267 719 600 629 1,999
Particulate Emissions, ton/year 32 18 30 Neg. 97
CO, Emissions, ton/year 1,645,000 944,700 1,500,000 741,400 1,991,700
Capacity factor: 85.0% 85.0% 85.0% 85.0% 85.0%
SO, Emissions, ton/year 724 416 588 Neg. 2,205
NOx Emissions, ton/year 1,657 940 784 820 2,615
Particul ate Emissions, ton/year 41 24 39 Neg. 127
CO, Emissions, ton/year 2,151,000 1,235,400 1,950,000 970,000 2,604,500
SO, Emissions, Ib/MWh 0.51 0.56 0.45 Neg. 147
NOx Emissions, Ib/MWh 1.16 1.27 0.60 0.68 1.74
Particulate Emissions, Ib/MWh 0.03 0.03 0.03 Neg. 0.08
CO, Emissions, Ib/MWh 1,501 1,675 1,508 806 1,731
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Table 5-2b
Comparison of Environmental Performance
Fuel Cod Cod Cod Natural Gas Cod
Power Plant| Circulating PFBC (1) PCFBC (2) Bubbling Bed PFBC NGCC Pulverized Coal
Net Megawatts 430 MW 400 MW 425 MW 325 MW 400 MW
SO, Emissions, 1b/10° Btu 0.23 0.23 0.23 Neg. 0.17
NOx Emissions, |b/10° Btu 0.10 0.10 0.20 0.10 0.20
Particulate Emissions, 1b/10° Btu 0.004 0.004 0.004 Neg. 0.01
CO, Emissions, 1b/10° Btu 206.0 205.8 206.5 118.0 203.2
Available hourslyear:
Capacity factor: 65.0% 65.0% 65.0% 65.0% 65.0%
SO, Emissions, ton/year 2,110 1,806 2,324 Neg. 1,686
NOx Emissions, ton/year 915 782 2,029 629 1,999
Particulate Emissions, ton/year 37 31 40 Neg. 97
CO, Emissions, ton/year 1,885,740 1,614,600 2,085,200 741,400 1,991,700
Capacity factor: 85.0% 85.0% 85.0% 85.0% 85.0%
SO, Emissions, ton/year 2,760 2,361 3,034 Neg. 2,205
NOx Emissions, ton/year 1,194 1,022 2,654 822 2,615
Particulate Emissions, ton/year 48 41 53 Neg. 127
CO, Emissions, ton/year 2,465,970 2,111,500 2,726,300 970,000 2,604,500
SO, Emissions, Ib/MWh 1.72 1.67 1.92 Neg 1.47
NOx Emissions, Ib/MWh 0.74 0.72 1.68 0.68 174
Particulate Emissions, Ib/MWh 0.03 0.03 0.03 Neg. 0.08
CO, Emissions, Ib/MWh 1,539 1,497 1,724 806 1,731
1 Pressurized circulating fluidized bed combustion with high output
2. Pressurized circulating fluidized bed combustion with high efficiency
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Particulate Emissions - | GCC plant emissionsfor particul ate are equival ent to the PC reference plant
in terms of thermal input, annua production, and on aMWh basis. However, when compared to the
NGCC, coal-based power plants cannot compare.

CO, Emissions - In the area of non-regulated emissions of CO,, dl the cod-based systems are equivaent
on aproduction basis of Il/MWh at 85 percent capacity factor, asindicated in Figure 5-8, with adight
advantage given to the better performing IGCC systems. Aswith particulate emissions, the NGCC
outperforms the coal-fired alternatives in all measures of CO, emissions.
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APPENDIX A
ENVIRONMENTAL REGULATION, PERMITTING AND LICENSING

The clean cod technology (CCT) powered project must be designed with environmental emissonslevels
that meet or exceed the requirements of U.S. Environmental Protection Agency (EPA) environmental
regulations, state regulations, and local regulations. This Appendix briefly describes some of the
environmental regulations applicable to CCT powered or repowered plants.

A.1 AIR QUALITY REGULATIONS

The air emission requirements under the Clean Air Act Amendments of 1990 (CAAA) Title | -
Nonattainment, and Title IV - Acid Rain, are listed in Exhibit 1 at the end of this Appendix.

Repowering an existing power plant requiresmeeting increasingly stringent environmental requirements
outlined inthe CAAA. Theacid rain requirementsunder Title IV include restrictions of SO, emissions
through the use of an dlowance program, which places an annua limit on SO, emitted by aunit in tons per
year. Allowances are assigned by the EPA to the unit in two phases. Unitsaffected by Title IV, Phasel
arelisted in the CAAA. During Phase Il of Title1V, al utility generating units are affected.

Ownersof affected unitsunder Title IV can reduce emissons below those all ocated and either apply the
unused alowancesto other unitsthat they own or sall their unused allowances. Plantswithout alowances,
including al plantsstarting up after November 15, 1990 (the date of enactment of the CAAA), and those
withinsufficient allowanceswill haveto obtain them from alowance ownersor fromthe EPA. If aCCT
unit’ semisson rateislessthan 1.20 1b/M M Btu, excess all owances should be earned by arepowered unit
and could be used at other plants (or sold).

From January 1, 1995, NOx emissions from unitsaffected by Phase | arelimited under the Title 1V acid
rain program for dry-bottom, tangentia-fired boilersandfor dry-bottom, wall-fired boilers. NOx emisson
limitsfor units affected by Phase Il and other typesof Phasel boilers are to be promulgated January 1997
and effective starting January 2000.

The requirementsfor areasthat are not meeting ambient air qudity sandardsfor ozone under Title! of the
CAAA include NOx emission control at existing major stationary sources that is considered to be
achievable with the installation of reasonably available control technology (RACT). In order for the
Northeast Ozone Transport Region (OTR) to meet ozone ambient air quality standards, further NOx
controlsbeyond RACT are anticipated at existing facilities. The NOx limitsbeyond RACT would be
effectiveduring the ozoneseason, i.e., from May 1 through September 30. New mgjor stationary sources
innonattainment areaswould berequired toingtal lowest achievableemission rate (LAER) technology and
obtain emission offsets for its emissions at aratio greater than one for one.

Somestateshavea so proposed air regul ationsregarding stationary combustion ingta lationsthat provide
performancestandardsfor utility life-extensgon projects. Theseregulationspertainto utility boilersoperated
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beyond their useful life (e.g., beyond 45 years). Some of the proposed life extension regulations would
require meeting New Source Performance Standards (NSPS); others would require:

C SO, emissions be limited to 0.50 Ib/MMBtu, or less,

C NOx emissions be limited to the best available control technology (BACT), which will requirean
analysis of the various NOx controls available at the time,

C Parti cul ate matter emissions be limited to 0.03 Ib/MMBtu, or less, and

C The alowable heat rate for pulverized-coal boilers, atmospheric fluidized-bed boilers, and
pressurized fluidized-bed boilersis expected to be less than or equal to 9,300 Btu/kwWh.

In general, any emission increases also need to be reviewed for maor net emissionsincreasesfor the
gpplicability of new source review requirementsfor the repowering project. Repowering using clean cod
demongtration projects funded by DOE are exempt from other air quality regulations (such as NSPS or
Prevention of Significant Deterioration [PSD] regulations) if thereisno significant increase in potentia
emissons, noincreasein maximum hourly emissions, and therepoweringisenvironmentaly beneficid. This
will require that air emissions decrease from existing plant operation to the repowered facility.

PSD requirements are applicable to new major stationary sources being located inareasthat are meeting
National Ambient Air Quality Standards (NAAQS). The PSD requirements are devel oped around the
concept of installing BACT. By their nature, the clean coal technologies should qualify as BACT.

Exhibit 2 represents the changing environmenta requirementsfor an existing Phase | affected dry-bottom
tangential-fired unit, at aplant located in the OTR with environmental upgradesrequired to meet more
stringent state requirements, aswell asthe general emission requirements expected in most other locations.
At most other repowering sites, the inherent low-NOx emission characteristics of the clean coal
technologies will prove suitable for operation without post-combustion NOx control technol ogies.

Exhibit 3 presentsfutureambient air quality standardsbeing considered by the EPA. Theseuncertainties
cause concerns, and will haveto be addressed if they become an EPA standard. Infact, with the more
stringent standard, itislikely to affect existing sourcesaswell asfuture sources. Thefuture sourceswill use
the emission offsets from the existing sources against new sources. There has not been any indication of
thedirection that EPA isheading, and it isnot possible to anticipate what those future requirements may
be, or theeffect. Butitissafeto say that the future emissionsfrom anew or repowered plant withaCCT
will be less than the emissions from the existing plant.

PM-2.5 NAAQS

Inthe areaof particulates, EPA is making more stringent the current particulate sandard from PM,, down
to PM,; and smdler. Thecharacterigtics, sources, and potentia hedth effectsof larger or “coarse” fraction
particles (from 2.5 to 10 micrometers in diameter) and smaller or “fine’ particles (smaller than
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2.5 micrometersin diameter) arevery different. Coarse particlescomefrom sources such aswindblown
dust from the desert or agricultural fieldsand dust kicked up on unpaved roads by vehicletraffic. Fine
particlesaregenerdly emitted from activitiessuch asindustrial and residential combustion and fromvehicle
exhaust. Fine particlesare also formed in the atmosphere when gases such as sulfur dioxide, nitrogen
oxides, and volatile organic compounds, emitted by combustion activities, are transformed by chemical
reactionsin the air.

EPA revised the primary (health-based) PM standards by adding a new annual PM,, ; standard set at
15 micrograms per cubic meter (ug/m®) and anew 24-hour PM., - standard set at 65 pg/n?. Thefind rule
establishesanew form for the annua PM, s standard. Areaswill be in compliance with the new annua
PM, s standard when the 3-year average of annua arithmetic mean PM, 5 concentrations, from single or
multiple community-oriented monitors, islessthan or equal to 15 pug/m?®. For the new 24-hour PM, ¢
standard, the form is based on 98th percentile of 24-hour PM, 5 concentrationsin ayear (averaged over
3 years), at the population-oriented monitoring site with highest measured valuesin an area.

Based on its assessment of the health and other available information, EPA retains the annual PM,,
standard of 50 pg/meto protect against effectsfrom both long- and short-term exposureto coarsefraction
particles. EPA isadjusting the PM ,, 24-hour standard of 150 pug/m?® by changing the form of the standard.
EPA isreplacing the one-expected-exceedance form with a99th percentile form, averaged over 3 years,
to protect against short-term exposure to coarse fraction particles.

EPA satsthe secondary standardsidenticd to thefind primary standards, in conjunction with establishment
of aregional haze program. Thisapproach will provide appropriate protection against thewelfare effects
associated with particulate pollution including visibility impairment, soiling, and material damage.

The Clean Air Act requiresthat EPA make designation determinations (i.e., attainment, nonattainment, or
unclassifiable) within two to three years of revising astandard. Since EPA will not have adequate PM,
monitoring datafor that purpose, in 1999 EPA will issue“unclassifiable’” designationsfor PM, .. These
designationswill not trigger the planning or control requirements. A comprehensive monitoring network
(comprised of 1,500 monitors) to determine ambient fine particle concentrations acrossthe country will be
phased in over a 3- to 4-year period. In 1998, al metropolitan areas with at least 500,000 people are
required to have at least one core monitor, and each State is required to have at least two additional
monitors. The new PM, s ambient monitoring network will consist of core community-oriented monitors,
many will berequiredto sampleevery day (or continuoudly), whilesupplementary monitorswill bealowed
tosamplelessfrequently. Thesupplementary monitorswill providecoverageinsmal citiesand rurd aress,
some of which areintended to study the long-rangetransport of fine particles. Threeyears of acceptable
monitoring datawill be available from the earliest monitors by the spring of 2001, and 3 years of datawill
beavailablefromal monitorsin 2004. Allowing timefor dataandyss, State Governorsand EPA will not
be able to make the first determinations about which areas should be redesignated from unclassifiableto
nonattainment status until at least 2002. States will have 3 years from date of being designated
nonattainment (or until between 2005 and 2008) to develop pollution control plans and submit them to EPA
showing how they will meet the new standards. Areaswill then have upto 10 yearsfrom their desgnation
as nonattainment to attain the PM,  standards with the possibility of two 1-year extensions.
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Available information indicates that, nearly one-third of the areas projected to violate the new PM,, 5
standards, primarily in the Eastern United States, could come into compliance asaresult of the regiona
SO, emission reductionsaready mandated under the Clean Air Act’ sacid rain program, whichwill befully
implemented between 2000 and 2010. Asdetailed PM, ¢ air quality data and data on the chemical
composition of PM,, s indifferent areasbecome available, EPA will work with the statesto analyzeregiona
strategiesthat could reduce PM,, < levels. If further cost-effective reductionswill help areas meet the new
standards, EPA will encourage states to work together to use a cap-and-trade approach similar to that
used to curb acid rain. The EPA will also encourage states to coordinate their PM,, ¢ control strategy
development and efforts to protect regional visibility.

Thereisastrong desireto drive the devel opment of new technol ogieswith the potentia of grester emisson
reduction a lesscodt. 1t was agreed that $10,000 per ton of emission reduction isthe high end of therange
of reasonable cost to impose on sources. Consistent with the state’ s ultimate responsibility to attain the
sandards, the EPA will encourage the statesto design strategiesfor attaining the PM and ozone standards
that focus on getting low-cost reductions and limiting the cost of control to under $10,000 per ton for al
Sources.

A.2 WATER QUALITY REGULATIONS

Water use, therma discharge, and liquid waste discharges for the CCT powered plant will meet federd
and locdl regulationsfor magnitude and contaminant limits. Specificdly, the discharge would be required
to meet applicable effluent guidelinesand water quality standards. Anincreaseinwater usageby aCCT
would require increased water alocations, which could be aconcernin arid states. Also, achangein
thermd dischargeto awater body could violatewater temperaturelimits provided by the National Pollutant
Discharge Elimination System (NPDES) permit. Typical repowering and environmental upgrade arenot
expected to increase the seam turbine exhaust flow, so noincreasein the flow or temperature of discharge
water is expected.

There may be minor changesto other wastewater streamsinternal to the plant, such as those associated
with runoff from the ash and sorbent storage/handling systems. Effluent limitations gpplicableto the CCT
powered plant are expected to be similar to those that currently apply to existing facilities. It isnot
expected that any repowering concept will result in significant water impacts that would require the use of
different wastewater treatment systemsor cooling towers. Of course, thewastewater characteristics of
the effluent from the repowered unit will need to beinvestigated for any significant changesin quantity or
quality.

A.3 SOLID WASTE DISPOSAL REGULATIONS

Changesto the characteristics of the waste generated by aCCT project will need to beinvestigated. The
quantity of ash generated by arepowering project will need to be compared to that of the existing plant.
In some cases, the quantity of ash is expected to increase as aresult of the use of sorbent material to
control SO, emissions. The quality of the waste may a so change asaresult of the repowering project.
The characteristics of the ash generated by the repowered unit will need to be identified and compared to
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theash characterigticsof theexisting plant. Most Satesrequiretheuse of thetoxicity characteristic leaching
procedure (TCLP) test to evauate if the waste generated is considered to be hazardous or not. Itis
anticipated that it is not hazardous.

There is also a possibility that there could be an increase in the quantity of waste generated by the
repowering project, mostly from theflue gasdesulfurization systemsadded to the plant for sulfur contral.
Theimpact of theseincreases, if any, will needto be considered. Most statesaredso requiring utility waste
disposal areas to be lined, with leachate collected, tested, and treated, if necessary.

A.4 PERMITTING, LICENSING, AND REGULATORY APPROVAL REQUIREMENTS

Exhibit4isapreiminary list of activitiesand permits often required for apower plant project. The specific
applicability of each is established when details of the project develop.

For arepowering project, the necessary congtruction permitswould usualy be expected within 18 months
of the start of the project, provided design information is available to support the preparation of
applications. Thispermitting period representsacons derabletime savingsover the permitting needed to
develop agreenfield location. Similar projects planned for agreenfield location are expected to take
significantly longer because of the need for siting approval and approval of the transmission line.
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Exhibit 1
CAAA of 1990 Summary
REGS. | IMPLEMENT
TITLE | PHASE POLL DESCRIPTION SOURCES AFFECTED EMISSION LIMITS DUE DATE
| OZONE NON-
ATTAINMENT (NOx) (OTR
sources only)
NOx |RACT All Major Sources (1) 5/31/95
NOx Meet ambient air qual. stds. >250 MMBtu/h heat input &>15 Northern Zone: RACT 5/1/99
2 MW
2 NOx Meet ambient air qual. stds. >250 MMBtu/h heat input &>15 NE Inner Zone: 65% Red.or 0.2 5/1/99
2 MW Ib/MMBtu
2 NOx Meet ambient air qual. stds. >250 MMBtu/h heat input &>15 NE Outer Zone: 55% Red. or 0.2 5/1/99
2 MW Ib/MMBtu
3 NOx Meet ambient air qual. stds. >250 MMBtu/h heat input &>15 Northern Zone: 55% Red. or 0.2 5/1/03
2 MW Ib/MMBtu
3 NOx Meet ambient air qual. stds. >250 MMBtu/h heat input &>15 NE Inner Zone: 75% Red. or 0.15 5/1/03
2 MW Ib/MMBtu
3 NOx Meet ambient air qual. stds. >250 MMBtu/h heat input &>15 NE Outer Zone: 75% Red. or 0.15 5/1/03
2) MW Ib/MMBtu
v ACID DEPOSITION
1 NOx | LNB Technology (3) Group 1 175 T-fired & dry T&Wall-fired: 0.45/0.50 Ib/MMBtu 1/1/95
bott/wall-fired blrs (3)
1 SO, Units>100 MW & emitting> 2.5 2.5Ib/MMBtu 1/1/95
Ib/MMBtu
2 NOx Best system in cost Group 2 birs.>25t NOx/yr, 2000 1/1/97 1/1/00
comparable to Ph1LNB (3) units/785 plts (3)
2 SO, Units > 25 MW 1.2 Ib/MMBtu 1/1/00
Notes: (1) InPA facilities emitting 100 tons or more of NOx/year & in NJfacilities emitting 25 tons or more of NOx/year.

(2) Applicablein the 5-month period (May-Sept) with RACT year around.
(3) Affects utilities outside the Ozone Transport Region (OTR) as Title | is more stringent than Title IV for OTR affected utilities.
(4) Northeast Ozone Region is comprised of northern Virginia through Maine including Washington DC.

Inner Zone: (Amtrak Corridor) Washington DC. to north of Boston, includes contiguous moderate, serious, and severe non-attainment areas.

Outer Zone: Remainder of New Y ork and Pennsylvania
Northern Zone: New Hampshire, Vermont, Maine and upstate New Y ork
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Exhibit 2
Summary of Current and Expected Coal-Fired Air Emissions Limitations
Coal-fired plant stack emissions will be less than:
Pollutant Through After After After After
Dec 31, 1994° Jan 1, 1995 Year 1999 Year 2000 Year 2003
Sulfur 5.00 Ib/MMBtu | 2.50 Ib/MMBtu 2.50 Ib/MMBtu 0.50 Ib/MMBtu 0.50 Ib/IMMBtu
Dioxide 3.80Ib/MMBtu | TitlelV TitlelV requirementsfor | requirements for
(SO, (Annual life-extension life-extension
Average) unitsin example | unitsin example
State State
Note: Wouldbe | Note: Would be
1.20 Ib/MMBtu 1.20 Ib/MMBtu
if in another if in another
state, Title 1V state, Title IV
Nitrogen 0.70 Ib/MMBtu | 0.42 Ib/MMBtu 0.20 Ib/IMMBtu 0.20 Ib/MMBtu 0.15 Ib/MMBtu
Oxides Titlel Titlel Titlel expected, Title|
(NOx) Note: Wouldbe | Note: Wouldbe | Note: Wouldbe | Note: Would be
0.45 Ib/MMBtu 0.45 Ib/IMMBtu 0.45 Ib/MMBtu 0.45 Ib/IMMBtu
if not in the if notinthe if not in the if notinthe
ozone transport ozone transport ozone transport ozone transport
region, Title 1V region, Title IV region, Title 1V region, Title IV
Particulate | 0.22 Ib/MMBtu | 0.22 Ib/MMBtu 0.22 Ib/IMMBtu 0.03 Ib/MMBtu 0.03 Ib/IMMBtu
Matter requirementsfor | requirementsfor
(PM) life-extension life-extension
unitsin the unitsin the
example state example state
Notes:

* Emission limitations through December 31, 1994 are existing permit limits.

Theunitisassumed to belocated inthe OTR, an existing Phase | affected dry-bottom tangentia -fired unit.
Thisexhibit representsthechanging environmental requirementsfor at aplant with environmental upgrades
required to meet more stringent State life extension requirements. 1t also representsthe general emission
reguirements expected in most other locations.
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Exhibit 3 }
National Ambient Air Quality Standards (Existing and Proposed)
micrograms per cubic meter (ppm)

" Criteria Pollutant ]I:";;(ii;ting I SExist(iing ,il l;roposed | Pollutant "
f . ary i econdary M tandard

Il Particulate Matter 10 Microns (PM-10) | I I | Il
|| Annual | 50 I 50 " | I
Il 24 hour I 150 I 150 I [ 1
Il Particulate Matter PM-2.5 I | I i I
Il Annual I 15 I 15 I I [
Il 24hour | 65 I 65 I | I
| Sulfur Dioxide (SO2) | I I | Sulfur Dioxide (SO2) I
I Annual | 80(0.03 ppm) | I i I
Il 24 hour | 365 (0.14 ppm) | I | I
I 3hour I I 1,300 (0.5 ppm) |l | I
II | | " 0.60 ppm | 3 minutes Il
Il Carbon Monoxide (CO) | 1 i | Il
I 8hour | 10,000 (9 ppm) | I | I
Il 1hour | 40,000 (35 ppm) | i ! I
ll Nitrogen Dioxide (NOx) | I i | I
I Annual | 100 (0.053 ppm) | 100 (0.053 ppm) I I
|I Ozone (03) | | I I I
Il 1hour | 2350.12ppm) | 235(0.12ppm) | I I
i 8hour i | 008ppm |l I I
Il Lead (Pb) I | I | I
i Quarterly I 1.5 | 1.5 I | I

| |
i |

Il 3.5 kilograms per hectare |

Source: US EPA, Title 40, Code of Federal Regulations Part 50 (40 CFR 50), National Primary and Secondary Ambient Air Quality Standards

Note:  Primary standards define the levels necessary to protect the public health with an adequate margin of safety.

Secondary standards, generally more stringent than primary standards, define the levels necessary to protect the public welfare and property from any
known or anticipated adverse effects of a pollutant.
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Exhibit 4
Preliminary List of Required Approvals
Approval Agency Activity
Certificate of Environmental PSC New steam electric generating facilities 50 MW or
Compatibility and Public Need more
Permit to Construct Sources of Air DEC Construction or modification of an air contaminant
Contamination source or an indirect source
Certificate to Operate for Sources of DEC Operation of an air contaminant source or an indirect
Air Contamination source
State Pollutant Discharge Elimination DEC Any proposed or existing discharge of sewage,
System Permit industrial wastes, or other wastes to surface water or
groundwater

Water Supply Permit DEC Water supply and water allocation
Construction Permit DEC Construction or modification to solid waste

management facility, including storage, transfer,
processing, recovering, reclaiming and disposal

Operating Permit DEC Operating a solid waste management facility,
including storage, transfer, processing, recovering,
reclaiming and disposal

Hazardous Waste Facility Permit DEC Construction, modification, or operation of a
hazardous waste management facility
Freshwater Wetlands Permit DEC Any activity in awetlands or within 100 feet of a

wetland boundary affecting a wetland

Protection of Waters Permit DEC Any activity in or affecting navigable water of the
states including any marshes, estuaries and wetlands
adjacent to navigable water

Corps of Engineers Permit COE Any activity in or affecting navigable water of the
United States
401 Certification DEC Required for any federal permit indicating that

approval will not cause aviolation of state water
quality standards

Construction in Flood Hazard Area DEC Construction within 100-year flood plain
Permit
Building Permit, Zoning Approval Local Any building permit required for occupancy of a

structure including electrical, plumbing, HVAC, fire
protection, life safety

Notes: PSC - State Public Service Commission
DEC - State Department of Environmental Conservation
COE - U.S. Army Corps of Engineers
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CAPITAL INVESTMENT & REVENUE REQUIREMENT SUMMARY

TITLE/DEFINITION

Case: IGCC-KRWx 3

Plant Size: 384.9 (MW,net) HeatRate: 7,247 (Btu/kWh)
Primary/Secondary Fuel(type): llinois #6 Cost: 1.27 ($/MMBtu)
Design/Construction: 3.5 (years) BookLife: 20 (years)
TPC(Plant Cost) Year: 1999 (Jan.) TPI Year: 2005 (Jan.)
Capacity Factor: 85 (%)

CAPITAL INVESTMENT $x1000 $/kW
Process Capital & Facilities 387,268 1006.1
Engineering(incl.C.M.,H.O.& Fee) 37,541 97.5
Process Contingency 34,630 90.0
Project Contingency 80,086 208.1

TOTAL PLANT COST(TPC) $539,525 1401.7
TOTAL CASH EXPENDED $539,525
AFDC $56,195
TOTAL PLANT INVESTMENT(TPI) $595,720 1547.7
Royalty Allowance
Preproduction Costs 14,536 37.8
Inventory Capital 4,021 10.4
Initial Catalyst & Chemicals(w/equip.)
Land Cost 450 1.2
TOTAL CAPITAL REQUIREMENT(TCR) $614,726 1597.1

OPERATING & MAINTENANCE C Dolla $x1000 /kKW-yr
Operating Labor 4,467 11.6
Maintenance Labor 3,403 8.8
Maintenance Material 5,104 13.3
Administrative & Support Labor 1,967 5.1

TOTAL OPERATION & MAINTENANCE $14,942 38.8
FIXED O & M 33.00 $/kW-yr
VARIABLEO &M 0.08 ¢/kWh

CONSUMABLE OPERATING COSTS.I Fuel (1999 Dolla $x1000 /kWh
Water 815 0.03
Chemicals 4,510 0.16
Other Consumables
Waste Disposal 2,632 0.09

TOTAL CONSUMABLE OPERATING COSTS $7,957 0.28

BY-PRODUCT CREDITS (1999 Dollars)

FUEL COST (1999 Dollars) $26,378 0.92

‘1st Year (2065 $ ) Levelized ('1' Oth.Year $ )

PRODUCTION COST SUMMARY ¢/kWh ¢/kWh
Fixed O & M 33.0/kW-yr 0.44| 33.0/kW-yr 0.44
Variable O & M 0.08 0.08
Consumables 0.28 0.28
By-product Credit
Fuel 0.85 0.79

TOTAL PRODUCTION COST 1.65 1.59

LEVELIZED CARRYING CHARGES(Capital) 241.2/kW-yr 3.24

LEVELIZED (10th.Year) BUSBAR COST OF POWER 483




ESTIMATE BASIS/FINANCIAL CRITERIA for REVENUE REQUIREMENT CALCULATIONS

GENERAL DATA/CHARACTERISTICS
Case Title:
Unit Size:/Plant Size:
Location:
Fuel: Primary/Secondary

Energy From Primary/Secondary Fuels

Levelized Capacity Factor / Preproduction(equivalent months):

Capital Cost Year Dollars (Reference Year Dollars):

Delivered Cost of Primary/Secondary Fuel
Design/Construction Period:
Plant Startup Date (1st. Year Dollars):
Land Area/Unit Cost
FINANCIAL CRITERIA
Project Book Life:
Book Salvage Value:
Project Tax Life:
Tax Depreciation Method:
Property Tax Rate:
Insurance Tax Rate:
Federal Income Tax Rate:
State Income Tax Rate:
Investment Tax Credit/% Eligible
Economic Basis:
Capital Structure
Common Equity
Preferred Stock

Debt
Weighted Cost of Capital:(after tax)

Escalation Rates

IGCC - KRW x 3
384.9 MW, net
Middletown, USA

llinois #6

7,247 Btu/kWh

85 %

1.27 $/MBtu

3.5 years

384.9 MWe

Btu/kWh

1 months

1999 (January)

$/MBtu

2005 (January)

300 acre

20 years
%

20 years

$1,500 /acre

Accel. based on ACRS Class

1.0 % per year

1.0 % per year

34.0 %

6.0 %

%

%

10th.Year Constant Dollars

% of Total Cost(%)
20 16.5
80 6.3
6.4 %
Over Book Life 1999 to 2005
General % per year % per year
Primary Fuel -1.4 % per year -1.34 % per year

Secondary Fuel

0.7 % per year

1.07 % per year



Client: DEPARTMENT OF ENERGY Report Date: 23-Jul-99
Project: TASK 9-3 CCT Evaluation Guide 01:08 PM
TOTAL PLANT COST SUMMARY
Case: IGCC - KRWx 3
Plant Size: 384.9 MW, net Estimate Type: Conceptual CostBase (Jan) 1999  ($x1000)
Acct Equipment | Material Labor Sales|Bare Erected| Eng'g CM Contingencies TOTAL PLANT COST
No. Item/Description Cost Cost Direct | Indirect | Tax Cost $ H.0.& Fee| Process | Project $ kW
1 COAL & SORBENT HANDLING
1.1 Coal Receive & Unload 2,429 1,363 95 $3,888 311 840 $5,039 13
1.2 Coal Stackout & Reclaim 3,139 874 61 $4,074 326 880 $5,280 14
1.3 Coal Conveyors & Yd Crush 2,918 865 61 $3,844 307 830 $4,981 13
1.4 Other Coal Handling 764 200 14 $978 78 211 $1,267 3
1.5 Sorbent Receive & Unload 66 25 2 $93 7 20 $120 0
1.6 Sorbent Stackout,Storage & Reclaim 2,094 704 49 $2,847 228 615 $3,690 10
1.7 Sorbent Conveyors 1,263 110 337 24 $1,734 139 375 $2,247 6
1.8 Other Sorbent Handling 329 72 212 15 $629 50 136 $815 2
1.9 Coal & Sorbent Hnd.Foundations 2,952 4,204 294 $7,450 596 2,012 $10,058 26
SUBTOTAL 1. $13,002 $3,134 $8,785 $615 $25,536 $2,043 $5,918 $33,497 87
2 COAL & SORBENT PREP & FEED
2.1 Coal Crushing & Drying 750 117 287 20 $1,174 94 254 $1,622 4
2.2 Prepared Coal Storage & Feed 258 58 46 3 $366 29 79 $474 1
2.3 Coal & Sorbent Feed System 5,643 3,086 216 $8,945 1,073 447 1,570 $12,035 31
2.4 Misc.Coal Prep & Feed 365 249 916 64 $1,594 128 430 $2,152 6
2.5 Sorbent Prep Equipment 817 72 336 24 $1,249 100 270 $1,619 4
2.6 Sorbent Storage & Feed 215 51 4 $269 22 58 $349 1
2.7 Sorbent Injection System
2.8 Booster Air Supply System
2.9 Coal & Sorbent Feed Foundation 773 670 47 $1,489 119 402 $2,011 5
SUBTOTAL 2, $8,049 $1,269 $5,391 $377 $15,087 $1,565 $447 $3,063 $20,161 52
3 FEEDWATER & MISC. BOP SYSTEMS
3.1 FeedwaterSystem 967 3,759 1,023 72 $5,821 466 943 $7,229 19
3.2 Water Makeup & Pretreating 353 37 206 14 $611 49 132 $792 2
3.3 Other Feedwater Subsystems 575 215 199 14 $1,004 80 217 $1,301 3
3.4 Service Water Systems 27 58 208 15 $309 25 67 $400 1
3.5 Other Boiler Plant Systems 1,154 466 1,190 83 $2,893 231 781 $3,905 10
3.6 FO Supply Sys & Nat Gas 96 181 349 24 $650 52 140 $843 2
3.7 Waste Treatment Equipment 704 419 29 $1,152 92 249 $1,493 4
3.8 Misc. Power Plant Equipment 1,845 250 935 65 $3,094 248 1,003 $4,344 1
SUBTOTAL 3. $5,720 $4,967 $4,529 $317 $15,533 $1,243 $3,531 $20,307 53
4 GASIFIER & ACCESSORIES
4.1 Gasifier & Auxiliaries 32,949 18,011 1,261 $52,221 6,267 7.833 9,948 $76,269 198
4.2 High Temperature Cooling 4,327 2,365 166 $6,858 823 1,029 1,306 $10,016 26
4.3 Recycle Gas System 2,838 1,552 109 $4,499 540 675 857 $6,570 17
4.4 Booster Air Compression 7,160 1,817 127 $9,104 1,092 1,366 1,734 $13,296 35
4.5 Misc. Gasification Equipment w/4.184.2 w/4.184.2
4.6 Other Gasification Equipment 773 324 23 $1,120 134 188 $1,443 4
4.8 Major Component Rigging w/4.184.2 w/4.184.2
4.9 Gasification Foundations 3,090 1,861 130 $5,081 406 1,372 $6,859 18
SUBTOTAL 4. $47,274 $3,863  $25,931 $1,815 $78,883 $9,263  $10,902  $15,406 $114,454 297




Client: DEPARTMENT OF ENERGY Report Date: 23-Jul-99
Project: TASK 9-3 CCT Evaluation Guide 01:08 PM
TOTAL PLANT COST SUMMARY
Case: IGCC - KRWx 3
Plant Size: 384.9 MW, net Estimate Type: Conceptual CostBase (Jan) 1999  ($x1000)
Acct Equipment | Material Labor Sales|Bare Erected| Eng'g CM Contingencies TOTAL PLANT COST
No. Item/Description Cost Cost Direct | Indirect | Tax Cost $ H.0.& Fee| Process | Project $ | $/kw
5 HOT GAS CLEANUP & PIPING
5.1 Gas Desulfurization(Trans.Reactor) 7,944 4,343 304 $12,591 1,511 1,889 4,797 $20,787 54
5.2 Sulfur Recovery (Sulfator Sys.) 17,697 9,678 677 $28,052 3,366 4,208 10,688 $46,314 120
5.3 Chloride Guard 6,347 1,536 108 $7,991 959 1,998 2,737 $13,685 36
5.4 Particulate Removal 18,720 2,305 161 $21,187 2,542 5,297 5,805 $34,831 90
5.5 Blowback Gas Systems 2,243 3,216 1,867 131 $7,457 895 1,864 2,043 $12,259 32
5.6 Fuel Gas Piping 1,655 1,282 90 $3,026 242 817 $4,086 11
5.9 HGCU Foundations 299 203 14 $516 41 139 $697 2
SUBTOTAL 5. $52,952 $5,170  $21,213 $1,485 $80,819 $9,557 $15,255  $27,026 $132,658 345
6 COMBUSTION TURBINE/ACCESSORIES
6.1 Combustion Turbine Generator 46,514 2,832 198 $49,544 3,963 7,432 6,094 $67,033 174
6.2 Combustion Turbine Accessories w/6.1 w/6.1
6.3 Compressed Air Piping
6.9 Combustion Turbine Foundations 139 162 1 $312 25 101 $438 1
SUBTOTAL 6. $46,514 $139 $2,994 $210 $49,855 $3,988 $7,432 $6,195 $67,470 175
7 HRSG, DUCTING & STACK
7.1 Heat Recovery Steam Generator 13,707 2,009 141 $15,857 1,269 856 $17,982 47
7.2 HRSG Accessories
7.3 Ductwork 592 519 36 $1,147 92 248 $1,487 4
7.4 Stack 1,834 710 50 $2,594 208 420 $3,222 8
7.9 HRSG,Duct & Stack Foundations 91 92 6 $189 15 51 $255 1
SUBTOTAL 7. $15,541 $683 $3,330 $233 $19,787 $1,583 $1,575 $22,946 60
8 STEAM TURBINE GENERATOR
8.1 Steam TG & Accessories 14,244 2,395 168 $16,806 1,345 908 $19,058 50
8.2 Turbine Plant Auxiliaries 97 229 16 $342 27 55 $425 1
8.3 Condenser & Auxiliaries 2,498 705 49 $3,253 260 351 $3,865 10
8.4 Steam Piping 3,647 1,907 133 $5,587 447 905 $6,939 18
8.9 TG Foundations 187 596 42 $825 66 223 $1,114 3
SUBTOTAL 8. $20,386 $187 $5,833 $408 $26,814 $2,145 $2,442 $31,401 82
9 COOLING WATER SYSTEM
9.1 Cooling Towers 3,304 748 52 $4,104 328 665 $5,097 13
9.2 Circulating Water Pumps 483 47 3 $534 43 58 $634 2
9.3 Circ.Water System Auxiliaries 59 9 1 $68 5 15 $88 0
9.4 Circ.Water Piping 1,146 1,314 92 $2,552 204 689 $3,445 9
9.5 Make-up Water System 132 201 14 $346 28 94 $468 1
9.6 Component Cooling Water Sys 127 115 8 $250 20 54 $324 1
9.9 Circ.Water System Foundations 850 1,526 107 $2,483 199 670 $3,352 9
SUBTOTAL 9. $4,104 $1,996 $3,960 $277 $10,337 $827 $2,244 $13,409 35
10 ASH/SPENT SORBENT HANDLING SYS
10.1 Gasifier Ash Removal 2,499 1,367 96 $3,962 475 594 755 $5,786 15
10.2 Gasifier Ash Depressurization 1,026 50 239 17 $1,331 106 216 $1,653 4
10.3 Cleanup Ash Depressurization 2,451 302 553 39 $3,344 268 542 $4,153 1
10.4 High Temperature Ash Piping
10.5 Other Ash Recovery Equipment
10.6 Ash Storage Silos 463 519 36 $1,018 81 165 $1,265 3
10.7 Ash Transport & Feed Equipment 603 154 11 $768 61 207 $1,037 3
10.8 Misc. Ash Handling Equipment 959 1,175 362 25 $2,520 202 544 $3,266 8
10.9 Ash/Spent Sorbent Foundation 40 53 4 $97 8 26 $131 0
SUBTOTAL 10, $8,000 $1,567 $3,246 $227 $13,040 $1,202 $594 $2,455 $17,291 45




Client: DEPARTMENT OF ENERGY Report Date: 23-Jul-99

Project: TASK 9-3 CCT Evaluation Guide 01:08 PM
TOTAL PLANT COST SUMMARY
Case: IGCC - KRW x 3
Plant Size: 384.9 MW, net Estimate Type: Conceptual CostBase(Jan) 1999  ($x1000)
Acct Equipment | Material Labor Sales|Bare Erected| Eng'g CM Contingencies TOTAL PLANT COST
No. Item/Description Cost Cost Direct | Indirect | Tax | Cost$ |H.O.& Fee| Process | Project $ [ $/kw
1 ACCESSORY ELECTRIC PLANT
11.1 Generator Equipment 1,767 284 20 $2,070 166 224 $2,460 6
11.2 Station Service Equipment 2,289 191 13 $2,494 199 269 $2,962 8
11.3 Switchgear & Motor Control 1,825 307 21 $2,154 172 349 $2,675 7
11.4 Conduit & Cable Tray 1,101 3,492 244 $4,837 387 1,045 $6,269 16
11.5 Wire & Cable 1,181 1,193 84 $2,458 197 531 $3,186 8
11.6 Protective Equipment 100 337 24 $461 37 50 $547 1
11.7 Standby Equipment 260 6 0 $266 21 29 $316 1
11.8 Main Power Transformers 4,168 473 33 $4,673 374 505 $5,562 14
11.9 Electrical Foundations 161 450 31 $642 51 173 $867 2
SUBTOTAL 11 $10,309 $2,543 $6,732 $471 $20,055 $1,604 $3,174 $24,833 65
12 INSTRUMENTATION & CONTROL
12.1 IGCC Control Equipment
12.2 Combustion Turbine Control
12.3 Steam Turbine Control
12.4 Other Major Component Control 492 304 21 $817 65 132 $1,015 3
12.5 Signal Processing Equipment w/12.7 w/12.7
12.6 Control Boards,Panels & Racks 118 70 5 $193 15 31 $240 1
12.7 Computer & Accessories 4,707 139 10 $4,856 388 524 $5,769 15
12.8 Instrument Wiring & Tubing 1,469 4,615 323 $6,407 513 1,384 $8,304 22
12.9 Other | & C Equipment 866 389 27 $1,283 103 346 $1,732 4
SUBTOTAL 12. $6,183 $1,469 $5,518 $386 $13,556 $1,084 $2,418 $17,059 44
13 IMPROVEMENTS TO SITE
13.1 Site Preparation 32 633 44 $709 57 230 $995 3
13.2 Site Improvements 1,045 1,305 91 $2,441 195 791 $3,427 9
13.3 Site Facilities 1,872 1,856 130 $3,858 309 1,250 $5,417 14
SUBTOTAL 13, $1,872 $1,076 $3,794 $266 $7,008 $561 $2,270 $9,839 26
14 BUILDINGS & STRUCTURES
14.1 Combustion Turbine Area 218 139 10 $367 29 79 $476 1
14.2 Steam Turbine Building 2,013 3,231 226 $5,470 438 1,182 $7,090 18
14.3 Administration Building 429 351 25 $804 64 174 $1,042 3
14.4 Circulation Water Pumphouse 85 50 4 $139 1 30 $180 0
14.5 Water Treatment Buildings 535 588 41 $1,164 93 252 $1,509 4
14.6 Machine Shop 220 169 12 $401 32 87 $519 1
14.7 Warehouse 355 258 18 $630 50 136 $817 2
14.8 Other Buildings & Structures 212 186 13 $412 33 89 $534 1
14.9 Waste Treating Building & Str. 475 1,022 72 $1,568 125 339 $2,033 5
SUBTOTAL 14, $4,541 $5,996 $420 $10,956 $876 $2,367 $14,199 37
TOTAL COST $239,906  $32,604 $107,250 $7,508 $387,268 | $37.541  $34,630  $80,086 $539,525 1402




OPERATING LABOR REQUIREMENTS

IGCC - KRW x 3
Operating Labor Rate(base): 26.15 $/hour
Operating Labor Burden: 30.00 % of base
Labor O-H Charge Rate: 25.00 % of labor
Operating Labor Requirements(O.J.)per Shift: Total
Category 1 unit/mod. _Plant
Skilled Operator ' 2.0 2.0
Operator 9.0 9.0
Foreman 1.0 1.0
Lab Tech's, etc. 3.0 3.0
TOTAL-O.J.'s 15.0 15.0
CONSUMABLES, BY-PRODUCTS & FUELS DATA
IGCC - KRW x 3
Consumption Unit
Item/Description Initial /Day Cost
Water(/1000 gallons) 3,283 0.80
Chemicals*
MU & WT Chem.(lbs)** 238,377 7,946 0.15
Limestone (ton)** 18,582 619.4 16.25
Z Sorb (Ibs)** 21,600 720.0 3.50
Nahcolite(ton)** 86 2.9 275.00
Other
Supplemental Fuel(MBtu)**
Gases,N2 etc.(/100scf)
L.P. Steam(/1000 pounds)
Waste Disposal
Sludge(ton)
Slag(ton) 848 10.00
By-products & Emissions
Sulfuric Acid(pounds) 75.00
Fuel(ton) 2,869 29.63




CONTINGENCY FACTORS
IGCC - KRW x 3

ltem/Description

COAL & SORBENT HANDLING

COAL & SORBENT PREP & FEED
FEEDWATER & MISC. BOP SYSTEMS
GASIFIER & ACCESSORIES

Gasifier & Auxiliaries

High Temperature Cooling

Recycle Gas System

Other Gasification Equipment

HOT GAS CLEANUP & PIPING
COMBUSTION TURBINE/ACCESSORIES
Combustion Turbine Generator
Combustion Turbine Accessories

HRSG, DUCTING & STACK

Heat Recovery Steam Generator

HRSG Accessories, Ductwork and Stack
STEAM TURBINE GENERATOR

Steam TG & Accessories

Turbine Plant Auxiliaries and Steam Piping
COOLING WATER SYSTEM
ASH/SPENT SORBENT HANDLING SYS
ACCESSORY ELECTRIC PLANT
INSTRUMENTATION & CONTROL
IMPROVEMENTS TO SITE

BUILDINGS & STRUCTURES

Contingency Factors(%)

3.0

15.0
15.0
15.0

8.9

18.9

15.0

46

%Process %Project

21.5
17.9

21.0

15.0
15.0
15.0
18.0

25.6

10.0

30.0

5.0

16.9

5.0
14.2
201
16.5
14.7
16.5
30.0

20.0




MAINTENANCE FACTORS

IGCC - KRWx 3

Maintenance
Iltem/Description %
COAL & SORBENT HANDLING 22
COAL & SORBENT PREP & FEED 3.0
FEEDWATER & MISC. BOP SYSTEMS 1.9
GASIFIER & ACCESSORIES
Gasifier & Auxiliaries 5.0
High Temperature Cooling 45
Recycle Gas System 4.0
Other Gasification Equipment 3.0
HOT GAS CLEANUP & PIPING 5.3
COMBUSTION TURBINE/ACCESSORIES
Combustion Turbine Generator 6.0
Combustion Turbine Accessories 0.5
HRSG, DUCTING & STACK
Heat Recovery Steam Generator 2.0
HRSG Accessories, Ductwork and Stack 1.5
STEAM TURBINE GENERATOR
Steam TG & Accessories 1.5
Turbine Plant Auxiliaries and Steam Piping 17
COOLING WATER SYSTEM 1.3
ASH/SPENT SORBENT HANDLING SYS 3.2
ACCESSORY ELECTRIC PLANT 1.5
INSTRUMENTATION & CONTROL 1.6
IMPROVEMENTS TO SITE 1.2

BUILDINGS & STRUCTURES

1.4




IGCC - KRW Air-Blown 200 MWe

Economic and Financial Results



CAPITAL INVESTMENT & REVENUE REQUIREMENT SUMMARY

TLE/DEFINITION

LEVELIZED (10th.Year) BUSBAR COST OF POWE

)

Case: IGCC - KRW x2

Plant Size: 198.1 (MW,net) HeatRate: 8,086 (Btu/kWh)
Primary/Secondary Fuel(type): llinois #6 Cost: 1.27 ($/MMBtu)
Design/Construction: 3 (years) BookLife: 20 (years)
TPC(Plant Cost) Year: 1999 (Jan.) TPl Year: 2005 (Jan.)
Capacity Factor: 85 (%)

CAPITAL INVESTMENT $x1000 $/kW
Process Capital & Facilities 250,804 1266.1
Engineering(incl.C.M.,H.O.& Fee) 24,208 122.2
Process Contingency 21,076 106.4
Project Contingency 52,034 262.7

TOTAL PLANT COST(TPC) $348,123 1757.4
TOTAL CASH EXPENDED $348,123
AFDC $29,472
TOTAL PLANT INVESTMENT(TPI) $377,595 1906.2
Royalty Allowance
Preproduction Costs 9,228 46.6
Inventory Capital 2,388 12.1
Initial Catalyst & Chemicals(w/equip.)
Land Cost 338 1.7
TOTAL CAPITAL REQUIREMENT(TCR) $389,548 1966.6

OPERATING & MAINTENANCE COSTS (1 Dolla $x1000 /KW-yr
Operating Labor 3,871 19.5
Maintenance Labor 2,100 10.6
Maintenance Material 3,151 156.9
Administrative & Support Labor 1,493 7.5

TOTAL OPERATION & MAINTENANCE $10,616 53.6
FIXED O &M 45.55 $/kW-yr
VARIABLE O & M 0.11 ¢/kWh

CONSUMABLE OPERATING COSTS,less Fuel (1999 Dollars) $x1000 /kWh
Water 408 0.03
Chemicals 2,661 0.18
Other Consumables
Waste Disposal 1,511 0.10

TOTAL CONSUMABLE OPERATING COSTS $4,579 0.31

BY-PRODUCT CREDITS (1999 Dollars)

FUEL COST (1999 Dollars) $15,146 1.03

- 1st Year (2005 $) Levelized (10th.Year $)

PRODUCTION COST SUMMARY TkW| ¢/kWh
FixedO &M 45.6/kW-yr 0.61  45.6/kW-yr 0.61
Variable O & M 0.11 0.1
Consumables 0.31 0.31
By-product Credit
Fuel 0.95 0.89

TOTAL PRODUCTION COST 1.98 1.92

LEVELIZED CARRYING CHARGES(Capital 297.0/kW-yr 3.99

5.90




ESTIMATE BASIS/FINANCIAL CRITERIA for REVENUE REQUIREMENT CALCULATIONS

GENERAL DATA/CHARACTERISTICS
Case Title:
Unit Size:/Plant Size:
Location:
Fuel: Primary/Secondary

Energy From Primary/Secondary Fuels

Levelized Capacity Factor / Preproduction(equivalent months):

Capital Cost Year Dollars (Reference Year Dollars):

Delivered Cost of Primary/Secondary Fuel
Design/Construction Period:
Plant Startup Date (1st. Year Dollars):
Land Area/Unit Cost
FINANCIAL CRITERIA
Project Book Life:
Book Salvage Value:
Project Tax Life:
Tax Depreciation Method:
Property Tax Rate:
Insurance Tax Rate:
Federal Income Tax Rate:
State Income Tax Rate:
Investment Tax Credit/% Eligible
Economic Basis:
Capital Structure
Common Equity
Preferred Stock

Debt
Weighted Cost of Capital:(after tax)

Escalation Rates

IGCC - KRW x2

198.1 MW, net 198.1 MWe
Middletown, USA
llinois #6

8,086 Btu/kWh Btu/kWh

85 % 1 months
1999 (January)
1.27 $/MBtu $/MBtu
3 years

2005 (January)
225 acre $1,500 /acre
20 years
%
20 years
Accel. based on ACRS Class
1.0 % per year
1.0 % per year
340 %
6.0 %
% %

10th.Year Constant Dollars

% of Total Cost(%)
20 16.5
80 6.3
6.4 %
Over Book Life 1999 to 2005
General % per year % per year
Primary Fuel -1.4 % per year -1.34 % per year

Secondary Fuel 0.7 % per year 1.07 % per year




Client: DEPARTMENT OF ENERGY Report Date: 23-Jul-99
Project: TASK 9-3 CCT Evaluation Guide 01:06 PM
TOTAL PLANT COST SUMMARY
Case: IGCC - KRW x2
Plant Size: 198.1 MW, net Estimate Type: Conceptual CostBase (Jan) 1999  ($x1000)
Acct Equipment | Material Labor Sales|Bare Erected| Eng'g CM Contingencies TOTAL PLANT COST
No. Item/Description Cost Cost Direct Indirect | Tax Cost $ H.O.& Fee| Process | Project $ [ $/kw
1 COAL & SORBENT HANDLING
1.1 Coal Receive & Unload 1,722 967 68 $2,756 221 595 $3,572 18
1.2 Coal Stackout & Reclaim 2,225 620 43 $2,888 231 624 $3,743 19
1.3 Coal Conveyors & Yd Crush 2,069 613 43 $2,725 218 589 $3,632 18
1.4 Other Coal Handling 541 142 10 $693 55 150 $898 5
1.5 Sorbent Receive & Unload 47 17 1 $65 5 14 $84 0
1.6 Sorbent Stackout,Storage & Reclaim 1,470 494 35 $1,998 160 432 $2,590 13
1.7 Sorbent Conveyors 886 78 237 17 $1,217 97 263 $1,577 8
1.8 Other Sorbent Handling 231 51 149 10 $441 35 95 $572 3
1.9 Coal & Sorbent Hnd.Foundations 2,093 2,981 209 $5,282 423 1,426 $7,131 36
SUBTOTAL 1. $9,192 $2,221 $6,219 $435 $18,067 $1,445 $4,188 $23,700 120
2 COAL & SORBENT PREP & FEED
2.1 Coal Crushing & Drying 520 81 199 14 $814 65 176 $1,055 5
2.2 Prepared Coal Storage & Feed 179 40 32 2 $254 20 55 $329 2
2.3 Coal & Sorbent Feed System 3,480 1,903 133 $5,516 662 276 968 $7,421 37
2.4 Misc.Coal Prep & Feed 253 173 635 44 $1,105 88 298 $1,492 8
2.5 Sorbent Prep Equipment 571 50 235 16 $872 70 188 $1,130 6
2.6 Sorbent Storage & Feed 150 35 2 $188 15 41 $244 1
2.7 Sorbent Injection System
2.8 Booster Air Supply System
2.9 Coal & Sorbent Feed Foundation 536 464 32 $1,033 83 279 $1,394 7
SUBTOTAL 2. $5,153 $880 $3,503 $245 $9,781 $1,003 $276 $2,005 $13,065 66
3 FEEDWATER & MISC. BOP SYSTEMS
3.1 FeedwaterSystem 553 2,152 585 41 $3,331 266 540 $4,137 21
3.2 Water Makeup & Pretreating 225 24 132 9 $389 31 84 $505 3
3.3 Other Feedwater Subsystems 329 123 114 8 $574 46 124 $744 4
3.4 Service Water Systems 17 37 133 9 $197 16 42 $255 1
3.5 Other Boiler Plant Systems 735 297 758 53 $1,843 147 498 $2,488 13
3.6 FO Supply Sys & Nat Gas 64 121 232 16 $434 35 94 $562 3
3.7 Waste Treatment Equipment 448 267 19 $734 59 1569 $951 5
3.8 Misc. Power Plant Equipment 1,230 166 623 44 $2,064 165 669 $2,897 15
SUBTOTAL 3. $3,602 $2,920 $2,845 $199 $9,566 $765 $2,209 $12,540 63
4 GASIFIER & ACCESSORIES
4.1 Gasifier & Auxiliaries 20,343 11,121 778 $32,242 3,869 4,836 6,142 $47,000 238
4.2 High Temperature Cooling 3,458 1,890 132 $5,481 658 822 1,044 $8,005 40
4.3 Recycle Gas System 2,176 1,190 83 $3,449 414 517 657 $5,037 25
4.4 Booster Air Compression 7,160 1,817 127 $9,104 1,092 1,366 1,734 $13,296 67
4.5 Misc. Gasification Equipment w/4.184.2 w/4.184.2
4.6 Other Gasification Equipment 627 263 18 $909 73 147 $1,129 6
4.8 Major Component Rigging w/4.184.2 w/4.184.2
4.9 Gasification Foundations 2,342 1,410 99 $3,850 308 1,040 $5,198 26
SUBTOTAL 4. $33,137 $2,969 $17,691 $1,238 $55,035 $6,414 $7.541  $10,764 $79,755 403




Client: DEPARTMENT OF ENERGY Report Date: 23-Jul-99
Project: TASK 9-3 CCT Evaluation Guide 01:06 PM
TOTAL PLANT COST SUMMARY
Case: IGCC - KRW x2
Plant Size: 198.1 MW, net Estimate Type: Conceptual CostBase (Jan) 1999  ($x1000)
Acct Equipment | Material Labor Sales|Bare Erected| Eng'g CM Contingencies TOTAL PLANT COST
No. Item/Description Cost Cost Direct | Indirect | Tax Cost $ H.O.& Fee| Process | Project $ kW
5 HOT GAS CLEANUP & PIPING
5.1 Gas Desulfurization(Trans.Reactor) 5,793 3,167 222 $9,182 1,102 1,377 3,498 $15,159 77
5.2 Sulfur Recovery (Sulfator Sys.) 11,088 6,063 424 $17,575 2,109 2,636 6,696 $29,017 146
5.3 Chloride Guard 4,671 1,131 79 $5,880 706 1,470 2,014 $10,070 51
5.4 Particulate Removal 8,171 1,027 72 $9,270 1,112 2,318 2,540 $15,240 77
5.5 Blowback Gas Systems 1,678 1,091 633 44 $3,447 414 862 945 $5,667 29
5.6 Fuel Gas Piping 1,207 935 65 $2,206 177 596 $2,979 15
5.9 HGCU Foundations 218 148 10 $376 30 102 $508 3
SUBTOTAL 5. $31,401 $2,516  $13,103 $917 $47,937 $5,649 $8,663 $16,390 $78,639 397
6 COMBUSTION TURBINE/ACCESSORIES
6.1 Combustion Turbine Generator 26,766 1,330 93 $28,189 2,255 4,228 3,467 $38,140 193
6.2 Combustion Turbine Accessories w/6.1 w/6.1
6.3 Compressed Air Piping
6.9 Combustion Turbine Foundations 97 113 8 $218 17 71 $306 2
SUBTOTAL 6. $26,766 $97 $1,443 $101 $28,407 $2,273 $4,228 $3,538 $38,445 194
7 HRSG, DUCTING & STACK
7.1 Heat Recovery Steam Generator 9,254 2,013 141 $11,408 913 616 $12,937 65
7.2 HRSG Accessories
7.3 Ductwork
7.4 Stack 298 499 35 $832 67 135 $1,033 5
7.9 HRSG,Duct & Stack Foundations 70 87 6 $163 13 44 $220 1
SUBTOTAL 7. $9,552 $70 $2,599 $182 $12,403 $992 $795 $14,190 72
8 STEAM TURBINE GENERATOR
8.1 Steam TG & Accessories 8,599 1,446 101 $10,146 812 548 $11,505 58
8.2 Turbine Plant Auxiliaries 61 145 10 $216 17 35 $268 1
8.3 Condenser & Auxiliaries 1,576 445 31 $2,053 164 222 $2,438 12
8.4 Steam Piping 2,238 1,203 84 $3,525 282 571 $4,378 22
8.9 TG Foundations 118 376 26 $520 42 141 $703 4
SUBTOTAL 8. $12,474 $118 $3,615 $253 $16,460 $1,317 $1,516 $19,293 97
9 COOLING WATER SYSTEM
9.1 Cooling Towers 2,124 481 34 $2,639 211 428 $3,278 17
9.2 Circulating Water Pumps 311 30 2 $343 27 37 $408 2
9.3 Circ.Water System Auxiliaries 38 6 0 $44 4 9 $57 0
9.4 Circ.Water Piping 737 845 59 $1,641 131 443 $2,215 11
9.5 Make-up Water System 85 129 9 $223 18 60 $301 2
9.6 Component Cooling Water Sys 82 74 5 $161 13 35 $209 1
9.9 Circ.Water System Foundations 547 981 69 $1,597 128 431 $2,155 1
SUBTOTAL 9. $2,639 $1,283 $2,546 $178 $6,647 $532 $1,443 $8,622 4
10 ASH/SPENT SORBENT HANDLING SYS
10.1 Gasifier Ash Removal 1,546 845 59 $2,451 294 368 467 $3.,579 18
10.2 Gasifier Ash Depressurization 634 31 148 10 $823 66 133 $1,023 5
10.3 Cleanup Ash Depressurization 1,516 187 342 24 $2,069 165 335 $2,569 13
10.4 High Temperature Ash Piping
10.5 Other Ash Recovery Equipment
10.6 Ash Storage Silos 340 382 27 $749 60 121 $930 5
10.7 Ash Transport & Feed Equipment 443 114 8 $565 45 153 $763 4
10.8 Misc. Ash Handling Equipment 705 864 266 19 $1,853 148 400 $2,402 12
10.9 Ash/Spent Sorbent Foundation 29 39 3 $71 6 19 $96 0
SUBTOTAL 10. $5,185 $1,111 $2,135 $149 $8,580 $784 $368 $1,629 $11,361 57




Client: DEPARTMENT OF ENERGY Report Date: 23-Jul-99
Project: TASK 9-3 CCT Evaluation Guide 01:06 PM
TOTAL PLANT COST SUMMARY
Case: IGCC - KRW x2
Plant Size: 198.1 MW,net Estimate Type: Conceptual CostBase (Jan) 1999  ($x1000)
Acct Equipment | Material Labor Sales|Bare Erected| Eng'g CM Contingencies TOTAL PLANT COST
No. Item/Description Cost Cost Direct | Indirect | Tax Cost $ H.O.& Fee| Process | Project $ [ $/kw
1 ACCESSORY ELECTRIC PLANT
11.1 Generator Equipment 1,182 190 13 $1,385 111 150 $1,646 8
11.2 Station Service Equipment 1,741 145 10 $1,897 152 205 $2,253 1
11.3 Switchgear & Motor Control 1,388 234 16 $1,638 131 265 $2,034 10
11.4 Conduit & Cable Tray 837 2,656 186 $3,679 294 795 $4,768 24
11.5 Wire & Cable 899 907 64 $1,870 150 404 $2,423 12
11.6 Protective Equipment 62 208 15 $285 23 31 $338 2
11.7 Standby Equipment 161 4 0 $164 13 18 $195 1
11.8 Main Power Transformers 2,577 292 20 $2,890 231 312 $3,433 17
11.9 Electrical Foundations 99 278 19 $397 32 107 $536 3
SUBTOTAL 11. $7,049 $1,897 $4,914 $344 $14,205 $1,136 $2,286 $17,627 89
12 INSTRUMENTATION & CONTROL
12.1 IGCC Control Equipment
12.2 Combustion Turbine Control
12.3 Steam Turbine Control
12.4 Other Major Component Control 383 237 17 $637 51 103 $791 4
12.5 Signal Processing Equipment w/12.7 w/12.7
12.6 Control Boards,Panels & Racks 92 55 4 $150 12 24 $187 1
12.7 Computer & Accessories 3,666 109 8 $3,782 303 408 $4,493 23
12.8 Instrument Wiring & Tubing 1,144 3,595 252 $4,991 399 1,078 $6,468 33
12.9 Other | & C Equipment 675 303 21 $999 80 270 $1,349 7
SUBTOTAL 12, $4,816 $1,144 $4,298 $301 $10,559 $845 $1,884 $13,287 67
13 IMPROVEMENTS TO SITE
13.1 Site Preparation 23 457 32 $511 41 166 $718 4
13.2 Site Improvements 754 942 66 $1,761 141 571 $2,473 12
13.3 Site Facilities 1,351 1,340 94 $2,784 223 902 $3,909 20
SUBTOTAL 13, $1,351 $777 $2,738 $192 $5,057 $405 $1,639 $7,100 36
14 BUILDINGS & STRUCTURES
14.1 Combustion Turbine Area 163 104 7 $274 22 59 $355 2
14.2 Steam Turbine Building 1,379 2,213 155 $3,746 300 809 $4,855 25
14.3 Administration Building 342 280 20 $641 51 138 $831 4
14.4 Circulation Water Pumphouse 67 40 3 $110 9 24 $143 1
14.5 Water Treatment Buildings 427 469 33 $928 74 201 $1,203 6
14.6 Machine Shop 175 135 9 $320 26 69 $414 2
14.7 Warehouse 283 206 14 $503 40 109 $651 3
14.8 Other Buildings & Structures 169 149 10 $328 26 71 $425 2
14.9 Waste Treating Building & Str. 378 815 57 $1,250 100 270 $1,621 8
SUBTOTAL 14. $3,383 $4,410 $309 $8,101 $648 $1,750 $10,499 53
TOTAL COST  $152,317  $21,385  $72,058 $5,044 $250,804| $24,208 $21,076  $52,034 $348,123 1757




OPERATING LABOR REQUIREMENTS

IGCC - KRW x2
Operating Labor Rate(base): 26.15 $/hour
Operating Labor Burden: 30.00 % of base
Labor O-H Charge Rate: 25.00 % of labor
Operating Labor Requirements(O.J.)per Shift: Total
Category 1 unit/mod. Plant
Skilled Operator 2.0 20
Operator 8.0 8.0
Foreman 1.0 1.0
Lab Tech's, etc. 2.0 2.0
TOTAL-O.J.'s 13.0 13.0
CONSUMABLES, BY-PRODUCTS & FUELS DATA
IGCC - KRW x2
Consumption Unit
Item/Description Initial /Day Cost
Water(/1000 gallons) 1,642 0.80
Chemicals*
MU & WT Chem.(lbs)** 119,225 3,974 0.15
Limestone (ton)** 10,687 356.2 16.25
Z Sorb (Ibs)** 14,400 480.0 3.50
Nahcolite(ton)** 58 1.9 275.00
Other
Supplemental Fuel(MBtu)**
Gases,N2 etc.(/100scf)
L.P. Steam(/1000 pounds)
Waste Disposal
Sludge(ton)
Slag(ton) 487 10.00
By-products & Emissions
Sulfuric Acid(pounds) 75.00
Fuel(ton) 1,648 29.63




CONTINGENCY FACTORS
IGCC - KRW x2

Iltem/Description

COAL & SORBENT HANDLING

COAL & SORBENT PREP & FEED
FEEDWATER & MISC. BOP SYSTEMS
GASIFIER & ACCESSORIES

Gasifier & Auxiliaries

High Temperature Cooling

Recycle Gas System

Other Gasification Equipment

HOT GAS CLEANUP & PIPING
COMBUSTION TURBINE/ACCESSORIES
Combustion Turbine Generator
Combustion Turbine Accessories

HRSG, DUCTING & STACK

Heat Recovery Steam Generator

HRSG Accessories, Ductwork and Stack
STEAM TURBINE GENERATOR

Steam TG & Accessories

Turbine Plant Auxiliaries and Steam Piping
COOLING WATER SYSTEM
ASH/SPENT SORBENT HANDLING SYS
ACCESSORY ELECTRIC PLANT
INSTRUMENTATION & CONTROL
IMPROVEMENTS TO SITE

BUILDINGS & STRUCTURES

Contingency Factors(%)

2.8

15.0
15.0
15.0

9.9

18.1

15.0

4.3

%Process %Project

215
18.1

21.4

15.0

15.0

15.0

17.5

26.3

10.0

30.0

5.0

16.6

5.0

14.2

201

16.7

14.9

16.5

30.0

20.0




MAINTENANCE FACTORS
IGCC - KRW x2

Item/Description

COAL & SORBENT HANDLING

COAL & SORBENT PREP & FEED
FEEDWATER & MISC. BOP SYSTEMS
GASIFIER & ACCESSORIES

Gasifier & Auxiliaries

High Temperature Cooling

Recycle Gas System

Other Gasification Equipment

HOT GAS CLEANUP & PIPING
COMBUSTION TURBINE/ACCESSORIES
Combustion Turbine Generator
Combustion Turbine Accessories

HRSG, DUCTING & STACK

Heat Recovery Steam Generator

HRSG Accessories, Ductwork and Stack
STEAM TURBINE GENERATOR

Steam TG & Accessories

Turbine Plant Auxiliaries and Steam Piping
COOLING WATER SYSTEM
ASH/SPENT SORBENT HANDLING SYS
ACCESSORY ELECTRIC PLANT
INSTRUMENTATION & CONTROL
IMPROVEMENTS TO SITE

BUILDINGS & STRUCTURES

Maintenance
%

2.2

3.0

1.9

5.0

4.5

4.0

3.2

4.9

6.0

0.5

2.0

1.3

1.5

1.7

1.3

3.2

1.5

1.6

1.2

1.4




IGCC - Oxygen-Blown Destec 380 MWe

Economic and Financial Results



CAPITAL INVESTMENT & REVENUE REQUIREMENT SUMMARY

TITLE/DEFINITION

Case: IGCC - Destec

Plant Size: 348.2 (MW,net) HeatRate: 7,526 (Btu/kWh)
Primary/Secondary Fuel(type): llinois #6 Cost: 1.27 ($/MMBtu)
Design/Construction: 2.5 (years) BookLife: 20 (years)
TPC(Plant Cost) Year: 1999 (Jan.) TPl Year: 2005 (Jan.)
Capacity Factor: 85 (%)

CAPITAL INVESTMENT $x1000 $/kW
Process Capital & Facilities 357,724 1027.3
Engineering(incl.C.M.,H.O.& Fee) 32,600 93.6
Process Contingency 17,380 49.9
Project Contingency 58,889 169.1

TOTAL PLANT COST(T PC) $466,594 1339.9
TOTAL CASH EXPENDED $466,594
AFDC $29,918
TOTAL PLANT INVESTMENT(TPI) $496,512 1425.8
Royalty Allowance
Preproduction Costs 11,954 34.3
Inventory Capital 3,626 10.1
Initial Catalyst & Chemicals(w/equip.)
Land Cost 450 1.3
TOTAL CAPITAL REQUIREMENT(TCR) $512,442 1471.6

OPERATING & MAINTENANCE COSTS (1999 Dollars) $x1000 /KW-yr
Operating Labor 4,765 13.7
Maintenance Labor 2,878 8.3
Maintenance Material 4,317 12.4
Administrative & Support Labor 1,911 5.5

TOTAL OPERATION & MAINTENANCE $13,870 39.8
FIXED O & M 33.86 $/kW-yr
VARIABLE O & M 0.08 ¢/kWh

CONSUMABLE OPERATING COSTS,less Fuel (1999 Dollars) $x1000 ¢/kWh
Water 702 0.03
Chemicals 1,601 0.06
Other Consumables
Waste Disposal 834 0.03

TOTAL CONSUMABLE OPERATING COSTS $3,136 0.12

BY-PRODUCT CREDITS (1999 Dollars)

FUEL COST (1999 Dollars) $24,783 0.96

1st Year (20058) | Levelized (10th.Year $)

PRODUCTION COST SUMMARY ¢/kWh ¢/kWh
Fixed O &M 33.9/kW-yr 0.45| 33.9/kW-yr 0.45
Variable O & M 0.08 0.08
Consumables 0.12 0.12
By-product Credit
Fuel 0.88 0.82

TOTAL PRODUCTION COST 1.54 1.48

LEVE D CARRYING CHARGES(Capital 222 .2/KW-yr 2.98

LEVELIZED (10th.Year) BUSBAR COST OF POWER 4.46




ESTIMATE BASIS/FINANCIAL CRITERIA for REVENUE REQUIREMENT CALCULATIONS

GENERAL DATA/CHARACTERISTICS
Case Title:
Unit Size:/Plant Size:
Location:
Fuel: Primary/Secondary

Energy From Primary/Secondary Fuels

Levelized Capacity Factor / Preproduction(equivalent months):

Capital Cost Year Dollars (Reference Year Dollars):

Delivered Cost of Primary/Secondary Fuel
Design/Construction Period:
Plant Startup Date (1st. Year Dollars):
Land Area/Unit Cost
FINANCIAL CRITERIA
Project Book Life:
Book Salvage Value:
Project Tax Life:
Tax Depreciation Method:
Property Tax Rate:
Insurance Tax Rate:
Federal Income Tax Rate:
State Income Tax Rate:
Investment Tax Credit/% Eligible
Economic Basis:
Capital Structure
Common Equity
Preferred Stock

Debt
Weighted Cost of Capital:(after tax)

Escalation Rates

IGCC - Destec
348.2 MW, net 348.2 MWe
Middletown, USA
llinois #6
7,526 Btu/kWh Btu/kWh
85 % 1 months
1999 (January)
1.27 $/MBtu $/MBtu
2.5 years

2005 (January)
300 acre $1,500 /acre
20 years
%
20 years
Accel. based on ACRS Class
1.0 % per year
1.0 % per year
34.0 %
6.0 %
% %

10th.Year Constant Dollars

% of Total Cost(%)
20 16.5
80 6.3
6.4 %
Over Book Life 1999 to 2005
General % per year % per year
Primary Fuel -1.4 % per year -1.34 % per year

Secondary Fuel 0.7 % per year 1.07 % per year




Client: DEPARTMENT OF ENERGY Report Date: 23-Jul-99
Project: TASK 9-3 CCT Evaluation Guide 01:04 PM
TOTAL PLANT COST SUMMARY
Case: IGCC - Destec
Plant Size: 348.2 MW, net Estimate Type: Conceptual CostBase (Jan) 1999  ($x1000)
Acct Equipment | Material Labor Sales|Bare Erected| Eng'g CM Contingencies TOTAL PLANT COST
No. Item/Description Cost Cost Direct | Indirect | Tax Cost $ H.0.& Fee| Process | Project $ | $rkw
1 COAL & SORBENT HANDLING
1.1 Coal Receive & Unload 2,337 1,312 92 $3,740 299 808 $4,847 14
1.2 Coal Stackout & Reclaim 3,020 841 59 $3,920 314 847 $5,080 15
1.3 Coal Conveyors & Yd Crush 2,808 832 58 $3,698 296 799 $4,792 14
1.4 Other Coal Handling 735 193 13 $941 75 203 $1,219 4
1.5 Sorbent Receive & Unload
1.6 Sorbent Stackout & Reclaim
1.7 Sorbent Conveyors
1.8 Other Sorbent Handling
1.9 Coal & Sorbent Hnd.Foundations 1,800 4,749 332 $6,881 551 1,858 $9,290 27
SUBTOTAL 1. $8,899 $1,800 $7,926 $555 $19,180 $1,534 $4,514 $25,228 72
2 COAL & SORBENT PREP & FEED
2.1 Coal Crushing & Drying 894 139 342 24 $1,399 112 302 $1,813 5
2.2 Prepared Coal Storage & Feed 307 69 55 4 $436 35 94 $564 2
2.3 Slurry Prep & Feed 4,984 5,091 356 $10,431 1,252 522 1,831 $14,035 40
2.4 Misc.Coal Prep & Feed 435 297 1,091 76 $1,899 152 513 $2,563 7
2.5 Sorbent Prep Equipment
2.6 Sorbent Storage & Feed
2.7 Sorbent Injection System
2.8 Booster Air Supply System
2.9 Coal & Sorbent Feed Foundation 1,841 1,595 112 $3,548 284 958 $4,790 14
SUBTOTAL 2. $6,620 $2,346 $8,174 $572 $17,713 $1,834 $522 $3,698 $23,766 68
3 FEEDWATER & MISC. BOP SYSTEMS
3.1 FeedwaterSystem 796 3,094 842 59 $4,791 383 776 $5,950 17
3.2 Water Makeup & Pretreating 336 36 197 14 $582 47 126 $754 2
3.3 Other Feedwater Subsystems 473 177 164 11 $826 66 178 $1,070 3
3.4 Service Water Systems 26 55 198 14 $294 23 63 $381 1
3.5 Other Boiler Plant Systems 1,098 443 1,133 79 $2,754 220 744 $3,718 1
3.6 FO Supply Sys & Nat Gas 94 178 341 24 $637 51 138 $826 2
3.7 Waste Treatment Equipment 670 399 28 $1,097 88 237 $1,421 4
3.8 Misc. Power Plant Equipment 1,807 244 915 64 $3,031 242 982 $4,255 12
SUBTOTAL 3. $5,300 $4,228 $4,190 $293 $14,011 $1,121 $3,244 $18,375 53
4 GASIFIER & ACCESSORIES
4.1 Gasifier & Auxiliaries(Destec) 8,591 8,895 623 $18,108 2,173 1,811 3,314 $25,406 73
4.2 High Temperature Cooling 14,113 14,618 1,023 $29,755 3,571 2,975 5,445 $41,746 120
4.3 ASU/Oxidant Compression 45,454 w/equip. $45,454 3,636 4,909 $53,999 155
4.4 Booster Air Compression
4.5 Misc. Gasification Equipment w/4.184.2 w/4.184.2
4.6 Other Gasification Equipment 664 279 20 $963 116 162 $1,240 4
4.8 Major Component Rigging w/4.184.2 w/4.184.2
4.9 Gasification Foundations 2,995 1,803 126 $4,925 394 1,330 $6,649 19
SUBTOTAL 4. $68,158 $3,660  $25,595 $1,792 $99,204 $9,889 $4,786  $15,159 $129,039 371




Client: DEPARTMENT OF ENERGY Report Date: 23-Jul-99
Project: TASK 9-3 CCT Evaluation Guide 01:04 PM
TOTAL PLANT COST SUMMARY
Case: IGCC - Destec
Plant Size: 348.2 MW, net Estimate Type: Conceptual CostBase (Jan) 1999  ($x1000)
Acct Equipment | Material Labor Sales|Bare Erected| Eng'g CM Contingencies TOTAL PLANT COST
No. Item/Description Cost Cost Direct | Indirect | Tax Cost $ H.O.& Fee| Process | Project $ [ $rkw
5 HOT GAS CLEANUP & PIPING
5.1 Gas Desulfurization(GE Moving Bed) 6,386 2,099 147 $8,633 1,036 2,158 2,957 $14,783 42
5.2 Sulfur Recovery (Sulfuric Acid) 12,342 3,983 279 $16,604 1,993 1,660 4,051 $24,309 70
5.3 Chloride Guard 2,905 703 49 $3,658 439 914 1,253 $6,264 18
5.4 Particulate Removal 4,175 525 37 $4,736 568 1,184 1,298 $7,786 22
5.5 Blowback Gas Systems 1,078 350 203 14 $1,645 197 411 451 $2,705 8
5.6 Fuel Gas Piping 772 598 42 $1,413 113 381 $1,907 5
5.9 HGCU Foundations 820 558 39 $1,417 113 383 $1,913 5
SUBTOTAL 5. $26,886 $1,943 $8,670 $607 $38,105 $4,459 $6,328  $10,773 $59,666 171
6 COMBUSTION TURBINE/ACCESSORIES
6.1 Combustion Turbine Generator 49,250 2,956 207 $52,413 4,193 5,241 3,092 $64,940 186
6.2 Combustion Turbine Accessories w/6.1 w/6.1
6.3 Compressed Air Piping
6.9 Combustion Turbine Foundations 143 167 12 $321 26 104 $450 1
SUBTOTAL 6. $49,250 $143 $3,123 $219 $52,734 $4,219 $5,241 $3,196 $65,390 188
7 HRSG, DUCTING & STACK
7.1 Heat Recovery Steam Generator 14,150 2,074 145 $16,369 1,310 884 $18,563 53
7.2 HRSG Accessories
7.3 Ductwork 613 537 38 $1,188 95 257 $1,540 4
7.4 Stack 1,899 735 51 $2,686 215 435 $3,336 10
7.9 HRSG,Duct & Stack Foundations 94 95 7 $196 16 53 $265 1
SUBTOTAL 7. $16,049 $707 $3,442 $241 $20,439 $1,635 $1,629 $23,702 68
8 STEAM TURBINE GENERATOR
8.1 Steam TG & Accessories 12,134 2,040 143 $14,317 1,145 773 $16,236 47
8.2 Turbine Plant Auxiliaries 84 198 14 $295 24 48 $367 1
8.3 Condenser & Auxiliaries 2,165 609 43 $2,806 225 303 $3,334 10
8.4 Steam Piping 3,060 1,645 115 $4,820 386 781 $5,986 17
8.9 TG Foundations 161 514 36 $712 57 192 $961 3
SUBTOTAL 8. $17,433 $161 $5,006 $350 $22,951 $1,836 $2,097 $26,884 77
9 COOLING WATER SYSTEM
9.1 Cooling Towers 2,868 649 45 $3,562 285 577 $4,424 13
9.2 Circulating Water Pumps 419 41 3 $463 37 50 $550 2
9.3 Circ.Water System Auxiliaries 51 8 1 $59 5 13 $77 0
9.4 Circ.Water Piping 994 1,141 80 $2,215 177 598 $2,990 9
9.5 Make-up Water System 114 174 12 $301 24 81 $406 1
9.6 Component Cooling Water Sys 110 100 7 $217 17 47 $282 1
9.9 Circ.Water System Foundations 738 1,324 93 $2,155 172 582 $2,909 8
SUBTOTAL 9. $3,562 $1,733 $3,437 $241 $8,973 $718 $1,948 $11,638 33
10 ASH/SPENT SORBENT HANDLING SYS
10.1 Slag Dewatering & Cooling 2,409 2,449 171 $5,029 603 503 920 $7,056 20
10.2 Gasifier Ash Depressurization
10.3 Cleanup Ash Depressurization
10.4 High Temperature Ash Piping
10.5 Other Ash Recovery Equipment
10.6 Ash Storage Silos 246 276 19 $542 43 88 $673 2
10.7 Ash Transport & Feed Equipment 321 82 6 $409 33 110 $552 2
10.8 Misc. Ash Handling Equipment 510 625 192 13 $1,341 107 290 $1,738 5
10.9 Ash/Spent Sorbent Foundation 21 28 2 $51 4 14 $69 0
SUBTOTAL 10. $3,486 $646 $3,028 $212 $7,372 $791 $503 $1,422 $10,088 29




Client: DEPARTMENT OF ENERGY Report Date: 23-Jul-99
Project: TASK 9-3 CCT Evaluation Guide 01:04 PM
TOTAL PLANT COST SUMMARY
Case: IGCC - Destec
Plant Size: 348.2 MW, net Estimate Type: Conceptual CostBase (Jan) 1999  ($x1000)
Acct Equipment | Material Labor Sales Bare Erected| Eng'g CM Contingencies TOTAL PLANT COST
No. Item/Description Cost Cost Direct | Indirect | Tax Cost $ H.O.8& Fee| Process | Project $ [ $/kwW
11 ACCESSORY ELECTRIC PLANT
11.1 Generator Equipment 1,731 278 19 $2,028 162 219 $2,410 7
11.2 Station Service Equipment 3,571 298 21 $3,890 311 420 $4,621 13
11.3 Switchgear & Motor Control 2,847 479 34 $3,360 269 544 $4,173 12
11.4 Conduit & Cable Tray 1,717 5,447 381 $7,546 604 1,630 $9,779 28
11.5 Wire & Cable 1,843 1,861 130 $3,834 307 828 $4,969 14
11.6 Protective Equipment 98 329 23 $449 36 49 $534 2
11.7 Standby Equipment 253 6 0 $259 21 28 $308 1
11.8 Main Power Transformers 4,067 461 32 $4,560 365 493 $5,418 16
11.9 Electrical Foundations 157 439 31 $626 50 169 $846 2
SUBTOTAL 11. $12,469 $3,815 $9,598 $672 $26,553 $2,124 $4,380 $33,057 95
12 INSTRUMENTATION & CONTROL
12.1 IGCC Control Equipment
12.2 Combustion Turbine Control
12.3 Steam Turbine Control
12.4 Other Major Component Control 483 299 21 $803 64 130 $997 3
12.5 Signal Processing Equipment Wr12.7 w/12.7
12.6 Control Boards,Panels & Racks 116 69 5 $190 15 31 $235 1
12.7 Computer & Accessories 4,625 137 10 $4,771 382 515 $5,668 16
12.8 Instrument Wiring & Tubing 1,443 4,535 317 $6,296 504 1,360 $8,159 23
12.9 Other | & C Equipment 851 382 27 $1,260 101 340 $1,702 5
SUBTOTAL 12, $6,075 $1,443 $5,422 $380 $13,320 $1,066 $2,376 $16,762 48
13 IMPROVEMENTS TO SITE
13.1 Site Preparation 31 622 44 $697 56 226 $978 3
13.2 Site Improvements 1,027 1,283 90 $2,400 192 778 $3,370 10
13.3 Site Facilities 1,841 1,826 128 $3,795 304 1,229 $5,328 15
SUBTOTAL 13, $1,841 $1,058 $3,731 $261 $6,892 $551 $2,233 $9,676 28
14 BUILDINGS & STRUCTURES
14.1 Combustion Turbine Area 224 143 10 $377 30 81 $489 1
14.2 Steam Turbine Building 1,781 2,860 200 $4,841 387 1,046 $6,274 18
14.3 Administration Building 424 347 24 $795 64 172 $1,030 3
14.4 Circulation Water Pumphouse 84 50 3 $137 11 30 $177 1
14.5 Water Treatment Buildings 529 581 41 $1,151 92 249 $1,492 4
14.6 Machine Shop 217 167 12 $396 32 86 $513 1
14.7 Warehouse 350 255 18 $623 50 135 $808 2
14.8 Other Buildings & Structures 210 184 13 $407 33 88 $527 2
14.9 Waste Treating Building & Str. 469 1,010 7 $1,550 124 335 $2,009 6
SUBTOTAL 14, $4,289 $5,598 $392 $10,278 $822 $2,220 $13,320 38
TOTAL COST| $226,028 $27,971  $96,939 $6,786 $357,724| $32,600 $17,380  $58,889 $466,594 1340




OPERATING LABOR REQUIREMENTS

IGCC - Destec
Operating Labor Rate(base): 26.15 $/hour
Operating Labor Burden: 30.00 % of base
Labor O-H Charge Rate: 25.00 % of labor
Operating Labor Requirements(O.J.)per Shift: Total
Category 1 unit/mod. Plant
Skilled Operator 2.0 2.0
Operator 10.0 10.0
Foreman 1.0 1.0
Lab Tech's, etc. : 3.0 3.0
TOTAL-O.J.'s 16.0 16.0
CONSUMABLES, BY-PRODUCTS & FUELS DATA
IGCC - Destec
Consumption Unit
Item/Description Initial /Day Cost
Water(/1000 gallons) 2,827 0.80
Chemicals
MU & WT Chem.(Ibs) 205,267 6,842 0.15
Limestone (ton) 16.25
Z Sorb (ton)** 15 0.5 7000.00
Nahcolite(ton) 72 2.4 275.00
Other
Supplemental Fuel(MBtu)
Gases,N2 etc.(/100scf) 1.50
L.P. Steam(/1000 pounds)
Waste Disposal
Sludge(ton)
Slag(ton) 269 10.00
By-products & Emissions
Sulfuric Acid(pounds) 75.00

Fuel(ton) 2,696 29.63




CONTINGENCY FACTORS
IGCC - Destec

Iltem/Description

COAL & SORBENT HANDLING

COAL & SORBENT PREP & FEED
FEEDWATER & MISC. BOP SYSTEMS
GASIFIER & ACCESSORIES

Gasifier & Auxiliaries(Destec)

High Temperature Cooling

ASU/Oxidant Compression

Other Gasification Equipment

HOT GAS CLEANUP & PIPING
COMBUSTION TURBINE/ACCESSORIES
Combustion Turbine Generator
Combustion Turbine Accessories

HRSG, DUCTING & STACK

Heat Recovery Steam Generator

HRSG Accessories, Ductwork and Stack
STEAM TURBINE GENERATOR

Steam TG & Accessories

Turbine Plant Auxiliaries and Steam Piping
COOLING WATER SYSTEM
ASH/SPENT SORBENT HANDLING SYS
ACCESSORY ELECTRIC PLANT
INSTRUMENTATION & CONTROL
IMPROVEMENTS TO SITE

BUILDINGS & STRUCTURES

Contingency Factors(%)

%Process %Project

2.9

10.0

10.0

16.6

10.0

6.8

21.8

18.4

214

15.0

15.0

10.0

23.3

22.0

5.0

30.0

5.0

16.9

5.0

14.2

20.1

16.4

15.3

16.5

30.0

20.0




MAINTENANCE FACTORS
IGCC - Destec

Item/Description

COAL & SORBENT HANDLING

COAL & SORBENT PREP & FEED
FEEDWATER & MISC. BOP SYSTEMS
GASIFIER & ACCESSORIES

Gasifier & Auxiliaries(Destec)

High Temperature Cooling

ASU/Oxidant Compression

Other Gasification Equipment

HOT GAS CLEANUP & PIPING
COMBUSTION TURBINE/ACCESSORIES
Combustion Turbine Generator
Cbmbustion Turbine Accessories

HRSG, DUCTING & STACK

Heat Recovery Steam Generator

HRSG Accessories, Ductwork and Stack
STEAM TURBINE GENERATOR

Steam TG & Accessories

Turbine Plant Auxiliaries and Steam Piping
COOLING WATER SYSTEM
ASH/SPENT SORBENT HANDLING SYS
ACCESSORY ELECTRIC PLANT
INSTRUMENTATION & CONTROL
IMPROVEMENTS TO SITE

BUILDINGS & STRUCTURES

Maintenance
%

2.0

2.7

1.9

5.0

4.5

4.0

0.7

4.4

6.0

0.5

2.0

1.5

1.5

1.7

1.3

3.0

1.5

1.6

1.2

1.4




CPFBC - Maximum Power

Economic and Financial Results



CAPITAL INVESTMENT & REVENUE REQUIREMENT SUMMARY

TITLE/DEFINITION
Case: 2gPFBCw/Boost-Max.Power
Plant Size: 431.3 (MW,net) HeatRate: 7,463 (Btu/kWh)
Primary/Secondary Fuel(type): llinois #6 Cost: 1.27 ($/MMBtu)
Design/Construction: 2.5 (years) BookLife: 20 (years)
TPC(Plant Cost) Year: 1999 (Jan.) TPI Year: 2005 (Jan.)
Capacity Factor: 85 (%)

CAPITAL INVESTMENT $x1000 $/kW
Process Capital & Facilities 347,923 806.7
Engineering(incl.C.M.,H.0.& Fee) 30,363 70.4
Process Contingency 21,733 50.4
Project Contingency 58,401 135.4

TOTAL PLANT COST(TPC) $458,419 1062.9
TOTAL CASH EXPENDED $458,419
AFDC $29,394
TOTAL PLANT INVESTMENT(TPI) $487,813 1131.0
Royalty Allowance
Preproduction Costs 12,172 28.2
Inventory Capital 4,122 9.6
Initial Catalyst & Chemicals(w/equip.)
Land Cost 450 1.0
TOTAL CAPITAL REQUIREMENT(TCR) $504,556 1169.9

OPERATING & MAINTENANCE COSTS (1 Doll $x1000 $/kW-yr
Operating Labor 3,871 9.0
Maintenance Labor 2,886 6.7
Maintenance Material 4,330 10.0
Administrative & Support Labor 1,689 3.9

TOTAL OPERATION & MAINTENANCE $12,777 29.6
FIXED O & M 25.18 $/kW-yr
VARIABLE O & M 0.06 ¢/kWh

CONSUMABLE OPERATING COSTS,less Fuel (1999 Dollars) $x1000 /kWh
Water 953 0.03
Chemicals 3,126 0.10
Other Consumables
Waste Disposal 2,679 0.08

TOTAL CONSUMABLE OPERATING COSTS $6,757 0.21

BY-PRODUCT CREDITS (1999 Dollars)

FUEL COST (1999 Dollars) $30,438 0.95

1st Year (2005 $) Levelized (10th.Year $)

PRODUCTION COST SUMMARY /kWh ¢/kWh
Fixed O & M 25.2/kW-yr 0.34  25.2/kW-yr 0.34
Variable O & M 0.06 0.06
Consumables 0.21 0.21
By-product Credit
Fuel 0.87 0.82

TOTAL PRODUCTION COST 1.48 143

LEVELIZED CARRYING CHARGES(Capital) 176.6/kW-yr 2.37

LEVELIZED (10th.Year) BUSBAR COST OF POWER 3.80




ESTIMATE BASIS/FINANCIAL CRITERIA for REVENUE REQUIREMENT CALCULATIONS

GENERAL DATA/CHARACTERISTICS
Case Title:
Unit Size:/Plant Size:
Location:
Fuel: Primary/Secondary

Energy From Primary/Secondary Fuels

Levelized Capacity Factor / Preproduction(equivalent months):

Capital Cost Year Dollars (Reference Year Dollars):
Delivered Cost of Primary/Secondary Fuel
Design/Construction Period:
Plant Startup Date (1st. Year Dollars):
Land Area/Unit Cost
FINANCIAL CRITERIA
Project Book Life:
Book Salvage Value:
Project Tax Life:
Tax Depreciation Method:
Property Tax Rate:
Insurance Tax Rate:
Federal Income Tax Rate:
State Income Tax Rate:
Investment Tax Credit/% Eligible
Economic Basis:
Capital Structure
Common Equity
Preferred Stock

Debt
Weighted Cost of Capital:(after tax)

Escalation Rates General

Primary Fuel
Secondary Fuel

2gPFBCw/Boost-Max.Power

431.3 MW, net 431.3 MWe
Middletown, USA
llinois #6
7,463 Btu/kWh Btu/kWh
85 % 1 months
1999 (January)
1.27 $/MBtu $/MBtu
2.5 years

2005 (January)
300 acre $1,500 /acre
20 years
%

20 years

Accel. based on ACRS Class

1.0 % per year
1.0 % per year
340 %
6.0 %
% %

10th.Year Constant Dollars

% of Total Cost(%)
20 16.5
80 6.3
6.4 %
Over Book Life 1999 to 2005

% per year
-1.4 % per year
0.7 % per year

% per year
-1.34 % per year
1.07 % per year




Client: DEPARTMENT OF ENERGY Report Date: 23-Jul-99
Project: TASK 9-3 CCT Evaluation Guide 12:56 PM
TOTAL PLANT COST SUMMARY
Case: 2gPFBCw/Boost-Max.Power
Plant Size: 431.3 MW, net Estimate Type: Conceptual CostBase (Jan) 1999  ($x1000)
Acct Equipment | Material Labor Sales |Bare Erected| Eng'g CM Contingencies TOTAL PLANT COST
No. Item/Description Cost Cost Direct | Indirect | Tax Cost $ H.O.& Fee| Process | Project $ [ $r/kw
1 COAL & SORBENT HANDLING
1.1 Coal Receive & Unload 2,655 1,490 104 $4,249 340 918 $5,506 13
1.2 Coal Stackout & Reclaim 3,430 955 67 $4,452 356 962 $5,770 13
1.3 Coal Conveyors & Yd Crush 3,189 945 66 $4,201 336 907 $5,444 13
1.4 Other Coal Handling 834 219 15 $1,068 85 231 $1,385 3
1.5 Sorbent Receive & Unload 60 22 2 $84 7 18 $109 0
1.6 Sorbent Stackout & Reclaim 1,910 642 45 $2,597 208 561 $3,366 8
1.7 Sorbent Conveyors 1,152 101 308 22 $1,582 127 342 $2,050 5
1.8 Other Sorbent Handling 301 66 194 14 $574 46 155 $775 2
1.9 Coal & Sorbent Hnd.Foundations 191 4,292 4,902 343 $9,728 778 2,627 $13,133 30
SUBTOTAL 1. $13,723 $4,459 $9,677 $677 $28,535 $2,283 $6,720 $37,538 87
2 COAL & SORBENT PREP & FEED
2.1 Coal Crushing & Drying 698 109 411 29 $1,247 100 269 $1,617 4
2.2 Coal Conveyor / Storage 240 54 43 3 $340 27 73 $441 1
2.3 Coal Injection System 9,030 117 937 66 $10,149 1,218 507 1,781 $13,656 32
2.4 Misc.Coal Prep & Feed 340 232 852 60 $1,483 119 401 $2,003 5
2.5 Sorbent Prep Equipment 626 55 258 18 $957 77 207 $1,240 3
2.6 Sorbent Storage & Feed 165 39 3 $206 16 45 $267 1
2.7 Sorbent Injection System 2,850 36 248 17 $3,152 378 1568 553 $4,240 10
2.8 Booster Air Supply System 190 86 115 8 $399 32 108 $538 1
2.9 Coal & Sorbent Feed Foundation 1,342 1,163 81 $2,586 207 698 $3,492 8
SUBTOTAL 2. $14,139 $2,031 $4,066 $285 $20,520 $2,174 $665 $4,135 $27,493 64
3 FEEDWATER & MISC. BOP SYSTEMS
3.1 FeedwaterSystem 1,163 4,523 1,231 86 $7,003 560 1,135 $8,698 20
3.2 Water Makeup & Pretreating 503 53 294 21 $871 70 188 $1,129 3
3.3 Other Feedwater Subsystems 692 259 240 17 $1,207 97 261 $1,565 4
3.4 Service Water Systems 39 83 297 21 $440 35 95 $570 1
3.5 Other Boiler Plant Systems 1,644 664 1,695 119 $4,121 330 1,113 $5,564 13
3.6 FO Supply Sys & Nat Gas 101 191 368 26 $686 55 148 $890 2
3.7 Waste Treatment Equipment 1,003 597 42 $1,641 131 355 $2,127 5
3.8 Misc. Power Plant Equipment 1,947 263 987 69 $3,266 261 1,058 $4,586 1
SUBTOTAL 3. $7,092 $6,037 $5,709 $400 $19,237 $1,539 $4,352 $25,128 58
4 CARBONIZER, PFBC & PFB HTX
4.1 CARBONIZER 3,070 461 32 $3,563 428 534 679 $5,204 12
4.2 PFB Combustor 1,683 366 26 $2,074 249 311 395 $3,030 7
4.3 PFBC Heat Exchanger 35,452 6,818 477 $42,747 5,130 6,412 8,143 $62,432 145
4.4 Interconnecting Pipe 1,647 1,075 75 $2,797 224 453 $3,474 8
4.5 Misc. PFBC Equipment 392 59 4 $455 55 68 87 $665 2
4.6 Other PFBC Equipment 785 764 550 38 $2,137 171 346 $2,655 6
4.8 Major Component Rigging 1,315 985 69 $2,369 190 384 $2,943 7
4.9 PFBC Structure/Foundation 3,130 1,884 132 $5,146 412 1,389 $6,947 16
SUBTOTAL 4. $41,382 $6,856  $12,198 $854 $61,290 $6,857 $7,326  $11,877 $87,349 203




Client: DEPARTMENT OF ENERGY Report Date: 23-Jul-99
Project: TASK 9-3 CCT Evaluation Guide 12:56 PM
TOTAL PLANT COST SUMMARY
Case: 2gPFBCw/Boost-Max.Power
Plant Size: 431.3 MW, net Estimate Type: Conceptual CostBase (Jan) 1999  ($x1000)
Acct Equipment | Material Labor Sales|Bare Erected| Eng'g CM Contingencies TOTAL PLANT COST
No. Item/Description Cost Cost Direct | Indirect | Tax Cost § H.0.& Fee| Process | Project $ [ $/kw
5 HOT GAS CLEANUP & PIPING
5.1 Barrier Filters 5,051 543 38 $5,632 451 1,408 1,498 $8,989 21
5.2 Primary & Secondary Cyclones 7,637 796 56 $8,489 679 2,122 2,258 $13,548 31
5.3 Hot Gas Piping 4,394 3,061 214 $7,669 614 1,656 $9,939 23
5.4 Blowback Gas & Air Systems 2,347 420 238 17 $3,021 242 755 804 $4,822 11
5.5 Bag House & Accessories
5.6 Other BH
5.9 HGCU Foundations 206 67 5 $278 22 75 $375 1
SUBTOTAL 5. $15,035 $5,020 $4,704 $329 $25,088 $2,007 $4,286 $6,291 $37,672 87
6 COMBUSTION TURBINE/ACCESSORIES
6.1 Combustion Turbine Generator 56,595 2,874 201 $59,670 4,774 8,950 3,670 $77,063 179
6.2 C.T. Booster Air System & BOA 785 188 156 11 $1,139 91 185 $1,415 3
6.3 Compressed Air Piping 710 863 60 $1,633 131 441 $2,204 5
6.9 Combustion Turbine Foundations 124 145 10 $279 22 90 $391 1
SUBTOTAL 6. $57,379 $1,022 $4,037 $283 $62,720 $5,018 $8,950 $4,385 $81,074 188
7 HRSG, DUCTING & STACK
7.1 Heat Recovery Steam Generator 9,099 950 67 $10,116 809 506 572 $12,002 28
7.2 HRSG Accessories
7.3 Ductwork 524 459 32 $1,016 81 219 $1,316 3
7.4 Stack 1,514 586 41 $2,142 171 347 $2,660 6
7.9 HRSG,Duct & Stack Foundations 82 102 7 $191 15 52 $258 1
SUBTOTAL 7. $10,613 $606 $2,098 $147 $13,464 $1,077 $506 $1,189 $16,236 38
8 STEAM TURBINE GENERATOR
8.1 Steam TG & Accessories 21,145 3,360 235 $24,741 1,979 1,336 $28,056 65
8.2 Turbine Plant Auxiliaries 119 283 20 $422 34 68 $524 1
8.3 Condenser & Auxiliaries 3,189 876 61 $4,126 330 446 $4,902 11
8.4 Steam Piping 4,585 2,465 173 $7,222 578 1,170 $8,970 21
8.9 TG Foundations 243 317 22 $582 47 157 $785 2
SUBTOTAL 8. $24,334 $4,947 $7,301 $511 $37,092 $2,967 $3,177 $43,237 100
9 COOLING WATER SYSTEM
9.1 Cooling Towers 3,864 939 66 $4,869 390 789 $6,047 14
9.2 Circulating Water Pumps 609 60 4 $673 54 73 $800 2
9.3 Circ.Water System Auxiliaries 75 1" 1 $87 7 19 $113 0
9.4 Circ.Water Piping 1,465 1,681 118 $3,264 261 881 $4,406 10
9.5 Make-up Water System 168 257 18 $443 35 120 $598 1
9.6 Component Cooling Water Sys 162 147 10 $319 26 69 $414 1
9.9 Circ.Water System Foundations 1,088 1,951 137 $3,176 254 857 $4,287 10
SUBTOTAL 9. $4,878 $2,553 $5,046 $353 $12,831 $1,026 $2,808 $16,665 39
10 ASH/SPENT SORBENT HANDLING SY§
10.1 Ash Coolers w/10.2&10.3 373 26 $400 32 65 $496 1
10.2 Ash Letdown 1,663 8 39 3 $1,713 206 288 $2,206
10.3 HGCU Ash Depressurization 3,291 50 169 12 $3,622 282 571 $4,374 10
10.4 High Temperature Ash Piping
10.5 Other Ash Recovery Equipment
10.6 Ash Storage Silos 467 524 37 $1,028 82 167 $1,277 3
10.7 Ash Transport & Feed Equipment 609 156 11 $776 62 209 $1,047 2
10.8 Misc. Ash Handling Equipment 968 1,186 365 26 $2,545 204 550 $3,298 8
10.9 Ash/Spent Sorbent Foundation 40 54 4 $98 8 26 $132 0
SUBTOTAL 10. $6,999 $1,285 $1,681 $118 $10,081 $875 $1,875 $12,832 30




Client: DEPARTMENT OF ENERGY Report Date: 23-Jul-99
Project: TASK 9-3 CCT Evaluation Guide 12:56 PM
TOTAL PLANT COST SUMMARY
Case: 2gPFBCw/Boost-Max.Power
Plant Size: 431.3 MW,net Estimate Type: Conceptual CostBase (Jan) 1999  ($x1000)
Acct Equipment | Material Labor Sales|Bare Erected| Eng'g CM Contingencies TOTAL PLANT COST
No. Item/Description Cost Cost Direct | Indirect | Tax | Cost$ |H.O0.8& Fee| Process | Project $ [ $/kW
1 ACCESSORY ELECTRIC PLANT
11.1 Generator Equipment 1,864 299 21 $2,185 175 236 $2,595 6
11.2 Station Service Equipment 2,640 220 15 $2,875 230 311 $3,416 8
11.3 Switchgear & Motor Control 2,104 354 25 $2,483 199 402 $3,084 7
11.4 Conduit & Cable Tray 1,269 4,026 282 $5,677 446 1,205 $7,228 17
11.5 Wire & Cable 1,362 1,376 96 $2,834 227 612 $3,673 9
11.6 Protective Equipment 107 359 25 $491 39 53 $583 1
11.7 Standby Equipment 277 6 0 $284 23 31 $337 1
11.8 Main Power Transformers 4,444 403 28 $4,876 390 527 $5,792 13
11.9 Electrical Foundations 172 480 34 $685 55 185 $924 2
SUBTOTAL 11, $11,330 $2,910 $7,524 $527 $22,290 $1,783 $3,561 $27,634 64
12 INSTRUMENTATION & CONTROL
12.1 PFBC Control Equipment 184 170 12 $366 4 55 $425 1
12.2 Combustion Turbine Control
12.3 Steam Turbine Control
12.4 Other Major Component Control 505 312 22 $839 67 136 $1,043 2
12.5 Signal Processing Equipment w/12.7 w/12.7
12.6 Control Boards,Panels & Racks 121 72 5 $198 16 32 $246 1
12.7 Computer & Accessories 4,834 143 10 $4,988 399 539 $5,925 14
12.8 Instrument Wiring & Tubing 1,509 4,741 332 $6,582 527 1,422 $8,530 20
12.9 Other | & C Equipment 890 400 28 $1,318 105 356 $1,779 4
SUBTOTAL 12, $6,535 $1,509 $5,838 $409 $14,290 $1,118 $2,540 $17,948 42
13 IMPROVEMENTS TO SITE
13.1 Site Preparation 40 1,177 82 $1,299 104 421 $1,824 4
13.2 Site Improvements 603 1,199 84 $1,886 151 611 $2,647 6
13.3 Site Facilities 2,940 3,504 245 $6,689 535 2,167 $9,391 22
SUBTOTAL 13, $3,583 $5,880 $412 $9,874 $790 $3,199 $13,863 32
14 BUILDINGS & STRUCTURES
14.1 Combustion Turbine Area 295 188 13 $497 40 107 $643 1
14.2 Steam Turbine Building 2,917 2,105 147 $5,170 414 1,117 $6,700 16
14.3 Administration Building 265 217 15 $497 40 107 $645 1
14.4 Circulation Water Pumphouse 87 52 4 $143 1 31 $185 0
14.5 Water Treatment Buildings 551 606 42 $1,200 96 259 $1,555 4
14.6 Machine Shop 226 175 12 $413 33 89 $535 1
14.7 Warehouse 365 266 19 $650 52 140 $842 2
14.8 Other Buildings & Structures 219 192 13 $424 34 92 $550 1
14.9 Waste Treating Building & Str. 489 1,054 74 $1,617 129 349 $2,095 5
SUBTOTAL 14, $5,416 $4,855 $340 $10,610 $849 $2,292 $13,751 32
TOTAL COST| $213,438  $48,231  $80,611 $5,643 $347,923| $30,363  $21,733  $58,401 $458.419 1063




OPERATING LABOR REQUIREMENTS
2gPFBCw/Boost-Max.Power

Operating Labor Rate(base): 26.15 $/hour
Operating Labor Burden: 30.00 % of base
Labor O-H Charge Rate: 25.00 % of labor
Operating Labor Requirements(O.J.)per Shift: Total
Category 1 unit/mod. Plant
Skilled Operator 2.0 2.0
Operator 8.0 8.0
Foreman 1.0 1.0
Lab Tech's, etc. 2.0 2.0
TOTAL-O.J.'s 13.0 13.0
CONSUMABLES, BY-PRODUCTS & FUELS DATA
2gPFBCw/Boost-Max.Power
Consumption Unit
Item/Description Initial /Day Cost
Water(/1000 gallons) 3,839 0.80
Chemicals
MU & WT Chem.(lbs) 278,748 9,292 0.15
Limestone (ton) 16,095 536.5 16.25
Z Sorb (ton)** 7000.00
Nahcolite(ton) 275.00
Other
Supplemental Fuel(MBtu)
Gases,N2 etc.(/100scf) 1.50
L.P. Steam(/1000 pounds)
Waste Disposal
Sludge(ton)
Slag(ton) 863 10.00
By-products & Emissions
Sulfuric Acid(pounds) 75.00
Fuel(ton) 3,311 29.63




CONTINGENCY FACTORS
2gPFBCw/Boost-Max.Power

Iltem/Description

COAL & SORBENT HANDLING

COAL & SORBENT PREP & FEED
FEEDWATER & MISC. BOP SYSTEMS
CARBONIZER, PFBC & PFB HTX
CARBONIZER

PFB Combustor

PFBC Heat Exchanger

Other PFBC Equipment

HOT GAS CLEANUP & PIPING
COMBUSTION TURBINE/ACCESSORIES
Combustion Turbine Generator

C.T. Booster Air System & BOA

HRSG, DUCTING & STACK

Heat Recovery Steam Generator

HRSG Accessories, Ductwork and Stack
STEAM TURBINE GENERATOR

Steam TG & Accessories

Turbine Plant Auxiliaries and Steam Piping
COOLING WATER SYSTEM
ASH/SPENT SORBENT HANDLING SYS
ACCESSORY ELECTRIC PLANT
INSTRUMENTATION & CONTROL
IMPROVEMENTS TO SITE

BUILDINGS & STRUCTURES

Contingency Factors(%)

3.2

15.0
15.0
15.0

0.5

171

15.0

5.0

%Process %Project

21.8
17.7

20.9

15.0

15.0

15.0

19.0

20.0

5.0

21.7

5.0

171

5.0

13.8

20.3

171

14.8

16.5

30.0

20.0




MAINTENANCE FACTORS
2gPFBCw/Boost-Max.Power

Maintenance

ltem/Description %

COAL & SORBENT HANDLING 2.1
COAL & SORBENT PREP & FEED 2.9
FEEDWATER & MISC. BOP SYSTEMS 1.9

CARBONIZER, PFBC & PFB HTX

CARBONIZER 5.0
PFB Combustor 4.5
PFBC Heat Exchanger 4.0
Other PFBC Equipment 1.6
HOT GAS CLEANUP & PIPING 6.7

COMBUSTION TURBINE/ACCESSORIES
Combustion Turbine Generator 7.3
C.T. Booster Air System & BOA 20

HRSG, DUCTING & STACK

Heat Recovery Steam Generator 20
HRSG Accessories, Ductwork and Stack 1.4
STEAM TURBINE GENERATOR

Steam TG & Accessories 1.5
Turbine Plant Auxiliaries and Steam Piping 17
COOLING WATER SYSTEM 1.3
ASH/SPENT SORBENT HANDLING SYS 3.3
ACCESSORY ELECTRIC PLANT 1.5
INSTRUMENTATION & CONTROL 1.6
IMPROVEMENTS TO SITE 1.3

BUILDINGS & STRUCTURES 1.4




CPFBC - Maximum Efficiency

Economic and Financial Results



CAPITAL INVESTMENT & REVENUE REQUIREMENT SUMMARY

TITLE/D N
Case: 2gPFBCw/Boost-Max.Efficiency
Plant Size: 379.0 (MW,net) HeatRate: 7,273 (Btu/kWh)
Primary/Secondary Fuel(type): llinois #6 Cost: 1.27 ($/MMBtu)
Design/Construction: 2.5 (years) BookLife: 20 (years)
TPC(Plant Cost) Year: 1999 (Jan.) TPI Year: 2005 (Jan.)
Capacity Factor: 85 (%)

CAPITAL INVESTMENT $x1000 $/kwW
Process Capital & Facilities 316,992 836.4
Engineering(incl.C.M.,H.O.& Fee) 27,444 72.4
Process Contingency 20,166 53.2
Project Contingency 52,944 139.7

TOTAL PLANT COST(TPC) $417,545 1101.7
TOTAL CASH EXPENDED $417,545
AFDC $26,773
TOTAL PLANT INVESTMENT(TPI) $444,318 1172.4
Royalty Allowance
Preproduction Costs 11,073 29.2
Inventory Capital 3,599 9.5
Initial Catalyst & Chemicals(w/equip.)
Land Cost 450 1.2
TOTAL CAPITAL REQUIREMENT(TCR) $459,441 1212.3
PERATIN ENA 1 D $x1000 $/kW-yr
Operating Labor 3,871 10.2
Maintenance Labor 2,700 7.1
Maintenance Material 4,050 10.7
Administrative & Support Labor 1,643 4.3
TOTAL OPERATION & MAINTENANCE $12,264 324
FIXED O &M 27.51 $/kW-yr
VARIABLE O & M 0.07 ¢/kWh
LE OP 1(1 Doll $x1000 ¢/kWh
Water 759 0.03
Chemicals 2,772 0.10
Other Consumables
Waste Disposal 2,340 0.08
TOTAL CONSUMABLE OPERATING COSTS $5,872 0.21

BY-PRODUCT CREDITS (1999 Dollars)

FUEL COST (1999 Dollars) $26,065 0.92

1st Year (2005 $) Levelized (10th.Year $)

PRODUCTI T SUMMARY kWh ¢/kWh
Fixed O & M 27.5/kW-yr 0.37  27.5/kW-yr 0.37
Variable O & M 0.07 | 0.07
Consumables 0.21 0.21
By-product Credit
Fuel 0.85 0.80

TOTAL PRODUCTION COST 1.49 1.44

LEVELIZED CARRYING CHARGES(Capital) 1183.1/kW-yr 2.46

LEVELIZ WER 3.90




ESTIMATE BASIS/FINANCIAL CRITERIA for REVENUE REQUIREMENT CALCULATIONS

GENERAL DATA/CHARACTERISTICS

Case Title:

Unit Size:/Plant Size:
Location:

Fuel: Primary/Secondary

Energy From Primary/Secondary Fuels

Levelized Capacity Factor / Preproduction(equivalent months):

Capital Cost Year Dollars (Reference Year Dollars):
Delivered Cost of Primary/Secondary Fuel
Design/Construction Period:
Plant Startup Date (1st. Year Dollars):
Land Area/Unit Cost
FINANCIAL CRITERIA
Project Book Life:
Book Salvage Value:
Project Tax Life:
Tax Depreciation Method:
Property Tax Rate:
Insurance Tax Rate:
Federal Income Tax Rate:
State Income Tax Rate:
Investment Tax Credit/% Eligible
Economic Basis:
Capital Structure
Common Equity
Preferred Stock

Debt
Weighted Cost of Capital:(after tax)

Escalation Rates

General
Primary Fuel
Secondary Fuel

2gPFBCw/Boost-Max.Efficiency

379.0 MW, net 379.0 MWe
Middletown, USA
llinois #6
7,273 Btu/kWh Btu/kWh
85 % 1 months
1999 (January)
1.27 $/MBtu $/MBtu
2.5 years

2005 (January)
300 acre $1,500 /acre
20 years
%

20 years

Accel. based on ACRS Class

1.0 % per year
1.0 % per year
34.0 %
6.0 %
% %

10th.Year Constant Dollars

% of Total Cost(%)
20 16.5
80 6.3
6.4 %
Over Book Life 1999 to 2005

% per year
-1.4 % per year
0.7 % per year

% per year
-1.34 % per year
1.07 % per year




Client: DEPARTMENT OF ENERGY Report Date: 23-Jul-99
Project: TASK 9-3 CCT Evaluation Guide 12:53 PM
TOTAL PLANT COST SUMMARY
Case: 2gPFBCw/Boost-Max.Efficiency
Plant Size: 379.0 MW, net Estimate Type: Conceptual Cost Base (Jan) 1999 ($x1000)
Acct Equipment | Material | Labor |Sales|Bare Erected| Eng'g CM | Contingencies TOTAL PLANT COST
No. Item/Description Cost Cost | Direct | Indirect | Tax Cost$ |H.O.&Fee| Process | Project $ [ $/kw
1 COAL & SORBENT HANDLING
1.1 Coal Receive & Unload 2,411 1,353 95 $3,859 309 834 $5,001 13
1.2 Coal Stackout & Reclaim 3,116 867 61 $4,044 324 873 $5,241 14
1.3 Coal Conveyors & Yd Crush 2,897 858 60 $3,815 305 824 $4,945 13
1.4 Other Coal Handling 758 199 14 $970 78 210 $1,258 3
1.5 Sorbent Receive & Unload 57 21 1 $79 6 17 $102 0
1.6 Sorbent Stackout & Reclaim 1,787 601 42 $2,430 194 525 $3,149 8
1.7 Sorbent Conveyors 1,077 94 288 20 $1,480 118 320 $1,918 5
1.8 Other Sorbent Handling 281 62 181 13 $537 43 145 $725 2
1.9 Coal & Sorbent Hnd.Foundations 174 3,898 4,452 312 $8,836 707 2,386 $11,928 31
SUBTOTAL 1, $12,557 $4,054 $8,821 $617 $26,049 $2,084 $6,133 $34,266 90
2 COAL & SORBENT PREP & FEED
2.1 Coal Crushing & Drying 630 98 371 26 $1,126 90 243 $1,459 4
2.2 Coal Conveyor / Storage 217 49 39 3 $307 25 66 $398 1
2.3 Coal Injection System 8,199 106 851 60 $9,215 1,106 461 1,617 $12,399 33
2.4 Misc.Coal Prep & Feed 307 209 769 54 $1,339 107 362 $1,808 5
2.5 Sorbent Prep Equipment 585 52 241 17 $894 72 193 $1,159 3
2.6 Sorbent Storage & Feed 154 36 3 $193 15 42 $250 1
2.7 Sorbent Injection System 2,699 34 235 16 $2,985 358 149 524 $4,016 1
2.8 Booster Air Supply System 177 83 111 8 $379 30 102 $512 1
2.9 Coal & Sorbent Feed Foundation 1,212 1,050 73 $2,335 187 630 $3,152 8
SUBTOTAL 2 $12,969 $1,843 $3,703 $259 $18,773 $1,990 $610 $3,780 $25,153 66
3 FEEDWATER & MISC. BOP SYSTEMS
3.1 FeedwaterSystem 980 3,813 1,038 73 $5,904 472 956 $7,332 19
3.2 Water Makeup & Pretreating 428 45 250 18 $741 59 160 $960 3
3.3 Other Feedwater Subsystems 583 218 202 14 $1,018 81 220 $1,319 3
3.4 Service Water Systems 33 71 253 18 $374 30 81 $485 1
3.5 Other Boiler Plant Systems 1,399 565 1,443 101 $3,507 281 947 $4,735 12
3.6 FO Supply Sys & Nat Gas 94 178 341 24 $637 51 138 $825 2
3.7 Waste Treatment Equipment 853 508 36 $1,397 112 302 $1,810 5
3.8 Misc. Power Plant Equipment 1,806 244 915 64 $3,030 242 982 $4,254 11
SUBTOTAL 3. $6,177 $5,133 $4,950 $346 $16,607 $1,329 $3,785 $21,720 57
4 CARBONIZER, PFBC & PFB HTX
4.1 CARBONIZER 3,058 459 32 $3,549 426 532 676 $5,183 14
4.2 PFB Combustor 1,687 366 26 $2,079 250 312 396 $3,037 8
4.3 PFBC Heat Exchanger 27,240 5,239 367 $32,845 3,941 4,927 6,257 $47,971 127
4.4 Interconnecting Pipe 1,466 957 67 $2,490 199 403 $3,093 8
4.5 Misc. PFBC Equipment 392 59 4 $455 55 68 87 $665 2
4.6 Other PFBC Equipment 699 680 489 34 $1,902 152 308 $2,363 6
4.8 Major Component Rigging 1,217 911 64 $2,192 175 355 $2,723 7
4.9 PFBC Structure/Foundation 2,896 1,744 122 $4,762 381 1,286 $6,428 17
SUBTOTAL 4. $33,076 $6,259  $10,225 $716 $50,276 $5,579 $5,839 $9,768 $71,463 189




Client: DEPARTMENT OF ENERGY Report Date: 23-Jul-99
Project: TASK 9-3 CCT Evaluation Guide 12:53 PM
TOTAL PLANT COST SUMMARY
Case: 2gPFBCw/Boost-Max.Efficiency
Plant Size: 379.0 MW, net Estimate Type: Conceptual Cost Base (Jan) 1999  ($x1000)
Acct Equipment | Material | Labor |Sales|Bare Erected| Eng'g CM | __Contingencies TOTAL PLANT COST
No. Item/Description Cost Cost | Direct | Indirect | Tax Cost$ |H.0.& Fee| Process | Project $ [ $/xw
5 HOT GAS CLEANUP & PIPING
5.1 Barrier Filters 5,051 543 38 $5,632 451 1,408 1,498 $8,989 24
5.2 Primary & Secondary Cyclones 7,637 796 56 $8,489 679 2,122 2,258 $13,548 36
5.3 Hot Gas Piping 4,350 3,030 212 $7,592 607 1,640 $9,839 26
5.4 Blowback Gas & Air Systems 2,316 413 234 16 $2,980 238 745 793 $4,756 13
5.5 Bag House & Accessories
5.6 Other BH
5.9 HGCU Foundations 204 66 5 $275 22 74 $371 1
SUBTOTAL 5. $15,004 $4,967 $4,669 $327 $24,967 $1,997 $4,275 $6,263 $37,503 99
6 COMBUSTION TURBINE/ACCESSORIES
6.1 Combustion Turbine Generator 56,511 2,874 201 $59,586 4,767 8,938 3,665 $76,955 203
6.2 C.T. Booster Air System & BOA 785 188 156 11 $1,139 91 185 $1,415 4
6.3 Compressed Air Piping 710 863 60 $1,633 131 441 $2,204 6
6.9 Combustion Turbine Foundations 124 144 10 $278 22 90 $391 1
SUBTOTAL 6. $57,296 $1,022 $4,036 $283 $62,636 $5,011 $8,938 $4,380 $80,965 214
7 HRSG, DUCTING & STACK
7.1 Heat Recovery Steam Generator 9,051 945 66 $10,062 805 503 569 $11,939 32
7.2 HRSG Accessories
7.3 Ductwork 529 463 32 $1,024 82 221 $1,327 4
7.4 Stack 1,527 591 41 $2,160 173 350 $2,683 7
7.9 HRSG,Duct & Stack Foundations 83 103 7 $193 15 52 $261 1
SUBTOTAL 7. $10,578 $612 $2,103 $147 $13,440 $1,075 $503 $1,192 $16,210 43
8 STEAM TURBINE GENERATOR
8.1 Steam TG & Accessories 17,098 2,717 190 $20,005 1,600 1,080 $22,686 60
8.2 Turbine Plant Auxiliaries 100 238 17 $355 28 58 $441 1
8.3 Condenser & Auxiliaries 2,684 738 52 $3,473 278 375 $4,126 11
8.4 ‘Steam Piping 3,859 2,075 145 $6,079 486 985 $7,550 20
8.9 TG Foundations 204 266 19 $489 39 132 $661 2
SUBTOTAL 8. $19,782 $4,164 $6,034 $422 $30,401 $2,432 $2,630 $35,463 94
9 COOLING WATER SYSTEM
9.1 Cooling Towers 3,276 796 56 $4,127 330 669 $5,126 14
9.2 Circulating Water Pumps 516 51 4 $571 46 62 $678 2
9.3 Circ.Water System Auxiliaries 64 9 1 $74 6 16 $95 0
9.4 Circ.Water Piping 1,242 1,425 100 $2,767 221 747 $3,735 10
9.5 Make-up Water System 143 218 15 $376 30 101 $507 1
9.6 Component Cooling Water Sys 137 125 9 $270 22 58 $351 1
9.9 Circ.Water System Foundations 922 1,654 116 $2,692 215 727 $3,634 10
SUBTOTAL 9 $4,135 $2,164 $4,278 $299 $10,877 $870 $2,380 $14,127 37
10 ASH/SPENT SORBENT HANDLING SYS
10.1 Ash Coolers w/10.2&10.3 347 24 $371 30 60 $461 1
10.2 Ash Letdown 1,545 8 36 3 $1,592 191 267 $2,050 5
10.3 HGCU Ash Depressurization 3,058 46 167 11 $3,272 262 530 $4,064 11
10.4 High Temperature Ash Piping
10.5 Other Ash Recovery Equipment
10.6 Ash Storage Silos 433 486 34 $954 76 155 $1,185 3
10.7 Ash Transport & Feed Equipment 565 145 10 $720 58 194 $972 3
10.8 Misc. Ash Handling Equipment 898 1,100 339 24 $2,361 189 510 $3,060 8
10.9 Ash/Spent Sorbent Foundation 37 50 3 $91 7 24 $122 0
SUBTOTAL 10 $6,500 $1,192 $1,560 $109 $9,361 $813 $1,741 $11,914 31




Client: DEPARTMENT OF ENERGY Report Date: 23-Jul-99
Project: TASK 9-3 CCT Evaluation Guide 12:53 PM
TOTAL PLANT COST SUMMARY
Case: 2gPFBCw/Boost-Max.Efficiency
Plant Size: 379.0 MW, net Estimate Type: Conceptual Cost Base (Jan) 1999  ($x1000)
Acct Equipment | Material | Labor |Sales|Bare Erected| Eng'g CM | Contingencies TOTAL PLANT COST
No. Item/Description Cost Cost | Direct | Indirect | Tax Cost$ |H.0.& Fee| Process | Project $ [ siw
1 ACCESSORY ELECTRIC PLANT
11.1 Generator Equipment 1,730 278 19 $2,027 162 219 $2,409 6
11.2 Station Service Equipment 2,497 208 15 $2,719 218 294 $3,230 9
11.3 Switchgear & Motor Control 1,990 335 23 $2,349 188 380 $2,917 8
11.4 Conduit & Cable Tray 1,200 3,808 267 $5,275 422 1,139 $6,836 18
11.5 Wire & Cable 1,288 1,301 91 $2,680 214 579 $3,474 9
11.6 Protective Equipment 98 329 23 $449 36 49 $534 1
11.7 Standby Equipment 253 6 0 $259 21 28 $308 1
11.8 Main Power Transformers 4,085 369 26 $4,459 357 482 $5,298 14
11.9 Electrical Foundations 157 439 31 $626 50 169 $845 2
SUBTOTAL 11 $10,535 $2,743 $7,071 $495 $20,844 $1,668 $3,339 $25,851 68
12 INSTRUMENTATION & CONTROL
12.1 PFBC Control Equipment 184 163 1 $359 4 54 $417 1
12.2 Combustion Turbine Control
12.3 Steam Turbine Control
12.4 Other Major Component Control 486 300 21 $807 65 131 $1,002 3
12.5 Signal Processing Equipment w/12.7 w/12.7
12.6 Control Boards,Panels & Racks 117 69 5 $190 15 31 $237 1
12.7 Computer & Accessories 4,647 138 10 $4,795 384 518 $5,696 15
12.8 Instrument Wiring & Tubing 1,450 4,557 319 $6,327 506 1,367 $8,199 22
12.9 Other | & C Equipment 855 384 27 $1,267 101 342 $1,710 5
SUBTOTAL 12/ $6,289 $1,450 $5,612 $393 $13,744 $1,075 $2,442 $17,262 46
13 IMPROVEMENTS TO SITE
13.1 Site Preparation 38 1,108 78 $1,223 98 396 $1,717 5
13.2 Site Improvements 568 1,128 79 $1,775 142 575 $2,492 7
13.3 Site Facilities 2,767 3,298 231 $6,296 504 2,040 $8,839 23
SUBTOTAL 13 $3,372 $5,534 $387 $9,293 $743 $3,011 $13,048 34
14 BUILDINGS & STRUCTURES
14.1 Combustion Turbine Area 295 188 13 $497 40 107 $643 2
14.2 Steam Turbine Building 2,532 1,827 128 $4,487 359 969 $5,815 15
14.3 Administration Building 254 208 15 $477 38 103 $618 2
14.4 Circulation Water Pumphouse 84 50 3 $137 11 30 $177 0
14.5 Water Treatment Buildings 529 581 41 $1,151 92 249 $1,491 4
14.6 Machine Shop 217 167 12 $396 32 86 $513 1
14.7 Warehouse 350 255 18 $623 50 135 $807 2
14.8 Other Buildings & Structures 210 184 13 $407 33 88 $527 1
14.9 Waste Treating Building & Str. 469 1,010 7 $1,550 124 335 $2,009 5
SUBTOTAL 14/ $4,940 $4,471 $313 $9,724 $778 $2,100 $12,602 33
TOTAL COST|  $194,897 $43,914  $73,066 $5,115 $316,992| $27.444 $20,166  $52,944 $417,545 1102




OPERATING LABOR REQUIREMENTS
2gPFBCw/Boost-Max.Efficiency

Operating Labor Rate(base): 26.15 $/hour
Operating Labor Burden: 30.00 % of base
Labor O-H Charge Rate: 25.00 % of labor
Operating Labor Requirements(O.J.)per Shift: Total
Category 1 unit/mod. Plant
Skilled Operator 2.0 2.0
Operator 8.0 8.0
Foreman 1.0 1.0
Lab Tech's, etc. 2.0 2.0
TOTAL-O.J.'s 13.0 13.0
CONSUMABLES, BY-PRODUCTS & FUELS DATA
2gPFBCw/Boost-Max.Efficiency
Consumption Unit
Item/Description Initial /Day Cost
Water(/1000 gallons) 3,058 0.80
Chemicals
MU & WT Chem.(Ibs) 222,068 7,402 0.15
Limestone (ton) 14,503 483.4 16.25
Z Sorb (ton)** 7000.00
Nahcolite(ton) 275.00
Other
Supplemental Fuel(MBtu)
Gases,N2 etc.(/100scf) 1.50
L.P. Steam(/1000 pounds)
Waste Disposal
Sludge(ton)
Slag(ton) 754 10.00
By-products & Emissions
Sulfuric Acid(pounds) 75.00
Fuel(ton) 2,835 29.63




CONTINGENCY FACTORS
2gPFBCw/Boost-Max.Efficiency

ltem/Description

COAL & SORBENT HANDLING

COAL & SORBENT PREP & FEED
FEEDWATER & MISC. BOP SYSTEMS
CARBONIZER, PFBC & PFB HTX
CARBONIZER

PFB Combustor

PFBC Heat Exchanger

Other PFBC Equipment

HOT GAS CLEANUP & PIPING
COMBUSTION TURBINE/ACCESSORIES
Combustion Turbine Generator

C.T. Booster Air System & BOA

HRSG, DUCTING & STACK

Heat Recovery Steam Generator

HRSG Accessories, Ductwork and Stack
STEAM TURBINE GENERATOR

Steam TG & Accessories

Turbine Plant Auxiliaries and Steam Piping
COOLING WATER SYSTEM
ASH/SPENT SORBENT HANDLING SYS
ACCESSORY ELECTRIC PLANT
INSTRUMENTATION & CONTROL
IMPROVEMENTS TO SITE

BUILDINGS & STRUCTURES

Contingency Factors(%)

%Process ~ %Project

3.2

15.0
15.0
15.0

0.6

171

15.0

5.0

21.8

17.7

211

15.0

15.0

15.0

19.0

20.0

5.0

21.7

5.0

171

5.0

13.8

20.3

171

14.8

16.5

30.0

20.0




MAINTENANCE FACTORS
2qgPFBCw/Boost-Max.Efficiency

Item/Description

COAL & SORBENT HANDLING

COAL & SORBENT PREP & FEED
FEEDWATER & MISC. BOP SYSTEMS
CARBONIZER, PFBC & PFB HTX
CARBONIZER

PFB Combustor

PFBC Heat Exchanger

Other PFBC Equipment

HOT GAS CLEANUP & PIPING
COMBUSTION TURBINE/ACCESSORIES
Combustion Turbine Generator

C.T. Booster Air System & BOA

HRSG, DUCTING & STACK

Heat Recovery Steam Generator

HRSG Accessories, Ductwork and Stack
STEAM TURBINE GENERATOR

Steam TG & Accessories

Turbine Plant Auxiliaries and Steam Piping
COOLING WATER SYSTEM
ASH/SPENT SORBENT HANDLING SYS
ACCESSORY ELECTRIC PLANT
INSTRUMENTATION & CONTROL
IMPROVEMENTS TO SITE

BUILDINGS & STRUCTURES

Maintenance
_ %
2.1

2.9

1.9

5.0
4.5
4.0
1.6

6.7

7.3

2.0

2.0

1.4

1.5
1.7
1.3
3.3
1.5
1.6
1.3

1.4




PFBC - Bubbling Bed

Economic and Financial Results



CAPITAL INVESTMENT & REVENUE REQUIREMENT SUMMARY

TITLE/DEFINITION
Case: BBPFB (P800)

Plant Size: 4246 (MW,net) HeatRate: 8,354 (Btu/kWh)
Primary/Secondary Fuel(type): llinois #6 Cost: 1.27 ($/MMBtu)
Design/Construction: 2.5 (years) BookLife: 20 (years)
TPC(Plant Cost) Year: 1999 (Jan.) TPl Year: 2005 (Jan.)
Capacity Factor: 85 (%)

CAPITAL INVESTMENT $x1000 $/kW
Process Capital & Facilities 438,219 1032.0
Engineering(incl.C.M.,H.O.& Fee) 19,291 45.4
Process Contingency
Project Contingency 66,885 157.5

TOTAL PLANT COST(TPC) $524,396 1235.0
TOTAL CASH EXPENDED $524,396
AFDC $33,624
TOTAL PLANT INVESTMENT(TPI) $558,020 1314.2
Royalty Allowance
Preproduction Costs 13,849 32.6
Inventory Capital 4,659 11.0
Initial Catalyst & Chemicals(w/equip.)
Land Cost 450 1.1
TOTAL CAPITAL REQUIREMENT(TCR) $576,978 1358.8

OPERATING & MAINTENANCE COSTS (1999 Dollars) $x1000 $/kW-yr
Operating Labor 3,871 9.1
Maintenance Labor 2,849 6.7
Maintenance Material 4,274 10.1
Administrative & Support Labor 1,680 4.0

TOTAL OPERATION & MAINTENANCE $12,674 29.8
FIXEDO &M 25.37 $/kW-yr
VARIABLE O & M 0.06 ¢/kWh

CONSUMABLE OPERATING COSTS,less Fuel (1999 Dollars) $x1000 ¢/kWh
Water 1,231 0.04
Chemicals 4,289 0.14
Other Consumables
Waste Disposal 3,398 _ 0.11

TOTAL CONSUMABLE OPERATING COSTS $8,917 0.28

BY-PRODUCT CREDITS (1999 Dollars)

FUEL COST (1999 Dollars) $33,544 1.06
1st Year (2005 $) Levelized (10th.Year $)
PRODUCTION COST SUMMARY /kWh ¢/kWh
Fixed O & M 25.4/kW-yr 0.34  25.4/kW-yr 0.34
Variable O & M 0.06 0.06
Consumables 0.28 0.28
By-product Credit
Fuel j 0.98 0.91
TOTAL PRODUCTION COST 1.66 1.60
LEVELIZED CARRYING CHARGES(Capital) 205.2/kW-yr 2.76
LEVELIZED (10th.Year) BUSBAR COST OF POWER 4.35




ESTIMATE BASIS/FINANCIAL CRITERIA for REVENUE REQUIREMENT CALCULATIONS

GENERAL DATA/CHARACTERISTICS
Case Title:
Unit Size:/Plant Size:
Location:
Fuel: Primary/Secondary

Energy From Primary/Secondary Fuels

Levelized Capacity Factor / Preproduction(equivalent months):

Capital Cost Year Dollars (Reference Year Dollars):
Delivered Cost of Primary/Secondary Fuel
Design/Construction Period:
Plant Startup Date (1st. Year Dollars):
Land Area/Unit Cost
FINANCIAL CRITERIA
Project Book Life:
Book Salvage Value:
Project Tax Life:
Tax Depreciation Method:
Property Tax Rate:
Insurance Tax Rate:
Federal Income Tax Rate:
State Income Tax Rate:
Investment Tax Credit/% Eligible
Economic Basis:

Capital Structure
Common Equity

Preferred Stock
Debt
Weighted Cost of Capital:(after tax)
Escalation Rates General
Primary Fuel

Secondary Fuel

BBPFB (P800)
424.6 MW, net 424.6 MWe
Middletown, USA
llinois #6
8,354 Btu/kWh Btu/kWh
85 % 1 months
1999 (January)
1.27 $/MBtu $/MBtu
2.5 years

2005 (January)
300 acre $1,500 /acre
20 years
%

20 years

Accel. based on ACRS Class

1.0 % per year
1.0 % per year
340 %
6.0 %
% %

10th.Year Constant Dollars

% of Total Cost(%)
20 16.5
80 6.3
6.4 %
Over Book Life 1 02

% per year
-1.4 % per year
0.7 % per year

% per year
-1.34 % per year
1.07 % per year




Client: DEPARTMENT OF ENERGY Report Date: 23-Jul-99
Project: TASK 9-3 CCT Evaluation Guide 12:58 PM
TOTAL PLANT COST SUMMARY
Case: BBPFB (P800)
Plant Size: 424.6 MW, net Estimate Type: Conceptual CostBase (Jan) 1999  ($x1000)
Acct Equipment | Material Labor Sales|Bare Erected| Eng'g CM Contingencies TOTAL PLANT COST
No. Item/Description Cost Cost Direct | Indirect | Tax Cost $ H.O.& Fee | Process | Project $ [ $rkw
1 COAL & SORBENT HANDLING
1.1 Coal Receive & Unload 2,819 1,582 111 $4,513 361 975 $5,848 14
1.2 Coal Stackout & Reclaim 3,643 1,014 71 $4,729 378 1,021 $6,128 14
1.3 Coal Conveyors & Yd Crush 3,387 1,004 70 $4,461 357 964 $5,782 14
1.4 Other Coal Handling 886 232 16 $1,135 91 245 $1,471 3
1.5 Sorbent Receive & Unload 95 35 2 $133 11 29 $172 0
1.6 Sorbent Stackout & Reclaim 2,554 859 60 $3,472 278 750 $4,500 1
1.7 Sorbent Conveyors 906 242 17 $1,165 93 252 $1,509 4
1.8 Other Sorbent Handling
1.9 Coal & Sorbent Hnd.Foundations 4,558 5,206 364 $10,129 810 2,735 $13,674 32
SUBTOTAL 1. $14,290 $4,558 $10,175 $712 $29,735 $2,379 $6,970 $39,084 92
2 COAL & SORBENT PREP & FEED
2.1 Coal Crushing & Drying
2.2 Coal Conveyor / Storage 551 161 11 $724 58 156 $938 2
2.3 Coal Injection System 25,689 8,769 614 $35,072 403 5,321 $40,796 96
2.4 Misc.Coal Prep & Feed
2.5 Sorbent Prep Equipment 774 68 318 22 $1,182 95 255 $1,632 4
2.6 Sorbent Storage & Feed 204 48 3 $255 20 55 $330 1
2.7 Sorbent Injection System w/2.3 w/2.3
2.8 Booster Air Supply System 235 $235 19 $253 1
2.9 Coal & Sorbent Feed Foundation 600 520 36 $1,157 93 312 $1,562 4
SUBTOTAL 2. $27,452 $669 $9,816 $687 $38,624 $688 $6,100 $45412 107
3 FEEDWATER & MISC. BOP SYSTEMS
3.1 FeedwaterSystem 3,170 1,407 1,483 104 $6,164 493 999 $7,655 18
3.2 Water Makeup & Pretreating 603 64 353 25 $1,044 84 226 $1,3563 3
3.3 Other Feedwater Subsystems 2,339 588 1,063 74 $4,065 325 878 $5,268 12
3.4 Service Water Systems 47 100 356 25 $527 42 114 $683 2
3.5 Other Boiler Plant Systems 1,971 796 2,033 142 $4,942 395 1,334 $6,672 16
3.6 FO Supply Sys & Nat Gas 101 191 367 26 $684 55 148 $886 2
3.7 Waste Treatment Equipment 1,202 716 50 $1,968 157 425 $2,551 6
3.8 Misc. Power Plant Equipment 1,939 262 982 69 $3,253 260 1,054 $4,567 1
SUBTOTAL 3. $11,372 $3,407 $7,353 $515 $22,647 $1,812 $5,177 $29,636 70
4 CARBONIZER, PFBC & PFB HTX
4.1 PFB PRESSURE VESSEL 11,518 17,743 1,242 $30,503 351 4,628 $35,481 84
4.2 PFBC Boiler 23,652 14,981 1,049 $39,681 456 6,021 $46,158 109
4.3 PFBC Economizer 13,163 8,287 580 $22,030 253 3,343 $25,626 60
4.4 Interconnecting Pipe
4.5 Misc. PFBC Equipment 3,352 1,700 119 $5,171 59 785 $6,015 14
4.6 Other PFBC Equipment
4.8 Major Component Rigging
4.9 PFBC Structure/Foundation 3,693 2,224 156 $6,073 486 1,640 $8,198 19
SUBTOTAL 4. $51,685 $3,693  $44,934 $3,145 $103,458 $1,606 $16,415 $121,479 286




Client: DEPARTMENT OF ENERGY Report Date: 23-Jul-99
Project: TASK 9-3 CCT Evaluation Guide 12:58 PM
TOTAL PLANT COST SUMMARY
Case: BBPFB (P800)
Plant Size: 424.6 MW,net Estimate Type: Conceptual CostBase (Jan) 1999  ($x1000)
Acct Equipment | Material Labor Sales|Bare Erected| Eng'g CM Contingencies TOTAL PLANT COST
No. Item/Description Cost Cost Direct | Indirect | Tax Cost $ H.O.8& Fee| Process | Project $ [ $/kwW
5 HOT GAS CLEANUP & PIPING
5.1 Barrier Filters N/A NA
5.2 Primary & Secondary Cyclones w/4.2 w/4.2
5.3 Hot Gas Piping w/6.1 w/6.1
5.4 Blowback Gas & Air Systems
5.5 Bag House & Accessories 8,630 3,323 233 $12,186 975 1,974 $15,136 36
5.6 Other BH 2,244 3,918 274 $6,437 515 1,043 $7,994 19
5.9 HGCU Foundations w/5.6 w/5.6
SUBTOTAL 5. $8,630 $2,244 $7,242 $507 $18,623 $1,490 $3,017 $23,130 54
6 COMBUSTION TURBINE/ACCESSORIES
6.1 Combustion Turbine Generator 43,157 14,556 1,019 $58,732 617 2,967 $62,316 147
6.2 C.T. Booster Air System & BOA
6.3 Compressed Air Piping w/6.1 w/6.1
6.9 Combustion Turbine Foundations 139 162 1 $312 25 101 $439 1
SUBTOTAL 6. $43,157 $139  $14,718 $1,030 $59,044 $642 $3,069 $62,755 148
7 HRSG, DUCTING & STACK
7.1 Heat Recovery Steam Generator N/A N/A
7.2 HRSG Accessories
7.3 Ductwork wi/4.1 w/4.1
7.4 Stack 1,369 530 37 $1,936 155 314 $2,405 6
7.9 HRSG,Duct & Stack Foundations 194 196 14 $404 32 109 $545 1
SUBTOTAL 7. $1,369 $194 $726 $51 $2,340 $187 $423 $2,949 7
8 STEAM TURBINE GENERATOR
8.1 Steam TG & Accessories 30,705 4,879 342 $35,925 2,874 1,940 $40,739 96
8.2 Turbine Plant Auxiliaries 161 383 27 $571 46 92 $709 2
8.3 Condenser & Auxiliaries 4,315 1,186 83 $5,584 447 603 $6,634 16
8.4 Steam Piping 6,204 3,336 234 $9,774 782 1,583 $12,139 29
8.9 TG Foundations 329 428 30 $787 63 212 $1,062 3
SUBTOTAL 8. $35,020 $6,694 $10,212 $715 $52,641 $4,211 $4,431 $61,283 144
9 COOLING WATER SYSTEM
9.1 Cooling Towers 5,165 1,255 88 $6,508 521 1,054 $8,083 19
9.2 Circulating Water Pumps 814 81 6 $900 72 97 $1,069 3
9.3 Circ.Water System Auxiliaries 100 15 1 $116 9 25 $151 0
9.4 Circ.Water Piping 1,958 2,246 157 $4,362 349 1,178 $5,889 14
9.5 Make-up Water System 225 343 24 $592 47 160 $800 2
9.6 Component Cooling Water Sys 216 196 14 $426 34 92 $553 1
9.9 Circ.Water System Foundations 1,454 2,608 183 $4,245 340 1,146 $5,730 13
SUBTOTAL 9. $6,520 $3,412 $6,745 $472 $17,150 $1,372 $3,752 $22,274 52
10 ASH/SPENT SORBENT HANDLING SYS
10.1 Ash Coolers w/4.2 w/4.2
10.2 Ash Letdown 13,199 6,693 469 $20,361 234 3,089 $23,684 56
10.3 HGCU Ash Depressurization w/10.2 w/10.2
10.4 High Temperature Ash Piping
10.5 Other Ash Recovery Equipment
10.6 Ash Storage Silos 533 598 42 $1,173 94 190 $1,457 3
10.7 Ash Transport & Feed Equipment
10.8 Misc. Ash Handling Equipment
10.9 Ash/Spent Sorbent Foundation 46 61 4 $111 9 30 $150 0
SUBTOTAL 10. $13,732 $46 $7,353 $515 $21,645 $337 $3,309 $25,292 60




Client: DEPARTMENT OF ENERGY Report Date: 23-Jul-99
Project: TASK 9-3 CCT Evaluation Guide 12:58 PM
TOTAL PLANT COST SUMMARY
Case: BBPFB (P800)
Plant Size: 424.6 MW, net Estimate Type: Conceptual CostBase (Jan) 1999  ($x1000)
Acct Equipment | Material Labor Sales|Bare Erected| Eng'g CM Contingencies TOTAL PLANT COST
No. Item/Description Cost Cost Direct | Indirect | Tax Cost $ H.0.& Fee| Process | Project $ kKW
11 ACCESSORY ELECTRIC PLANT
11.1 Generator Equipment 1,857 298 21 $2,176 174 235 $2,585 6
11.2 Station Service Equipment 2,780 232 16 $3,028 242 327 $3,597 8
11.3 Switchgear & Motor Control 2,216 373 26 $2,615 209 424 $3,248 8
11.4 Conduit & Cable Tray 1,336 4,240 297 $5,873 470 1,269 $7,611 18
11.5 Wire & Cable 1,435 1,449 101 $2,985 239 645 $3,868 9
11.6 Protective Equipment 106 358 25 $489 39 53 $581 1
11.7 Standby Equipment 275 6 0 $282 23 30 $335 1
11.8 Main Power Transformers 4,423 401 28 $4,852 388 524 $5,764 14
11.9 Electrical Foundations 171 477 33 $681 55 184 $920 2
SUBTOTAL 11. $11,551 $3,048 $7,833 $548 $22,980 $1,838 $3,690 $28,509 67
12 INSTRUMENTATION & CONTROL
12.1 PFBC Control Equipment 15,594 2,019 141 $17,754 204 2,694 $20,652 49
12.2 Combustion Turbine Control
12.3 Steam Turbine Control
12.4 Other Major Component Control
12.5 Signal Processing Equipment w/12.7 w/12.7
12.6 Control Boards,Panels & Racks 119 71 5 $194 16 31 $241 1
12.7 Computer & Accessories 948 28 2 $978 78 106 $1,162 3
12.8 Instrument Wiring & Tubing 1,480 4,650 326 $6,456 516 1,394 $8,367 20
12.9 Other | & C Equipment 873 392 27 $1,292 103 349 $1,745 4
SUBTOTAL 12. $17,534 $1,480 $7,160 $501 $26,675 $918 $4,574 $32,168 76
13 IMPROVEMENTS TO SITE
13.1 Site Preparation 40 1,173 82 $1,295 104 420 $1,818 4
13.2 Site Improvements 601 1,195 84 $1,879 150 609 $2,639 6
13.3 Site Facilities 2,930 3,492 244 $6,667 533 2,160 $9,360 22
SUBTOTAL 13. $3,571 $5,860 $410 $9,841 $787 $3,189 $13,817 33
14 BUILDINGS & STRUCTURES
14.1 Combustion Turbine Area 572 636 45 $1,253 100 271 $1,624 4
14.2 Steam Turbine Building 3,740 2,700 189 $6,629 530 1,432 $8,591 20
14.3 Administration Building 265 216 15 $496 40 107 $643 2
14.4 Circulation Water Pumphouse 87 52 4 $142 11 31 $185 0
14.5 Water Treatment Buildings 550 605 42 $1,197 96 259 $1,552 4
14.6 Machine Shop 226 174 12 $412 33 89 $534 1
14.7 Warehouse 365 265 19 $648 52 140 $840 2
14.8 Other Buildings & Structures 218 192 13 $423 34 91 $549 1
14.9 Waste Treating Building & Str. 488 1,051 74 $1,613 129 348 $2,090 5
SUBTOTAL 14, $6,512 $5,891 $412 $12,815 $1,025 $2,768 $16,608 39
TOTAL COST| $242,312  $39,667 $146,018  $10,221 $438,219| $19,291 $66,885 $524,396 1235




OPERATING LABOR REQUIREMENTS

BBPFB (P800)
Operating Labor Rate(base): 26.15 $/hour
Operating Labor Burden: 30.00 % of base
Labor O-H Charge Rate: 25.00 % of labor
Operating Labor Requirements(O.J.)per Shift: Total
Category 1 unit/mod. Plant
Skilled Operator 2.0 20
Operator 8.0 8.0
Foreman 1.0 1.0
Lab Tech's, etc. 2.0 2.0
TOTAL-O.J.'s 13.0 13.0
CONSUMABLES, BY-PRODUCTS & FUELS DATA
BBPFB (P800)
Consumption Unit
Item/Description Initial [Day Cost
Water(/1000 gallons) 4,958 0.80
Chemicals
MU & WT Chem.(lbs) 359,987 12,000 0.15
Limestone (ton) 22,286 742.9 16.25
Z Sorb (ton)** 7000.00
Nahcolite(ton) 275.00
Other
Supplemental Fuel(MBtu)
Gases,N2 etc.(/100scf) 1.50
L.P. Steam(/1000 pounds)
Waste Disposal
Sludge(ton)
Slag(ton) 1,095 10.00
By-products & Emissions
Sulfuric Acid(pounds) 75.00
Fuel(ton) 3,649 29.63




CONTINGENCY FACTORS
BBPFB (P800)

Item/Description

COAL & SORBENT HANDLING

COAL & SORBENT PREP & FEED
FEEDWATER & MISC. BOP SYSTEMS
CARBONIZER, PFBC & PFB HTX

PFB PRESSURE VESSEL

PFBC Boiler

PFBC Economizer

Other PFBC Equipment

HOT GAS CLEANUP & PIPING
COMBUSTION TURBINE/ACCESSORIES
Combustion Turbine Generator

C.T. Booster Air System & BOA

HRSG, DUCTING & STACK

Heat Recovery Steam Generator

HRSG Accessories, Ductwork and Stack
STEAM TURBINE GENERATOR

Steam TG & Accessories

Turbine Plant Auxiliaries and Steam Piping
COOLING WATER SYSTEM
ASH/SPENT SORBENT HANDLING SYS
ACCESSORY ELECTRIC PLANT
INSTRUMENTATION & CONTROL
IMPROVEMENTS TO SITE

BUILDINGS & STRUCTURES

Contingency Factors(%)

%Process %Project

21.7

15.5

21.2

15.0
15.0
15.0
20.6

15.0

5.0

30.0

16.7

5.0

13.8

20.3

151

14.9

16.6

30.0

20.0




MAINTENANCE FACTORS

BBPFB (P800)

Maintenance
Item/Description %
COAL & SORBENT HANDLING 21
COAL & SORBENT PREP & FEED 34
FEEDWATER & MISC. BOP SYSTEMS 21
CARBONIZER, PFBC & PFB HTX
PFB PRESSURE VESSEL 5.0
PFBC Boiler 4.5
PFBC Economizer 4.0
Other PFBC Equipment 1.9
HOT GAS CLEANUP & PIPING 3.3
COMBUSTION TURBINE/ACCESSORIES
Combustion Turbine Generator 25
C.T. Booster Air System & BOA 0.5
HRSG, DUCTING & STACK
Heat Recovery Steam Generator
HRSG Accessories, Ductwork and Stack 1.3
STEAM TURBINE GENERATOR
Steam TG & Accessories 1.5
Turbine Plant Auxiliaries and Steam Piping 17
COOLING WATER SYSTEM 1.3
ASH/SPENT SORBENT HANDLING SYS 35
ACCESSORY ELECTRIC PLANT 1.5
INSTRUMENTATION & CONTROL 1.9
IMPROVEMENTS TO SITE 1.3
BUILDINGS & STRUCTURES 1.4




Natural Gas Combined Cycle (CTCC)

Economic and Financial Results



CAPITAL INVESTMENT & REVENUE REQUIREMENT SUMMARY

TITLE/DEFINITION
Case: CTCC - West."G"

Plant Size: 323.4 (MW,net) HeatRate: 6,827 (Btu/kWh)
Primary/Secondary Fuel(type): Nat.Gas Cost: 2.76 ($/MMBtu)
Design/Construction: 2.25 (years) BookLife: 20 (years)
TPC(Plant Cost) Year: 1999 (Jan.) TPI Year: 2005 (Jan.)
Capacity Factor: 85 (%)

CAPITAL INVESTMENT x1000 $/kW
Process Capital & Facilities 143,762 4445
Engineering(incl.C.M.,H.O.& Fee) 11,501 356
Process Contingency
Project Contingency 19,123 59.1

TOTAL PLANT COST(TPC) $174,386 539.2
TOTAL CASH EXPENDED $174,386
AFDC $6,797
TOTAL PLANT INVESTMENT(TPI) $181,183 560.2
Royalty Allowance
Preproduction Costs 5,261 16.3
Inventory Capital 488 1.5
Initial Catalyst & Chemicals(w/equip.)
Land Cost 150 0.5
TOTAL CAPITAL REQUIREMENT(TCR) $187,082 578.5

OPERATING & MAINTENANCE COSTS (1999 Dollars) $x1000 $/KW-yr
Operating Labor 1,489 46
Maintenance Labor 984 3.0
Maintenance Material 1,476 46
Administrative & Support Labor 618 1.9

TOTAL OPERATION & MAINTENANCE $4,566 14.1
FIXEDO &M 12.00 $/kW-yr
VARIABLE O & M 0.03 ¢/kWh

CONSUMABLE OPERATING COSTS,less Fuel (1999 Dollars) $x1000 /kWh
Water 511 0.02
Chemicals 226 0.01
Other Consumables
Waste Disposal

TOTAL CONSUMABLE OPERATING COSTS $736 0.03

BY-PRODUCT CREDITS (1999 Dollars)

FUEL COST (1999 Dollars) $45,343 1.88

1st Year (2005 $) Levelized (10th.Year $)

PRODUCTION COST SUMMARY ¢/kWh ¢/kWh
Fixed O & M 12.0/kW-yr 0.16  12.0/kW-yr 0.16
Variable O & M 0.03 0.03
Consumables 0.03 0.03
By-product Credit
Fuel 2.01 2.07

TOTAL PRODUCTION COST 2.23 2.29

LEVELIZED CARRYING CHARGES(Capital) 87.3/kW-yr 1.17

LEVELIZED (10th.Year) BUSBAR COST OF POWER 3.47




ESTIMATE BASIS/FINANCIAL CRITERIA for REVENUE REQUIREMENT CALCULATIONS

GENERAL DATA/CHARACTERISTIC
Case Title:

Unit Size:/Plant Size:

Location:

Fuel: Primary/Secondary

Energy From Primary/Secondary Fuels

Levelized Capacity Factor / Preproduction(equivalent months):

Capital Cost Year Dollars (Reference Year Dollars):
Delivered Cost of Primary/Secondary Fuel
Design/Construction Period:

Plant Startup Date (1st. Year Dollars):

Land Area/Unit Cost

FINANCIAL CRITERIA

Project Book Life:

Book Salvage Value:

Project Tax Life:

Tax Depreciation Method:

Property Tax Rate:

Insurance Tax Rate:

Federal Income Tax Rate:

State Income Tax Rate:

Investment Tax Credit/% Eligible

Economic Basis:

Capital Structure
Common Equity
Preferred Stock

Debt
Weighted Cost of Capital:(after tax)

Escalation Rates General

Primary Fuel
Secondary Fuel

CTCC - West."G"
323.4 MW, net 323.4 MWe
Middletown, USA
Nat.Gas
6,827 Btu/kWh Btu/kWh
85 % 1 months
1999 (January)
2.76 $/MBtu $/MBtu
2.25 years

2005 (January)
100 acre $1,500 /acre
20 years
%

20 years

Accel. based on ACRS Class

1.0 % per year
1.0 % per year
340 %
6.0 %
% %

10th.Year Constant Dollars

% of Total Cost(%)
20 16.5
80 6.3
6.4 %
Over Book Life 19 2005

% per year
0.7 % per year
% per year

% per year
1.07 % per year
% per year




Client:
Project:

Case:
Plant Size:

DEPARTMENT OF ENERGY
TASK 9-3 CCT Evaluation Guide
TOTAL PLANT COST SUMMARY

CTCC - West."G"
323.4 MW, net

Estimate Type: Conceptual

Report Date:

Cost Base (Jan) 1999

23-Jul-99
01:02 PM

($x1000)

Acct
No. Item/Description

Equipment
Cost

Material
Cost

Labor

Direct | Indirect

Sales
Tax

Bare Erected
Cost $

Eng'g CM
H.O.& Fee

Contingencies

TOTAL PLANT COST

Process | Project

$

1

COAL & SORBENT HANDLING
1.1 Coal Receive & Unload
1.2 Coal Stackout & Reclaim
1.3 Coal Conveyors & Yd Crush
1.4 Other Coal Handling
1.5 Sorbent Receive & Unload
1.6 Sorbent Stackout & Reclaim
1.7 Sorbent Conveyors
1.8 Other Sorbent Handling
1.9 Coal & Sorbent Hnd.Foundations
SUBTOTAL 1.
COAL & SORBENT PREP & FEED
2.1 Coal Crushing & Drying
2.2 Prepared Coal Storage & Feed
2.3 Slurry Prep & Feed
2.4 Misc.Coal Prep & Feed
2.5 Sorbent Prep Equipment
2.6 Sorbent Storage & Feed
2.7 Sorbent Injection System
2.8 Booster Air Supply System
2.9 Coal & Sorbent Feed Foundation
SUBTOTAL 2.
FEEDWATER & MISC. BOP SYSTEMS
3.1 FeedwaterSystem
3.2 Water Makeup & Pretreating
3.3 Other Feedwater Subsystems
3.4 Service Water Systems
3.5 Other Boiler Plant Systems
3.6 Natural Gas Supply & FO Sys.
3.7 Waste Treatment Equipment
3.8 Misc. Power Plant Equipment
SUBTOTAL 3.
GASIFIER & ACCESSORIES
4.1 Gasifier & Auxiliaries(Destec)
4.2 High Temperature Cooling
4.3 ASU/Oxidant Compression
4.4 Booster Air Compression
4.5 Misc. Gasification Equipment
4.6 Other Gasification Equipment
4.8 Major Component Rigging
4.9 Gasification Foundations

585
250
348

19

817
4,377
498
1,611
$8,505

N/A
w/4.184.2

w/4.184.2

SUBTOTAL 4.

2,277
26
130
41
330
158

218
$3,181

620
146
121
148
842
304
297
816
$3,293

N/A
w/4.184.2

w/4.184.2

43
10

10
59
21
21
57
$231

$3,526
$433
$608
$218
$2,047
$4,861
$815
$2,702
$15,210

282
35
49

164
389

65

216
$1,217

571

93

131

47

553
1,050
176
875
$3,497

$4,379
$561
$788
$283
$2,764
$6,300
$1,057
$3,794
$19,924

/KW




Client: DEPARTMENT OF ENERGY Report Date: 23-Jul-99
Project: TASK 9-3 CCT Evaluation Guide 01:02 PM
TOTAL PLANT COST SUMMARY
Case: CTCC - West."G"
Plant Size: 323.4 MW,net Estimate Type: Conceptual CostBase (Jan) 1999  ($x1000)
Acct Equipment | Material Labor Sales|Bare Erected| Eng'g CM Contingencies TOTAL PLANT COST
No. Item/Description Cost Cost Direct | Indirect | Tax Cost $ H.0.& Fee| Process | Project $ [ $rxw
5 HOT GAS CLEANUP & PIPING
5.1 Gas Desulfurization(GE Moving Bed)
5.2 Sulfur Recovery (Sulfuric Acid)
5.3 Chloride Guard
5.4 Particulate Removal
5.5 Blowback Gas Systems
5.6 Fuel Gas Piping
5.9 HGCU Foundations
SUBTOTAL 5.
6 COMBUSTION TURBINE/ACCESSORIES
6.1 Combustion Turbine Generator 37,873 2,684 188 $40,745 3,260 2,200 $46,205 143
6.2 Combustion Turbine Accessories w/6.1 w/6.1
6.3 Compressed Air Piping
6.9 Combustion Turbine Foundations 134 156 1 $301 24 97 $422 1
SUBTOTAL 6. $37,873 $134 $2,840 $199 $41,046 $3,284 $2,298 $46,628 144
7 HRSG, DUCTING & STACK
7.1 Heat Recovery Steam Generator 13,856 2,031 142 $16,030 1,282 866 $18,177 56
7.2 HRSG Accessories
7.3 Ductwork 539 471 33 $1,043 83 225 $1,352 4
7.4 Stack 1,667 646 45 $2,358 189 382 $2,928 9
7.9 HRSG,Duct & Stack Foundations 83 84 6 $172 14 46 $232 1
SUBTOTAL 7. $15,523 $621 $3,232 $226 $19,602 $1,568 $1,519 $22,690 70
8 STEAM TURBINE GENERATOR
8.1 Steam TG & Accessories 9,545 1,605 112 $11,262 901 608 $12,771 39
8.2 Turbine Plant Auxiliaries 68 161 1 $241 19 39 $299 1
8.3 Condenser & Auxiliaries 1,759 497 35 $2,290 183 247 $2,720 8
8.4 Steam Piping 2,497 1,342 94 $3,933 315 637 $4,885 15
8.9 TG Foundations 132 420 29 $581 46 157 $784 2
SUBTOTAL 8. $13,869 $132 $4,025 $282 $18,307 $1,465 $1,688 $21,460 66
9 COOLING WATER SYSTEM
9.1 Cooling Towers 2,359 534 37 $2,931 234 475 $3,641 11
9.2 Circulating Water Pumps 345 34 2 $381 30 41 $453 1
9.3 Circ.Water System Auxiliaries 42 6 0 $49 4 1 $63 0
9.4 Circ.Water Piping 818 938 66 $1,822 146 492 $2,460 8
9.5 Make-up Water System 94 143 10 $247 20 67 $334 1
9.6 Component Cooling Water Sys 91 82 6 $179 14 39 $232 1
9.9 Circ.Water System Foundations 607 1,090 76 $1,773 142 479 $2,394 7
SUBTOTAL 9. $2,931 $1,426 $2,828 $198 $7,383 $591 $1,603 $9,576 30

10

ASH/SPENT SORBENT HANDLING SYS§
10.1 Slag Dewatering & Cooling
10.2 Gasifier Ash Depressurization
10.3 Cleanup Ash Depressurization
10.4 High Temperature Ash Piping
10.5 Other Ash Recovery Equipment
10.6 Ash Storage Silos
10.7 Ash Transport & Feed Equipment
10.8 Misc. Ash Handling Equipment
10.9 Ash/Spent Sorbent Foundation

SUBTOTAL 10.




Client: DEPARTMENT OF ENERGY Report Date: 23-Jul-99
Project: TASK 9-3 CCT Evaluation Guide 01:02 PM
TOTAL PLANT COST SUMMARY
Case: CTCC - West."G"
Plant Size: 323.4 MW, net Estimate Type: Conceptual CostBase (Jan) 1999  ($x1000)
Acct Equipment | Material Labor Sales|Bare Erected| Eng'g CM Contingencies TOTAL PLANT COST
No. Item/Description Cost Cost Direct | Indirect | Tax Cost $ H.O.& Fee| Process | Project $ [ $/kwW
1 ACCESSORY ELECTRIC PLANT
11.1 Generator Equipment 1,236 198 14 $1,448 116 156 $1,720 5
11.2 Station Service Equipment 1,583 132 9 $1,724 138 186 $2,048 6
11.3 Switchgear & Motor Control 1,262 212 15 $1,489 119 241 $1,849 6
11.4 Conduit & Cable Tray 761 2,414 169 $3,344 267 722 $4,333 13
11.5 Wire & Cable 817 825 58 $1,699 136 367 $2,202 7
11.6 Protective Equipment 85 287 20 $392 31 42 $466 1
11.7 Standby Equipment 221 5 0 $226 18 24 $269 1
11.8 Main Power Transformers 2,839 322 23 $3,183 255 344 $3,782 12
11.9 Electrical Foundations 137 383 27 $547 44 148 $738 2
SUBTOTAL 11. $7,140 $1,800 $4,778 $334 $14,052 $1,124 $2,231 $17,407 54
12 INSTRUMENTATION & CONTROL
12.1 IGCC Control Equipment
12.2 Combustion Turbine Control
12.3 Steam Turbine Control
12.4 Other Major Component Control 459 284 20 $763 61 124 $947 3
12.5 Signal Processing Equipment Wi12.7 w/12.7
12.6 Control Boards,Panels & Racks 110 65 5 $180 14 29 $224 1
12.7 Computer & Accessories 4,392 130 9 $4,531 362 489 $5,383 17
12.8 Instrument Wiring & Tubing 1,371 4,307 301 $5,979 478 1,292 $7,749 24
12.9 Other | & C Equipment 808 363 25 $1,197 96 323 $1,616 5
SUBTOTAL 12, $5,770 $1,371 $5,149 $360 $12,650 $1,012 $2,257 $15,919 49
13 IMPROVEMENTS TO SITE
13.1 Site Preparation 28 567 40 $635 51 206 $892 3
13.2 Site Improvements 937 1,170 82 $2,188 175 709 $3,072 9
13.3 Site Facilities 1,678 1,665 117 $3,459 277 1,121 $4,857 15
SUBTOTAL 13. $1,678 $965 $3,402 $238 $6,283 $503 $2,036 $8,821 27
14 BUILDINGS & STRUCTURES
14.1 Combustion Turbine Area 210 134 9 $353 28 76 $458 1
14.2 Steam Turbine Building 1,520 2,440 171 $4,131 331 892 $5,354 17
14.3 Administration Building 398 325 23 $746 60 161 $966 3
14.4 Circulation Water Pumphouse 78 47 3 $128 10 28 $166 1
14.5 Water Treatment Buildings 496 545 38 $1,079 86 233 $1,399 4
14.6 Machine Shop 204 157 1" $372 30 80 $481 1
14.7 Warehouse 329 239 17 $584 47 126 $757 2
14.8 Other Buildings & Structures 197 173 12 $382 31 82 $495 2
14.9 Waste Treating Building & Str. 440 948 66 $1,454 116 314 $1,884 6
SUBTOTAL 14. $3,871 $5,008 $351 $9,230 $738 $1,994 $11,962 37
TOTAL COST| $93,289  $13,500  $34,555 $2,419 $143,762| $11,501 $19,123 $174,386 539




OPERATING LABOR REQUIREMENTS
CTCC - West."G"

Operating Labor Rate(base): 26.15 $/hour
Operating Labor Burden: 30.00 % of base
Labor O-H Charge Rate: 25.00 % of labor

Operating Labor Requirements(O.J.)per Shift:
Category 1 unit/mod.

Skilled Operator

Operator

Foreman

Lab Tech's, etc.
TOTAL-O.J.'s

— = N -

cooo

o
o

Total
Plant

‘_\_\N_\

ocooo

o
o

CONSUMABLES, BY-PRODUCTS & FUELS DATA
CTCC - West."G"

Consumption
Item/Description Initial /Day

Unit
Cost

Water(/1000 gallons) 2,058

Chemicals*
MU & WT Chem.(lbs)** 149,431 4,981
Limestone (ton)**
Z Sorb (Ibs)**
Nahcolite(ton)**

Other
Supplemental Fuel(MBtu)**
Gases,N2 etc.(/100scf)
L.P. Steam(/1000 pounds)

Waste Disposal
Sludge(ton)
Slag(ton)

By-products & Emissions
Sulfuric Acid(pounds)

Fuel(MMBtu) 52,992

0.80

0.15
16.25
7000.00
275.00

1.50

10.00

75.00

2.76




CONTINGENCY FACTORS
CTCC - West."G"

Iltem/Description

COAL & SORBENT HANDLING

COAL & SORBENT PREP & FEED
FEEDWATER & MISC. BOP SYSTEMS
GASIFIER & ACCESSORIES

Gasifier & Auxiliaries(Destec)

High Temperature Cooling

ASU/Oxidant Compression

Other Gasification Equipment

HOT GAS CLEANUP & PIPING
COMBUSTION TURBINE/ACCESSORIES
Combustion Turbine Generator
Combustion Turbine Accessories

HRSG, DUCTING & STACK

Heat Recovery Steam Generator

HRSG Accessories, Ductwork and Stack
STEAM TURBINE GENERATOR

Steam TG & Accessories

Turbine Plant Auxiliaries and Steam Piping
COOLING WATER SYSTEM
ASH/SPENT SORBENT HANDLING SYS
ACCESSORY ELECTRIC PLANT
INSTRUMENTATION & CONTROL
IMPROVEMENTS TO SITE

BUILDINGS & STRUCTURES

Contingency Factors(%)

%Process %Project

213

5.0

30.0

5.0

16.9

5.0
14.2

20.1

14.7

16.5

30.0

20.0




MAINTENANCE FACTORS
CTCC - West."G"

Item/Description

COAL & SORBENT HANDLING

COAL & SORBENT PREP & FEED
FEEDWATER & MISC. BOP SYSTEMS
GASIFIER & ACCESSORIES

Gasifier & Auxiliaries(Destec)

High Temperature Cooling

ASU/Oxidant Compression

Other Gasification Equipment

HOT GAS CLEANUP & PIPING
COMBUSTION TURBINE/ACCESSORIES
Combustion Turbine Generator
Combustion Turbine Accessories

HRSG,V DUCTING & STACK

Heat Recovery Steam Generator

HRSG Accessories, Ductwork and Stack
STEAM TURBINE GENERATOR

Steam TG & Accessories

Turbine Plant Auxiliaries and Steam Piping
COOLING WATER SYSTEM
ASH/SPENT SORBENT HANDLING SYS
ACCESSORY ELECTRIC PLANT
INSTRUMENTATION & CONTROL
IMPROVEMENTS TO SITE

BUILDINGS & STRUCTURES

Maintenance
%

1.9

6.0

0.5

2.0

1.5

1.5
1.7

1.3

1.5
1.6
1.2

1.4




Pulverized Coal-Fired Supercritical Plant - 400 MWe

Economic and Financial Results



CAPITAL INVESTMENT & REVENUE REQUIREMENT SUMMARY

TITLE/DEFINITION
Case: SC Pulverized Coal
Plant Size: 404.1 (MW,net) HeatRate: 8,520 (Btu/kWh)
Primary/Secondary Fuel(type): llinois #6 Cost: 1.27 ($/MMBtu)
Design/Construction: 3 (years) BookLife: 20 (years)
TPC(Plant Cost) Year: 1999 (Jan.) TPI Year: 2005 (Jan.)
Capacity Factor: 85 (%)

CAPITAL INVESTMENT $x1000 $/kW
Process Capital & Facilities 379,646 939.6
Engineering(incl.C.M.,H.O.& Fee) 30,372 75.2
Process Contingency
Project Contingency 57,506 142.3

TOTAL PLANT COST(TPC) $467,524 11571
TOTAL CASH EXPENDED $467,524
AFDC $43,533
TOTAL PLANT INVESTMENT(TPI) $511,056 1264.8
Royalty Allowance
Preproduction Costs 12,468 30.9
Inventory Capital 4,237 10.5
Initial Catalyst & Chemicals(w/equip.)
Land Cost 450 1.1
TOTAL CAPITAL REQUIREMENT(TCR) $528,211 1307.3
PERATIN MAINTENANCE COSTS (1999 Dollars $x1000 [KW-yr
Operating Labor 3,871 9.6
Maintenance Labor 2,122 5.3
Maintenance Material 3,183 7.9
Administrative & Support Labor 1,498 37
TOTAL OPERATION & MAINTENANCE $10,675 26.4
FIXED O & M 22.46 $/kW-yr
VARIABLE O & M 0.05 ¢/kWh

CONSUMABLE OPERATING COSTS,less Fuel (1999 Dollars) $x1000 /kWh
Water 1,207 0.04
Chemicals 2,352 0.08
Other Consumables
Waste Disposal 2,779 0.09

TOTAL CONSUMABLE OPERATING COSTS $6,338 0.21

BY-PRODUCT CREDITS (1999 Dollars)

FUEL COST (1999 Dollars) $32,554 1.08

1st Year (2005 $) Levelized (10th.Year $)

PRODUCTION COST SUMMARY /kWh ¢/kWh
Fixed O & M 22.5/kW-yr 0.30| 22.5/kw-yr 0.30
Variable O & M 0.05 0.05
Consumables 0.21 0.21
By-product Credit
Fuel 1.00 0.93

TOTAL PRODUCTION COST 1.56 1.50

LEVELIZED CARRYING CHARGES(Capital) 197.4/kW-yr 2.65

LEVELIZED (10th.Year) BUSBAR COST OF POWER 415




ESTIMATE BASIS/FINANCIAL CRITERIA for REVENUE REQUIREMENT CALCULATIONS

GENERAL DATA/CHARACTERISTICS
Case Title:
Unit Size:/Plant Size:
Location:
Fuel: Primary/Secondary

Energy From Primary/Secondary Fuels

Levelized Capacity Factor / Preproduction(equivalent months):

Capital Cost Year Dollars (Reference Year Dollars):

Delivered Cost of Primary/Secondary Fuel
Design/Construction Period:
Plant Startup Date (1st. Year Dollars):
Land Area/Unit Cost
FINANCIAL CRITERIA
Project Book Life:
Book Salvage Value:
Project Tax Life:
Tax Depreciation Method:
Property Tax Rate:
Insurance Tax Rate:
Federal Income Tax Rate:
State Income Tax Rate:
Investment Tax Credit/% Eligible
Economic Basis:
Capital Structure
Common Equity
Preferred Stock

Debt
Weighted Cost of Capital:(after tax)

Escalation Rates

SC Pulverized Coal

404.1 MW, net 404.1 MWe
Middletown, USA
llinois #6

8,520 Btu/kWh Btu/kWh

85 % 1 months
1999 (January)
1.27 $/MBtu $/MBtu
3 years

2005 (January)
300 acre $1,500 /acre
20 years
%
20 years
Accel. based on ACRS Class
1.0 % per year
1.0 % per year
34.0 %
6.0 %
% %

10th.Year Constant Dollars

% of Total Cost(%)
20 16.5
80 6.3
6.4 %
Over Book Life 1999 to 2005
General % per year % per year
Primary Fuel -1.4 % per year -1.34 % per year

Secondary Fuel 0.7 % per year 1.07 % per year




Client: DEPARTMENT OF ENERGY Report Date: 23-Jul-99
Project: TASK 9-3 CCT Evaluation Guide 01:00 PM
TOTAL PLANT COST SUMMARY
Case: SC Pulverized Coal
Plant Size: 404.1 MW, net Estimate Type: Conceptual CostBase (Jan) 1999  ($x1000)
Acct Equipment | Material | Labor Bare Erected | Eng'g CM | Contingencies TOTAL PLANT COST
No. Item/Description Cost Cost | Direct | Indirect | Tax Cost$ |H.O.&Fee| Process | Project $ [ $ew
1 COAL & SORBENT HANDLING
1.1 Coal Receive & Unload 2,767 1,553 109 $4,429 354 957 $5,740 14
1.2 Coal Stackout & Reclaim 3,576 996 70 $4,642 371 1,003 $6,016 15
1.3 Coal Conveyors & Yd Crush 3,325 985 69 $4,379 350 946 $5,676 14
1.4 Other Coal Handling 870 228 16 $1,114 89 241 $1,444 4
1.5 Sorbent Receive & Unload 67 25 2 $94 7 20 $121 0
1.6 Sorbent Stackout & Reclaim
1.7 Sorbent Conveyors 552 166 12 $730 58 158 $947 2
1.8 Other Sorbent Handling
1.9 Coal & Sorbent Hnd.Foundations 3,363 4,790 335 $8,488 679 2,292 $11,459 28
SUBTOTAL 1 $11,158 $3,363 $8,744 $612 $23,877 $1,910 $5,616 $31,402 78
2 COAL & SORBENT PREP & FEED
2.1 Coal Crushing & Drying 939 225 16 $1,179 94 255 $1,528 4
2.2 Coal Conveyor / Storage 5,656 1,490 104 $7,151 572 1,545 $9,267 23
2.3 Coal Injection System
2.4 Misc.Coal Prep & Feed
2.5 Sorbent Prep Equipment
2.6 Sorbent Storage & Feed 214 724 51 $989 79 214 $1,281 3
2.7 Sorbent Injection System
2.8 Booster Air Supply System
2.9 Coal & Sorbent Feed Foundation
SUBTOTAL 2. $6,708 $2,439 $171 $9,318 $745 $2,013 $12,077 30
3 FEEDWATER & MISC. BOP SYSTEMS
3.1 FeedwaterSystem 4,545 1,473 103 $6,121 490 992 $7,603 19
3.2 Water Makeup & Pretreating 1,350 487 34 $1,871 150 404 $2,425 6
3.3 Other Feedwater Subsystems 3,496 1,267 89 $4,852 388 1,048 $6,288 16
3.4 Service Water Systems 259 161 11 $432 35 93 $560 1
3.5 Other Boiler Plant Systems 1,873 1,578 110 $3,562 285 962 $4,808 12
3.6 FO Supply Sys & Nat Gas 134 198 14 $345 28 75 $447 1
3.7 Waste Treatment Equipment 982 585 41 $1,607 129 347 $2,083 5
3.8 Misc. Power Plant Equipment 1,590 536 38 $2,163 173 701 $3,038 8
SUBTOTAL 3. $14,228 $6,285 $440 $20,953 $1,676 $4,621 $27,250 67
4 PC BOILER & ACCESSORIES
4.1 PC Boiler 52,098 20,335 1,423 $73,857 5,909 3,988 $83,753 207
4.2 Open
4.3 Open
4.4 Interconnecting Pipe w/4.1 w/4.1
4.5 Primary Air System w/4.1 w/4.1
4.6 Secondary Air System w/4.1 w/4.1
4.8 Major Component Rigging wi4.1 wi/4.1
4.9 PC Foundations w/14.1 w/14.1
SUBTOTAL 4. $52,098 $20,335 $1,423 $73,857 $5,909 $3,988 $83,753 207




Client: DEPARTMENT OF ENERGY Report Date: 23-Jul-99
Project: TASK 9-3 CCT Evaluation Guide 01:00 PM
TOTAL PLANT COST SUMMARY
Case: SC Pulverized Coal
Plant Size: 404.1 MW,net Estimate Type: Conceptual Cost Base (Jan) 1999 ($x1000)
Acct Equipment | Material | Labor |Sales|Bare Erected | Eng'g CM | Contingencies TOTAL PLANT COST
No. Item/Description Cost Cost | Direct | Indirect | Tax Cost$ |H.O.&Fee| Process | Project $ [ $rkwW
5 FLUE GAS CLEANUP
5.1 Absorber Vessels & Accessories 19,060 4,526 317 $23,903 1,912 3,872 $29,687 73
5.2 Other FGD 1,488 1,860 130 $3,478 278 563 $4,319 1
5.3 ESP & Accessories 11,648 5,276 369 $17,294 1,383 1,868 $20,545 51
5.4 Other ESP 3,384 5,911 414 $9,708 777 1,049 $11,534 29
5.5 Gypsum Dewatering System 3,442 645 45 $4,133 331 669 $5,133 13
5.6 Open
5.9 Open
SUBTOTAL 5 $39,022 $18,218 $1,275 $58,515 $4,681 $8,021 $71,217 176
6 COMBUSTION TURBINE/ACCESSORIES
6.1 Combustion Turbine Generator N/A N/A
6.2 Combustion Turbine Accessories N/A N/A
6.3 Compressed Air Piping
6.9 Combustion Turbine Foundations
SUBTOTAL 6
7 HRSG, DUCTING & STACK
7.1 Heat Recovery Steam Generator N/A N/A
7.2 HRSG Accessories
7.3 Ductwork 7,474 4,550 318 $12,343 987 2,666 $15,996 40
7.4 Stack 4,936 3,186 223 $8,345 668 1,352 $10,365 26
7.9 HRSG,Duct & Stack Foundations 277 355 25 $656 53 177 $886 2
SUBTOTAL 7. $12,410 $277 $8,091 $566 $21,344 $1,708 $4,195 $27,247 67
8 STEAM TURBINE GENERATOR
8.1 Steam TG & Accessories 33,348 5,607 393 $39,348 3,148 2,125 $44,621 110
8.2 Turbine Plant Auxiliaries 187 441 31 $659 53 107 $818 2
8.3 Condenser & Auxiliaries 4,809 1,358 95 $6,262 501 676 $7,439 18
8.4 Steam Piping 6,827 3,671 257 $10,755 860 1,162 $12,777 32
8.9 TG Foundations 360 1,147 80 $1,588 127 429 $2,144 5
SUBTOTAL 8. $45,171 $360  $12,225 $856 $58,612 $4,689 $4,498 $67,799 168
9 COOLING WATER SYSTEM
9.1 Cooling Towers 6,191 1,402 98 $7,691 615 1,246 $9,552 24
9.2 Circulating Water Pumps 905 89 6 $1,000 80 108 $1,188 3
9.3 Circ.Water System Auxiliaries 110 16 1 $128 10 28 $166 0
9.4 Circ.Water Piping 2,147 2,462 172 $4,781 382 1,291 $6,455 16
9.5 Make-up Water System 246 376 26 $649 52 175 $877 2
9.6 Component Cooling Water Sys 238 216 15 $469 38 101 $608 2
9.9 Circ.Water System Foundations 1,594 2,859 200 $4,653 372 1,256 $6,281 16
SUBTOTAL 9 $7,691 $3,740 $7,420 $519 $19,370 $1,550 $4,205 $25,125 62
10 ASH/SPENT SORBENT HANDLING SYS
10.1 Ash Coolers N/A N/A
10.2 Cyclone Ash Letdown N/A N/A
10.3 HGCU Ash Letdown N/A N/A
10.4 High Temperature Ash Piping N/A N/A
10.5 Other Ash Recovery Equipment N/A N/A
10.6 Ash Storage Silos 168 571 40 $779 62 126 $967 2
10.7 Ash Transport & Feed Equipment 5,687 10,246 717 $16,651 1,332 4,496 $22,478 56
10.8 Misc. Ash Handling Equipment
10.9 Ash/Spent Sorbent Foundation 78 104 7 $189 15 51 $255 1
SUBTOTAL 10. $5,855 $78  $10,920 $764 $17,618 $1,409 $4,673 $23,700 59




Client: DEPARTMENT OF ENERGY Report Date: 23-Jul-99
Project: TASK 9-3 CCT Evaluation Guide 01:00 PM
TOTAL PLANT COST SUMMARY
Case: SC Pulverized Coal
Plant Size: 404.1 MW, net Estimate Type: Conceptual Cost Base (Jan) 1999 ($x1000)
Acct Equipment | Material | Labor Bare Erected| Eng'g CM | __ Contingencies TOTAL PLANT COST
No. Item/Description Cost Cost | Direct | Indirect | Tax Cost$ |H.O.&Fee| Process | Project $ [ $/kwW
11 ACCESSORY ELECTRIC PLANT
11.1 Generator Equipment 1,433 230 16 $1,679 134 181 $1,994 5
11.2 Station Service Equipment 2,626 854 60 $3,540 283 382 $4,205 10
11.3 Switchgear & Motor Control 2,794 579 41 $3,413 273 553 $4,239 10
11.4 Conduit & Cable Tray 1,262 4,005 280 $5,548 444 1,198 $7,190 18
11.5 Wire & Cable 1,355 1,369 96 $2,819 226 609 $3,654 9
11.6 Protective Equipment 102 342 24 $468 37 51 $556 1
11.7 Standby Equipment 264 6 0 $270 22 29 $321 1
11.8 Main Power Transformers 2,575 121 8 $2,704 216 292 $3,213 8
11.9 Electrical Foundations 164 457 32 $652 52 176 $881 2
SUBTOTAL 11. $9,793 $2,781 $7,963 $557 $21,094 $1,688 $3,472 $26,254 65
12 INSTRUMENTATION & CONTROL
12.1 PC Control Equipment w/12.7 w/12.7
12.2 Combustion Turbine Control N/A N/A
12.3 Steam Turbine Control w/8.1 w/8.1
12.4 Other Major Component Control
12.5 Signal Processing Equipment Wwr12.7 w/12.7
12.6 Control Boards,Panels & Racks 117 69 5 $191 15 31 $238 1
12.7 Computer & Accessories 4,667 138 10 $4,815 385 520 $5,720 14
12.8 Instrument Wiring & Tubing 1,457 4,577 320 $6,354 508 1,372 $8,235 20
12.9 Other | & C Equipment 859 386 27 $1,272 102 343 $1,717 4
SUBTOTAL 12 $7,100 $5,170 $362 $12,632 $1,011 $2,267 $15,910 39
13 IMPROVEMENTS TO SITE
13.1 Site Preparation 32 640 45 $717 57 232 $1,007 2
13.2 Site Improvements 1,057 1,321 92 $2,470 198 800 $3,468 9
13.3 Site Facilities 1,895 1,879 132 $3,905 312 1,265 $5,483 14
SUBTOTAL 13 $1,895 $1,089 $3,840 $269 $7,093 $567 $2,298 $9,958 25
14 BUILDINGS & STRUCTURES
14.1 Boiler Building 10,738 11,386 797 $22,922 1,834 4,951 $29,706 74
14.2 Turbine Building 3,226 5,179 363 $8,768 701 1,894 $11,363 28
14.3 Administration Building 326 416 29 $771 62 167 $1,000 2
14.4 Circulation Water Pumphouse 23 22 2 $47 4 10 $61 0
14.5 Water Treatment Buildings 227 226 16 $468 37 101 $607 2
14.6 Machine Shop 291 236 17 $543 43 117 $704 2
14.7 Warehouse 197 238 17 $452 36 98 $586 1
14.8 Other Buildings & Structures 121 124 9 $254 20 55 $329 1
14.9 Waste Treating Building & Str. 231 847 59 $1,137 91 246 $1,474 4
SUBTOTAL 14. $15,382  $18,674 $1,307 $35,363 $2,829 $7,638 $45830 113
TOTAL COST|  $213,129  $27,070 $130,325 $9,123 $379,646| $30,372 $57,506 $467,524 1157




OPERATING LABOR REQUIREMENTS
SC Pulverized Coal

Operating Labor Rate(base): 26.15 $/hour
Operating Labor Burden: 30.00 % of base
Labor O-H Charge Rate: 25.00 % of labor
Operating Labor Requirements(O.J.)per Shift: Total
_ Category 1 unit/mod. Plant
Skilled Operator 2.0 2.0
Operator 8.0 8.0
Foreman 1.0 1.0
Lab Tech's, etc. 2.0 2.0
TOTAL-O.J.'s 13.0 13.0
CONSUMABLES, BY-PRODUCTS & FUELS DATA
SC Pulverized Coal
Consumption Unit
Item/Description Initial /Day Cost
Water(/1000 gallons) 4,864 0.80
Chemicals*
MU & WT Chem.(lbs)** 353,173 11,772 0.15
Limestone (ton)** 10,822 360.7 16.25
Z Sorb (Ibs)** 3.50
Nahcolite(ton)** 275.00
Other
Supplemental Fuel(MBtu)**
Gases,N2 etc.(/100scf)
L.P. Steam(/1000 pounds)
Waste Disposal
Sludge(ton) 453 12.00
Ash(ton) 352 10.00
By-products & Emissions
Total By-products
Fuel(ton) 3,541 29.63




CONTINGENCY FACTORS
SC Pulverized Coal

Iltem/Description

COAL & SORBENT HANDLING

COAL & SORBENT PREP & FEED
FEEDWATER & MISC. BOP SYSTEMS
PC BOILER & ACCESSORIES

PC Boiler

Open

Open

Secondary Air System

FLUE GAS CLEANUP

COMBUSTION TURBINE/ACCESSORIES
Combustion Turbine Generator
Combustion Turbine Accessories

HRSG, DUCTING & STACK

Heat Recovery Steam Generator

HRSG Accessories, Ductwork and Stack
STEAM TURBINE GENERATOR

Steam TG & Accessories

Turbine Plant Auxiliaries and Steam Piping
COOLING WATER SYSTEM
ASH/SPENT SORBENT HANDLING SYS
ACCESSORY ELECTRIC PLANT
INSTRUMENTATION & CONTROL
IMPROVEMENTS TO SITE

BUILDINGS & STRUCTURES

Contingency Factors(%)

%Process  %Project

21.8
20.0

20.4

5.0

12.7

18.2

5.0

20.1

24.6

15.2

16.6

30.0

20.0




MAINTENANCE FACTORS
SC Pulverized Coal

Item/Description

COAL & SORBENT HANDLING

COAL & SORBENT PREP & FEED
FEEDWATER & MISC. BOP SYSTEMS
PC BOILER & ACCESSORIES

PC Boiler

Open

Open

Secondary Air System

FLUE GAS CLEANUP

COMBUSTION TURBINE/ACCESSORIES
Combustion Turbine Generator
Combustion Turbine Accessories

HRSG, DUCTING & STACK

Heat Recovery Steam Generator

HRSG Accessories, Ductwork and Stack
STEAM TURBINE GENERATOR

Steam TG & Accessories

Turbine Plant Auxiliaries and Steam Piping
COOLING WATER SYSTEM
ASH/SPENT SORBENT HANDLING SYS
ACCESSORY ELECTRIC PLANT
INSTRUMENTATION & CONTROL
IMPROVEMENTS TO SITE

BUILDINGS & STRUCTURES

Maintenance
%
2.0

3.9

2.2

3.5

3.7

1.1

4.0
1.2
3.0
1.3
1.6
0.6

1.4
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RANGE ESTIMATING PROGRAM
OVERVIEW

Range estimating is a decision-making technology. It is a synergistic blend of Monte Carlo
simulation, sensitivity analysis, heuristics, and proprietary algorithms for quantifying the
uncertainties in estimating. The result is the determination of the probability of exceeding the
targeted bottom line of a project and a prioritized ranking of all the project’s critical elements
according to their respective contributions to overall risk and opportunity.

During the seven-year period between 1968 and 1974, Decision Sciences Corporation worked with
numerous corporations from a host of industries to develop a scientific and practical way for making
decisions involving risk. From its original and extensive work in this area, Decision Sciences
formulated and developed the technology called "Range Estimating," which was first reported in the
technical literature in 1975. Since its introduction, this new technology has been expanded and
improved upon by Decision Sciences and has been extremely effective in thousands of decisions
involving risk, from the fairly small up to many multi-billion dollar projects. An integral part of this
progress was Decision Sciences’ development of a computer program incorporating all aspects of
range estimating. It is called the "Range Estimating Program" (REP).

Predicting numerical values for future events is a way of life in most organizations. Nearly everyone
is on the "estimating merry-go-round" forecasting and re-forecasting costs, profits, return on
investment, and other performance criteria. All too often, however, the actual result differs
significantly from the estimate. This difference is generally attributed to the vagaries of modern
business, and rightly so. But this is simply an admission that conventional techniques of estimating
are often incapable of coping with real world problems.

The reason for this deficiency is fundamental. With most conventional estimating methods, the
forecast of each element in the estimate must ultimately be represented as a single number, even
though management may know beforehand that thousands of other values are possible. If there are
more than a few such elements, the number of possible ways in which they can combine and cascade
to the bottom line defies conventional analysis.

The long-standing and repeated use of REP by hundreds of companies over the broadest of
applications vividly demonstrates the soundness of range estimating as a decision-making technology
and the effectiveness of REP in bringing that technology to the decision-maker in a very practical
manner. REP provides information not available with conventional estimating methods. It is a
powerful estimating tool that enables you to "look into the future" to determine the probability of
achieving the bottom line target of your project. The following is a representative list of industries
in which REP is being applied to solve varied types of problems:
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e Chemical ¢ Gambling o Pharmaceuticals
 Construction ¢ Government  Pipeline

» Defense e Health ¢ Resort

e Education ¢ Insurance ¢ Shoe

* Electronics e Manufacturing o Steel

* Engineering ¢ Mining e Textiles

¢ Entertainment e Oil and gas  Transportation
¢ Food ¢ Paper products o Utilities

The following is a partial list of problems to which REP is being applied:

e Conceptual cost estimating * Mergers and acquisitions
¢ Detailed cost estimating * Capital expenditures

¢ Project management * Profit planning

¢ Engineering design * Budgetary control

¢ Competitive bidding * New product evaluation
¢ Research and development * Advertising effectiveness

Given the range of possible occurrences for each critical item in your project, REP simulates its
outcome 1,000 times to derive the following decision-oriented statistics:

e Degree of criticality of each major item in the project

« Entire spectrum of potential bottom line results

¢ Minimum potential bottom line

¢ Maximum potential bottom line

* Probability of achieving targeted bottom line

e Problems and opportunities ranked in order of importance
¢ Required contingency

e Answers to "what if" questions

¢ Other data vital to decision-making

CONCEPTS

Of necessity, the range estimating technology requires the introduction of new terms and, in some
cases, new definitions of old ones. The primary purposes of this section are to introduce and
explain the new terms and, where necessary, redefine old ones.

CATEGORY OF PROJECT ("PROFIT" OR "EXPENSE")

The primary performance measure of a project, its "bottom line," serves to categorize it either as
a "profit" or "expense" type of project. If increasingly larger values of the bottom line are desirable
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from a management point of view, it is categorized as a "profit" type project. Examples of profit
type projects are those whose bottom lines measure such items as total sales dollars, total gross
profit dollars, net profit before taxes, net profit after taxes, return on investment, and earnings per
share. Conversely, if increasingly larger values of the project’s bottom line are undesirable from a
management point of view, it is categorized as an "expense" type of project. Examples of expense
type projects are those whose bottom lines measure such items as total cost of the project, total
general and administrative expenses, man-hours, and total manufacturing costs.

CATEGORY OF ELEMENT ("PROFIT" OR "EXPENSE")

All elements in the project are categorized in a similar fashion. If increasingly larger values of the
element are desirable, the element is categorized as a "profit" type of element. Examples of profit
type elements are selling price per unit, market share, gross profit or margin per unit, and labor
productivity. Conversely, if increasingly larger values of the element are undesirable, it is
categorized as an "expense" type of element. Examples of expense type elements are manufacturing
cost per unit, hourly labor rate, labor hours, takeoff quantity, purchased cost of material, equipment
rental, and the cost of subcontracting an item.

CLASS OF ESTIMATE ("DETAILED" OR "CONCEPTUAL")

Each project is classified according to its type of estimate. If its estimate is the result of detailed
studies of many or most of its major parts, it is classified as a "detailed" estimate. If its estimate
was compiled in any other manner, it should be classified as a "conceptual" estimate.

CRITICAL VARIANCE OF THE BOTTOM LINE

The critical variance of the bottom line is defined as the maximum acceptable change from the
targeted bottom line attributable to any one element of the project. Its relative value is determined
by category of project, class of estimate, and empirical evidence gathered from many different types
and sizes of projects to which range estimating has been applied over the years. These relative
critical variances of the bottom line are given in the following table.

Expense Profit

Project Project
Detailed Estimate: 0.2% 2.0%
Conceptual Estimate: 0.5% 5.0%
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Thus, if the project is in the expense category, and its estimate is in the detailed class, the critical
variance of its bottom line is 0.2 percent of its targeted bottom line. If its targeted bottom line is
$10,000,000, then the critical variance of its bottom line is $20,000.

CRITICAL VARIANCE OF AN ELEMENT

The critical variance of an element is the amount the element must vary from its target estimate,
while all other elements are held constant, to change the bottom line by an amount equal to the
critical variance of the bottom line. The critical variance of an element is stated in the unit of
measure of the element. Assume the critical variance of the bottom line is $20,000 as shown in the
example above and that an element referred to as "Labor Rate" has a target estimate of $12.00 per
hour and a critical variance of $0.34 per hour. This means that if the labor rate varies from its
target estimate, either favorably or unfavorably, by an amount equal to 34 cents per hour, the result
will be a $20,000 change in the project’s bottom line. '

CRITICAL ELEMENT

It is important to realize that an element’s critical variance exists quite apart from the potential
degree of performance of the element. That is, the element’s critical variance may or may not
represent a degree of departure from its target estimate, which is possible in the real world. It is
this very quality of possibility or impossibility which determines whether the element is critical or
noncritical. If it is possible that the actual performance of the element can vary from its target
estimate, either favorably or unfavorably, by an amount greater than its critical variance, then that
element is defined as a critical element. Conversely, if it is impossible for the actual performance
of the element to vary, favorably or unfavorably, from its target estimate by an amount greater than
its critical variance it is defined as a noncritical element.

PARETO’S LAW

Pareto’s law states that, as a general rule, a relatively small number of elements in a population will
collectively account for a very large percentage of the overall measure of the population. For
example, a fairly small percentage of people account for a very large percentage of the total
personal wealth. Similarly, a fairly small percentage of items in an inventory will collectively account
for a very large part of the total dollar value of the inventory. This phenomenon is often referred
to as the "80/20 rule," the implication being that a rather large portion (e.g., 80 percent) of the
overall measure of the population can be attributed to a rather small portion (e.g., 20 percent) of
its elements.

There is an abundance of real world examples of Pareto’s law, and the area of project estimating

is no exception. In fact, there are several different ways in which the Pareto effect manifests itself.
The most obvious case is the fact that a relatively small number of elements in a project collectively
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account for a very large portion of its bottom line. Another example: a relatively small number
of elements will create the majority of problems for management.

The example of paramount importance is simply this: a fairly small number of elements in a project
will collectively account for the greatest portion of the total potential VARIABILITY of its bottom
line. It is this bottom line variability, of course, which sets up the primary uncertainty in all project
estimates. Note that, in this all important example of Pareto’s law, those relatively few elements
which account for the greatest portion of bottom line variability are, by the definition previously
stated, "critical" elements. Thus, a very large percentage of the total uncertainty in a project is
accounted for in the fairly small number of critical elements. In effect, this makes the problem
manageable: relatively few items qualify as critical elements. Thus, relatively few require scrutiny
and constant vigilance. All of the other project elements (the noncriticals) deserve no more
attention than they normally receive: the future performance of each can adequately be assessed
with the conventional single-point "best estimate."

THE RANGE

The manner in which we provide data depends upon the element’s criticality. A range of possible
values is assigned to each critical element of the project. The single-value estimate from the
conventional estimate becomes the target estimate. In addition to the target estimate, the other
components of the range are the lowest estimate, the highest estimate, and the probability factor.

The range is determined by specifying the lowest and highest values that the element can possibly
assume. Since we are attempting to capture the reality of the future as we assess the range, the low
and high should be relatively improbable numbers -- so improbable, in fact, that there is only a
1 percent chance that the actual value could materialize higher than the high and a 1 percent chance
that the actual value could materialize lower than the low. The range must necessarily be broad
to allow for all that might occur to the individual critical element.

When conventionally estimating the future outcome of a line item such as Labor Cost, for example,
we are attempting to forecast the outcomes of all the factors that could possibly impinge upon the
outcome of Labor Cost. We are, in essence, forecasting scope, productivity, labor rates, interest
rates, weather, rework, material shortages, and other indefinable factors and their relationship to
Labor Cost.

It is obviously not feasible to forecast each of these factors as we estimate Labor Cost. What is
feasible is to consider these factors at their best case and worst case. For example, if all the factors
that could impact Labor Cost were to collectively combine at their worst case, what would be their
net effect on Labor Cost? In essence, what is called for is the most pessimistic assessment of Labor
Cost, given the scenario painted by the worst case outcome of all the relevant factors. This highest
estimate for Labor Cost would be a highly unlikely value because of the extremely low probability
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of all factors materializing at their worst case. Next, if we consider the outcome for Labor Cost,
if all the relevant factors were to materialize at their best case, this optimistic scenario would
produce the lowest estimate.

The span of possible values between these two boundaries defines the range for Labor Cost.
Embedded within this range is the conventional single-point estimate -- the target estimate. This
range reflects the degree of uncertainty about a given line item. If we knew very little about the
item, the range would necessarily be broad to maintain a high degree of confidence that the actual
value will materialize within the prescribed range. Conversely, if we knew everything about this one
line item (no uncertainty), the range would be non-existent, and the conventional, single-point
estimate would suffice.

The noncritical elements of the project can be handled in one of two ways. You may enter them
as individual "frozen" elements or you may combine elements of like description into an "all other"
category. For example, if there were a total of ten labor items in the conventional estimate, perhaps
three of them would prove to be truly critical. The remaining seven items could be grouped as one
element of the range estimate and called "All Other Labor Items." This single element is typically
frozen, but if there is sufficient possible variation of the seven labor items as a group to change the
bottom line by the critical variance, then this grouped element may become a critical element to be
ranged.

Whatever resources are available to you in the determination of the conventional single-point
estimate will also serve to provide the data required for Range Estimating. If the source of your
data is a computerized historical database, that source can also provide the lowest and highest
estimates as well as the probability factor. If the conventional, single-point estimate is a subjective
assessment, based on experience, that experience can also serve to provide the lowest and highest
estimates as well as the probability factor.

TARGET ESTIMATE - The target estimate is equivalent to the conventional single-value estimate
of an element. The target estimate divides the range into two sections: favorable and unfavorable.
If the element in question is a cost element, the value equal to or less than target is considered
favorable. Any value greater than the target value of a cost element is considered unfavorable.
Obviously, the reverse is true for a profit element.

LOWEST ESTIMATE - The lowest estimate is the most optimistic value you can imagine for a cost
element (or the most pessimistic value you can imagine for a profit element), taking into account
all foreseeable circumstances. It should represent a performance level below which the element is
not reasonably expected to fall.
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HIGHEST ESTIMATE - The highest estimate is the most pessimistic value you can imagine for
a cost element (or the most optimistic value you can imagine for a profit element). It should
represent a performance level above which the element is not reasonably expected to rise.

FROZEN ESTIMATE - Many elements of a project are not subject to sufficient uncertainty to be
ranged. These noncritical elements of low uncertainty are best handled by a frozen estimate. There
is no need to supply a lowest estimate, highest estimate, or probability factor for frozen elements.
It is permissible to freeze an element at a value other than the target value. For instance, the
portion of a project represented by a given element may be complete and the actual cost known.
In this case, the frozen estimate would be the actual value and the target estimate would remain
unchanged.

PROBABILITY FACTOR - The probability factor, expressed as a percent, is the probability that
the actual value of an element will materialize between the lowest estimate and the target estimate.
If the element is a cost element, the probability factor is your assessment of the chance of the actual
value materializing in the favorable portion of the range -- at or below the target value. In the case
of a profit element, it is your assessment of the chances that the actual value will materialize in the
unfavorable portion of the range -- below the target value. It is an expression of the relative degree
of optimism or pessimism about the target value. The probability factor must be expressed as a
multiple of 5%.

The process of subjective determination of the probability factor is, in reality, a series of decisions
that determines its value. The first decision is whether you are optimistic, pessimistic, or ambivalent
about an element’s expected performance. If the element is a cost element, for example, the choices
are:

Pessimism - Probability factor 0 to 45
Ambivalence - Probability factor 50
Optimism - Probability factor 55 to 100

If you are pessimistic about the expected performance of the cost element, the next decision is the
degree of pessimism.

Degree of Pessimism Probability Factor
Absolute 0
Extreme 5-15
Moderate 20 -30
Slight 35-45
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IGCC

Name and Title

U.S. Department of Energy Contacts
Victor Der, Product Line Director, Office of
Power Systems

George E. Lynch, Portfolio Manager,
Gasification Power Systems

Stewart J. Clayton, Program Manager, IGCC
James U. Watts, Project Manager

Leo E. Makovsky, Project Manager

Gary J. Stiegel, IGCC Product Manager

Industry Stakeholder Contacts

Jeffery W. Hill, Director Power Generation
Sherry Dawes, Production Manager
Sierra Pacific Power Company

Dr. Eric Moorehead, VP, Technology
Development

Rod C. Camper, Sales Manager

The M.W. Kellogg Company

Donald E. Pless, Director, Advanced
Technology
Tampa Electric Company

Phil Amick, VP, Commercial Development
Global Energy Inc.

Jack Stultz, Plant Operations Manager -
Repowering
PSI Energy, Inc.

Douglas M. Todd, Program Manager
General Electric Company

Telephone and Fax

301-903-2700,
-2713 fax

301-903-9451,
-9438 fax

301-903-9429
412-386-5991
412-386-5814

412-386-4499,
-4822 fax

775-834-5650,
-5704 fax
702-343-0816,
-0415 fax

713-753-2000,
-5353 fax

813-228-1111, x46201
813-641-5300 fax

713-374-7252,
-7279 fax

812-535-2451,
-2480 fax

518-385-3791
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E-mail Address

victor.der@hgq.doe.gov

george.lynch@hq.doe.gov

stewart.clayton@hgq.doe.gov
watts@netl.doe.gov
makovsky@netl.doe.gov
stiegel@netl.doe.gov

Jhill@sppc.com
sherry@sppco.sppco.com

eric.moorehead@mwk.com

roddy.camper@mwk.com

depless@tecoenergy.com

pramick@globalenergyinc.com

gjstultz@cinergy.com

douglas.todd@ps.ge.com

December 1999



PFBC

Name and Title
U.S. Department of Energy Contacts

Robert W. Travers, P.E.
Program Manager, PFBC

Robert J. Wright, Portfolio Manager,
Combustion Systems

Nelson F. Rekos, Combustion Systems
Product Manager

Donald L. Bonk
Project Manager, CCT Programs

Donald W. Geiling
Project Manager, CCT Programs

Industry Stakeholder Contacts

Jerry D. Burkett, P.E., VP, International BD
PFBC Power Plants Division
ABB Power Generation Inc.

David H. Pai, Ph.D., President and CEO
Foster Wheeler Development Corp.

Alfred M. Dodd, P.E., Project Director
Tom Trickey, Project Manager
Lakeland Electric

ATS

Name and Title
U.S. Department of Energy Contacts
Darren J. Mollot, Program Manager

Abbie W. Layne, Product Manager,
Advanced Turbine & Engine Systems

Kanwal Mahgjan, Project Manager
Richard A. Johnson, Project Manager
Industry Stakeholder Contacts

Thomas F. Chance, Program Manager
General Electric Company

Mark Krush, Program Manager
Siemens Westinghouse Power Corp.

Telephone and Fax

301-903-6166, -2713 fax

301-903-5471, -2713 fax

304-285-4066, -4403 fax

304-285-4889, -4469 fax

304-285-4784, -4403 fax

804-740-4772, -4217 fax

973-535-2309, -2242 fax

941-499-6461, -6344 fax
941-499-6477, -6344 fax

Telephone and Fax

202-586-0429, -7085 fax
304-285-4603, -4403 fax

304-285-4965, -4403 fax
304-285-4564, -4403 fax

518-385-2968, -4314 fax

407-281-5303, -5019 fax
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E-mail Address

robert.travers@hgq.doe.gov

robert.wright@hgq.doe.gov

nrekos@netl.doe.gov

dbonk@netl.doe.gov

dgeili@netl.doe.gov

pfbcusal @aol.com

dave _pai@fwc.com

adodd@city.lakeland.net
ttric@city.lakeland.net

E-mail Address

darren.j.mollot@hgq.doe.gov
alayne@netl.doe.gov

kmahaj@netl.doe.gov
rjohns@netl.doe.gov

chanceth@pssch.ps.ge.com

krushmp@notes.
westinghouse.com

December 1999
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